
Boiler 2 Daily Emissions Report
1/1/2016

Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.091 26.6 0.031 9.1 0.012 3.62
1 0.088 25.69 0.027 7.91 0.012 3.61
2 0.093 26.5 0.021 5.99 0.012 3.52
3 0.092 26.92 0.026 7.5 0.012 3.59
4 0.091 26.73 0.029 8.61 0.012 3.6
5 0.089 25.92 0.022 6.52 0.012 3.55
6 0.09 26.28 0.028 8.12 0.012 3.6
7 0.086 26.44 0.029 9.13 0.012 3.8
8 0.093 26.15 0.016 4.63 0.013 3.54
9 0.079 24.47 0.018 5.78 0.012 3.74

10 0.095 27.42 0.014 4.14 0.012 3.53
11 0.091 25.91 0.015 4.17 0.012 3.48
12 0.094 26.78 0.014 3.99 0.012 3.49
13 0.093 26.64 0.014 4.07 0.012 3.5
14 0.091 26.18 0.03 8.73 0.012 3.41
15 0.094 26.97 0.037 10.65 0.012 3.47
16 0.092 27.19 0.024 6.97 0.012 3.5
17 0.09 25.71 0.027 7.83 0.012 3.42
18 0.09 26.23 0.036 10.4 0.012 3.49
19 0.091 26.98 0.033 9.95 0.012 3.51
20 0.088 25.72 0.03 8.85 0.012 3.52
21 0.092 26.94 0.022 6.48 0.012 3.52
22 0.088 25.89 0.033 9.58 0.012 3.53
23 0.089 25.94 0.024 7.05 0.012 3.5

Average 0.09 0.025 0.012
Total 632.2 176.15 85
30-Day Rlng 0.092 0.029
365-Day Rlng 53097

1/2/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 27.31 0.036 10.81 0.012 3.55
1 0.09 26.81 0.029 8.69 0.012 3.55
2 0.087 25.77 0.024 7.14 0.012 3.54
3 0.091 27.09 0.031 9.15 0.012 3.53
4 0.089 26.55 0.029 8.66 0.012 3.55
5 0.089 25.19 0.029 8.22 0.012 3.52
6 Inval 3.34 Inval 1.85 Inval 3.91
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 DCal DCal DCal DCal DCal DCal
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down



14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Inval 3.88 Inval 2.7 Inval 8.87
17 Inval 4.84 Inval 3.37 Inval 13.64
18 Inval 5.02 Inval 3.49 Inval 9.19
19 Inval 8.8 Inval 3.63 Inval 4.33
20 0.258 13.73 0.056 3.1 0.049 2.71
21 0.272 18.05 0.04 2.68 0.037 2.49
22 OOR OOR 0.025 2.76 OOR OOR
23 0.24 47.87 0.015 3.27 0.013 2.81

Average 0.145 0.031 0.019
Total 264.25 79.52 69.2
30-Day Rlng 0.093 0.029
365-Day Rlng 52965

1/3/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 27.23 0.025 7.14 0.012 3.42
1 0.092 26.63 0.03 8.75 0.012 3.47
2 0.091 26.23 0.024 6.97 0.012 3.45
3 0.093 26.77 0.032 9.16 0.012 3.49
4 0.092 27.43 0.034 10.18 0.012 3.55
5 0.089 25.61 0.025 7.34 0.012 3.45
6 0.089 25.98 0.026 7.76 0.012 3.57
7 0.095 29.63 0.029 8.94 0.012 3.78
8 0.09 26.7 0.03 8.84 0.012 3.56
9 0.079 22.92 0.027 7.76 0.012 3.54

10 0.072 20.92 0.029 8.45 0.012 3.5
11 0.09 25.93 0.029 8.51 0.012 3.47
12 0.089 27.22 0.026 7.95 0.012 3.68
13 0.091 26.24 0.022 6.23 0.012 3.49
14 0.094 26.89 0.02 5.69 0.012 3.45
15 0.09 25.95 0.022 6.24 0.012 3.47
16 0.094 27.17 0.027 7.9 0.012 3.49
17 0.094 27.57 0.04 11.78 0.012 3.52
18 0.091 26.33 0.026 7.64 0.012 3.54
19 0.085 24.76 0.026 7.48 0.012 3.52
20 0.095 26.62 0.033 9.36 0.012 3.43
21 0.095 26.66 0.034 9.68 0.012 3.43
22 0.093 26.75 0.029 8.32 0.012 3.46
23 0.097 26.1 0.032 8.53 0.013 3.42

Average 0.091 0.028 0.012
Total 630.24 196.6 84.2
30-Day Rlng 0.093 0.029
365-Day Rlng 52970

1/4/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.98 0.033 9.46 0.012 3.46



1 0.092 26.36 0.032 9.14 0.012 3.45
2 0.094 26.76 0.031 8.76 0.012 3.48
3 0.092 25.64 0.03 8.44 0.013 3.51
4 0.098 27.69 0.03 8.43 0.012 3.53
5 0.094 26.91 0.032 9.08 0.012 3.48
6 0.088 25.25 0.029 8.41 0.012 3.56
7 0.092 27.52 0.028 8.42 0.013 3.79
8 0.092 26.23 0.029 8.18 0.012 3.56
9 0.09 27.1 0.045 13.76 0.013 3.75

10 0.099 27.85 0.026 7.29 0.012 3.5
11 0.091 24.76 0.026 7.16 0.013 3.43
12 0.096 27.02 0.023 6.52 0.012 3.51
13 0.097 26.97 0.032 8.92 0.013 3.51
14 0.092 25.46 0.022 6.15 0.013 3.49
15 0.095 26.28 0.027 7.46 0.013 3.49
16 0.1 27.95 0.029 8.07 0.012 3.49
17 0.094 26.03 0.031 8.63 0.013 3.48
18 0.095 26.63 0.033 9.21 0.012 3.5
19 0.092 25.58 0.03 8.34 0.013 3.5
20 0.094 25.79 0.026 7.04 0.013 3.46
21 0.1 28.13 0.027 7.5 0.012 3.49
22 0.091 25.69 0.034 9.64 0.012 3.48
23 0.094 25.86 0.032 8.79 0.012 3.41

Average 0.094 0.03 0.012
Total 636.44 202.8 84.3
30-Day Rlng 0.093 0.029
365-Day Rlng 52993

1/5/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 27.11 0.032 9.07 0.012 3.45
1 0.094 26.32 0.031 8.56 0.012 3.45
2 0.093 25.24 0.028 7.63 0.012 3.38
3 0.099 27.67 0.033 9.27 0.012 3.46
4 0.085 22.42 0.031 8.07 0.013 3.42
5 0.107 27.96 0.029 7.48 0.013 3.32
6 0.097 27.09 0.034 9.49 0.012 3.48
7 0.096 28.65 0.028 8.33 0.012 3.71
8 0.092 25.15 0.017 4.73 0.012 3.42
9 0.094 26.03 0.021 5.86 0.013 3.49

10 0.095 26.33 0.022 6.13 0.013 3.48
11 0.098 25.6 0.021 5.4 0.013 3.43
12 0.12 23.57 0.021 4.11 0.017 3.39
13 0.1 27.79 0.032 8.77 0.013 3.5
14 0.097 26.44 0.03 8.01 0.013 3.41
15 0.093 25.37 0.021 5.69 0.013 3.45
16 0.099 26.86 0.033 8.86 0.013 3.45
17 0.097 26.82 0.032 9.04 0.013 3.49



18 0.096 26.8 0.028 7.74 0.012 3.46
19 0.093 25.42 0.024 6.56 0.013 3.47
20 0.098 27.23 0.037 10.26 0.012 3.43
21 0.092 25.49 0.038 10.64 0.012 3.44
22 0.098 26.95 0.031 8.39 0.012 3.41
23 0.096 27.02 0.043 11.95 0.012 3.41

Average 0.097 0.029 0.013
Total 631.33 190.04 82.8
30-Day Rlng 0.093 0.029
365-Day Rlng 53005

1/6/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 26.27 0.038 10.65 0.012 3.42
1 0.097 27.29 0.035 9.9 0.012 3.44
2 0.093 25.66 0.033 9.05 0.012 3.39
3 0.096 26.67 0.034 9.46 0.012 3.41
4 0.096 26.1 0.039 10.56 0.012 3.38
5 0.095 25.96 0.023 6.27 0.012 3.35
6 0.098 26.73 0.031 8.32 0.012 3.38
7 0.089 29.29 0.034 11.21 0.012 4.05
8 0.097 28.56 0.034 10.2 0.012 3.67
9 0.091 25.75 0.032 9.16 0.012 3.54

10 0.094 26.64 0.029 8.11 0.013 3.57
11 0.091 25.65 0.033 9.23 0.012 3.49
12 0.093 26.38 0.027 7.74 0.012 3.55
13 0.093 26.62 0.036 10.38 0.012 3.53
14 0.094 26.07 0.028 7.69 0.013 3.48
15 0.093 26.37 0.032 9.05 0.012 3.53
16 0.094 26.95 0.031 8.67 0.012 3.53
17 0.092 25.72 0.031 8.53 0.012 3.47
18 0.094 26.63 0.029 8.25 0.012 3.51
19 0.093 26.12 0.032 8.99 0.012 3.51
20 0.095 26.64 0.032 9.1 0.012 3.51
21 0.094 26.33 0.03 8.54 0.013 3.52
22 0.094 26.39 0.031 8.77 0.012 3.52
23 0.095 26.21 0.037 10.21 0.012 3.46

Average 0.094 0.032 0.012
Total 637 218.04 84.2
30-Day Rlng 0.093 0.029
365-Day Rlng 53023

1/7/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 25.78 0.048 13.51 0.013 3.53
1 0.086 24.03 0.04 11.24 0.013 3.5
2 0.095 25.74 0.046 12.58 0.013 3.42
3 0.097 26.03 0.05 13.46 0.013 3.46
4 0.11 25.31 0.026 5.93 0.015 3.46



5 0.106 25.14 0.029 7.03 0.014 3.43
6 0.104 25.48 0.024 5.9 0.014 3.5
7 0.108 27.77 0.028 7.14 0.014 3.68
8 0.11 25.16 0.024 5.51 0.015 3.45
9 0.103 26.66 0.034 8.76 0.013 3.49

10 0.1 26.69 0.036 9.56 0.013 3.52
11 0.101 26.67 0.022 5.95 0.013 3.56
12 0.098 26.62 0.033 8.9 0.013 3.61
13 0.1 26.53 0.025 6.55 0.013 3.53
14 0.1 26.2 0.025 6.52 0.013 3.46
15 0.099 26.07 0.017 4.54 0.013 3.52
16 0.1 26.39 0.023 6.04 0.013 3.52
17 0.098 25.67 0.021 5.47 0.013 3.45
18 0.1 22.69 0.017 3.81 0.016 3.66
19 0.106 22.15 0.019 3.92 0.034 7.09
20 0.099 25.43 0.015 3.86 0.013 3.38
21 0.101 26.4 0.016 4.06 0.013 3.44
22 0.1 26.21 0.017 4.46 0.013 3.42
23 0.105 27.71 0.044 11.55 0.013 3.39

Average 0.101 0.028 0.014
Total 618.53 176.25 87.5
30-Day Rlng 0.094 0.029
365-Day Rlng 52998

1/8/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.104 24.61 0.043 10.24 0.014 3.43
1 0.113 24.21 0.029 6.19 0.016 3.41
2 0.114 25.61 0.038 8.53 0.015 3.39
3 0.107 26.12 0.033 8.08 0.014 3.49
4 0.101 25.49 0.018 4.55 0.014 3.52
5 0.099 25.9 0.017 4.56 0.013 3.44
6 0.1 26.36 0.016 4.33 0.013 3.45
7 0.103 29.4 0.021 5.96 0.013 3.68
8 0.098 25.84 0.031 8.23 0.013 3.42
9 0.104 26.72 0.023 5.96 0.013 3.38

10 0.102 26.69 0.042 10.83 0.013 3.36
11 0.101 25.87 0.031 8.05 0.013 3.32
12 0.106 27.49 0.034 8.67 0.013 3.31
13 0.103 26.6 0.028 7.18 0.013 3.33
14 0.1 25.98 0.033 8.55 0.013 3.32
15 0.099 26.1 0.033 8.68 0.013 3.4
16 0.1 26.42 0.032 8.55 0.013 3.42
17 0.101 26.62 0.033 8.65 0.013 3.41
18 0.098 25.69 0.032 8.31 0.013 3.44
19 0.099 26.69 0.02 5.45 0.013 3.46
20 0.097 25.91 0.019 5.03 0.013 3.41
21 0.098 26.64 0.018 4.92 0.013 3.45



22 0.098 26.41 0.017 4.67 0.013 3.46
23 0.102 28.07 0.028 7.83 0.013 3.45

Average 0.102 0.028 0.013
Total 631.44 172 82.2
30-Day Rlng 0.094 0.029
365-Day Rlng 52951

1/9/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.74 0.031 8.72 0.012 3.53
1 0.094 26.55 0.032 9.04 0.013 3.55
2 0.09 24.84 0.031 8.67 0.013 3.53
3 0.098 27.13 0.032 8.99 0.013 3.54
4 0.091 25.22 0.023 6.54 0.013 3.53
5 0.095 25.98 0.022 6.05 0.013 3.47
6 0.095 27.01 0.023 6.36 0.012 3.5
7 0.09 26.91 0.02 5.94 0.012 3.71
8 0.095 26.33 0.026 7.27 0.012 3.41
9 0.095 26.27 0.027 7.59 0.012 3.41

10 0.097 26.67 0.019 5.22 0.012 3.4
11 0.099 27.27 0.028 7.79 0.012 3.37
12 0.099 27.76 0.036 10.2 0.012 3.4
13 0.096 26.92 0.031 8.81 0.012 3.4
14 0.092 25.78 0.027 7.59 0.012 3.38
15 0.095 26.8 0.031 8.57 0.012 3.4
16 0.091 25.05 0.031 8.7 0.012 3.39
17 0.091 24.9 0.032 8.66 0.012 3.35
18 0.094 26.18 0.036 9.89 0.012 3.44
19 0.095 26.85 0.034 9.68 0.012 3.46
20 0.094 26.3 0.032 9 0.012 3.42
21 0.093 26.02 0.031 8.77 0.012 3.42
22 0.1 27.83 0.028 7.79 0.012 3.43
23 0.096 26.46 0.032 8.68 0.012 3.43

Average 0.095 0.029 0.012
Total 633.77 194.52 82.9
30-Day Rlng 0.094 0.029
365-Day Rlng 52931

1/10/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 26.45 0.032 8.66 0.013 3.49
1 0.097 26.79 0.03 8.37 0.013 3.49
2 0.095 25.25 0.024 6.32 0.013 3.41
3 0.096 26.43 0.016 4.43 0.013 3.45
4 0.095 26.1 0.018 5.05 0.012 3.41
5 0.097 27.22 0.025 7.06 0.012 3.41
6 0.093 26.19 0.034 9.51 0.012 3.4
7 0.108 33.01 0.036 10.92 0.012 3.63
8 0.091 26.1 0.028 7.97 0.012 3.34



9 0.091 26.07 0.033 9.34 0.012 3.36
10 0.089 25.38 0.029 8.38 0.012 3.36
11 0.098 27.49 0.029 8.1 0.012 3.29
12 0.085 23.88 0.02 5.77 0.012 3.32
13 0.093 26 0.018 4.91 0.012 3.31
14 0.095 25.71 0.015 4.01 0.012 3.24
15 0.095 26.48 0.017 4.76 0.012 3.29
16 0.095 26.43 0.018 5.16 0.012 3.3
17 0.091 22.02 0.018 4.27 0.014 3.41
18 Inval 2.7 Inval 1.88 Inval 7.59
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average 0.095 0.024 0.012
Total 475.7 124.87 68.5
30-Day Rlng 0.094 0.029
365-Day Rlng 52843

1/11/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down



30-Day Rlng 0.094 0.029
365-Day Rlng 52707

1/12/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 52707

1/13/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down



13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 52707

1/14/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 52654

1/15/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs



0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 52433

1/16/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down



17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 52221

1/17/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 51994

1/18/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down



4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 51783

1/19/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down



21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 51604

1/20/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 51503

1/21/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down



8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 51503

1/22/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down



Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 51503

1/23/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 51503

1/24/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down



12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 51449

1/25/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 51311

1/26/2016



Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Maint Maint Maint Maint Maint Maint
5 Maint Maint Maint Maint Maint Maint
6 Inval 4.09 Inval 2.84 Inval 7.32
7 Inval 4.41 OOC OOC Inval 8.55
8 Inval 4.25 OOC OOC Inval 9.39
9 Inval 4.2 OOC OOC Inval 9.6

10 Inval 4.15 Inval 2.89 Inval 9.52
11 Inval 4.13 Inval 2.87 Inval 9.98
12 Inval 4.11 Inval 2.86 Inval 10.16
13 Inval 4.09 Inval 2.85 Inval 10.2
14 Inval 3.99 Inval 2.77 Inval 12.42
15 Inval 4.05 Inval 2.81 Inval 16.58
16 Inval 4.04 Inval 2.81 Inval 14.42
17 Inval 4.09 Inval 2.85 Inval 17.18
18 Inval 4.17 Inval 2.9 Inval 18.46
19 Inval 4.18 Inval 2.91 Inval 20.44
20 Inval 4.13 Inval 2.87 Inval 20.81
21 Inval 4.16 Inval 2.9 Inval 19.5
22 Inval 4.19 Inval 2.92 Inval 16.78
23 Inval 4.24 Inval 2.95 Inval 15.13

Average Inval Inval Inval
Total 74.67 43 246.4
30-Day Rlng 0.094 0.029
365-Day Rlng 51138

1/27/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Inval 4.24 Inval 2.95 Inval 14.85
1 Inval 4.24 Inval 2.95 Inval 15.17
2 Inval 4.18 Inval 2.91 Inval 14.55
3 Inval 4.17 Inval 2.9 Inval 13.72
4 Inval 4.14 Inval 2.88 Inval 13.58
5 Inval 4.07 Inval 2.83 Inval 13.42
6 Inval 4.14 Inval 2.89 Inval 13.43
7 OOC OOC OOC OOC OOC OOC
8 OOC OOC OOC OOC OOC OOC
9 OOC OOC OOC OOC OOC OOC

10 OOC OOC OOC OOC OOC OOC
11 OOC OOC OOC OOC OOC OOC
12 OOC OOC OOC OOC OOC OOC
13 OOC OOC OOC OOC OOC OOC
14 OOC OOC OOC OOC OOC OOC
15 OOC OOC OOC OOC OOC OOC



16 OOC OOC OOC OOC OOC OOC
17 OOC OOC OOC OOC OOC OOC
18 OOC OOC OOC OOC OOC OOC
19 OOC OOC OOC OOC OOC OOC
20 OOC OOC OOC OOC OOC OOC
21 OOC OOC OOC OOC OOC OOC
22 OOC OOC OOC OOC OOC OOC
23 OOC OOC OOC OOC OOC OOC

Average OOC OOC OOC
Total 29.18 20.31 98.7
30-Day Rlng 0.094 0.029
365-Day Rlng 50937

1/28/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 OOC OOC OOC OOC OOC OOC
1 OOC OOC OOC OOC OOC OOC
2 OOC OOC OOC OOC OOC OOC
3 OOC OOC OOC OOC OOC OOC
4 OOC OOC OOC OOC OOC OOC
5 OOC OOC OOC OOC OOC OOC
6 OOC OOC OOC OOC OOC OOC
7 Cal Cal Cal Cal Cal Cal
8 OOC OOC OOC OOC OOC OOC
9 OOC OOC OOC OOC OOC OOC

10 OOC OOC OOC OOC OOC OOC
11 OOC OOC OOC OOC OOC OOC
12 OOC OOC OOC OOC OOC OOC
13 Cal Cal Cal Cal Cal Cal
14 0.177 10.52 OOC OOC 0.136 8.11
15 0.153 8.81 0.062 3.57 0.163 9.36
16 0.16 9.08 0.062 3.53 0.134 7.62
17 Inval 5.17 Inval 3.52 Inval Inval
18 Inval 5.13 Inval 3.57 Inval Inval
19 Inval 5.3 Inval 3.65 Inval Inval
20 Inval 5.26 Inval 3.63 Inval Inval
21 Inval 6.35 Inval 3.71 Inval 15.65
22 Inval 5.53 Inval 3.72 Inval 25.6
23 Inval 5.32 Inval 3.7 Inval Inval

Average 0.163 0.062 0.144
Total 66.47 32.6 66.3
30-Day Rlng 0.095 0.029
365-Day Rlng 50761

1/29/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Inval 5.66 Inval 3.74 Inval Inval
1 0.181 8.17 0.083 3.75 0.175 7.95
2 0.201 11.99 0.06 3.57 0.052 3.13



3 0.207 13.52 0.053 3.45 0.049 3.22
4 0.219 16.7 0.035 2.7 0.031 2.37
5 0.203 15.56 0.035 2.72 0.031 2.39
6 0.313 33.69 0.026 2.77 Inval Inval
7 0.394 47.86 0.024 2.95 0.106 12.65
8 0.224 30.05 0.022 2.99 0.075 10.07
9 0.146 24.39 0.018 3.1 0.023 3.83

10 0.098 18.8 0.017 3.19 0.015 2.79
11 0.064 14.11 0.02 4.3 0.013 2.78
12 0.067 17.57 0.035 9.19 0.012 3.03
13 0.088 26.9 0.033 10.16 0.011 3.52
14 0.087 25.26 0.029 8.23 0.012 3.58
15 0.091 27.47 0.034 10.35 0.011 3.45
16 0.092 26.76 0.026 7.71 0.011 3.31
17 0.092 24.07 0.029 7.7 0.014 3.71
18 0.09 22.98 0.023 5.96 0.013 3.26
19 0.084 22.72 0.028 7.53 0.012 3.25
20 0.094 26.09 0.028 7.77 0.012 3.42
21 0.082 19.76 0.021 5.17 0.014 3.32
22 0.063 14.82 0.021 4.81 0.014 3.19
23 0.078 20.05 0.043 11.15 0.013 3.32

Average 0.142 0.032 0.033
Total 514.95 134.96 91.5
30-Day Rlng 0.097 0.029
365-Day Rlng 50688

1/30/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.5 0.028 8.22 0.012 3.46
1 0.081 23.46 0.026 7.4 0.012 3.48
2 0.089 26.25 0.028 8.23 0.012 3.46
3 0.09 26.87 0.031 9.18 0.012 3.48
4 0.088 24.99 0.028 8 0.012 3.45
5 0.09 27.07 0.032 9.79 0.012 3.53
6 0.086 25.47 0.038 11.16 0.012 3.54
7 0.09 29.69 0.02 7.49 0.012 3.98
8 0.091 OOC 0.027 OOC 0.013 OOC
9 0.085 OOC 0.03 OOC 0.012 OOC

10 0.077 OOC 0.06 OOC 0.012 OOC
11 0.066 OOC 0.042 OOC 0.012 OOC
12 0.082 OOC 0.035 OOC 0.012 OOC
13 0.081 OOC 0.029 OOC 0.012 OOC
14 0.084 OOC 0.031 OOC 0.012 OOC
15 0.081 OOC 0.037 OOC 0.012 OOC
16 0.083 OOC 0.025 OOC 0.012 OOC
17 0.086 OOC 0.028 OOC 0.011 OOC
18 0.087 OOC 0.028 OOC 0.012 OOC
19 0.089 OOC 0.028 OOC 0.012 OOC



20 0.087 OOC 0.029 OOC 0.012 OOC
21 0.088 OOC 0.028 OOC 0.012 OOC
22 0.087 OOC 0.027 OOC 0.012 OOC
23 0.089 OOC 0.03 OOC 0.012 OOC

Average 0.085 0.031 0.012
Total 210.3 69.47 28.4
30-Day Rlng 0.096 0.029
365-Day Rlng 50542

1/31/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 OOC 0.029 OOC 0.012 OOC
1 0.088 OOC 0.032 OOC 0.012 OOC
2 0.086 OOC 0.028 OOC 0.012 OOC
3 0.086 OOC 0.029 OOC 0.012 OOC
4 0.089 OOC 0.032 OOC 0.012 OOC
5 0.088 OOC 0.028 OOC 0.012 OOC
6 0.084 OOC 0.033 OOC 0.012 OOC
7 0.08 25.83 0.043 14.29 0.012 3.72
8 0.086 25.48 0.028 8.24 0.012 3.45
9 0.083 24.6 0.036 10.67 0.012 3.45

10 0.078 22.86 0.026 7.78 0.012 3.44
11 0.082 23.86 0.029 8.54 0.012 3.46
12 0.082 24.14 0.028 8.18 0.012 3.44
13 0.083 24.34 0.026 7.68 0.012 3.45
14 0.082 24.6 0.032 9.68 0.012 3.48
15 0.085 25.06 0.023 6.97 0.012 3.49
16 0.084 24.95 0.026 7.69 0.012 3.49
17 0.082 23.83 0.025 7.23 0.012 3.46
18 0.082 24.18 0.028 8.05 0.012 3.44
19 0.087 26.34 0.029 8.72 0.012 3.5
20 0.086 26.29 0.027 8.22 0.012 3.54
21 0.086 26.74 0.029 9.04 0.012 3.6
22 0.085 26.61 0.028 8.76 0.012 3.62
23 0.084 25.77 0.022 6.71 0.012 3.6

Average 0.084 0.029 0.012
Total 425.48 146.45 59.6
30-Day Rlng 0.096 0.029
365-Day Rlng 50467

2/1/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 26.45 0.023 7.05 0.012 3.62
1 0.087 26.45 0.029 8.66 0.012 3.59
2 0.087 25.79 0.025 7.46 0.012 3.54
3 0.088 26.21 0.028 8.2 0.012 3.53
4 0.087 26.83 0.03 9.07 0.012 3.59
5 0.086 26.03 0.026 7.99 0.012 3.59
6 0.086 26.2 0.031 9.3 0.012 3.61



7 0.086 30.57 0.033 12.72 0.012 4.05
8 0.086 OOC 0.023 OOC 0.014 OOC
9 0.085 OOC 0.025 OOC 0.012 OOC

10 0.087 OOC 0.032 OOC 0.012 OOC
11 0.092 OOC 0.026 OOC 0.012 OOC
12 0.08 23.72 0.03 9.03 0.012 3.52
13 0.09 25.33 0.029 8.21 0.012 3.31
14 0.097 25.44 0.03 7.91 0.012 3.27
15 0.095 26.51 0.031 8.54 0.012 3.35
16 0.095 25.98 0.032 8.76 0.012 3.36
17 0.087 24.2 0.029 8.1 0.012 3.34
18 0.095 26.61 0.027 7.5 0.012 3.35
19 0.099 25.88 0.024 6.39 0.013 3.36
20 0.096 26.52 0.033 9.11 0.012 3.32
21 0.097 26.51 0.031 8.6 0.012 3.28
22 0.096 26.34 0.03 8.05 0.012 3.3
23 0.094 26.44 0.031 8.76 0.012 3.35

Average 0.09 0.029 0.012
Total 524.01 169.41 69.2
30-Day Rlng 0.096 0.029
365-Day Rlng 50428

2/2/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 26.6 0.033 9.17 0.012 3.33
1 0.096 26.4 0.031 8.48 0.012 3.35
2 0.095 26.4 0.029 8.21 0.012 3.42
3 0.095 26.48 0.028 7.64 0.012 3.39
4 0.095 25.52 0.027 7.21 0.012 3.36
5 0.096 26.71 0.027 7.43 0.012 3.37
6 0.102 24.6 0.021 5.05 0.014 3.36
7 0.099 26.11 0.019 5.08 0.013 3.56
8 0.097 23.5 0.026 6.47 0.013 3.24
9 0.091 22.12 0.018 4.29 0.013 3.19

10 0.094 21.78 0.016 3.66 0.014 3.21
11 0.103 24.11 0.019 4.56 0.014 3.19
12 0.087 19.17 0.018 4.04 0.013 2.93
13 0.085 17.28 0.016 3.3 0.014 2.88
14 0.077 15.73 0.016 3.28 0.014 2.86
15 0.087 23.03 0.025 6.59 0.014 3.71
16 0.09 24.68 0.017 4.66 0.012 3.27
17 0.093 26.15 0.028 7.79 0.012 3.27
18 0.095 25.92 0.03 8.12 0.012 3.25
19 0.095 26.45 0.03 8.27 0.012 3.26
20 0.095 26.29 0.028 7.77 0.012 3.24
21 0.096 26.15 0.026 7.07 0.012 3.25
22 0.095 26.15 0.027 7.57 0.012 3.25
23 0.095 26.19 0.027 7.56 0.012 3.25



Average 0.094 0.024 0.013
Total 583.52 153.27 78.4
30-Day Rlng 0.096 0.029
365-Day Rlng 50524

2/3/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 25.89 0.029 7.87 0.012 3.26
1 0.095 25.93 0.032 8.86 0.012 3.22
2 0.096 26.4 0.032 8.81 0.012 3.22
3 0.096 26.5 0.03 8.22 0.012 3.26
4 0.095 26.44 0.031 8.48 0.012 3.27
5 0.096 26.33 0.03 8.17 0.012 3.26
6 0.096 26.68 0.033 9.17 0.012 3.28
7 0.095 28.65 0.033 10.11 0.012 3.55
8 0.1 24.82 0.027 6.84 0.013 3.2
9 0.082 18.7 0.027 6.13 0.013 2.88

10 0.085 18.89 0.026 5.76 0.013 2.85
11 0.096 21.68 0.022 5 0.013 2.98
12 0.08 18.96 0.034 7.9 0.013 2.94
13 0.098 24.61 0.025 6.16 0.012 3.1
14 0.101 26.38 0.038 9.95 0.012 3.23
15 0.081 18.76 0.04 9.4 0.013 2.94
16 0.101 25.84 0.022 5.53 0.013 3.27
17 0.102 26.17 0.035 8.89 0.013 3.22
18 0.107 24.93 0.027 6.21 0.014 3.2
19 0.107 25.84 0.031 7.33 0.013 3.19
20 0.105 25.37 0.022 5.27 0.013 3.21
21 0.103 26.17 0.027 6.92 0.013 3.23
22 0.103 25.75 0.023 5.84 0.013 3.26
23 0.101 23.42 0.024 5.48 0.014 3.24

Average 0.096 0.029 0.013
Total 589.11 178.3 76.3
30-Day Rlng 0.095 0.029
365-Day Rlng 50503

2/4/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 19.24 0.018 3.91 0.015 3.18
1 0.081 18.32 0.018 4.13 0.014 3.14
2 0.085 20.36 0.03 7.09 0.013 3.19
3 0.085 19.54 0.017 3.81 0.014 3.23
4 0.09 18.98 0.017 3.65 0.015 3.2
5 0.088 19.73 0.019 4.22 0.014 3.21
6 0.084 19.18 0.026 5.96 0.014 3.13
7 0.083 21.78 0.039 10.14 0.013 3.35
8 0.089 22.06 0.044 10.9 0.012 3.1
9 0.1 26.24 0.028 7.36 0.012 3.08

10 0.093 22.12 0.02 4.69 0.013 3.06



11 0.094 24.21 0.026 6.77 0.012 3.08
12 0.099 26.98 0.029 7.95 0.012 3.25
13 0.096 26.4 0.039 10.71 0.012 3.27
14 0.098 26.19 0.029 7.63 0.012 3.16
15 0.099 26.65 0.031 8.29 0.012 3.21
16 0.096 26.67 0.034 9.53 0.012 3.27
17 0.092 26 0.032 8.92 0.012 3.33
18 0.095 26.86 0.027 7.8 0.012 3.36
19 0.094 26.44 0.027 7.62 0.012 3.33
20 0.094 24.67 0.033 8.77 0.013 3.3
21 0.088 18.09 0.026 5.29 0.015 3.03
22 0.078 18.73 0.029 6.85 0.013 3.04
23 0.083 21.21 0.025 6.3 0.012 3.12

Average 0.091 0.028 0.013
Total 546.65 168.29 76.6
30-Day Rlng 0.095 0.028
365-Day Rlng 50455

2/5/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 21.73 0.031 7.55 0.013 3.18
1 0.089 21.5 0.037 9.07 0.013 3.12
2 0.099 26.74 0.04 10.77 0.012 3.22
3 0.095 26.29 0.022 6.09 0.012 3.35
4 0.097 26.78 0.038 10.56 0.012 3.33
5 0.094 26.15 0.027 7.47 0.012 3.35
6 0.095 26.45 0.029 8.03 0.012 3.39
7 0.098 29.5 0.044 13.21 0.012 3.6
8 0.093 22.67 0.041 10.07 0.013 3.13
9 0.055 11.36 0.021 4.17 0.013 2.45

10 0.068 16.93 0.037 8.67 0.012 2.76
11 0.098 26.64 0.037 10.03 0.012 3.24
12 0.09 22.46 0.036 8.97 0.013 3.12
13 0.097 24.88 0.035 9.01 0.013 3.25
14 0.098 27.11 0.034 9.37 0.012 3.27
15 0.096 26.35 0.03 8.33 0.012 3.26
16 0.096 23.65 0.027 6.63 0.013 3.09
17 0.076 16.72 0.029 6.48 0.013 2.89
18 0.086 19.27 0.027 6.17 0.014 3.03
19 0.098 24.35 0.029 7.34 0.013 3.2
20 0.098 25.01 0.033 8.46 0.013 3.27
21 0.096 23.26 0.03 7.35 0.013 3.21
22 0.091 21.73 0.03 7.27 0.013 3.23
23 0.098 25.53 0.037 9.59 0.012 3.23

Average 0.091 0.033 0.013
Total 563.06 200.66 76.2
30-Day Rlng 0.095 0.029
365-Day Rlng 50438



2/6/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 25.11 0.04 10.58 0.012 3.2
1 0.096 25.93 0.031 8.23 0.012 3.22
2 0.098 26.71 0.03 8.28 0.012 3.24
3 0.094 24.01 0.026 6.73 0.012 3.2
4 0.084 21.06 0.025 6.2 0.013 3.22
5 0.088 22.97 0.034 8.91 0.012 3.21
6 0.094 25.55 0.035 9.46 0.012 3.21
7 0.083 22.41 0.033 8.97 0.013 3.26
8 0.057 11.68 0.016 3.18 0.014 2.77
9 0.057 11.6 0.016 3.16 0.014 2.76

10 0.075 18.15 0.027 6.37 0.012 2.9
11 0.095 25.82 0.039 10.6 0.012 3.17
12 0.098 26.81 0.022 6.03 0.012 3.19
13 0.097 26.84 0.034 9.33 0.012 3.22
14 0.094 26.42 0.034 9.63 0.012 3.25
15 0.095 26.47 0.032 8.9 0.012 3.24
16 0.093 26.43 0.033 9.23 0.012 3.3
17 0.096 26.71 0.032 8.97 0.012 3.29
18 0.094 26.43 0.03 8.59 0.012 3.3
19 0.095 26.6 0.03 8.49 0.012 3.33
20 0.094 26.3 0.032 8.95 0.012 3.32
21 0.094 26.55 0.032 9.12 0.012 3.35
22 0.093 26.52 0.031 8.94 0.012 3.38
23 0.094 26.84 0.031 8.84 0.012 3.38

Average 0.09 0.03 0.012
Total 579.92 195.69 76.9
30-Day Rlng 0.094 0.028
365-Day Rlng 50426

2/7/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.57 0.03 8.53 0.012 3.35
1 0.094 26.25 0.031 8.64 0.012 3.36
2 0.095 26.7 0.034 9.54 0.012 3.35
3 0.095 26.39 0.028 7.73 0.012 3.32
4 0.095 26.48 0.029 8.22 0.012 3.35
5 0.094 26.44 0.031 8.8 0.012 3.38
6 0.094 26.54 0.034 9.66 0.012 3.36
7 0.092 27.96 0.032 9.89 0.012 3.63
8 0.093 26.34 0.031 8.69 0.012 3.36
9 0.093 26.2 0.03 8.31 0.012 3.36

10 0.095 26.76 0.037 10.32 0.012 3.36
11 0.093 26.17 0.029 8 0.012 3.35
12 0.095 26.85 0.033 9.34 0.012 3.36
13 0.093 26.36 0.04 11.28 0.012 3.36
14 0.093 26.49 0.03 8.53 0.012 3.36



15 0.093 26.52 0.03 8.62 0.012 3.37
16 0.092 26.37 0.032 9.02 0.012 3.38
17 0.092 25.92 0.027 7.65 0.012 3.33
18 0.093 24.59 0.032 8.48 0.012 3.27
19 0.093 24.09 0.041 10.76 0.012 3.24
20 0.096 26.66 0.031 8.57 0.012 3.28
21 0.095 26.51 0.035 9.81 0.012 3.3
22 0.095 26.19 0.03 8.27 0.012 3.27
23 0.095 26.3 0.033 9.04 0.012 3.25

Average 0.094 0.032 0.012
Total 631.65 215.7 80.3
30-Day Rlng 0.094 0.029
365-Day Rlng 50428

2/8/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 26.28 0.032 8.89 0.012 3.29
1 0.095 25.82 0.035 9.62 0.012 3.29
2 0.095 26 0.031 8.45 0.012 3.3
3 0.096 26.38 0.032 8.88 0.012 3.32
4 0.094 25.43 0.039 10.54 0.012 3.31
5 0.095 25.81 0.038 10.18 0.012 3.3
6 0.098 26.61 0.033 8.95 0.012 3.34
7 0.092 27.98 Cal Cal 0.012 3.78
8 0.096 26.67 0.048 13.32 0.012 3.34
9 0.096 26.12 0.027 7.26 0.012 3.3

10 0.097 26.54 0.034 9.48 0.012 3.27
11 0.098 26.57 0.028 7.61 0.012 3.27
12 0.087 18.49 0.024 5.13 0.015 3.12
13 0.086 21.81 0.036 9.17 0.013 3.17
14 0.1 26.96 0.034 9.34 0.012 3.17
15 0.096 26.11 0.031 8.44 0.012 3.21
16 0.1 26.59 0.032 8.62 0.012 3.2
17 0.098 26.01 0.032 8.57 0.012 3.15
18 0.099 26.27 0.031 8.35 0.012 3.17
19 0.1 26.58 0.033 8.76 0.012 3.17
20 0.101 26.57 0.033 8.65 0.012 3.16
21 0.099 26.76 0.034 9.07 0.012 3.21
22 0.097 26.33 0.033 8.84 0.012 3.24
23 0.096 25.97 0.032 8.69 0.012 3.21

Average 0.096 0.033 0.012
Total 620.66 204.81 78.3
30-Day Rlng 0.094 0.029
365-Day Rlng 50414

2/9/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.098 26.69 0.032 8.67 0.012 3.24
1 0.096 26.42 0.034 9.3 0.012 3.26



2 0.097 26 0.034 9.03 0.012 3.17
3 0.098 26.4 0.031 8.39 0.012 3.19
4 0.099 26.53 0.032 8.64 0.012 3.2
5 0.099 26.39 0.033 8.94 0.012 3.18
6 0.099 26.15 0.031 8.31 0.012 3.17
7 0.102 30.31 0.039 11.74 0.012 3.46
8 0.098 26.49 0.035 9.44 0.012 3.2
9 0.1 26.23 0.028 7.24 0.012 3.16

10 0.1 26.6 0.029 7.83 0.012 3.13
11 0.101 26.26 0.033 8.52 0.012 3.09
12 0.098 26.64 0.03 8.22 0.012 3.22
13 0.099 26.64 0.038 10.24 0.012 3.17
14 0.099 25.46 0.027 7.1 0.012 3.06
15 0.103 27.42 0.041 10.88 0.012 3.1
16 0.098 25.97 0.034 8.95 0.012 3.12
17 0.101 26.41 0.032 8.22 0.012 3.08
18 0.1 26.53 0.033 8.79 0.012 3.13
19 0.1 26.36 0.033 8.73 0.012 3.11
20 0.101 26.31 0.033 8.6 0.012 3.1
21 0.101 26.52 0.033 8.77 0.012 3.09
22 0.102 26.55 0.034 8.87 0.012 3.06
23 0.1 26.24 0.034 8.75 0.012 3.1

Average 0.1 0.033 0.012
Total 637.52 212.17 75.8
30-Day Rlng 0.095 0.029
365-Day Rlng 50421

2/10/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.101 26.61 0.033 8.72 0.012 3.11
1 0.1 26.4 0.034 9.04 0.012 3.17
2 0.099 26.38 0.032 8.49 0.012 3.2
3 0.097 26.07 0.034 9.17 0.012 3.19
4 0.101 26.34 0.042 10.82 0.012 3.11
5 0.103 26.89 0.024 6.26 0.012 3.09
6 0.101 26.25 0.031 8.09 0.012 3.12
7 OOC OOC OOC OOC OOC OOC
8 OOC OOC OOC OOC OOC OOC
9 0.098 26.75 0.037 10.39 0.012 3.19

10 0.101 26.54 0.034 9.07 0.012 3.07
11 0.1 26.07 0.037 9.67 0.012 3.05
12 0.1 26.22 0.031 8.06 0.012 3.1
13 0.099 26.46 0.035 9.46 0.012 3.16
14 0.096 26.4 0.029 7.94 0.012 3.25
15 0.1 26.41 0.031 8.13 0.012 3.13
16 0.098 26.76 0.033 8.89 0.012 3.16
17 0.098 25.88 0.031 8.17 0.012 3.12
18 0.101 26.16 0.033 8.45 0.012 3.04



19 0.102 26.56 0.034 9 0.012 3.03
20 0.101 26.48 0.034 8.79 0.012 3.03
21 0.099 26.6 0.034 9.08 0.012 3.11
22 0.099 26.41 0.033 8.65 0.012 3.06
23 0.101 26.23 0.033 8.53 0.012 3.02

Average 0.1 0.033 0.012
Total 580.87 192.87 68.5
30-Day Rlng 0.095 0.029
365-Day Rlng 50422

2/11/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.1 26.41 0.033 8.8 0.012 3.06
1 0.099 26.12 0.032 8.47 0.012 3.07
2 0.101 26.25 0.043 10.96 0.012 3.03
3 0.106 26.55 0.034 8.61 0.012 2.99
4 0.103 26.57 0.034 8.72 0.012 2.99
5 0.104 27.04 0.032 8.36 0.012 3
6 0.1 25.92 0.033 8.46 0.012 3.02
7 0.102 28.11 0.035 9.55 0.012 3.34
8 0.103 26.8 0.037 9.53 0.011 2.96
9 0.099 28.96 0.029 8.44 0.012 3.39

10 0.092 24.45 0.036 9.51 0.012 3.08
11 0.103 26.55 0.023 6.04 0.012 3.02
12 0.092 25.31 0.036 9.96 0.012 3.19
13 0.098 26.18 0.032 8.59 0.012 3.09
14 0.101 26.39 0.038 9.84 0.012 3.04
15 0.095 25.23 0.028 7.54 0.012 3.07
16 0.096 26.28 0.029 8.03 0.012 3.15
17 0.092 25.21 0.032 8.73 0.012 3.15
18 0.097 26.42 0.033 8.9 0.012 3.12
19 0.097 26.63 0.032 8.88 0.012 3.16
20 0.097 26.5 0.032 8.74 0.012 3.14
21 0.098 26.47 0.032 8.65 0.012 3.11
22 0.097 26.54 0.033 9.13 0.011 3.12
23 0.097 26.45 0.032 8.63 0.011 3.13

Average 0.099 0.033 0.012
Total 633.34 211.07 74.4
30-Day Rlng 0.096 0.029
365-Day Rlng 50424

2/12/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.098 26.49 0.033 8.88 0.012 3.12
1 0.096 26.35 0.032 8.86 0.012 3.15
2 0.097 26.66 0.036 9.82 0.012 3.18
3 0.096 26.63 0.031 8.7 0.012 3.2
4 0.095 26.38 0.031 8.67 0.012 3.2
5 0.096 26.97 0.032 8.94 0.012 3.24



6 0.094 26.01 0.031 8.41 0.012 3.2
7 0.096 26.89 0.039 10.91 0.012 3.24
8 0.095 26.19 0.033 9.13 0.012 3.18
9 0.097 26.49 0.033 9.01 0.011 3.14

10 0.096 26.55 0.032 8.85 0.012 3.24
11 0.095 26.46 0.035 9.73 0.012 3.29
12 0.094 26.37 0.031 8.71 0.012 3.26
13 0.094 25.94 0.027 7.62 0.012 3.29
14 0.094 26.63 0.033 9.29 0.012 3.34
15 0.094 26.98 0.035 9.98 0.012 3.39
16 0.093 26.7 0.03 8.51 0.012 3.37
17 0.092 26.48 0.028 8 0.012 3.37
18 0.093 26.21 0.028 8.04 0.012 3.34
19 0.094 26.75 0.031 8.71 0.012 3.33
20 0.093 26.24 0.032 8.93 0.012 3.32
21 0.096 26.49 0.033 9.05 0.012 3.24
22 0.095 26.35 0.032 9.04 0.012 3.26
23 0.094 26.45 0.031 8.74 0.012 3.27

Average 0.095 0.032 0.012
Total 635.66 214.53 78.2
30-Day Rlng 0.097 0.03
365-Day Rlng 50472

2/13/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 26.74 0.033 9.21 0.012 3.3
1 0.094 25.99 0.031 8.55 0.012 3.25
2 0.095 26.2 0.031 8.55 0.012 3.23
3 0.097 26.77 0.031 8.62 0.012 3.21
4 0.095 26.27 0.032 8.92 0.012 3.25
5 0.095 26.56 0.033 9.19 0.012 3.28
6 0.096 26.34 0.032 8.63 0.012 3.21
7 0.088 24.76 0.033 9.28 0.012 3.3
8 0.095 26.29 0.032 8.95 0.012 3.26
9 0.096 26.37 0.032 8.85 0.012 3.2

10 0.096 27.09 0.032 8.99 0.012 3.27
11 0.095 26.31 0.033 9.15 0.012 3.21
12 0.095 26.66 0.032 9.11 0.012 3.26
13 0.094 25.98 0.032 8.91 0.012 3.21
14 0.099 27.29 0.028 7.68 0.012 3.19
15 0.095 26.31 0.03 8.26 0.012 3.21
16 0.093 25.91 0.033 9.14 0.012 3.24
17 0.095 26.17 0.04 11.01 0.012 3.21
18 0.096 26.76 0.025 7.05 0.012 3.25
19 0.094 26.08 0.037 10.3 0.012 3.2
20 0.095 26.31 0.039 10.72 0.011 3.18
21 0.098 27.06 0.023 6.28 0.011 3.16
22 0.094 26.14 0.035 9.75 0.011 3.17



23 0.096 26.48 0.024 6.69 0.011 3.17
Average 0.095 0.032 0.012
Total 632.84 211.79 77.4
30-Day Rlng 0.097 0.03
365-Day Rlng 50574

2/14/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.03 0.034 9.59 0.012 3.22
1 0.096 26.54 0.031 8.41 0.012 3.18
2 0.099 26.12 0.03 7.96 0.012 3.2
3 0.095 26.49 0.03 8.41 0.012 3.21
4 0.096 26.43 0.029 8.17 0.012 3.18
5 0.097 26.18 0.03 8.19 0.012 3.17
6 0.097 26.86 0.034 9.47 0.012 3.19
7 0.09 25.19 0.041 11.51 0.012 3.25
8 0.096 26.44 0.029 7.96 0.012 3.2
9 0.096 26.28 0.035 9.49 0.012 3.15

10 0.096 26.26 0.029 8.06 0.012 3.19
11 0.099 27.19 0.034 9.46 0.011 3.16
12 0.096 25.5 0.029 7.9 0.012 3.08
13 0.099 26.58 0.032 8.67 0.012 3.12
14 0.095 25.9 0.033 8.89 0.012 3.16
15 0.095 26.91 0.031 8.67 0.012 3.25
16 0.096 26.6 0.032 8.72 0.012 3.2
17 0.096 26.3 0.03 8.32 0.012 3.21
18 0.096 26.16 0.033 8.92 0.012 3.21
19 0.098 26.63 0.031 8.5 0.012 3.22
20 0.096 26.44 0.032 8.84 0.012 3.24
21 0.096 26.65 0.032 8.9 0.012 3.25
22 0.094 26.19 0.032 8.7 0.012 3.27
23 0.096 26.49 0.033 9.2 0.012 3.26

Average 0.096 0.032 0.012
Total 632.36 210.91 76.8
30-Day Rlng 0.097 0.03
365-Day Rlng 50666

2/15/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.19 0.031 8.69 0.012 3.27
1 0.096 26.31 0.023 6.23 0.012 3.24
2 0.097 26.62 0.027 7.5 0.012 3.23
3 0.095 26.62 0.036 10.2 0.011 3.21
4 0.096 26.23 0.032 8.84 0.012 3.18
5 0.096 26.71 0.029 8 0.012 3.21
6 0.096 26.3 0.032 8.69 0.012 3.18
7 0.093 25 0.034 9.2 0.012 3.17
8 0.1 27.19 0.029 8.08 0.012 3.14
9 0.097 25.96 0.037 9.9 0.012 3.09



10 0.098 26.59 0.035 9.36 0.012 3.11
11 0.098 26.77 0.027 7.29 0.012 3.14
12 0.097 26.58 0.035 9.69 0.012 3.17
13 0.096 26.58 0.033 9.13 0.011 3.17
14 0.095 25.99 0.037 9.97 0.012 3.18
15 0.098 26.23 0.031 8.24 0.012 3.13
16 0.099 26.62 0.03 7.98 0.012 3.13
17 0.097 25.68 0.033 8.56 0.012 3.06
18 0.098 26.67 0.034 9.31 0.012 3.15
19 0.099 26.15 0.029 7.79 0.012 3.12
20 0.1 26.87 0.024 6.46 0.012 3.15
21 0.097 26.41 0.028 7.52 0.012 3.17
22 0.097 26.54 0.035 9.56 0.012 3.16
23 0.097 26.13 0.03 8.08 0.012 3.14

Average 0.097 0.031 0.012
Total 632.94 204.27 75.9
30-Day Rlng 0.097 0.03
365-Day Rlng 50677

2/16/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 26.53 0.033 9.03 0.012 3.19
1 0.096 26.9 0.032 8.84 0.012 3.24
2 0.094 25.8 0.027 7.47 0.012 3.26
3 0.096 26.25 0.024 6.55 0.012 3.28
4 0.097 26.33 0.036 9.59 0.012 3.16
5 0.096 26.2 0.032 8.76 0.012 3.18
6 0.098 26.55 0.032 8.68 0.012 3.18
7 0.099 26.67 0.033 8.87 0.012 3.15
8 0.1 26.1 0.031 8.18 0.012 3.05
9 0.098 26.5 0.037 9.95 0.012 3.11

10 0.092 27.99 0.032 9.85 0.012 3.51
11 0.096 26.19 0.031 8.42 0.012 3.18
12 0.096 26.56 0.032 8.78 0.012 3.23
13 0.094 26.46 0.03 8.42 0.012 3.28
14 0.092 26.05 0.032 8.99 0.012 3.3
15 0.092 26.67 0.028 8.15 0.012 3.35
16 0.092 26.41 0.038 10.92 0.012 3.35
17 0.094 26.37 0.029 8.03 0.012 3.28
18 0.093 26.2 0.03 8.5 0.012 3.26
19 0.094 26.53 0.031 8.61 0.012 3.27
20 0.095 25.67 0.028 7.45 0.012 3.13
21 0.095 26.69 0.034 9.46 0.011 3.2
22 0.094 26.43 0.031 8.66 0.011 3.21
23 0.095 26.25 0.031 8.47 0.012 3.2

Average 0.095 0.031 0.012
Total 634.3 208.63 77.6
30-Day Rlng 0.096 0.03



365-Day Rlng 50885
2/17/2016

Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.093 26.28 0.032 8.91 0.012 3.28
1 0.094 26.5 0.031 8.83 0.012 3.29
2 0.092 26.1 0.031 8.71 0.012 3.29
3 0.095 26.29 0.03 8.32 0.012 3.19
4 0.094 26.66 0.033 9.51 0.012 3.29
5 0.093 26.12 0.031 8.81 0.012 3.27
6 0.094 26.32 0.031 8.75 0.012 3.27
7 0.089 25.93 0.032 9.28 0.012 3.35
8 0.095 26.21 0.032 8.91 0.012 3.24
9 0.093 26.09 0.031 8.73 0.012 3.26

10 0.095 26.46 0.029 8.2 0.012 3.27
11 0.095 26.62 0.033 9.28 0.012 3.28
12 0.093 26.71 0.029 8.35 0.012 3.32
13 0.092 26.99 0.033 9.64 0.012 3.41
14 0.087 25.41 0.031 9.01 0.012 3.42
15 0.09 26.17 0.03 8.88 0.012 3.4
16 0.093 26.46 0.03 8.56 0.012 3.3
17 0.092 26.1 0.028 7.98 0.012 3.3
18 0.093 26.44 0.03 8.62 0.012 3.34
19 0.092 26.23 0.03 8.41 0.012 3.33
20 0.092 26.02 0.028 7.78 0.012 3.29
21 0.092 26.42 0.03 8.62 0.012 3.35
22 0.091 26.55 0.032 9.36 0.012 3.41
23 0.091 26.15 0.029 8.31 0.012 3.38

Average 0.093 0.031 0.012
Total 631.23 209.76 79.5
30-Day Rlng 0.096 0.03
365-Day Rlng 51071

2/18/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.58 0.031 8.93 0.012 3.4
1 0.091 26.27 0.031 8.95 0.012 3.41
2 0.092 26.48 0.029 8.3 0.012 3.39
3 0.091 26.11 0.026 7.38 0.012 3.41
4 0.093 26.88 0.028 8.28 0.012 3.48
5 0.091 25.9 0.033 9.36 0.012 3.39
6 0.092 26.34 0.03 8.7 0.012 3.37
7 0.091 Cal 0.03 Cal 0.012 Cal
8 0.095 OOC 0.027 OOC 0.012 OOC
9 0.089 28.86 0.033 10.64 0.012 3.75

10 0.089 26.62 0.028 8.42 0.012 3.48
11 0.086 25.11 0.028 8.06 0.012 3.4
12 0.091 26.74 0.03 8.8 0.012 3.45
13 0.088 26.47 0.032 9.61 0.012 3.53



14 0.088 26.41 0.034 10.41 0.012 3.53
15 0.088 26.51 0.025 7.66 0.012 3.53
16 0.088 26.6 0.031 9.5 0.012 3.53
17 0.088 26.09 0.025 7.54 0.012 3.47
18 0.088 26.5 0.029 8.56 0.012 3.53
19 0.087 26.29 0.029 8.68 0.012 3.55
20 0.088 25.94 0.027 8.07 0.012 3.47
21 0.088 26.47 0.029 8.71 0.012 3.54
22 0.088 26.42 0.028 8.42 0.012 3.54
23 0.087 25.63 0.029 8.4 0.012 3.46

Average 0.09 0.029 0.012
Total 581.22 191.38 76.6
30-Day Rlng 0.096 0.03
365-Day Rlng 51210

2/19/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 26.6 0.029 8.65 0.012 3.54
1 0.089 26.31 0.027 8.02 0.012 3.49
2 0.09 26 0.03 8.56 0.012 3.43
3 0.089 25.68 0.028 8.21 0.012 3.44
4 0.091 26.43 0.029 8.35 0.012 3.46
5 0.09 26.27 0.033 9.57 0.012 3.44
6 0.091 26.25 0.027 7.66 0.012 3.44
7 0.086 27.16 0.037 11.81 0.012 3.71
8 0.079 23.46 0.028 8.4 0.012 3.49
9 0.088 26.15 0.03 8.8 0.012 3.54

10 0.088 26.52 0.025 7.54 0.012 3.57
11 0.087 25.99 0.03 8.97 0.012 3.53
12 0.089 27 0.028 8.55 0.012 3.56
13 0.088 26.42 0.025 7.45 0.012 3.55
14 0.086 25.13 0.034 9.92 0.012 3.41
15 0.09 26.54 0.026 7.53 0.012 3.49
16 0.089 26.47 0.03 9.02 0.012 3.5
17 0.089 25.73 0.026 7.48 0.012 3.4
18 0.091 26.7 0.03 8.81 0.012 3.46
19 0.089 26.15 0.03 8.68 0.012 3.46
20 0.092 26.47 0.031 8.86 0.012 3.39
21 0.089 26.11 0.03 8.63 0.012 3.44
22 0.09 26.42 0.03 8.69 0.012 3.51
23 0.09 26.11 0.028 8.2 0.012 3.46

Average 0.089 0.029 0.012
Total 628.07 206.36 83.7
30-Day Rlng 0.096 0.03
365-Day Rlng 51300

2/20/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.76 0.029 8.57 0.012 3.56



1 0.088 26.14 0.027 7.94 0.012 3.57
2 0.091 26.1 0.026 7.43 0.012 3.51
3 0.091 26.23 0.032 9.29 0.012 3.49
4 0.092 26.24 0.031 8.76 0.012 3.45
5 0.092 25.95 0.031 8.62 0.012 3.38
6 0.092 26.44 0.031 8.9 0.012 3.42
7 0.089 27.54 0.035 10.8 0.012 3.7
8 0.089 26.01 0.033 9.73 0.012 3.47
9 0.087 26.18 0.029 8.82 0.012 3.56

10 0.088 26.71 0.032 9.55 0.012 3.57
11 0.089 25.94 0.02 5.83 0.012 3.45
12 0.089 26.54 0.032 9.41 0.012 3.53
13 0.089 26.46 0.033 9.82 0.012 3.55
14 0.09 26.37 0.028 8.17 0.012 3.5
15 0.089 26.12 0.024 7.16 0.012 3.48
16 0.09 26.46 0.03 8.98 0.012 3.48
17 0.09 26.37 0.03 8.74 0.012 3.48
18 0.089 26.34 0.026 7.73 0.012 3.51
19 0.09 26.78 0.029 8.61 0.012 3.55
20 0.089 26.08 0.029 8.5 0.012 3.53
21 0.09 26.65 0.03 8.76 0.012 3.59
22 0.09 26.22 0.028 8.11 0.012 3.54
23 0.089 26.33 0.029 8.64 0.012 3.56

Average 0.09 0.029 0.012
Total 632.96 206.87 84.4
30-Day Rlng 0.096 0.03
365-Day Rlng 51342

2/21/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 26.11 0.03 8.87 0.012 3.59
1 0.09 26.52 0.032 9.51 0.012 3.57
2 0.088 26.24 0.026 7.67 0.012 3.59
3 0.088 26.29 0.027 7.94 0.012 3.58
4 0.089 26.21 0.025 7.46 0.012 3.55
5 0.09 26.04 0.028 7.93 0.012 3.45
6 0.089 26.68 0.031 9.22 0.012 3.52
7 0.086 26.84 0.035 11.15 0.012 3.7
8 0.091 26.25 0.029 8.49 0.012 3.43
9 0.091 26.52 0.026 7.55 0.012 3.47

10 0.09 26.21 0.031 9.04 0.012 3.45
11 0.091 26.86 0.033 9.56 0.012 3.47
12 0.093 26.37 0.023 6.56 0.013 3.56
13 0.088 26.37 0.03 9 0.012 3.56
14 0.088 25.8 0.03 8.89 0.012 3.46
15 0.09 26.82 0.026 7.71 0.012 3.52
16 0.089 26.39 0.026 7.62 0.012 3.5
17 0.09 26.22 0.03 8.67 0.012 3.48



18 0.089 26.49 0.029 8.72 0.012 3.54
19 0.089 26.23 0.028 8.15 0.012 3.54
20 0.089 25.88 0.027 7.9 0.012 3.46
21 0.089 26.64 0.028 8.36 0.012 3.56
22 0.089 26.31 0.025 7.39 0.012 3.55
23 0.089 26.16 0.024 6.94 0.012 3.53

Average 0.089 0.028 0.012
Total 632.45 200.3 84.6
30-Day Rlng 0.095 0.03
365-Day Rlng 51339

2/22/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 26.68 0.026 7.68 0.012 3.59
1 0.088 26.23 0.023 6.79 0.012 3.56
2 0.088 25.89 0.025 7.31 0.012 3.51
3 0.09 26.47 0.026 7.69 0.012 3.49
4 0.091 26.33 0.034 9.81 0.012 3.5
5 0.096 26.02 0.026 7.14 0.013 3.41
6 0.089 26.44 0.028 8.29 0.012 3.53
7 Cal Cal Cal Cal Cal 4.1
8 OOC OOC OOC OOC OOC 4.09
9 0.088 27.05 0.037 11.39 0.012 3.67

10 0.09 27.15 0.031 9.4 0.012 3.6
11 0.088 26.29 0.025 7.5 0.012 3.61
12 0.087 26.44 0.033 9.95 0.012 3.65
13 0.087 26.46 0.027 8.27 0.012 3.65
14 0.088 25.95 0.028 8.19 0.012 3.57
15 0.088 26.4 0.036 10.79 0.012 3.58
16 0.088 26.31 0.023 6.89 0.012 3.56
17 0.09 26.4 0.028 8.26 0.012 3.5
18 0.089 26.58 0.031 9.24 0.012 3.56
19 0.088 26.17 0.028 8.35 0.012 3.56
20 0.088 26.35 0.031 9.11 0.012 3.57
21 0.088 26.53 0.029 8.7 0.012 3.61
22 0.088 26.55 0.029 8.66 0.012 3.62
23 0.087 26.01 0.028 8.35 0.012 3.6

Average 0.089 0.029 0.012
Total 580.7 187.76 86.7
30-Day Rlng 0.095 0.03
365-Day Rlng 51320

2/23/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 26.65 0.028 8.34 0.012 3.61
1 0.088 26.8 0.031 9.34 0.012 3.63
2 0.088 25.85 0.03 8.69 0.012 3.58
3 0.089 26.31 0.03 8.99 0.012 3.55
4 0.088 26.01 0.026 7.74 0.012 3.57



5 0.091 26.08 0.027 7.7 0.012 3.47
6 0.089 26.52 0.029 8.67 0.012 3.57
7 0.086 26.21 0.042 12.74 0.012 3.67
8 0.09 26.39 0.025 7.33 0.012 3.56
9 0.089 26.48 0.031 9.38 0.012 3.57

10 0.089 26.51 0.031 9.17 0.012 3.6
11 0.087 25.81 0.03 8.7 0.012 3.57
12 0.089 26.59 0.03 8.94 0.012 3.59
13 0.089 26.67 0.025 7.43 0.012 3.61
14 0.088 26.34 0.032 9.54 0.012 3.6
15 0.089 26.45 0.028 8.24 0.012 3.6
16 0.09 26.53 0.03 8.85 0.012 3.51
17 0.09 26.66 0.029 8.43 0.012 3.53
18 0.09 26.07 0.03 8.64 0.012 3.45
19 0.09 26.55 0.031 9.23 0.012 3.5
20 0.09 26.29 0.03 8.62 0.012 3.51
21 0.09 26.35 0.031 9.18 0.012 3.49
22 0.091 26.57 0.029 8.43 0.012 3.51
23 0.089 26.05 0.031 9.25 0.012 3.48

Average 0.089 0.03 0.012
Total 632.74 211.57 85.3
30-Day Rlng 0.095 0.03
365-Day Rlng 51372

2/24/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 26.33 0.029 8.78 0.012 3.58
1 0.088 26.69 0.032 9.63 0.012 3.62
2 0.087 25.84 0.027 8.15 0.012 3.6
3 0.09 26.24 0.03 8.69 0.012 3.53
4 0.091 26.11 0.028 8.05 0.012 3.49
5 0.092 26.4 0.03 8.68 0.012 3.46
6 0.09 26.38 0.029 8.47 0.012 3.53
7 0.088 26.53 0.024 7.17 0.012 3.7
8 0.088 26.1 0.028 8.23 0.012 3.65
9 0.088 26.53 0.03 8.99 0.012 3.59

10 0.09 26.53 0.03 8.97 0.012 3.56
11 0.09 26.43 0.032 9.42 0.012 3.55
12 0.089 26.73 0.031 9.45 0.012 3.58
13 0.088 26.1 0.025 7.45 0.012 3.61
14 0.089 25.96 0.028 8.03 0.012 3.57
15 0.089 26.45 0.033 9.71 0.012 3.58
16 0.09 26.71 0.025 7.41 0.012 3.6
17 0.088 26.4 0.028 8.25 0.012 3.58
18 0.089 26.32 0.026 7.9 0.012 3.58
19 0.089 26.39 0.028 8.32 0.012 3.61
20 0.088 26.28 0.029 8.78 0.012 3.62
21 0.089 26.44 0.029 8.49 0.012 3.62



22 0.088 26.5 0.029 8.71 0.012 3.65
23 0.088 25.96 0.029 8.51 0.012 3.57

Average 0.089 0.029 0.012
Total 632.35 204.24 86
30-Day Rlng 0.095 0.031
365-Day Rlng 51424

2/25/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.45 0.029 8.76 0.012 3.63
1 0.087 26.35 0.033 10.03 0.012 3.65
2 0.089 26.62 0.027 8.1 0.012 3.65
3 0.088 25.95 0.027 8.09 0.012 3.57
4 0.089 26.46 0.03 8.86 0.012 3.55
5 0.089 25.89 0.031 8.97 0.012 3.51
6 0.09 26.3 0.028 8.25 0.012 3.54
7 Cal Cal Cal Cal Cal Cal
8 OOC OOC OOC OOC OOC OOC
9 0.092 27.46 0.034 10.34 0.012 3.66

10 0.09 26.56 0.029 8.63 0.012 3.58
11 0.094 24.87 0.028 7.34 0.013 3.52
12 0.091 27.37 0.022 6.54 0.012 3.64
13 0.085 25.95 0.017 5.25 0.012 3.65
14 0.088 26.58 0.017 5.08 0.012 3.63
15 0.088 26.42 0.027 8.08 0.012 3.61
16 0.088 26.57 0.033 9.83 0.012 3.58
17 0.088 26.28 0.029 8.56 0.012 3.56
18 0.088 26.28 0.029 8.69 0.012 3.56
19 0.088 26.59 0.03 9 0.012 3.57
20 0.09 25.98 0.028 8.21 0.012 3.47
21 0.088 25.96 0.029 8.45 0.012 3.54
22 0.09 26.55 0.03 8.76 0.012 3.55
23 0.09 26.3 0.029 8.48 0.012 3.52

Average 0.089 0.028 0.012
Total 579.74 182.3 78.7
30-Day Rlng 0.094 0.03
365-Day Rlng 51409

2/26/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.95 0.033 9.91 0.012 3.61
1 0.088 26.37 0.027 8 0.012 3.65
2 0.089 25.67 0.03 8.67 0.012 3.58
3 0.09 26.57 0.03 8.83 0.012 3.64
4 0.088 26.4 0.028 8.45 0.012 3.69
5 0.089 26.44 0.03 9.05 0.012 3.63
6 0.088 26.25 0.03 8.89 0.012 3.63
7 0.088 28.19 0.036 11.5 0.012 3.85
8 0.091 26.53 0.028 8.2 0.012 3.5



9 0.088 26.13 0.032 9.4 0.012 3.57
10 0.089 26.4 0.026 7.59 0.012 3.54
11 0.09 26.52 0.033 9.74 0.012 3.54
12 0.089 26.31 0.027 8.1 0.012 3.58
13 0.088 26.12 0.026 7.83 0.012 3.57
14 0.091 26.43 0.03 8.79 0.012 3.49
15 0.089 26.5 0.027 7.95 0.012 3.59
16 0.087 26.25 0.03 8.98 0.012 3.61
17 0.087 25.74 0.027 7.96 0.012 3.55
18 0.089 26.39 0.027 8.08 0.012 3.53
19 0.087 23.67 0.026 7.05 0.012 3.34
20 0.079 20.9 0.025 6.48 0.012 3.23
21 0.081 21.83 0.025 6.66 0.012 3.28
22 0.088 24.42 0.029 8.1 0.012 3.37
23 0.092 27.1 0.031 9.29 0.012 3.53

Average 0.088 0.029 0.012
Total 620.08 203.5 85.1
30-Day Rlng 0.094 0.03
365-Day Rlng 51404

2/27/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.32 0.028 8.3 0.012 3.59
1 0.088 26.39 0.027 8.07 0.012 3.61
2 0.089 25.8 0.027 7.84 0.012 3.55
3 0.087 26.12 0.029 8.63 0.012 3.6
4 0.091 27.01 0.033 9.91 0.012 3.54
5 0.089 25.97 0.027 7.93 0.012 3.5
6 0.088 26.02 0.027 7.93 0.012 3.53
7 0.086 27.67 0.036 11.29 0.012 3.84
8 0.09 26.27 0.031 8.92 0.012 3.5
9 0.09 26.42 0.029 8.45 0.012 3.5

10 0.091 26.85 0.033 9.64 0.012 3.49
11 0.09 25.81 0.028 7.99 0.012 3.42
12 0.09 26.53 0.028 8.25 0.012 3.57
13 0.089 26.28 0.028 8.28 0.012 3.54
14 0.09 25.17 0.027 7.49 0.012 3.48
15 0.094 25.97 0.021 5.75 0.012 3.43
16 0.116 22.42 0.031 5.96 0.019 3.7
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average 0.091 0.029 0.012
Total 443.02 140.63 60.4



30-Day Rlng 0.094 0.03
365-Day Rlng 51330

2/28/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.03
365-Day Rlng 51117

2/29/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Inval 0.44 Inval 0.3 Inval 0.32
6 Inval OOC Inval OOC Inval OOC
7 Inval 4.54 Inval 3.16 Inval 3.19
8 Inval 4.44 Inval 3.09 Inval 2.86
9 Inval 4.34 Inval 3.02 Inval 2.64

10 Inval 4.34 Inval 3.02 Inval 2.65
11 Inval 5.65 Inval 3.1 Inval 3.4
12 0.146 5.31 0.087 3.15 0.09 3.29



13 0.134 5.4 0.079 3.19 0.091 3.68
14 0.113 4.99 0.072 3.19 0.1 4.42
15 0.117 5.42 0.07 3.23 0.103 4.76
16 0.134 6.38 0.062 3.06 0.125 5.95
17 0.186 13.9 0.035 2.58 OOR OOR
18 0.261 37.36 0.021 3.04 0.062 8.59
19 0.086 19.05 0.017 3.67 0.015 3.21
20 0.091 25.56 0.014 3.99 0.012 3.49
21 0.091 26.88 0.014 4.21 0.012 3.68
22 0.089 26.37 0.014 4.2 0.012 3.68
23 0.091 26.72 0.014 4.24 0.013 3.71

Average 0.128 0.042 0.058
Total 227.09 57.44 63.5
30-Day Rlng 0.093 0.03
365-Day Rlng 50973

3/1/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.084 25.03 0.015 4.43 0.012 3.7
1 0.091 26.2 0.015 4.35 0.013 3.63
2 0.093 25.97 0.018 4.93 0.013 3.52
3 0.091 26.5 0.022 6.53 0.013 3.66
4 0.09 26.29 0.028 8.22 0.013 3.68
5 0.092 26.63 0.022 6.23 0.013 3.65
6 0.09 26.34 0.019 5.63 0.012 3.66
7 0.092 29.22 Cal Cal 0.012 3.91
8 0.094 26.09 0.033 9.26 0.012 3.48
9 0.096 26.56 0.028 7.82 0.012 3.45

10 0.095 26.72 0.029 8.1 0.012 3.41
11 0.096 26.54 0.032 8.93 0.012 3.38
12 0.092 26.41 0.033 9.42 0.012 3.46
13 0.093 26.16 0.031 8.82 0.012 3.38
14 0.095 25.94 0.029 7.9 0.012 3.28
15 0.093 26.08 0.03 8.24 0.012 3.36
16 0.092 26.33 0.024 6.73 0.012 3.39
17 0.092 26.27 0.024 6.82 0.012 3.38
18 0.091 26.48 0.023 6.62 0.012 3.44
19 0.091 26.43 0.022 6.45 0.012 3.44
20 0.091 25.98 0.02 5.78 0.012 3.4
21 0.091 26.47 0.021 6.21 0.012 3.44
22 0.092 26.6 0.02 5.65 0.012 3.45
23 0.091 26.65 0.021 6.03 0.012 3.41

Average 0.092 0.024 0.012
Total 633.89 159.1 84
30-Day Rlng 0.093 0.03
365-Day Rlng 50921

3/2/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs



0 0.09 26.03 0.02 5.61 0.012 3.43
1 0.092 26.77 0.02 5.81 0.012 3.43
2 0.091 26.43 0.023 6.8 0.012 3.43
3 0.089 25.81 0.028 8.14 0.012 3.46
4 0.091 26.46 0.03 8.88 0.012 3.46
5 0.092 26.22 0.028 7.96 0.012 3.39
6 0.089 25.8 0.029 8.18 0.012 3.43
7 0.089 29.11 0.03 9.84 0.012 3.87
8 0.085 25.9 0.033 9.97 0.012 3.57
9 0.085 24.98 0.023 6.66 0.012 3.57

10 0.086 25.37 0.03 8.91 0.012 3.58
11 0.089 25.35 0.03 8.59 0.012 3.45
12 0.088 25.6 0.026 7.6 0.012 3.49
13 0.087 25.3 0.024 6.93 0.012 3.56
14 0.088 25.52 0.029 8.38 0.012 3.54
15 0.086 25.24 0.029 8.54 0.012 3.62
16 0.085 24.97 0.023 6.8 0.012 3.58
17 0.089 25.8 0.024 6.99 0.012 3.53
18 0.091 26.5 0.031 8.91 0.012 3.5
19 0.091 26.22 0.029 8.28 0.012 3.57
20 0.09 26.43 0.03 8.87 0.012 3.53
21 0.09 26.6 0.03 8.99 0.012 3.58
22 0.088 26.33 0.03 8.81 0.012 3.58
23 0.089 26.46 0.03 8.79 0.012 3.57

Average 0.089 0.027 0.012
Total 625.2 193.24 84.7
30-Day Rlng 0.093 0.03
365-Day Rlng 50904

3/3/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 26.64 0.036 10.73 0.012 3.6
1 0.09 26.31 0.025 7.43 0.012 3.54
2 0.089 25.95 0.025 7.41 0.012 3.51
3 0.092 26.39 0.026 7.52 0.012 3.54
4 0.09 26.35 0.032 9.43 0.012 3.54
5 0.091 26.05 0.028 8.09 0.012 3.48
6 0.091 26.47 0.031 8.91 0.012 3.55
7 0.091 26.81 0.038 10.98 0.012 3.55
8 0.094 26.39 0.034 9.57 0.012 3.37
9 0.091 25.98 0.023 6.47 0.012 3.43

10 0.091 26.18 0.039 11.16 0.012 3.51
11 0.08 18.9 0.032 7.53 0.013 3.01
12 0.078 18.13 0.021 5.02 0.013 3.04
13 0.091 26.76 0.034 10.09 0.012 3.51
14 0.09 26.53 0.031 9.11 0.012 3.51
15 0.089 26.47 0.034 10.01 0.012 3.54
16 0.09 26.33 0.021 6.27 0.012 3.55



17 0.089 26.23 0.027 7.87 0.012 3.51
18 0.089 26.34 0.029 8.55 0.012 3.53
19 0.09 26.46 0.03 8.87 0.012 3.54
20 0.091 26.39 0.03 8.61 0.012 3.51
21 0.089 26.15 0.03 8.87 0.012 3.53
22 0.09 26.49 0.03 8.79 0.012 3.54
23 0.09 26.14 0.03 8.7 0.012 3.52

Average 0.089 0.03 0.012
Total 616.84 205.99 83.5
30-Day Rlng 0.093 0.03
365-Day Rlng 50907

3/4/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.64 0.031 9.29 0.012 3.54
1 0.09 26.65 0.024 7.21 0.012 3.58
2 0.09 26.68 0.025 7.36 0.012 3.58
3 0.087 25.73 0.024 7.13 0.012 3.56
4 0.09 26.61 0.029 8.48 0.012 3.56
5 0.089 26.15 0.031 9.01 0.012 3.54
6 0.09 26.45 0.028 8.32 0.012 3.57
7 0.094 28.21 0.037 11.32 0.012 3.55
8 0.089 25.57 0.027 7.7 0.012 3.48
9 0.09 26.78 0.035 10.4 0.012 3.55

10 0.091 26.1 0.03 8.64 0.012 3.48
11 0.092 26.44 0.026 7.5 0.012 3.48
12 0.091 26.66 0.026 7.63 0.012 3.53
13 0.088 26.09 0.041 12.2 0.012 3.55
14 0.09 26.25 0.031 9.09 0.012 3.53
15 0.09 26.48 0.027 7.82 0.012 3.54
16 0.09 26.33 0.022 6.5 0.012 3.53
17 0.089 26.05 0.027 7.97 0.012 3.53
18 0.089 26.86 0.026 7.96 0.012 3.62
19 0.088 26.09 0.024 7.26 0.012 3.62
20 0.089 26.21 0.02 6.05 0.012 3.58
21 0.089 26.56 0.023 6.81 0.012 3.6
22 0.089 26.48 0.027 7.98 0.012 3.58
23 0.089 26.15 0.026 7.56 0.012 3.59

Average 0.09 0.028 0.012
Total 634.22 197.19 85.3
30-Day Rlng 0.093 0.03
365-Day Rlng 50893

3/5/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.62 0.026 7.7 0.012 3.6
1 0.089 26.62 0.026 7.8 0.012 3.6
2 0.088 25.54 0.027 7.7 0.012 3.57
3 0.091 26.48 0.03 8.89 0.012 3.56



4 0.09 26.63 0.031 9.23 0.012 3.54
5 0.09 25.93 0.027 7.85 0.012 3.47
6 0.09 26.41 0.028 8.32 0.012 3.53
7 0.088 26.33 0.031 9.22 0.012 3.6
8 0.088 25.6 0.027 7.79 0.012 3.5
9 0.089 26.32 0.03 8.9 0.012 3.54

10 0.092 26.49 0.028 7.97 0.012 3.49
11 0.09 26.03 0.029 8.38 0.012 3.48
12 0.092 26.8 0.022 6.42 0.012 3.49
13 0.09 26.36 0.015 4.36 0.012 3.52
14 0.09 25.8 0.021 6.02 0.012 3.45
15 0.09 26.41 0.02 5.84 0.012 3.5
16 0.091 26.78 0.028 8.24 0.012 3.51
17 0.09 26.33 0.03 8.84 0.012 3.49
18 0.089 26.02 0.03 8.71 0.012 3.51
19 0.091 26.49 0.029 8.55 0.012 3.5
20 0.09 25.65 0.026 7.39 0.012 3.41
21 0.091 26.36 0.025 7.2 0.012 3.46
22 0.091 26.72 0.025 7.38 0.012 3.52
23 0.087 25.14 0.025 7.26 0.012 3.45

Average 0.09 0.027 0.012
Total 629.86 185.96 84.3
30-Day Rlng 0.093 0.03
365-Day Rlng 50869

3/6/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.6 0.027 7.96 0.012 3.5
1 0.091 26.56 0.025 7.31 0.012 3.49
2 0.091 26.3 0.028 8.18 0.012 3.44
3 0.092 26.29 0.026 7.44 0.012 3.48
4 0.09 26.58 0.031 9.22 0.012 3.55
5 0.09 25.98 0.03 8.71 0.012 3.49
6 0.09 26.59 0.03 8.85 0.012 3.55
7 0.093 27.72 0.038 11.29 0.012 3.55
8 0.091 26.04 0.025 7.31 0.012 3.44
9 0.09 26.13 0.029 8.43 0.012 3.49

10 0.092 26.57 0.028 8.03 0.012 3.5
11 0.089 25.96 0.027 7.77 0.012 3.48
12 0.091 27.03 0.035 10.4 0.012 3.55
13 0.087 25.53 0.018 5.36 0.012 3.5
14 0.096 26.92 0.014 3.95 0.016 4.6
15 0.085 22.92 0.014 3.88 0.027 7.23
16 0.038 7.64 0.018 3.24 0.018 3.33
17 0.073 8.21 0.026 2.6 0.059 6.65
18 0.088 26.18 0.027 8.07 0.012 3.57
19 0.09 26.57 0.032 9.32 0.012 3.55
20 0.088 25.78 0.027 7.92 0.012 3.53



21 0.091 26.92 0.03 8.71 0.012 3.54
22 0.089 26.17 0.025 7.28 0.012 3.53
23 0.088 26.41 0.028 8.45 0.012 3.61

Average 0.087 0.027 0.015
Total 593.6 179.68 92.2
30-Day Rlng 0.093 0.03
365-Day Rlng 50840

3/7/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.32 0.03 9.04 0.012 3.62
1 0.09 26.54 0.024 7.03 0.012 3.6
2 0.089 26.14 0.026 7.55 0.012 3.56
3 0.091 26.53 0.026 7.68 0.012 3.57
4 0.089 26.35 0.027 7.89 0.012 3.59
5 0.089 26.02 0.025 7.27 0.012 3.57
6 0.089 26.8 0.027 8.14 0.012 3.59
7 0.089 26.78 0.025 7.43 0.012 3.64
8 0.089 27.55 0.044 14.01 0.012 3.71
9 0.092 27.17 0.03 8.95 0.012 3.52

10 0.088 26.09 0.027 8.07 0.012 3.53
11 0.089 26 0.023 6.65 0.012 3.54
12 0.091 26.88 0.016 4.81 0.012 3.56
13 0.088 26.23 0.014 4.17 0.012 3.59
14 0.09 26.02 0.015 4.42 0.012 3.51
15 0.091 26.41 0.014 4.09 0.012 3.58
16 0.088 26.37 0.018 5.48 0.012 3.65
17 0.088 26.33 0.029 8.62 0.012 3.58
18 0.086 25.57 0.029 8.7 0.012 3.6
19 0.088 26.12 0.029 8.61 0.012 3.57
20 0.089 26.35 0.029 8.5 0.012 3.61
21 0.089 26.56 0.028 8.25 0.012 3.61
22 0.091 27 0.024 6.99 0.012 3.6
23 0.09 26.51 0.027 7.9 0.012 3.55

Average 0.089 0.025 0.012
Total 634.64 180.25 86.1
30-Day Rlng 0.093 0.03
365-Day Rlng 50822

3/8/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.91 0.025 7.69 0.012 3.64
1 0.087 26.33 0.02 6.05 0.012 3.69
2 0.089 25.86 0.019 5.57 0.012 3.54
3 0.089 25.78 0.025 7.34 0.013 3.79
4 0.091 26.81 0.019 5.69 0.012 3.62
5 0.09 26.26 0.03 8.9 0.012 3.51
6 0.091 26.61 0.027 7.75 0.012 3.54
7 0.086 25.66 0.022 6.45 0.012 3.64



8 0.09 26.85 0.022 6.44 0.012 3.6
9 0.087 25.69 0.019 5.51 0.012 3.61

10 0.09 26.69 0.016 4.74 0.012 3.63
11 0.087 26.07 0.02 6.1 0.012 3.62
12 0.089 26.6 0.024 7.29 0.012 3.59
13 0.089 26.42 0.026 7.83 0.012 3.6
14 0.09 26.88 0.019 5.8 0.012 3.62
15 0.088 26.34 0.014 4.27 0.012 3.6
16 0.087 25.91 0.015 4.33 0.012 3.61
17 0.088 26.42 0.024 7.16 0.012 3.61
18 0.089 27.04 0.029 8.74 0.012 3.62
19 0.087 26.21 0.024 7.22 0.012 3.65
20 0.086 25.87 0.021 6.36 0.012 3.66
21 0.089 26.88 0.027 8.1 0.012 3.66
22 0.086 25.93 0.026 7.79 0.012 3.68
23 0.089 26.79 0.029 8.65 0.012 3.63

Average 0.088 0.023 0.012
Total 632.81 161.77 87
30-Day Rlng 0.093 0.03
365-Day Rlng 50775

3/9/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.087 26.12 0.022 6.51 0.012 3.64
1 0.087 26.15 0.018 5.22 0.012 3.65
2 0.09 26.57 0.018 5.21 0.012 3.6
3 0.086 25.98 0.026 7.84 0.012 3.65
4 0.087 26.13 0.029 8.76 0.012 3.63
5 0.088 26.56 0.027 8.17 0.012 3.68
6 0.088 26.38 0.024 7.27 0.012 3.63
7 0.086 25.98 0.024 7.33 0.012 3.7
8 0.088 26.6 0.02 6.01 0.012 3.63
9 0.088 26.5 0.016 4.95 0.012 3.59

10 0.087 26.14 0.021 6.47 0.012 3.58
11 0.09 26.4 0.021 6.04 0.012 3.51
12 0.089 26.62 0.032 9.43 0.012 3.52
13 0.09 26.41 0.032 9.25 0.012 3.52
14 0.088 25.63 0.028 8.02 0.012 3.44
15 0.09 26.64 0.028 8.25 0.012 3.57
16 0.089 26.67 0.03 9.03 0.012 3.57
17 0.089 25.99 0.03 8.9 0.012 3.54
18 0.09 26.8 0.03 8.79 0.012 3.6
19 0.09 26.58 0.029 8.49 0.012 3.55
20 0.089 26 0.029 8.38 0.012 3.49
21 0.091 26.68 0.031 9.04 0.012 3.51
22 0.088 25.85 0.027 7.81 0.012 3.58
23 0.09 26.83 0.031 9.19 0.012 3.57

Average 0.089 0.026 0.012



Total 632.21 184.36 86
30-Day Rlng 0.092 0.029
365-Day Rlng 50748

3/10/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.083 24.98 0.03 9.08 0.012 3.61
1 0.087 25.8 0.026 7.71 0.012 3.56
2 0.092 26.56 0.035 10.06 0.012 3.5
3 0.091 26.54 0.027 7.87 0.012 3.52
4 0.09 26.39 0.033 9.78 0.012 3.55
5 0.092 26.08 0.027 7.79 0.012 3.44
6 0.094 26.57 0.029 8.2 0.012 3.44
7 0.088 26.24 0.037 11.07 0.012 3.6
8 0.089 26.21 0.028 8.15 0.012 3.55
9 0.088 26.3 0.029 8.53 0.012 3.56

10 0.091 26.79 0.033 9.61 0.012 3.54
11 0.091 26.79 0.031 9.05 0.012 3.51
12 0.087 26.08 0.029 8.57 0.012 3.57
13 0.088 26.16 0.027 8.08 0.012 3.55
14 0.091 26.78 0.032 9.32 0.012 3.53
15 0.087 26.17 0.031 9.42 0.012 3.57
16 0.088 26.07 0.025 7.4 0.012 3.55
17 0.089 26.94 0.031 9.26 0.012 3.56
18 0.089 26.57 0.031 9.3 0.012 3.5
19 0.089 26.4 0.027 8.12 0.012 3.5
20 0.088 26.22 0.031 9.11 0.012 3.5
21 0.09 26.79 0.029 8.63 0.012 3.5
22 0.087 26.17 0.033 9.98 0.012 3.5
23 0.09 26.47 0.024 7 0.012 3.47

Average 0.089 0.03 0.012
Total 632.07 211.09 84.7
30-Day Rlng 0.092 0.029
365-Day Rlng 50749

3/11/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.89 0.032 9.8 0.012 3.51
1 0.089 26.05 0.029 8.4 0.012 3.48
2 0.081 23.55 0.033 9.73 0.012 3.49
3 0.091 26.74 0.032 9.3 0.012 3.54
4 0.09 26.41 0.028 8.17 0.012 3.52
5 0.088 25.43 0.026 7.52 0.012 3.5
6 0.093 27.12 0.031 9.12 0.012 3.53
7 0.084 25.15 0.033 9.93 0.012 3.6
8 0.09 26.5 0.036 10.56 0.012 3.51
9 0.089 26.03 0.023 6.85 0.012 3.55

10 0.092 27.23 0.034 10.23 0.012 3.59
11 0.088 25.81 0.027 7.9 0.012 3.56



12 0.09 26.56 0.033 9.79 0.012 3.62
13 0.09 26.67 0.032 9.52 0.012 3.62
14 0.089 26.08 0.025 7.38 0.012 3.58
15 0.089 26.36 0.024 7.14 0.012 3.6
16 0.09 26.38 0.028 8.09 0.012 3.59
17 0.089 26.11 0.029 8.44 0.012 3.58
18 0.091 26.53 0.028 8.21 0.012 3.56
19 0.09 26.43 0.026 7.72 0.012 3.59
20 0.09 26.36 0.027 7.94 0.012 3.53
21 0.089 26.71 0.031 9.29 0.012 3.55
22 0.09 26.23 0.028 8.23 0.012 3.48
23 0.09 26.34 0.035 10.14 0.012 3.49

Average 0.089 0.03 0.012
Total 629.67 209.4 85.2
30-Day Rlng 0.092 0.029
365-Day Rlng 50753

3/12/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.67 0.023 6.65 0.012 3.57
1 0.088 26.31 0.032 9.56 0.012 3.59
2 0.09 26.46 0.036 10.47 0.012 3.56
3 0.108 22.17 0.022 4.61 0.019 3.78
4 0.097 25.35 0.026 6.81 0.013 3.43
5 0.09 25.85 0.026 7.61 0.012 3.51
6 0.092 26.27 0.032 9.11 0.012 3.52
7 0.093 28.11 0.042 12.59 0.012 3.64
8 0.089 25.8 0.022 6.32 0.012 3.51
9 0.09 26.19 0.017 4.88 0.012 3.58

10 0.091 26.96 0.029 8.5 0.012 3.6
11 0.089 25.49 0.028 8.09 0.012 3.53
12 0.091 27.02 0.028 8.24 0.012 3.58
13 0.09 25.96 0.024 6.95 0.012 3.49
14 0.091 26.04 0.031 8.73 0.012 3.48
15 0.09 27.04 0.033 10.04 0.012 3.58
16 0.088 25.62 0.026 7.41 0.012 3.54
17 0.091 26.59 0.029 8.62 0.012 3.51
18 0.09 26.86 0.033 9.8 0.012 3.57
19 0.09 26.62 0.036 10.47 0.012 3.5
20 0.094 26.76 0.027 7.64 0.012 3.44
21 0.09 25.85 0.028 7.93 0.012 3.48
22 0.092 26.89 0.03 8.88 0.012 3.54
23 0.093 26.69 0.028 7.92 0.012 3.47

Average 0.092 0.029 0.012
Total 629.57 197.83 85
30-Day Rlng 0.091 0.029
365-Day Rlng 50744

3/13/2016



Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.091 26.68 0.033 9.8 0.012 3.51
1 0.081 20.69 0.024 6.04 0.013 3.31
2 Inval Inval Inval Inval Inval Inval
3 0.099 27.29 0.036 9.91 0.012 3.38
4 0.089 21.58 0.029 7.05 0.014 3.25
5 0.092 26.45 0.026 7.61 0.012 3.49
6 0.091 26.13 0.023 6.48 0.012 3.51
7 0.095 28.89 Cal Cal 0.012 3.71
8 0.088 25.94 OOC OOC 0.012 3.64
9 0.09 26.31 OOC OOC 0.012 3.61

10 0.091 26.9 OOC OOC 0.012 3.65
11 0.089 26.2 OOC OOC 0.012 3.62
12 0.091 26.41 OOC OOC 0.012 3.54
13 0.09 25.79 OOC OOC 0.012 3.55
14 0.089 26.14 OOC OOC 0.012 3.56
15 0.091 26.61 OOC OOC 0.012 3.46
16 0.09 26.58 OOC OOC 0.012 3.54
17 0.091 27.22 OOC OOC 0.012 3.55
18 0.089 26.15 OOC OOC 0.012 3.53
19 0.091 26.95 OOC OOC 0.012 3.51
20 0.091 26.67 OOC OOC 0.012 3.48
21 0.09 26.29 OOC OOC 0.012 3.44
22 0.09 26.15 OOC OOC 0.012 3.44
23 0.091 26.46 OOC OOC 0.012 3.53

Average 0.09 0.029 0.012
Total 600.48 46.89 80.8
30-Day Rlng 0.091 0.029
365-Day Rlng 50643

3/14/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 25.98 OOC OOC 0.012 3.56
1 0.09 26.94 OOC OOC 0.012 3.6
2 0.089 25.99 OOC OOC 0.012 3.58
3 0.088 25.81 OOC OOC 0.012 3.53
4 0.092 26.94 OOC OOC 0.012 3.49
5 0.091 26.08 OOC OOC 0.012 3.49
6 0.092 26.22 OOC OOC 0.012 3.47
7 Cal Cal Cal Cal Cal Cal
8 0.09 26.46 0.035 10.17 0.012 3.53
9 0.092 26.61 0.023 6.84 0.012 3.51

10 0.09 26.3 0.029 8.6 0.012 3.55
11 0.089 26.26 0.03 8.81 0.012 3.55
12 0.09 26.03 0.03 8.8 0.012 3.51
13 0.089 25.74 0.028 7.98 0.012 3.54
14 0.095 26.94 0.027 7.78 0.012 3.49
15 0.088 26.05 0.029 8.67 0.012 3.53



16 0.09 26.66 0.031 9.12 0.012 3.53
17 0.09 26.89 0.029 8.82 0.012 3.56
18 0.089 26.46 0.028 8.38 0.012 3.54
19 0.089 26.33 0.029 8.6 0.012 3.5
20 0.088 26.01 0.03 8.68 0.012 3.52
21 0.088 25.72 0.038 11.17 0.012 3.52
22 0.09 26.7 0.027 7.9 0.012 3.57
23 0.09 27.11 0.026 7.93 0.012 3.6

Average 0.09 0.029 0.012
Total 606.23 138.25 81.3
30-Day Rlng 0.091 0.029
365-Day Rlng 50781

3/15/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.087 25.54 0.032 9.43 0.012 3.52
1 0.089 26.32 0.028 8.34 0.012 3.52
2 0.093 27.48 0.03 8.74 0.012 3.46
3 0.089 26.07 0.029 8.56 0.012 3.41
4 0.09 26.45 0.029 8.35 0.012 3.48
5 0.091 26.83 0.032 9.35 0.012 3.49
6 0.089 25.98 0.027 7.99 0.012 3.48
7 0.083 24.99 Cal Cal 0.012 3.62
8 0.085 26.22 OOC OOC 0.012 3.69
9 0.09 27.4 0.03 9.14 0.012 3.64

10 0.088 26.55 0.029 8.76 0.012 3.59
11 0.088 26.77 0.029 8.8 0.012 3.61
12 0.087 26.06 0.029 8.68 0.012 3.57
13 0.09 26.16 0.028 8.05 0.012 3.42
14 0.091 26.54 0.026 7.58 0.012 3.48
15 0.088 26.41 0.03 9.1 0.012 3.52
16 0.09 27.09 0.029 8.74 0.012 3.56
17 0.089 26.31 0.028 8.29 0.012 3.51
18 0.09 26.4 0.03 8.68 0.012 3.49
19 0.09 21.2 0.023 5.58 0.014 3.29
20 0.092 25.69 0.027 7.67 0.012 3.43
21 0.09 26.45 0.03 8.7 0.012 3.52
22 0.088 25.8 0.034 10.02 0.012 3.55
23 0.091 27.39 0.026 7.97 0.012 3.59

Average 0.089 0.029 0.012
Total 628.1 186.52 84.4
30-Day Rlng 0.091 0.029
365-Day Rlng 50967

3/16/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.086 25.37 0.029 8.64 0.012 3.55
1 0.088 26.16 0.033 9.65 0.012 3.57
2 0.094 27.6 0.029 8.59 0.012 3.59



3 0.09 26.49 0.028 8.43 0.012 3.54
4 0.088 25.97 0.03 8.67 0.012 3.53
5 0.091 26.45 0.028 8.26 0.012 3.51
6 0.089 25.88 0.03 8.88 0.012 3.49
7 Cal Cal Cal Cal Cal Cal
8 0.088 26.53 0.038 11.32 0.012 3.57
9 0.09 26.17 0.025 7.13 0.012 3.52

10 0.091 26.5 0.029 8.39 0.012 3.53
11 0.091 26.64 0.031 9.22 0.012 3.54
12 0.088 25.54 0.029 8.37 0.012 3.52
13 0.094 27.18 0.029 8.32 0.012 3.51
14 0.089 25.89 0.03 8.73 0.012 3.47
15 0.092 26.45 0.027 7.87 0.012 3.51
16 0.094 26.28 0.026 7.33 0.013 3.62
17 0.091 26.09 0.029 8.26 0.013 3.65
18 0.092 26.4 0.03 8.65 0.012 3.55
19 0.093 27.15 0.031 8.99 0.012 3.57
20 0.091 26.7 0.028 8.36 0.012 3.59
21 0.088 26.11 0.03 8.93 0.012 3.58
22 0.089 25.42 0.024 6.87 0.012 3.54
23 0.097 27.13 0.024 6.66 0.013 3.53

Average 0.091 0.029 0.012
Total 606.1 194.52 81.6
30-Day Rlng 0.091 0.029
365-Day Rlng 51162

3/17/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.63 0.03 8.45 0.012 3.46
1 0.09 25.94 0.027 7.9 0.012 3.52
2 0.091 26.29 0.029 8.25 0.012 3.52
3 0.091 26.37 0.024 7.01 0.012 3.53
4 0.093 27.06 0.028 8.22 0.012 3.54
5 0.088 25.79 0.022 6.33 0.012 3.52
6 0.091 26.52 0.026 7.62 0.012 3.53
7 0.09 27.68 Cal Cal 0.012 3.61
8 0.091 28.16 0.049 14.8 0.012 3.68
9 0.092 26.22 0.03 8.67 0.012 3.42

10 0.092 26.64 0.028 8.17 0.012 3.48
11 0.089 25.73 0.031 8.88 0.012 3.47
12 0.096 27.55 0.033 9.34 0.012 3.43
13 0.091 26.06 0.032 9.01 0.012 3.38
14 0.094 26.21 0.029 8.11 0.012 3.33
15 0.093 26.63 0.028 8.04 0.012 3.37
16 0.09 26.81 0.032 9.54 0.012 3.5
17 0.091 22.68 0.027 6.83 0.013 3.36
18 0.102 17.04 0.02 3.28 0.017 2.91
19 0.06 14.37 0.025 6.02 0.012 2.9



20 0.086 22.64 0.022 5.71 0.013 3.52
21 0.091 26.65 0.029 8.36 0.012 3.52
22 0.089 26.63 0.03 8.99 0.012 3.62
23 0.089 26.84 0.029 8.64 0.012 3.6

Average 0.09 0.029 0.012
Total 609.14 186.17 82.7
30-Day Rlng 0.09 0.028
365-Day Rlng 51348

3/18/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.58 0.028 8.33 0.012 3.54
1 0.087 26.13 0.029 8.51 0.012 3.55
2 0.089 26.08 0.031 9.16 0.012 3.49
3 0.093 26.52 0.03 8.57 0.012 3.41
4 0.089 25.84 0.03 8.73 0.012 3.46
5 0.093 27.27 0.031 9.23 0.012 3.51
6 0.089 25.72 0.028 8.19 0.012 3.45
7 0.091 29.38 Cal Cal 0.012 3.85
8 0.091 26.05 0.028 7.94 0.012 3.49
9 0.092 26.39 0.033 9.55 0.012 3.47

10 0.093 26.95 0.029 8.24 0.012 3.45
11 0.091 26.56 0.032 9.32 0.012 3.46
12 0.089 26.05 0.027 7.84 0.012 3.44
13 0.09 25.86 0.03 8.61 0.012 3.44
14 0.092 26.08 0.027 7.66 0.012 3.41
15 0.093 26.59 0.031 8.99 0.012 3.42
16 0.092 26.7 0.031 9.09 0.012 3.44
17 0.094 26.61 0.03 8.48 0.012 3.4
18 0.092 26.34 0.031 8.88 0.012 3.37
19 0.091 26.01 0.029 8.41 0.012 3.42
20 0.091 27.02 0.033 9.62 0.012 3.49
21 0.089 25.72 0.029 8.27 0.012 3.44
22 0.091 26.81 0.032 9.26 0.012 3.48
23 0.09 26.38 0.028 8.25 0.012 3.48

Average 0.091 0.03 0.012
Total 635.64 199.13 83.4
30-Day Rlng 0.09 0.028
365-Day Rlng 51547

3/19/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 25.83 0.03 8.72 0.012 3.43
1 0.091 26.23 0.03 8.74 0.012 3.44
2 0.091 26.14 0.031 8.87 0.012 3.42
3 0.094 26.65 0.031 8.73 0.012 3.38
4 0.092 26.19 0.031 8.8 0.012 3.4
5 0.093 26.48 0.03 8.61 0.012 3.37
6 0.093 25.91 0.03 8.42 0.012 3.38



7 0.094 26.74 Cal Cal 0.012 3.44
8 0.092 26.69 OOC OOC 0.012 3.46
9 0.093 27.14 OOC OOC 0.012 3.51

10 0.093 26.42 0.033 9.35 0.012 3.38
11 0.093 26.86 0.03 8.78 0.012 3.42
12 0.092 26.05 0.03 8.57 0.012 3.36
13 0.093 26.61 0.031 8.96 0.012 3.41
14 0.093 26.19 0.031 8.75 0.012 3.41
15 0.094 26.58 0.032 9.06 0.012 3.36
16 0.092 25.82 0.028 7.86 0.012 3.4
17 0.094 27.29 0.033 9.62 0.012 3.44
18 0.091 25.86 0.029 8.1 0.012 3.41
19 0.09 25.94 0.032 9.17 0.012 3.51
20 0.09 26.36 0.031 9.21 0.012 3.56
21 0.091 25.97 0.031 8.91 0.012 3.49
22 0.091 26.63 0.027 7.93 0.012 3.58
23 0.09 26.49 0.03 8.89 0.012 3.6

Average 0.092 0.031 0.012
Total 633.07 184.05 82.6
30-Day Rlng 0.09 0.028
365-Day Rlng 51731

3/20/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.65 0.029 8.52 0.012 3.54
1 0.093 26.31 0.028 7.89 0.012 3.47
2 0.094 26.58 0.031 8.96 0.012 3.46
3 0.094 26.11 0.033 9.09 0.012 3.38
4 0.093 26.23 0.029 8.31 0.012 3.43
5 0.094 26.67 0.032 9.06 0.012 3.47
6 0.093 26.36 0.031 8.76 0.012 3.42
7 0.086 25.08 0.032 9.34 0.012 3.54
8 0.091 26.2 0.028 8.15 0.012 3.51
9 0.094 27.19 0.032 9.3 0.012 3.48

10 0.09 25.93 0.029 8.31 0.012 3.49
11 0.092 26.49 0.033 9.34 0.012 3.44
12 0.092 26.32 0.031 8.78 0.012 3.43
13 0.093 27.33 0.03 8.86 0.012 3.48
14 0.091 25.95 0.03 8.56 0.012 3.46
15 0.091 25.77 0.03 8.57 0.012 3.38
16 0.095 26.45 0.03 8.32 0.012 3.35
17 0.094 26.86 0.032 9.09 0.012 3.42
18 0.092 26.21 0.03 8.54 0.012 3.42
19 0.091 25.98 0.031 9.05 0.012 3.44
20 0.094 26.89 0.031 8.92 0.012 3.43
21 0.091 26.35 0.029 8.37 0.012 3.42
22 0.09 25.98 0.031 8.83 0.012 3.45
23 0.093 26.83 0.03 8.65 0.012 3.44



Average 0.092 0.031 0.012
Total 632.72 209.57 82.8
30-Day Rlng 0.09 0.028
365-Day Rlng 51941

3/21/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 25.34 0.03 8.62 0.012 3.45
1 0.094 27.38 0.033 9.52 0.012 3.52
2 0.089 25.65 0.03 8.75 0.012 3.46
3 0.097 26.23 0.031 8.27 0.012 3.25
4 0.096 26.53 0.031 8.69 0.012 3.3
5 0.095 26.35 0.031 8.49 0.012 3.36
6 0.096 26.88 0.029 8.01 0.012 3.34
7 0.092 27.79 0.044 13.24 0.012 3.63
8 0.092 26.14 0.029 8.33 0.012 3.44
9 0.093 26.28 0.03 8.35 0.012 3.4

10 0.091 26.8 0.029 8.59 0.012 3.51
11 0.09 26.34 0.031 8.97 0.012 3.49
12 0.093 26.59 0.029 8.29 0.012 3.46
13 0.091 26.07 0.024 6.81 0.012 3.44
14 0.093 26.19 0.035 9.81 0.012 3.44
15 0.091 26.26 0.033 9.46 0.012 3.47
16 0.094 27.07 0.026 7.41 0.012 3.43
17 0.092 26.42 0.03 8.77 0.012 3.44
18 0.092 26.14 0.03 8.4 0.012 3.39
19 0.092 26.1 0.03 8.46 0.012 3.4
20 0.094 26.78 0.031 8.67 0.012 3.37
21 0.092 26.03 0.031 8.73 0.012 3.34
22 0.094 27.04 0.031 9.01 0.012 3.42
23 0.091 26.03 0.032 9.17 0.012 3.4

Average 0.093 0.031 0.012
Total 634.43 210.82 82.2
30-Day Rlng 0.09 0.029
365-Day Rlng 52152

3/22/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.31 0.03 8.58 0.012 3.36
1 0.093 26.5 0.03 8.57 0.012 3.42
2 0.094 26.73 0.032 9.2 0.012 3.44
3 0.093 26.04 0.033 9.07 0.012 3.32
4 0.096 26.46 0.028 7.73 0.012 3.31
5 0.094 26.72 0.031 8.78 0.012 3.32
6 0.094 26.04 0.032 8.78 0.012 3.27
7 0.086 26.58 0.039 12.01 0.012 3.63
8 0.093 26.62 0.028 7.95 0.012 3.43
9 0.093 26.26 0.03 8.41 0.012 3.34

10 0.092 26.56 0.033 9.68 0.012 3.47



11 0.091 26.47 0.029 8.43 0.012 3.47
12 0.091 26.49 0.03 8.81 0.012 3.46
13 0.092 26.69 0.03 8.54 0.012 3.47
14 0.092 26.09 0.03 8.58 0.012 3.37
15 0.096 26.57 0.031 8.69 0.012 3.28
16 0.092 26.16 0.032 9.1 0.012 3.37
17 0.092 26.52 0.03 8.73 0.012 3.41
18 0.094 26.92 0.028 8.01 0.012 3.39
19 0.092 26.12 0.03 8.5 0.012 3.39
20 0.092 26.21 0.026 7.3 0.012 3.42
21 0.095 26.93 0.031 8.9 0.012 3.38
22 0.09 25.91 0.031 8.97 0.012 3.46
23 0.092 27.1 0.03 8.79 0.012 3.48

Average 0.093 0.031 0.012
Total 635 210.11 81.7
30-Day Rlng 0.091 0.029
365-Day Rlng 52362

3/23/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 24.73 0.033 9.36 0.012 3.36
1 0.093 26.65 0.03 8.57 0.012 3.51
2 0.093 27.27 0.03 8.77 0.012 3.49
3 0.093 26.34 0.03 8.53 0.012 3.42
4 0.091 26.04 0.03 8.68 0.012 3.44
5 0.095 26.8 0.031 8.84 0.012 3.35
6 0.095 26.3 0.03 8.35 0.012 3.28
7 0.089 27.33 0.034 10.47 0.012 3.62
8 0.091 26.14 0.031 9.03 0.012 3.44
9 0.091 26.33 0.03 8.77 0.012 3.44

10 0.092 26.11 0.031 8.91 0.012 3.42
11 0.094 27.29 0.029 8.24 0.012 3.44
12 0.09 25.4 0.031 8.86 0.012 3.4
13 0.092 26.79 0.034 9.98 0.012 3.47
14 0.092 26.67 0.032 9.26 0.012 3.48
15 0.093 25.49 0.025 6.84 0.012 3.3
16 0.095 26.73 0.03 8.49 0.012 3.37
17 0.093 26.48 0.029 8.11 0.012 3.37
18 0.093 26.39 0.03 8.45 0.012 3.38
19 0.092 26.2 0.03 8.49 0.012 3.42
20 0.091 26.56 0.03 8.69 0.012 3.49
21 0.093 26.44 0.031 8.84 0.012 3.44
22 0.09 26.1 0.032 9.41 0.012 3.51
23 0.093 26.82 0.027 7.92 0.012 3.49

Average 0.092 0.03 0.012
Total 633.4 209.86 82.3
30-Day Rlng 0.091 0.029
365-Day Rlng 52572



3/24/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.3 0.029 8.4 0.012 3.47
1 0.093 25.98 0.028 7.8 0.012 3.41
2 0.094 26.48 0.029 8.32 0.012 3.42
3 0.094 26.25 0.033 9.09 0.012 3.4
4 0.095 26.88 0.033 9.43 0.012 3.41
5 0.093 26.02 0.028 7.87 0.012 3.42
6 0.095 26.81 0.03 8.57 0.012 3.42
7 OOC OOC OOC OOC OOC 3.94
8 OOC OOC OOC OOC OOC 4.02
9 0.09 26.85 0.033 9.98 0.012 3.59

10 0.092 26.87 0.026 7.48 0.012 3.49
11 0.091 25.88 0.032 9.05 0.012 3.48
12 0.098 21.53 0.027 6 0.014 3.11
13 0.126 17.64 0.021 2.91 0.02 2.85
14 0.09 26.19 0.026 7.46 0.012 3.44
15 0.092 23.74 0.024 6.3 0.013 3.38
16 0.091 26.87 0.024 6.95 0.012 3.55
17 0.091 26.32 0.03 8.72 0.012 3.51
18 0.091 26.32 0.03 8.78 0.012 3.42
19 0.092 26.25 0.03 8.51 0.012 3.43
20 0.092 26.7 0.031 9.12 0.012 3.44
21 0.091 26.23 0.03 8.56 0.012 3.42
22 0.092 26.95 0.03 8.92 0.012 3.47
23 0.089 26.13 0.029 8.62 0.012 3.47

Average 0.094 0.029 0.013
Total 565.19 176.84 83
30-Day Rlng 0.091 0.029
365-Day Rlng 52748

3/25/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.03 0.029 8.5 0.012 3.47
1 0.092 27.22 0.028 8.21 0.012 3.51
2 0.088 25.95 0.022 6.37 0.012 3.56
3 0.091 26.47 0.026 7.43 0.012 3.47
4 0.091 26 0.028 8.13 0.012 3.41
5 0.094 26.58 0.03 8.63 0.012 3.4
6 0.093 26.79 0.031 8.9 0.012 3.42
7 0.086 26.99 0.031 9.7 0.012 3.67
8 0.091 26.2 0.028 8.14 0.012 3.44
9 0.094 26.71 0.022 6.18 0.012 3.42

10 0.091 26.57 0.028 8.16 0.012 3.47
11 0.091 26.47 0.027 7.84 0.012 3.47
12 0.082 24.18 0.027 8.05 0.012 3.5
13 0.085 25.24 0.029 8.6 0.012 3.53
14 0.09 26.39 0.028 8.11 0.012 3.52



15 0.09 25.83 0.029 8.47 0.012 3.42
16 0.092 26.85 0.031 8.9 0.012 3.45
17 0.091 26.87 0.029 8.57 0.012 3.48
18 0.089 25.92 0.026 7.66 0.012 3.48
19 0.089 26.4 0.029 8.6 0.012 3.48
20 0.092 26.95 0.031 9.06 0.012 3.45
21 0.09 26.11 0.028 8.09 0.012 3.46
22 0.09 26.69 0.03 9.01 0.012 3.51
23 0.09 26.13 0.028 8.17 0.012 3.5

Average 0.09 0.028 0.012
Total 631.54 197.48 83.5
30-Day Rlng 0.091 0.029
365-Day Rlng 52946

3/26/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.89 0.033 9.6 0.012 3.45
1 0.091 26.16 0.029 8.34 0.012 3.49
2 0.091 26.49 0.031 9.12 0.012 3.51
3 0.092 26.33 0.029 8.29 0.012 3.43
4 0.094 26.64 0.03 8.43 0.012 3.41
5 0.092 26.24 0.029 8.36 0.012 3.45
6 0.091 26.17 0.026 7.48 0.012 3.47
7 0.09 27.77 OOC OOC 0.012 3.75
8 0.091 28.5 OOC OOC 0.012 3.71
9 0.09 26.63 0.029 8.59 0.012 3.55

10 0.091 25.76 0.028 8.04 0.013 3.55
11 0.092 27.23 0.03 8.82 0.012 3.57
12 0.088 25.85 0.022 6.59 0.012 3.52
13 0.09 26.22 0.03 8.8 0.012 3.54
14 0.091 26.5 0.03 8.81 0.012 3.5
15 0.091 26.28 0.03 8.78 0.012 3.45
16 0.093 27.03 0.031 9.02 0.012 3.45
17 0.09 26.07 0.031 8.97 0.012 3.55
18 0.101 25.95 0.025 6.52 0.014 3.48
19 0.098 25.49 0.028 7.28 0.013 3.5
20 0.102 24.63 0.026 6.34 0.014 3.44
21 0.091 26.33 0.028 8.14 0.012 3.48
22 0.093 26.77 0.028 7.99 0.012 3.45
23 0.092 26.18 0.028 7.81 0.012 3.47

Average 0.092 0.029 0.012
Total 634.11 180.12 84.2
30-Day Rlng 0.091 0.029
365-Day Rlng 53083

3/27/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.27 0.028 7.84 0.012 3.48
1 0.093 26.49 0.03 8.55 0.012 3.49



2 0.094 26.5 0.027 7.74 0.012 3.5
3 0.092 26.13 0.032 8.96 0.012 3.49
4 0.093 26.33 0.029 8.13 0.012 3.47
5 0.094 26.6 0.031 8.91 0.012 3.5
6 0.091 26.25 0.03 8.54 0.012 3.53
7 0.092 29.36 OOC OOC 0.012 3.77
8 0.091 26.23 OOC OOC 0.012 3.53
9 0.088 25.52 0.036 10.28 0.012 3.62

10 0.093 26.61 0.031 8.8 0.012 3.5
11 0.093 26.57 0.028 8.06 0.012 3.52
12 0.094 26.63 0.031 8.68 0.012 3.47
13 0.093 26.71 0.027 7.74 0.012 3.5
14 0.091 25.89 0.029 8.14 0.012 3.51
15 0.092 25.98 0.029 8.27 0.012 3.45
16 0.093 26.84 0.026 7.42 0.012 3.52
17 0.092 26.47 0.026 7.56 0.012 3.52
18 0.09 26.07 0.027 7.68 0.012 3.51
19 0.09 26.19 0.025 7.41 0.012 3.55
20 0.091 26.53 0.028 8.28 0.012 3.55
21 0.092 26.1 0.027 7.63 0.012 3.49
22 0.092 26.67 0.028 8.06 0.012 3.51
23 0.091 26.45 0.027 7.82 0.012 3.53

Average 0.092 0.029 0.012
Total 635.39 180.5 84.5
30-Day Rlng 0.091 0.029
365-Day Rlng 53184

3/28/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 25.94 0.029 8.42 0.012 3.5
1 0.091 26.42 0.028 8.05 0.012 3.52
2 0.093 26.43 0.026 7.41 0.012 3.5
3 0.093 26.32 0.026 7.32 0.012 3.46
4 0.093 26.23 0.023 6.39 0.012 3.45
5 0.094 26.57 0.022 6.22 0.012 3.49
6 0.093 26.43 0.023 6.54 0.012 3.49
7 0.086 26.77 0.035 10.82 0.012 3.81
8 0.091 26.72 0.031 9.16 0.012 3.59
9 0.089 25.9 0.028 8.24 0.012 3.54

10 0.091 26.76 0.029 8.51 0.012 3.56
11 0.091 26.72 0.029 8.54 0.012 3.57
12 0.092 26.59 0.033 9.42 0.012 3.5
13 0.09 26.46 0.026 7.71 0.012 3.54
14 0.092 26.33 0.026 7.31 0.012 3.51
15 0.092 26.02 0.031 8.6 0.012 3.46
16 0.093 26.29 0.028 8.02 0.012 3.44
17 0.095 26.99 0.029 8.25 0.012 3.44
18 0.091 26.05 0.029 8.2 0.012 3.46



19 0.093 26.76 0.028 8.21 0.012 3.51
20 0.09 26.58 0.028 8.34 0.012 3.57
21 0.091 26.29 0.028 8 0.012 3.53
22 0.09 26.24 0.028 8.01 0.012 3.54
23 0.091 26.32 0.028 8.22 0.012 3.52

Average 0.091 0.028 0.012
Total 634.13 193.91 84.5
30-Day Rlng 0.091 0.029
365-Day Rlng 53163

3/29/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.15 0.029 8.58 0.012 3.53
1 0.093 26.74 0.032 9.12 0.012 3.48
2 0.092 26.08 0.028 7.82 0.012 3.47
3 0.094 26.66 0.032 8.96 0.012 3.45
4 0.092 26.13 0.029 8.1 0.012 3.47
5 0.094 26.88 0.03 8.66 0.012 3.5
6 0.094 26.41 0.029 8.28 0.012 3.46
7 0.092 28.07 0.037 11.1 0.012 3.76
8 0.09 26.17 0.026 7.63 0.012 3.57
9 0.089 25.88 0.028 8.08 0.012 3.49

10 0.092 26.74 0.028 8.05 0.012 3.52
11 0.092 26.2 0.02 5.69 0.012 3.46
12 0.092 26.41 0.023 6.67 0.012 3.48
13 0.092 26.42 0.018 5.11 0.012 3.49
14 0.091 26.97 0.023 6.92 0.012 3.54
15 0.086 25.02 0.027 7.91 0.012 3.55
16 0.093 26.17 0.028 7.95 0.012 3.44
17 0.094 26.3 0.026 7.3 0.012 3.39
18 0.095 26.47 0.028 7.7 0.012 3.41
19 0.092 26.51 0.03 8.81 0.012 3.5
20 0.092 26.2 0.034 9.65 0.012 3.48
21 0.094 26.14 0.025 6.97 0.012 3.4
22 0.093 26.34 0.029 8.27 0.012 3.48
23 0.092 26.54 0.029 8.3 0.012 3.51

Average 0.092 0.028 0.012
Total 633.6 191.63 83.8
30-Day Rlng 0.091 0.029
365-Day Rlng 53230

3/30/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.24 0.029 8.27 0.012 3.44
1 0.095 26.73 0.028 7.97 0.012 3.43
2 0.092 26.15 0.027 7.71 0.012 3.48
3 0.094 26.42 0.031 8.76 0.012 3.43
4 0.094 26.12 0.029 8.23 0.012 3.39
5 0.094 26.41 0.031 8.58 0.012 3.41



6 0.094 26.71 0.032 9.07 0.012 3.44
7 OOC OOC OOC OOC OOC OOC
8 OOC OOC OOC OOC OOC OOC
9 OOC OOC OOC OOC OOC OOC

10 OOC OOC OOC OOC OOC OOC
11 OOC OOC OOC OOC OOC OOC
12 OOC OOC OOC OOC OOC OOC
13 0.092 26.38 0.028 7.98 0.012 3.42
14 0.093 26.46 0.03 8.39 0.012 3.44
15 0.094 26.78 0.029 8.37 0.012 3.42
16 0.092 26.46 0.032 9.19 0.012 3.45
17 0.092 26.47 0.029 8.31 0.012 3.46
18 0.092 26.18 0.033 9.4 0.012 3.39
19 0.092 26.72 0.034 9.99 0.012 3.44
20 0.091 26.03 0.027 7.63 0.012 3.45
21 0.093 26.55 0.029 8.27 0.012 3.41
22 0.092 26.46 0.03 8.68 0.012 3.47
23 0.091 26.45 0.03 8.71 0.012 3.46

Average 0.093 0.03 0.012
Total 475.72 153.51 61.8
30-Day Rlng 0.091 0.028
365-Day Rlng 53384

3/31/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.28 0.031 8.96 0.012 3.43
1 0.094 26.49 0.03 8.39 0.012 3.39
2 0.094 26.46 0.028 7.96 0.012 3.41
3 0.095 26.53 0.035 9.79 0.012 3.39
4 0.096 26.18 0.033 8.9 0.012 3.31
5 0.094 26.89 0.031 8.78 0.012 3.41
6 0.093 25.7 0.029 7.96 0.012 3.35
7 0.096 30.39 0.032 9.9 0.012 3.81
8 0.093 26.25 0.03 8.46 0.012 3.46
9 0.094 26.35 0.025 7.11 0.012 3.41

10 0.094 26.44 0.022 6.04 0.012 3.38
11 0.096 26.7 0.017 4.83 0.012 3.34
12 0.096 26 0.017 4.63 0.012 3.32
13 0.096 26.68 0.017 4.71 0.012 3.36
14 0.091 26.88 0.022 6.59 0.012 3.52
15 0.091 26.4 0.022 6.42 0.012 3.52
16 0.091 26.57 0.031 8.96 0.012 3.52
17 0.088 26.04 0.025 7.51 0.012 3.52
18 0.09 26.39 0.029 8.46 0.012 3.53
19 0.092 26.85 0.031 8.92 0.012 3.5
20 0.09 26.48 0.032 9.4 0.012 3.52
21 0.09 25.92 0.026 7.48 0.012 3.49
22 0.091 26.48 0.027 7.81 0.012 3.53



23 0.091 26.46 0.03 8.56 0.012 3.51
Average 0.093 0.027 0.012
Total 637.81 186.53 82.9
30-Day Rlng 0.091 0.028
365-Day Rlng 53566

4/1/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.05 0.03 8.51 0.012 3.44
1 0.092 26.58 0.032 9.11 0.012 3.48
2 0.091 26.39 0.031 9.01 0.012 3.48
3 0.092 26.61 0.031 9.11 0.012 3.49
4 0.091 26.29 0.03 8.79 0.012 3.52
5 0.091 26.37 0.031 8.91 0.012 3.49
6 0.092 26.51 0.029 8.4 0.012 3.46
7 0.095 30.32 0.031 9.87 0.012 3.77
8 0.091 26.75 0.026 7.54 0.012 3.54
9 0.09 25.9 0.03 8.44 0.012 3.46

10 0.091 26.56 0.03 8.62 0.012 3.52
11 0.092 26.85 0.029 8.37 0.012 3.53
12 0.09 25.48 0.027 7.64 0.012 3.48
13 0.091 26.75 0.03 8.64 0.012 3.54
14 0.091 26.86 0.028 8.28 0.012 3.56
15 0.091 26.24 0.024 7.1 0.012 3.51
16 0.093 26.45 0.028 7.92 0.012 3.48
17 0.091 26.33 0.028 8.06 0.012 3.45
18 0.093 26.31 0.027 7.67 0.012 3.41
19 0.091 26.58 0.031 9.04 0.012 3.48
20 0.092 26.23 0.024 6.82 0.012 3.45
21 0.09 26.21 0.028 7.96 0.012 3.53
22 0.091 26.8 0.028 8.16 0.012 3.52
23 0.091 26.22 0.02 5.89 0.012 3.48

Average 0.091 0.028 0.012
Total 637.64 197.86 84.1
30-Day Rlng 0.091 0.028
365-Day Rlng 53526

4/2/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.18 0.022 6.11 0.012 3.43
1 0.091 26.45 0.024 7.04 0.012 3.49
2 0.094 26.78 0.019 5.39 0.012 3.47
3 0.094 25.41 0.017 4.47 0.013 3.39
4 0.093 26.86 0.025 7.29 0.012 3.45
5 0.093 26.63 0.026 7.5 0.012 3.45
6 0.093 26.06 0.03 8.49 0.012 3.38
7 0.088 27.84 OOC OOC 0.012 3.71
8 0.091 28.05 OOC OOC 0.012 3.72
9 0.092 26.15 0.025 7.18 0.012 3.42



10 0.093 26.78 0.024 6.99 0.012 3.46
11 0.094 26.49 0.025 6.99 0.012 3.45
12 0.094 26.76 0.026 7.41 0.012 3.42
13 0.091 26.13 0.025 7.1 0.012 3.45
14 0.093 26.4 0.027 7.59 0.012 3.44
15 0.094 27.05 0.023 6.7 0.012 3.46
16 0.09 26.18 0.026 7.64 0.012 3.53
17 0.091 26.71 0.029 8.51 0.012 3.51
18 0.091 26.37 0.028 8.25 0.012 3.47
19 0.092 26.36 0.025 7.19 0.012 3.46
20 0.091 26.2 0.03 8.67 0.012 3.45
21 0.091 26.42 0.031 8.9 0.012 3.49
22 0.091 26.37 0.028 8.26 0.012 3.48
23 0.093 26.42 0.029 8.44 0.012 3.48

Average 0.092 0.026 0.012
Total 637.05 162.11 83.5
30-Day Rlng 0.091 0.028
365-Day Rlng 53472

4/3/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.24 0.033 9.31 0.012 3.39
1 0.093 26.72 0.028 7.94 0.012 3.46
2 0.091 26.14 0.035 10.03 0.012 3.46
3 0.094 26.82 0.027 7.83 0.012 3.41
4 0.093 26.3 0.028 7.86 0.012 3.41
5 0.093 26.75 0.031 8.91 0.012 3.43
6 0.093 26.11 0.029 8.17 0.012 3.44
7 0.09 28.21 0.033 10.22 0.012 3.65
8 0.093 26.3 0.025 7.1 0.012 3.38
9 0.092 25.89 0.018 5.08 0.012 3.38

10 0.093 26.67 0.017 4.78 0.012 3.43
11 0.095 26.78 0.02 5.67 0.012 3.36
12 0.093 26.38 0.026 7.51 0.012 3.38
13 0.091 26.36 0.031 9.09 0.012 3.42
14 0.091 26.35 0.035 10.23 0.012 3.45
15 0.091 26.86 0.027 7.97 0.012 3.49
16 0.091 26.31 0.028 8.14 0.012 3.48
17 0.09 26.71 0.032 9.43 0.012 3.49
18 0.09 25.48 0.025 7.17 0.012 3.42
19 0.093 26.48 0.029 8.4 0.012 3.42
20 0.093 26.52 0.03 8.54 0.012 3.44
21 0.091 25.9 0.033 9.34 0.012 3.39
22 0.094 26.67 0.029 8.2 0.012 3.4
23 0.094 26.39 0.031 8.84 0.012 3.36

Average 0.092 0.028 0.012
Total 635.34 195.76 82.3
30-Day Rlng 0.091 0.028



365-Day Rlng 53489
4/4/2016

Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.094 26.22 0.03 8.24 0.012 3.35
1 0.093 26.52 0.032 9.08 0.012 3.45
2 0.092 26.43 0.029 8.28 0.012 3.47
3 0.096 26.57 0.034 9.4 0.012 3.33
4 0.094 26.39 0.031 8.8 0.012 3.36
5 0.092 26.12 0.029 8.1 0.012 3.46
6 0.093 26.08 0.029 8.07 0.012 3.4
7 0.094 27.9 0.026 7.85 0.012 3.63
8 0.094 26.69 0.024 6.89 0.012 3.42
9 0.093 26.06 0.021 5.82 0.012 3.38

10 0.095 26.39 0.016 4.56 0.012 3.37
11 0.096 26.54 0.015 4.07 0.012 3.38
12 0.095 26.7 0.016 4.49 0.012 3.38
13 0.093 26.24 0.025 6.89 0.012 3.41
14 0.094 26.32 0.02 5.71 0.012 3.4
15 0.093 26.1 0.03 8.37 0.012 3.43
16 0.094 26.82 0.03 8.46 0.012 3.46
17 0.092 26.56 0.028 8.13 0.012 3.5
18 0.091 26.06 0.022 6.35 0.012 3.51
19 0.094 26.6 0.024 6.95 0.012 3.46
20 0.092 26.19 0.015 4.42 0.012 3.49
21 0.094 26.79 0.016 4.62 0.012 3.47
22 0.092 26.33 0.016 4.54 0.012 3.51
23 0.093 26.62 0.014 4.09 0.012 3.49

Average 0.093 0.024 0.012
Total 635.24 162.18 82.5
30-Day Rlng 0.091 0.028
365-Day Rlng 53445

4/5/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.02 0.015 4.09 0.012 3.47
1 0.091 26.38 0.019 5.37 0.012 3.53
2 0.093 26.37 0.021 6.02 0.012 3.47
3 0.094 26.37 0.024 6.79 0.012 3.38
4 0.091 25.92 0.019 5.45 0.012 3.48
5 0.094 27.04 0.021 6.01 0.012 3.52
6 0.091 26.39 0.017 4.85 0.012 3.52
7 0.087 27.65 Cal Cal 0.012 3.85
8 0.093 27.09 0.021 6.17 0.012 3.53
9 0.095 26.17 0.017 4.75 0.012 3.37

10 0.093 25.53 0.014 3.83 0.012 3.35
11 0.102 27.83 0.014 3.84 0.012 3.36
12 0.089 25.24 0.014 4.01 0.012 3.42
13 0.093 26.23 0.014 3.9 0.012 3.41



14 0.096 26.71 0.014 3.92 0.012 3.39
15 0.094 26.05 0.014 3.9 0.012 3.36
16 0.094 26.92 0.014 4.14 0.012 3.45
17 0.091 26.11 0.018 5.01 0.012 3.45
18 0.092 25.98 0.031 8.88 0.012 3.43
19 0.093 26.29 0.036 10.33 0.012 3.44
20 0.094 26.55 0.046 13.04 0.012 3.45
21 0.094 25.94 0.034 9.48 0.012 3.41
22 0.094 26.58 0.033 9.25 0.012 3.46
23 0.095 26.76 0.027 7.67 0.012 3.49

Average 0.093 0.022 0.012
Total 634.12 140.7 83
30-Day Rlng 0.091 0.028
365-Day Rlng 53377

4/6/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.06 0.02 5.64 0.012 3.47
1 0.094 26.49 0.019 5.52 0.012 3.49
2 0.092 26.33 0.017 4.93 0.012 3.48
3 0.095 26 0.018 5.03 0.012 3.29
4 0.095 26.7 0.021 5.87 0.012 3.41
5 0.093 26.63 0.018 5.32 0.012 3.5
6 0.09 26.03 0.035 9.97 0.012 3.48
7 0.096 29.43 OOC OOC 0.012 3.72
8 0.088 28.23 Cal Cal 0.012 3.84
9 0.094 26.43 0.035 9.85 0.012 3.36

10 0.094 26.34 0.032 9.06 0.012 3.4
11 0.094 26.36 0.034 9.4 0.012 3.38
12 0.095 26.47 0.031 8.7 0.012 3.33
13 0.095 26.62 0.022 6.07 0.012 3.39
14 0.094 26.25 0.031 8.54 0.012 3.41
15 0.093 26.15 0.026 7.45 0.012 3.43
16 0.094 26.92 0.035 9.95 0.012 3.47
17 0.091 26.08 0.028 8.12 0.012 3.47
18 0.091 26.28 0.025 7.16 0.012 3.47
19 0.091 26.46 0.025 7.13 0.012 3.51
20 0.091 26.41 0.025 7.32 0.012 3.49
21 0.091 26.3 0.044 12.85 0.012 3.47
22 0.093 26.47 0.018 5.17 0.012 3.42
23 0.092 26.09 0.018 5.07 0.012 3.44

Average 0.093 0.026 0.012
Total 637.53 164.12 83.1
30-Day Rlng 0.091 0.028
365-Day Rlng 53393

4/7/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.9 0.017 4.87 0.012 3.48



1 0.093 26.39 0.015 4.35 0.012 3.47
2 0.092 26.23 0.018 4.97 0.012 3.47
3 0.092 25.94 0.02 5.77 0.012 3.44
4 0.093 26.87 0.023 6.8 0.012 3.49
5 0.092 26.4 0.025 7.07 0.012 3.46
6 0.093 26.4 0.027 7.7 0.012 3.43
7 0.09 28.13 0.033 9.99 0.012 3.75
8 0.091 26.42 0.029 8.36 0.012 3.5
9 0.092 26.25 0.031 8.88 0.012 3.45

10 0.091 26.66 0.028 8.15 0.012 3.52
11 0.091 26.5 0.02 5.94 0.012 3.5
12 0.09 25.91 0.014 4.08 0.012 3.43
13 0.091 26.39 0.014 4.01 0.012 3.5
14 0.091 25.72 0.015 4.11 0.012 3.46
15 0.094 26.66 0.021 6.03 0.012 3.4
16 0.09 25.48 0.044 12.5 0.012 3.43
17 0.096 27.04 0.015 4.36 0.012 3.45
18 0.092 26.28 0.014 3.97 0.012 3.47
19 0.093 26.45 0.014 3.98 0.012 3.48
20 0.092 26.58 0.014 3.97 0.012 3.47
21 0.094 26.65 0.014 4.02 0.012 3.46
22 0.092 26.05 0.014 3.95 0.012 3.46
23 0.093 26.45 0.014 3.94 0.012 3.45

Average 0.092 0.021 0.012
Total 634.75 141.77 83.4
30-Day Rlng 0.092 0.028
365-Day Rlng 53383

4/8/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.36 0.014 3.95 0.012 3.45
1 0.093 26.81 0.014 4.03 0.012 3.5
2 0.092 25.94 0.014 3.93 0.012 3.44
3 0.095 25.87 0.014 3.79 0.012 3.31
4 0.095 26.39 0.014 3.88 0.012 3.39
5 0.095 26.43 0.014 3.97 0.012 3.48
6 0.095 26.06 0.014 3.87 0.012 3.39
7 0.096 30.1 Cal Cal 0.012 3.83
8 0.095 26.62 0.019 5.31 0.012 3.43
9 0.125 19.84 0.021 3.42 0.018 2.8

10 0.09 23.37 0.019 4.81 0.012 3.2
11 0.093 26.45 0.016 4.61 0.012 3.41
12 0.092 26.15 0.028 7.84 0.012 3.39
13 0.094 26.76 0.022 6.22 0.012 3.42
14 0.094 26.18 0.029 8.01 0.012 3.38
15 0.094 26.27 0.029 8.03 0.012 3.36
16 0.094 26.65 0.028 7.82 0.012 3.39
17 0.094 26.39 0.023 6.35 0.012 3.37



18 0.094 26.29 0.018 5.01 0.012 3.33
19 0.095 26.53 0.028 7.79 0.012 3.36
20 0.093 25.84 0.03 8.17 0.012 3.32
21 0.096 26.47 0.027 7.33 0.012 3.31
22 0.095 26.16 0.027 7.37 0.012 3.3
23 0.103 23.96 0.025 5.83 0.014 3.18

Average 0.096 0.021 0.012
Total 623.89 131.34 80.7
30-Day Rlng 0.092 0.028
365-Day Rlng 53458

4/9/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 25.07 0.018 4.8 0.012 3.27
1 0.095 26.8 0.02 5.73 0.012 3.34
2 0.094 26.23 0.016 4.48 0.012 3.36
3 0.096 26.11 0.02 5.37 0.012 3.3
4 0.095 26.55 0.023 6.47 0.012 3.36
5 0.092 26.35 0.028 7.95 0.012 3.39
6 0.094 26.62 0.032 8.92 0.012 3.33
7 0.09 26.82 OOC OOC 0.012 3.61
8 0.094 26.37 OOC OOC 0.012 3.37
9 0.097 26.89 OOC OOC 0.012 3.32

10 0.094 26.28 OOC OOC 0.012 3.36
11 0.094 27.69 OOC OOC 0.012 3.58
12 0.093 26.46 0.025 7.12 0.012 3.42
13 0.091 26.25 0.025 7.2 0.012 3.45
14 0.093 26.6 0.028 7.96 0.012 3.45
15 0.095 26.51 0.021 5.74 0.012 3.4
16 0.094 26.31 0.022 6.08 0.012 3.38
17 0.094 26.59 0.025 7.04 0.012 3.42
18 0.092 25.56 0.028 7.96 0.012 3.36
19 0.094 26.43 0.031 8.82 0.012 3.39
20 0.095 26.59 0.025 7.05 0.012 3.38
21 0.096 26.49 0.025 7.01 0.012 3.34
22 0.092 26.25 0.03 8.61 0.012 3.41
23 0.093 26.43 0.029 8.11 0.012 3.39

Average 0.094 0.025 0.012
Total 634.25 132.42 81.4
30-Day Rlng 0.092 0.028
365-Day Rlng 53450

4/10/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 26.47 0.023 6.47 0.012 3.32
1 0.093 26.43 0.028 7.89 0.012 3.41
2 0.094 26.69 0.03 8.42 0.012 3.43
3 0.09 25.42 0.03 8.54 0.012 3.44
4 0.094 26.99 0.033 9.44 0.012 3.44



5 0.094 26.51 0.027 7.59 0.012 3.47
6 0.094 26.55 0.03 8.35 0.012 3.45
7 0.092 27 0.024 7.06 0.012 3.69
8 0.093 26.56 0.027 7.66 0.012 3.47
9 0.093 26.12 0.031 8.55 0.012 3.43

10 0.094 26.35 0.034 9.43 0.012 3.4
11 0.095 26.29 0.027 7.4 0.012 3.38
12 0.095 26.61 0.027 7.58 0.012 3.37
13 0.093 26.52 0.024 6.9 0.012 3.42
14 0.092 25.75 0.024 6.58 0.012 3.42
15 0.095 26.8 0.03 8.57 0.012 3.4
16 0.093 26.8 0.031 8.91 0.012 3.41
17 0.094 26.68 0.028 7.93 0.012 3.41
18 0.092 26.42 0.032 9.09 0.012 3.4
19 0.094 26.54 0.03 8.35 0.012 3.42
20 0.094 26.44 0.027 7.49 0.012 3.33
21 0.095 25.86 0.029 7.95 0.012 3.26
22 0.096 26.3 0.019 5.31 0.012 3.27
23 0.097 26.44 0.022 5.87 0.012 3.25

Average 0.094 0.028 0.012
Total 634.54 187.33 81.7
30-Day Rlng 0.092 0.028
365-Day Rlng 53441

4/11/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 26.19 0.025 6.83 0.012 3.31
1 0.096 26.63 0.026 7.18 0.012 3.31
2 0.096 26.6 0.034 9.56 0.012 3.35
3 0.093 25.93 0.031 8.71 0.012 3.32
4 0.094 26.35 0.031 8.82 0.012 3.37
5 0.093 26.52 0.03 8.63 0.012 3.42
6 0.094 26.13 0.03 8.4 0.012 3.34
7 0.095 28.01 0.024 7.05 0.012 3.62
8 0.093 26.22 0.021 5.94 0.012 3.42
9 0.096 26.25 0.029 7.87 0.012 3.34

10 0.096 26.5 0.024 6.48 0.012 3.3
11 0.094 26.2 0.024 6.65 0.012 3.31
12 0.098 26.65 0.022 5.93 0.012 3.29
13 0.094 26.56 0.026 7.36 0.012 3.38
14 0.093 26.5 0.031 8.78 0.012 3.41
15 0.092 25.69 0.033 9.1 0.012 3.33
16 0.097 26.56 0.031 8.65 0.012 3.31
17 0.095 26.21 0.031 8.52 0.012 3.33
18 0.094 26.4 0.03 8.54 0.012 3.37
19 0.098 26.65 0.029 7.99 0.012 3.27
20 0.097 26.08 0.025 6.77 0.012 3.26
21 0.096 26.02 0.027 7.27 0.012 3.27



22 0.097 26.61 0.026 7.28 0.012 3.31
23 0.095 26.67 0.03 8.36 0.012 3.36

Average 0.095 0.028 0.012
Total 634.13 186.67 80.3
30-Day Rlng 0.092 0.028
365-Day Rlng 53477

4/12/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 26.65 0.023 6.63 0.012 3.4
1 0.095 26.26 0.022 6 0.012 3.32
2 0.096 26.37 0.018 5.02 0.012 3.33
3 0.095 25.68 0.027 7.35 0.012 3.28
4 0.098 26.89 0.024 6.54 0.012 3.31
5 0.094 26.11 0.027 7.48 0.012 3.37
6 0.095 26.33 0.033 9.1 0.012 3.37
7 0.088 28.1 OOC OOC 0.012 3.88
8 0.086 26.38 OOC OOC 0.012 3.75
9 0.088 26.53 OOC OOC 0.012 3.64

10 0.096 26.61 0.031 8.51 0.012 3.33
11 0.094 26.23 0.031 8.77 0.012 3.36
12 0.096 26.08 0.031 8.35 0.012 3.26
13 0.094 26.45 0.031 8.59 0.012 3.4
14 0.094 26.66 0.031 8.79 0.012 3.43
15 0.094 26.14 0.031 8.63 0.012 3.33
16 0.094 26.51 0.029 8.08 0.012 3.39
17 0.086 19.43 0.027 6.28 0.014 3
18 0.095 26.28 0.028 7.7 0.012 3.3
19 0.096 26.53 0.021 5.85 0.012 3.3
20 0.094 25.99 0.021 5.67 0.012 3.31
21 0.095 26.18 0.025 6.81 0.012 3.32
22 0.095 26.45 0.026 7.18 0.012 3.38
23 0.094 26.35 0.025 6.85 0.012 3.37

Average 0.094 0.027 0.012
Total 627.19 154.18 81.1
30-Day Rlng 0.092 0.028
365-Day Rlng 53448

4/13/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 26.84 0.025 7 0.012 3.37
1 0.095 26.22 0.02 5.49 0.012 3.3
2 0.096 26.49 0.02 5.61 0.012 3.28
3 0.095 25.86 0.029 7.93 0.012 3.31
4 0.095 26.59 0.024 6.87 0.012 3.33
5 0.094 26.31 0.036 10.03 0.012 3.36
6 0.094 26.66 0.03 8.58 0.012 3.39
7 0.095 29.07 0.028 8.56 0.012 3.63
8 0.095 26.64 0.027 7.57 0.012 3.33



9 0.094 26.1 0.028 7.93 0.012 3.33
10 0.095 26.02 0.028 7.63 0.012 3.29
11 0.096 26.82 0.03 8.53 0.012 3.36
12 0.093 25.86 0.029 8.02 0.012 3.32
13 0.095 27.02 0.032 9.03 0.012 3.42
14 0.092 26.1 0.03 8.49 0.012 3.42
15 0.093 26.26 0.035 9.91 0.012 3.43
16 0.093 26.42 0.025 7.19 0.012 3.44
17 0.094 26.48 0.029 8.24 0.012 3.37
18 0.096 26.52 0.03 8.21 0.012 3.34
19 0.093 26.14 0.031 8.66 0.012 3.42
20 0.093 26.51 0.031 8.88 0.012 3.48
21 0.093 26.31 0.03 8.48 0.012 3.45
22 0.092 26.65 0.031 9.02 0.012 3.49
23 0.09 26.14 0.031 8.91 0.012 3.49

Average 0.094 0.029 0.012
Total 636.03 194.77 81.4
30-Day Rlng 0.092 0.028
365-Day Rlng 53444

4/14/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.81 0.03 8.51 0.012 3.43
1 0.091 26.25 0.03 8.78 0.012 3.46
2 0.092 26.37 0.032 9.16 0.012 3.48
3 0.092 25.74 0.03 8.4 0.012 3.42
4 0.094 27.05 0.031 9.06 0.012 3.46
5 0.092 26.53 0.031 8.82 0.012 3.49
6 0.092 25.96 0.028 7.87 0.012 3.51
7 0.091 26.82 0.028 8 0.013 3.73
8 0.092 26.35 0.034 9.59 0.012 3.49
9 0.094 26.37 0.025 6.97 0.012 3.44

10 0.093 26.22 0.031 8.83 0.012 3.43
11 0.094 26.86 0.029 8.45 0.012 3.49
12 0.093 25.98 0.033 9.34 0.012 3.44
13 0.093 26.23 0.03 8.43 0.012 3.46
14 0.094 26.74 0.032 9.01 0.012 3.47
15 0.093 26.51 0.029 8.22 0.012 3.45
16 0.091 26.26 0.03 8.75 0.012 3.53
17 0.092 26.42 0.033 9.39 0.012 3.47
18 0.093 26.24 0.031 8.79 0.012 3.42
19 0.093 26.29 0.029 8.38 0.012 3.46
20 0.092 26.23 0.029 8.26 0.012 3.48
21 0.094 26.59 0.029 8.17 0.012 3.4
22 0.093 26.52 0.037 10.56 0.012 3.46
23 0.093 26.27 0.028 7.96 0.012 3.4

Average 0.093 0.03 0.012
Total 633.61 207.7 83.3



30-Day Rlng 0.093 0.028
365-Day Rlng 53451

4/15/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.29 0.026 7.27 0.012 3.38
1 0.091 26.29 0.032 9.25 0.012 3.52
2 0.092 26.94 0.027 7.99 0.012 3.54
3 0.089 25.7 0.034 9.86 0.012 3.46
4 0.094 26.85 0.027 7.75 0.012 3.47
5 0.092 26.46 0.035 9.97 0.012 3.43
6 0.092 26.41 0.031 8.92 0.012 3.51
7 0.088 27.24 0.027 8.22 0.012 3.7
8 0.091 26.24 0.026 7.39 0.012 3.52
9 0.091 26.31 0.029 8.49 0.012 3.49

10 0.091 26.49 0.033 9.66 0.012 3.51
11 0.092 26.65 0.029 8.4 0.012 3.49
12 0.092 26.53 0.031 8.93 0.012 3.49
13 0.09 26.34 0.03 8.6 0.012 3.53
14 0.091 26.55 0.028 8.31 0.012 3.5
15 0.09 25.93 0.028 8.2 0.012 3.46
16 0.091 26.25 0.03 8.78 0.012 3.5
17 0.092 26.87 0.032 9.23 0.012 3.49
18 0.091 26.4 0.031 8.95 0.012 3.5
19 0.092 26.38 0.032 9.27 0.012 3.5
20 0.094 26.79 0.03 8.65 0.012 3.47
21 0.098 26.44 0.028 7.61 0.013 3.47
22 0.1 24.34 0.028 6.85 0.014 3.43
23 0.096 24.89 0.029 7.52 0.013 3.42

Average 0.092 0.03 0.012
Total 631.58 204.07 83.8
30-Day Rlng 0.093 0.028
365-Day Rlng 53526

4/16/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.31 0.027 7.64 0.012 3.5
1 0.094 26.68 0.032 8.99 0.012 3.47
2 0.093 26.48 0.034 9.71 0.012 3.52
3 0.092 26.08 0.03 8.47 0.012 3.55
4 0.092 26.85 0.031 9.03 0.012 3.59
5 0.091 26.28 0.03 8.58 0.012 3.56
6 0.091 25.98 0.028 8.1 0.012 3.56
7 0.096 29.6 0.033 10.33 0.012 3.77
8 0.089 21.48 0.027 6.67 0.014 3.45
9 0.095 26.69 0.032 8.84 0.012 3.38

10 0.091 26.5 0.028 8.14 0.012 3.56
11 0.091 26.35 0.032 9.25 0.012 3.56
12 0.093 26.7 0.028 7.98 0.012 3.49



13 0.088 25.6 0.023 6.75 0.012 3.57
14 0.093 26.27 0.02 5.66 0.012 3.53
15 0.094 26.7 0.02 5.66 0.012 3.5
16 0.09 26.34 0.026 7.47 0.012 3.58
17 0.096 26.2 0.024 6.43 0.013 3.65
18 0.093 26.57 0.021 6.07 0.012 3.47
19 0.092 26.36 0.022 6.26 0.012 3.47
20 0.092 26.3 0.018 5.09 0.012 3.48
21 0.092 25.88 0.017 4.86 0.012 3.43
22 0.093 26.68 0.021 5.98 0.012 3.52
23 0.091 25.99 0.019 5.56 0.012 3.51

Average 0.092 0.026 0.012
Total 630.87 177.52 84.7
30-Day Rlng 0.093 0.028
365-Day Rlng 53574

4/17/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.12 0.019 5.32 0.012 3.51
1 0.092 26.64 0.018 5.33 0.012 3.56
2 0.092 26.8 0.018 5.2 0.012 3.59
3 0.089 25.2 0.019 5.33 0.012 3.55
4 0.093 26.99 0.018 5.11 0.012 3.58
5 0.091 26.33 0.018 5.33 0.012 3.54
6 0.093 26.29 0.019 5.47 0.012 3.51
7 0.093 28.6 0.024 7.39 0.012 3.75
8 0.092 26.32 0.021 6.02 0.012 3.5
9 0.091 25.75 0.017 4.8 0.012 3.46

10 0.093 26.63 0.017 4.78 0.012 3.5
11 0.094 26.7 0.016 4.67 0.012 3.51
12 0.085 23.4 0.021 5.59 0.012 3.4
13 0.09 22.47 0.022 5.5 0.013 3.18
14 0.09 26.22 0.031 9.03 0.012 3.56
15 0.092 26.49 0.031 8.8 0.012 3.56
16 0.095 25.94 0.026 7.1 0.013 3.46
17 0.09 24.46 0.031 8.33 0.014 3.81
18 Inval 1.08 Inval 0.75 Inval 4.96
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average 0.092 0.021 0.012
Total 468.43 109.85 68.5
30-Day Rlng 0.093 0.027
365-Day Rlng 53648

4/18/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs



0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.093 0.027
365-Day Rlng 53648

4/19/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down



17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.093 0.027
365-Day Rlng 53648

4/20/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.093 0.027
365-Day Rlng 53648

4/21/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down



4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Inval 2.19 OOC OOC Inval 2.53
7 Inval 4.21 Cal Cal Inval 10.47
8 Inval 4.25 OOC OOC Inval 8.38
9 Inval 6.56 OOC OOC Inval 2.85

10 0.231 9.24 OOC OOC 0.073 2.93
11 0.273 12.78 OOC OOC 0.063 2.97
12 0.261 15.4 OOC OOC 0.051 2.99
13 0.295 26.83 0.032 2.86 OOR OOR
14 0.2 28.21 0.02 2.76 0.101 14.2
15 0.106 18.1 0.017 2.87 0.02 3.33
16 0.068 15.91 0.022 5.06 0.012 2.87
17 0.075 19.71 0.028 7.33 0.013 3.3
18 0.081 22.6 0.036 9.99 0.012 3.46
19 0.089 25.88 0.035 10.08 0.012 3.53
20 0.091 26.38 0.029 8.35 0.012 3.51
21 0.091 25.98 0.029 8.2 0.012 3.43
22 0.092 26.69 0.03 8.7 0.012 3.47
23 0.092 26.61 0.033 9.46 0.012 3.48

Average 0.146 0.028 0.031
Total 317.53 75.66 77.7
30-Day Rlng 0.094 0.027
365-Day Rlng 53724

4/22/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.16 0.028 8.01 0.012 3.46
1 0.09 26.17 0.028 8.13 0.012 3.49
2 0.09 26.09 0.031 9.01 0.012 3.52
3 0.092 26.56 0.033 9.46 0.012 3.44
4 0.09 26.47 0.03 8.81 0.012 3.49
5 0.091 26.5 0.03 8.74 0.012 3.42
6 0.09 26 0.029 8.42 0.011 3.3
7 0.09 28.08 OOC OOC 0.011 3.54
8 0.09 27.44 OOC OOC 0.011 3.44
9 0.094 26.42 0.032 8.81 0.012 3.25

10 0.092 26.3 0.029 8.48 0.012 3.3
11 0.093 26.69 0.032 9.12 0.012 3.29
12 0.092 26.49 0.033 9.39 0.012 3.35
13 0.091 26.39 0.029 8.53 0.012 3.34
14 0.091 26.48 0.031 9.17 0.012 3.36
15 0.09 25.8 0.036 10.46 0.012 3.37
16 0.091 26.66 0.027 8.04 0.012 3.41
17 0.091 26.61 0.031 9.12 0.012 3.39
18 0.089 26.22 0.031 8.99 0.012 3.41
19 0.09 26.63 0.028 8.18 0.012 3.4
20 0.09 26.13 0.03 8.7 0.012 3.36



21 0.093 26.67 0.029 8.38 0.012 3.34
22 0.092 26.15 0.029 8.16 0.012 3.32
23 0.092 26.72 0.034 9.87 0.012 3.36

Average 0.091 0.03 0.012
Total 635.83 193.98 81.4
30-Day Rlng 0.094 0.027
365-Day Rlng 53891

4/23/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 25.96 0.028 8.03 0.012 3.36
1 0.093 27.33 0.031 9.14 0.012 3.41
2 0.088 26.16 0.034 10.12 0.012 3.42
3 0.092 26.57 0.029 8.3 0.012 3.36
4 0.092 26.46 0.03 8.53 0.011 3.29
5 0.093 26.52 0.032 9.04 0.012 3.27
6 0.092 26.16 0.031 8.83 0.012 3.26
7 0.088 27.28 0.027 8.44 0.012 3.58
8 0.09 26.5 0.03 8.85 0.012 3.38
9 0.092 26.87 0.032 9.36 0.012 3.38

10 0.091 26.3 0.029 8.31 0.012 3.35
11 0.093 26.69 0.034 9.73 0.012 3.31
12 0.092 26.08 0.027 7.79 0.012 3.27
13 0.092 26.45 0.029 8.49 0.012 3.32
14 0.091 26.45 0.031 8.92 0.012 3.35
15 0.093 26.4 0.035 9.94 0.012 3.31
16 0.09 26.23 0.028 8.08 0.012 3.37
17 0.09 26.39 0.029 8.48 0.012 3.4
18 0.092 26.37 0.03 8.64 0.012 3.34
19 0.09 26.38 0.029 8.6 0.012 3.41
20 0.089 26.32 0.031 9.1 0.012 3.43
21 0.089 26.13 0.031 9.09 0.012 3.4
22 0.09 26.48 0.031 8.96 0.012 3.4
23 0.092 26.87 0.032 9.36 0.012 3.37

Average 0.091 0.03 0.012
Total 635.35 212.13 80.7
30-Day Rlng 0.094 0.027
365-Day Rlng 54008

4/24/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 25.85 0.025 7.21 0.012 3.35
1 0.09 26.36 0.029 8.45 0.012 3.41
2 0.09 26.19 0.032 9.32 0.012 3.36
3 0.092 26.54 0.032 9.11 0.012 3.39
4 0.092 26.59 0.031 8.96 0.012 3.36
5 0.091 26.39 0.032 9.44 0.012 3.35
6 0.093 26.74 0.03 8.6 0.012 3.32
7 0.09 28.44 0.026 8.26 0.011 3.58



8 0.09 26.45 0.031 8.89 0.012 3.37
9 0.092 26.55 0.031 8.9 0.012 3.4

10 0.09 26.37 0.03 8.97 0.012 3.44
11 0.091 26.67 0.031 9.16 0.012 3.44
12 0.09 26.53 0.029 8.72 0.012 3.47
13 0.088 26.36 0.029 8.74 0.012 3.49
14 0.088 26.06 0.027 8.1 0.012 3.48
15 0.091 26.26 0.034 9.79 0.012 3.38
16 0.09 26.62 0.032 9.48 0.012 3.43
17 0.088 26.34 0.028 8.22 0.012 3.46
18 0.089 26.34 0.028 8.19 0.012 3.47
19 0.088 26.1 0.029 8.49 0.012 3.46
20 0.09 27.01 0.031 9.4 0.012 3.52
21 0.087 26.27 0.03 9.08 0.012 3.53
22 0.089 26.42 0.029 8.7 0.012 3.49
23 0.089 26.4 0.028 8.27 0.012 3.49

Average 0.09 0.03 0.012
Total 635.85 210.45 82.4
30-Day Rlng 0.094 0.027
365-Day Rlng 54088

4/25/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.43 0.031 9.16 0.012 3.47
1 0.088 26.11 0.027 8.16 0.012 3.5
2 0.091 26.88 0.031 9.22 0.012 3.5
3 0.089 25.8 0.03 8.74 0.012 3.43
4 0.09 26.47 0.032 9.49 0.012 3.46
5 0.089 26.54 0.03 9.08 0.012 3.51
6 0.09 26.45 0.029 8.58 0.012 3.46
7 0.089 28.44 0.028 8.87 0.012 3.76
8 0.089 26.55 0.029 8.64 0.012 3.53
9 0.09 26.61 0.032 9.51 0.012 3.48

10 0.089 26.56 0.03 8.9 0.012 3.51
11 0.09 26.62 0.03 8.79 0.012 3.48
12 0.088 25.56 0.026 7.67 0.012 3.44
13 0.089 26.87 0.029 8.73 0.012 3.54
14 0.089 26.19 0.035 10.34 0.012 3.5
15 0.091 26.65 0.029 8.61 0.012 3.47
16 0.089 26.18 0.037 10.88 0.012 3.46
17 0.092 26.69 0.022 6.42 0.012 3.42
18 0.092 26.34 0.03 8.7 0.012 3.4
19 0.09 26.13 0.029 8.48 0.012 3.44
20 0.09 26.34 0.03 8.69 0.012 3.44
21 0.093 26.75 0.031 8.96 0.012 3.43
22 0.09 26.42 0.031 9.04 0.012 3.45
23 0.091 26.56 0.031 8.99 0.012 3.43

Average 0.09 0.03 0.012



Total 636.14 212.65 83.5
30-Day Rlng 0.094 0.027
365-Day Rlng 54102

4/26/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.02 0.026 7.61 0.012 3.41
1 0.092 26.71 0.027 7.84 0.012 3.42
2 0.092 26.53 0.033 9.4 0.012 3.43
3 0.092 25.87 0.035 9.76 0.012 3.31
4 0.094 26.59 0.031 8.93 0.012 3.36
5 0.092 26.28 0.03 8.63 0.012 3.39
6 0.093 26.7 0.034 9.64 0.012 3.39
7 0.092 27.29 0.031 9.24 0.012 3.62
8 0.091 26.2 0.03 8.56 0.012 3.44
9 0.122 25.84 0.025 5.25 0.016 3.4

10 Maint Maint Maint Maint Maint Maint
11 Maint Maint Maint Maint Maint Maint
12 0.108 31.38 0.037 10.6 0.012 3.45
13 0.089 25.29 0.033 9.3 0.012 3.39
14 0.081 22.85 0.031 8.71 0.012 3.43
15 0.093 26.31 0.03 8.49 0.012 3.41
16 0.091 26.39 0.033 9.51 0.012 3.46
17 0.091 26.4 0.034 9.99 0.012 3.46
18 0.091 26.11 0.034 9.79 0.012 3.42
19 0.092 26.76 0.041 11.82 0.012 3.45
20 0.09 25.9 0.03 8.61 0.012 3.43
21 0.091 26.37 0.034 9.9 0.012 3.46
22 0.091 26.36 0.03 8.82 0.012 3.48
23 0.091 26.56 0.03 8.8 0.012 3.49

Average 0.093 0.032 0.012
Total 580.71 199.2 75.5
30-Day Rlng 0.094 0.027
365-Day Rlng 54145

4/27/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.55 0.028 8.2 0.012 3.44
1 0.092 26.53 0.031 9.01 0.012 3.49
2 0.089 25.83 0.032 9.23 0.012 3.46
3 0.092 26.22 0.028 8.09 0.012 3.43
4 0.093 26.73 0.029 8.3 0.012 3.46
5 0.091 26.26 0.03 8.6 0.012 3.45
6 0.092 26.12 0.031 8.96 0.012 3.43
7 0.1 32.66 0.037 12.43 0.012 3.86
8 0.094 26.44 0.031 8.88 0.012 3.44
9 0.091 26.5 0.032 9.17 0.012 3.5

10 0.092 26.63 0.031 8.93 0.012 3.51
11 0.091 26.69 0.026 7.77 0.012 3.58



12 Maint Maint Maint Maint Maint Maint
13 0.091 26.58 0.03 8.62 0.012 3.54
14 0.09 26.51 0.028 8.25 0.012 3.52
15 0.093 26.4 0.03 8.57 0.012 3.45
16 0.092 26.27 0.032 9.2 0.012 3.43
17 0.09 26.03 0.034 10.03 0.012 3.5
18 0.091 26.49 0.034 9.92 0.012 3.56
19 0.09 26.63 0.025 7.38 0.012 3.56
20 0.09 26.61 0.031 9.18 0.012 3.57
21 0.09 26.16 0.033 9.56 0.012 3.53
22 0.089 26.51 0.034 10.22 0.012 3.6
23 0.088 26.32 0.03 8.82 0.012 3.6

Average 0.091 0.031 0.012
Total 613.67 207.32 80.9
30-Day Rlng 0.094 0.027
365-Day Rlng 54143

4/28/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.16 0.028 8.17 0.012 3.56
1 0.089 26.56 0.03 8.9 0.012 3.59
2 0.091 26.69 0.031 9.28 0.012 3.59
3 0.091 26.23 0.03 8.62 0.012 3.53
4 0.091 26.52 0.028 8.21 0.012 3.53
5 0.089 26.19 0.032 9.32 0.012 3.53
6 0.09 26.38 0.031 9.05 0.012 3.52
7 OOC 30.77 OOC 12.32 OOC 4.1
8 0.087 25.35 0.033 9.76 0.012 3.67
9 0.099 26.7 0.033 8.92 0.012 3.35

10 0.098 26.15 0.029 7.77 0.012 3.32
11 0.099 26.62 0.034 9.24 0.012 3.34
12 0.098 26.01 0.032 8.49 0.012 3.28
13 0.1 26.78 0.03 8.18 0.012 3.35
14 0.096 25.7 0.036 9.54 0.012 3.34
15 0.1 26.63 0.03 7.95 0.012 3.31
16 0.098 26.19 0.032 8.43 0.012 3.33
17 0.097 26.3 0.032 8.69 0.012 3.38
18 0.098 26.35 0.033 8.79 0.012 3.36
19 0.097 26.22 0.032 8.6 0.013 3.39
20 0.099 26.64 0.031 8.42 0.013 3.39
21 0.099 26.52 0.032 8.69 0.013 3.38
22 0.097 26.14 0.032 8.64 0.012 3.33
23 0.099 26.44 0.031 8.2 0.012 3.32

Average 0.095 0.031 0.012
Total 636.24 212.18 82.8
30-Day Rlng 0.094 0.027
365-Day Rlng 54155

4/29/2016



Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.097 25.98 0.033 8.93 0.012 3.3
1 0.103 27.14 0.023 6.15 0.013 3.46
2 0.101 26.26 0.033 8.53 0.012 3.23
3 0.1 25.82 0.033 8.48 0.012 3.22
4 0.102 26.79 0.035 9.17 0.012 3.26
5 0.101 26.2 0.032 8.46 0.013 3.28
6 0.099 25.94 0.033 8.62 0.013 3.28
7 Cal 30.8 Cal 11.42 Cal 4.02
8 0.09 26.33 0.031 9.15 0.012 3.53
9 0.093 26.51 0.03 8.68 0.012 3.41

10 0.093 26.26 0.031 8.78 0.012 3.42
11 0.094 26.51 0.031 8.88 0.012 3.41
12 0.092 26.03 0.029 8.27 0.012 3.38
13 0.094 26.29 0.033 9.29 0.012 3.42
14 0.094 26.92 0.03 8.71 0.012 3.46
15 0.092 26.03 0.03 8.42 0.012 3.44
16 0.09 26.13 0.031 8.84 0.012 3.49
17 0.091 26.56 0.031 9.12 0.012 3.5
18 0.091 26.58 0.031 9.05 0.012 3.5
19 0.09 26.29 0.029 8.38 0.012 3.52
20 0.091 26.51 0.03 8.59 0.012 3.49
21 0.09 26.2 0.03 8.78 0.012 3.49
22 0.09 26.27 0.03 8.69 0.012 3.52
23 0.09 26.56 0.029 8.54 0.012 3.53

Average 0.094 0.031 0.012
Total 636.91 209.93 82.6
30-Day Rlng 0.094 0.028
365-Day Rlng 54206

4/30/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 25.76 0.029 8.43 0.012 3.43
1 0.094 26.6 0.033 9.31 0.012 3.43
2 0.091 26.26 0.03 8.71 0.012 3.44
3 0.092 26.39 0.03 8.6 0.012 3.44
4 0.091 26.2 0.029 8.46 0.012 3.55
5 0.092 26.75 0.031 9.04 0.013 3.64
6 0.09 25.92 0.03 8.72 0.013 3.66
7 0.093 29.49 0.033 10.57 0.012 3.87
8 0.093 26.68 0.029 8.45 0.013 3.65
9 0.088 25.18 0.028 8.05 0.013 3.64

10 0.093 26.81 0.029 8.45 0.013 3.65
11 0.091 26.35 0.032 9.37 0.013 3.64
12 0.093 26.49 0.032 9.01 0.012 3.57
13 0.092 26.07 0.032 8.85 0.013 3.57
14 0.092 26.88 0.031 8.99 0.013 3.66
15 0.086 25.21 0.032 9.48 0.013 3.66



16 0.092 26.83 0.032 9.32 0.013 3.66
17 0.091 26.52 0.03 8.65 0.013 3.66
18 0.09 26.38 0.029 8.49 0.013 3.66
19 0.091 26.6 0.03 8.61 0.013 3.67
20 0.092 26.52 0.03 8.76 0.013 3.67
21 0.09 26.21 0.029 8.39 0.013 3.68
22 0.092 26.75 0.031 9.13 0.013 3.65
23 0.091 26.21 0.03 8.47 0.013 3.65

Average 0.091 0.03 0.013
Total 635.06 212.31 86.8
30-Day Rlng 0.094 0.028
365-Day Rlng 54247

5/1/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26 0.03 8.63 0.013 3.64
1 0.092 26.3 0.032 9.17 0.013 3.62
2 0.093 26.43 0.029 8.3 0.013 3.61
3 0.093 26.96 0.031 9.03 0.013 3.66
4 0.092 26.3 0.031 8.8 0.013 3.67
5 0.091 26.41 0.031 8.88 0.013 3.68
6 0.091 26.17 0.03 8.7 0.013 3.66
7 0.094 29.05 0.027 8.42 0.013 3.91
8 0.089 25.95 0.03 8.68 0.013 3.69
9 0.091 25.72 0.027 7.53 0.013 3.66

10 0.092 25.77 0.03 8.36 0.013 3.63
11 0.096 26.62 0.032 8.88 0.013 3.62
12 0.094 26.44 0.031 8.72 0.013 3.58
13 0.095 26.69 0.034 9.52 0.013 3.59
14 0.093 26.26 0.03 8.47 0.013 3.62
15 0.091 25.89 0.031 8.88 0.013 3.63
16 0.093 26.45 0.032 9.06 0.013 3.66
17 0.092 26.28 0.032 8.97 0.013 3.64
18 0.092 26.34 0.032 9.13 0.013 3.62
19 0.093 26.36 0.031 8.85 0.013 3.63
20 0.093 26.57 0.03 8.61 0.013 3.65
21 0.093 26.7 0.033 9.5 0.013 3.62
22 0.092 26.31 0.03 8.58 0.013 3.64
23 0.093 26.18 0.03 8.46 0.013 3.63

Average 0.092 0.031 0.013
Total 634.15 210.13 87.6
30-Day Rlng 0.094 0.028
365-Day Rlng 54316

5/2/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.3 0.03 8.4 0.013 3.61
1 0.094 26.4 0.034 9.45 0.013 3.62
2 0.094 26.58 0.031 8.85 0.013 3.62



3 0.093 26.17 0.031 8.67 0.013 3.61
4 0.095 26.73 0.032 9.13 0.013 3.63
5 0.092 25.92 0.03 8.36 0.013 3.62
6 0.095 28.29 0.031 9.08 0.013 3.91
7 0.093 26.6 0.027 7.73 0.013 3.64
8 0.094 26.34 0.026 7.24 0.012 3.48
9 0.093 26.36 0.033 9.42 0.012 3.44

10 0.094 26.6 0.029 8.16 0.012 3.43
11 0.092 25.68 0.03 8.42 0.012 3.41
12 0.094 26.85 0.034 9.76 0.012 3.51
13 0.092 26.3 0.036 10.32 0.012 3.49
14 0.093 26.8 0.03 8.62 0.012 3.53
15 0.092 26.43 0.029 8.46 0.012 3.54
16 0.091 26.37 0.03 8.7 0.012 3.55
17 0.09 26.29 0.029 8.58 0.012 3.56
18 0.091 26.51 0.03 8.71 0.012 3.59
19 0.09 26.34 0.029 8.56 0.012 3.59
20 0.091 26.57 0.031 9.07 0.012 3.59
21 0.089 25.91 0.03 8.81 0.012 3.56
22 0.092 26.7 0.031 8.94 0.012 3.56
23 0.09 26.52 0.031 9.06 0.012 3.57

Average 0.092 0.031 0.012
Total 635.56 210.5 85.7
30-Day Rlng 0.094 0.028
365-Day Rlng 54375

5/3/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.05 0.031 9 0.012 3.55
1 0.091 26.52 0.031 9.11 0.012 3.56
2 0.091 26.34 0.029 8.53 0.012 3.57
3 0.091 26.56 0.031 8.9 0.012 3.59
4 0.089 26.26 0.029 8.6 0.012 3.6
5 0.089 26.44 0.03 8.89 0.012 3.62
6 0.088 27.47 0.029 8.89 0.012 3.87
7 0.089 26.27 0.029 8.62 0.012 3.6
8 0.092 26.5 0.029 8.47 0.012 3.54
9 0.093 26.16 0.03 8.49 0.012 3.46

10 0.092 26.44 0.031 8.9 0.012 3.49
11 0.092 26.17 0.031 8.93 0.012 3.47
12 0.093 26.34 0.031 8.72 0.012 3.44
13 0.092 26.06 0.029 8.31 0.012 3.44
14 0.094 26.96 0.03 8.7 0.012 3.49
15 0.092 26.37 0.03 8.45 0.012 3.45
16 0.093 26.15 0.032 9.01 0.012 3.39
17 0.094 26.32 0.03 8.38 0.012 3.42
18 0.091 26.14 0.03 8.66 0.012 3.48
19 0.092 26.28 0.031 8.87 0.012 3.49



20 0.092 26.39 0.031 8.83 0.012 3.5
21 0.091 26.28 0.031 8.92 0.012 3.5
22 0.094 26.26 0.031 8.68 0.012 3.42
23 0.096 26.62 0.03 8.28 0.012 3.39

Average 0.092 0.03 0.012
Total 633.35 209.14 84.3
30-Day Rlng 0.094 0.028
365-Day Rlng 54423

5/4/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 25.88 0.031 8.62 0.012 3.47
1 0.093 26.22 0.03 8.46 0.012 3.46
2 0.095 26.44 0.034 9.5 0.012 3.45
3 0.094 25.87 0.031 8.5 0.012 3.36
4 0.096 26.82 0.034 9.66 0.012 3.43
5 0.092 26.35 0.031 8.68 0.012 3.5
6 OOC OOC OOC OOC OOC OOC
7 OOC OOC OOC OOC OOC OOC
8 0.094 27.74 0.035 10.35 0.012 3.58
9 0.092 26.05 0.028 8.01 0.012 3.46

10 0.093 26.16 0.032 8.87 0.012 3.44
11 0.096 27.03 0.032 9 0.012 3.44
12 0.093 25.66 0.031 8.46 0.012 3.39
13 0.093 26.76 0.02 5.83 0.012 3.5
14 0.092 26.25 0.014 4.02 0.012 3.48
15 0.092 25.57 0.037 10.19 0.012 3.45
16 0.093 26.8 0.025 7.23 0.012 3.5
17 0.093 26.47 0.014 4.07 0.012 3.47
18 0.092 26.23 0.015 4.21 0.012 3.48
19 0.091 26.38 0.014 4.15 0.012 3.52
20 0.091 26.11 0.014 4.11 0.012 3.51
21 0.092 26.43 0.014 4.07 0.012 3.51
22 0.093 26.26 0.014 4.01 0.012 3.5
23 0.093 26.59 0.023 6.63 0.012 3.52

Average 0.093 0.025 0.012
Total 580.07 156.63 76.4
30-Day Rlng 0.094 0.028
365-Day Rlng 54391

5/5/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.3 0.025 7.12 0.012 3.45
1 0.094 26.34 0.014 3.91 0.012 3.42
2 0.095 26.19 0.014 3.87 0.012 3.39
3 0.095 26.12 0.014 3.85 0.012 3.37
4 0.096 27 0.014 3.93 0.012 3.43
5 0.092 26.1 0.026 7.31 0.012 3.46
6 0.094 28.84 0.044 13.66 0.012 3.77



7 0.091 26.86 0.032 9.47 0.012 3.59
8 0.09 25.95 0.029 8.26 0.012 3.52
9 0.093 26.71 0.023 6.54 0.012 3.51

10 0.088 25.97 0.036 10.44 0.012 3.6
11 0.092 27.61 0.033 10.06 0.012 3.63
12 0.089 25.1 0.018 5.07 0.013 3.6
13 0.094 26.44 0.014 4.06 0.013 3.55
14 0.091 26.56 0.015 4.27 0.012 3.6
15 0.091 26.27 0.019 5.3 0.012 3.59
16 0.09 26.49 0.016 4.79 0.012 3.65
17 0.089 26.33 0.016 4.53 0.013 3.71
18 0.09 26.38 0.017 4.91 0.012 3.66
19 0.089 26.05 0.015 4.31 0.012 3.64
20 0.09 26.75 0.015 4.4 0.012 3.64
21 0.09 26.39 0.015 4.4 0.012 3.63
22 0.089 26.33 0.015 4.33 0.012 3.64
23 0.089 26.21 0.015 4.28 0.012 3.64

Average 0.091 0.021 0.012
Total 635.29 143.07 85.7
30-Day Rlng 0.094 0.028
365-Day Rlng 54396

5/6/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.42 0.015 4.29 0.012 3.61
1 0.092 26.13 0.015 4.17 0.013 3.58
2 0.091 26.66 0.015 4.36 0.012 3.64
3 0.089 26.23 0.015 4.46 0.012 3.65
4 0.09 26.35 0.017 4.87 0.012 3.64
5 0.091 26.74 0.015 4.4 0.012 3.65
6 0.086 27.98 0.033 10.52 0.012 3.94
7 0.089 26.57 0.035 10.53 0.012 3.68
8 0.089 26.31 0.025 7.27 0.012 3.64
9 0.089 26.74 0.029 8.77 0.012 3.67

10 0.089 26.18 0.029 8.41 0.012 3.63
11 0.089 26.28 0.029 8.47 0.012 3.65
12 0.09 26.26 0.031 9.03 0.012 3.59
13 0.091 26.19 0.029 8.4 0.012 3.56
14 0.092 26.86 0.03 8.67 0.012 3.61
15 0.09 25.98 0.032 9.21 0.012 3.55
16 0.09 25.95 0.029 8.38 0.012 3.59
17 0.091 26.55 0.03 8.76 0.012 3.58
18 0.09 26.26 0.03 8.6 0.012 3.59
19 0.09 26.37 0.028 8.12 0.012 3.62
20 0.091 26.32 0.03 8.58 0.012 3.59
21 0.093 25.99 0.029 8 0.012 3.47
22 0.092 26.51 0.033 9.43 0.012 3.52
23 0.092 26.48 0.031 8.85 0.012 3.55



Average 0.09 0.026 0.012
Total 634.31 184.55 86.8
30-Day Rlng 0.094 0.028
365-Day Rlng 54463

5/7/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.02 0.034 9.65 0.012 3.52
1 0.093 26.56 0.031 8.77 0.012 3.54
2 0.092 26.33 0.029 8.37 0.012 3.55
3 0.092 26.22 0.029 8.37 0.012 3.53
4 0.095 27.22 0.035 9.98 0.012 3.5
5 0.089 25.08 0.029 8.12 0.012 3.47
6 0.095 26.68 0.029 7.98 0.012 3.47
7 0.094 28.22 0.027 8.2 0.012 3.66
8 0.094 26.13 0.031 8.51 0.012 3.42
9 0.095 26.33 0.032 9.06 0.012 3.44

10 0.094 26.67 0.032 9.06 0.012 3.49
11 0.092 25.96 0.031 8.76 0.012 3.5
12 0.095 26.96 0.03 8.48 0.012 3.49
13 0.092 26.34 0.032 9.07 0.012 3.52
14 0.092 26.55 0.032 9.14 0.012 3.52
15 0.091 25.79 0.032 8.94 0.012 3.5
16 0.094 26.57 0.032 8.94 0.012 3.5
17 0.094 26.76 0.032 9.05 0.012 3.5
18 0.091 25.65 0.029 8.26 0.012 3.52
19 0.092 26.64 0.032 9.25 0.012 3.54
20 0.092 26.49 0.029 8.34 0.012 3.54
21 0.091 25.77 0.028 7.92 0.012 3.48
22 0.094 26.23 0.031 8.71 0.012 3.44
23 0.095 26.78 0.031 8.86 0.012 3.46

Average 0.093 0.031 0.012
Total 633.95 209.79 84.1
30-Day Rlng 0.094 0.028
365-Day Rlng 54576

5/8/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.12 0.029 8.29 0.012 3.5
1 0.093 26.71 0.032 9.16 0.012 3.5
2 0.094 26.74 0.034 9.66 0.012 3.52
3 0.091 25.65 0.029 8.29 0.012 3.51
4 0.093 26.65 0.03 8.66 0.012 3.56
5 0.091 26.38 0.031 8.96 0.012 3.56
6 0.093 26.45 0.031 8.79 0.012 3.52
7 0.094 27.62 0.03 8.82 0.012 3.63
8 0.091 26.05 0.031 8.84 0.012 3.56
9 0.093 26.06 0.031 8.61 0.012 3.5

10 0.093 26.34 0.032 9.06 0.012 3.51



11 0.094 26.23 0.031 8.69 0.012 3.48
12 0.095 26.32 0.032 8.76 0.012 3.45
13 0.093 26.44 0.03 8.64 0.012 3.53
14 0.093 26.47 0.031 8.71 0.012 3.5
15 0.094 26.24 0.032 8.78 0.012 3.44
16 0.091 26.18 0.031 8.88 0.012 3.51
17 0.093 26.37 0.033 9.41 0.012 3.49
18 0.094 26.93 0.029 8.28 0.012 3.47
19 0.091 26 0.029 8.33 0.012 3.53
20 0.091 26.48 0.031 9.03 0.012 3.55
21 0.09 25.65 0.027 7.76 0.012 3.52
22 0.093 26.61 0.031 8.88 0.012 3.53
23 0.093 26.71 0.031 8.86 0.012 3.51

Average 0.093 0.031 0.012
Total 633.4 210.15 84.4
30-Day Rlng 0.094 0.028
365-Day Rlng 54654

5/9/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 25.59 0.027 7.65 0.012 3.49
1 0.092 26.33 0.029 8.44 0.012 3.54
2 0.095 26.9 0.035 9.98 0.012 3.54
3 0.094 26.61 0.03 8.38 0.012 3.47
4 0.092 25.94 0.031 8.65 0.012 3.51
5 0.094 26.78 0.033 9.42 0.012 3.48
6 0.095 26.69 0.031 8.67 0.012 3.48
7 0.088 25.91 0.037 10.82 0.012 3.57
8 0.091 26.26 0.028 8.02 0.012 3.53
9 0.094 26.24 0.032 9 0.012 3.47

10 0.094 26.5 0.029 8.26 0.012 3.49
11 0.094 26.53 0.032 9.06 0.012 3.49
12 0.091 25.96 0.028 7.88 0.012 3.49
13 0.092 26.25 0.019 5.47 0.012 3.54
14 0.093 26.42 0.024 6.76 0.012 3.54
15 0.092 26.15 0.025 7.23 0.012 3.52
16 0.092 26.37 0.038 10.89 0.012 3.54
17 0.092 26.42 0.034 9.96 0.012 3.56
18 0.092 26.05 0.025 7.09 0.012 3.54
19 0.092 26.36 0.032 9.29 0.012 3.55
20 0.092 26.3 0.029 8.35 0.012 3.52
21 0.091 25.65 0.032 8.97 0.012 3.48
22 0.092 26.46 0.025 7.05 0.012 3.57
23 0.09 26.27 0.029 8.33 0.012 3.61

Average 0.092 0.03 0.012
Total 630.94 203.62 84.5
30-Day Rlng 0.094 0.028
365-Day Rlng 54684



5/10/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.63 0.029 8.38 0.012 3.6
1 0.091 26.81 0.034 10.13 0.012 3.62
2 0.09 26.05 0.034 9.84 0.012 3.59
3 0.093 25.82 0.024 6.58 0.012 3.48
4 0.091 25.96 0.042 11.83 0.013 3.6
5 0.092 26.67 0.033 9.58 0.013 3.63
6 0.09 26.13 0.026 7.65 0.013 3.63
7 Cal 28.22 Cal Cal Cal 4.19
8 0.085 26.12 0.034 10.26 0.013 3.91
9 0.089 24.45 0.033 9.03 0.013 3.52

10 0.099 27.55 0.026 7.28 0.013 3.56
11 0.09 26.5 0.03 8.91 0.012 3.67
12 0.091 26.44 0.03 8.87 0.012 3.62
13 0.09 26.33 0.036 10.38 0.012 3.6
14 0.091 26.25 0.033 9.49 0.012 3.59
15 0.092 26.61 0.044 12.6 0.012 3.59
16 0.093 26.29 0.027 7.77 0.013 3.62
17 0.093 26.23 0.025 7.13 0.012 3.52
18 0.094 26.28 0.027 7.49 0.012 3.47
19 0.092 26.49 0.035 9.99 0.012 3.55
20 0.091 26.56 0.03 8.83 0.012 3.59
21 0.089 25.99 0.029 8.43 0.012 3.58
22 0.09 26.78 0.029 8.67 0.012 3.61
23 0.088 26.11 0.029 8.56 0.012 3.61

Average 0.091 0.031 0.012
Total 633.27 207.68 87
30-Day Rlng 0.094 0.029
365-Day Rlng 54763

5/11/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.33 0.031 9.08 0.012 3.57
1 0.088 26.18 0.031 9.29 0.012 3.64
2 0.088 26.59 0.031 9.28 0.012 3.69
3 0.088 25.82 0.026 7.61 0.012 3.65
4 0.089 26.41 0.028 8.28 0.012 3.69
5 0.09 26.61 0.031 9.06 0.012 3.66
6 0.09 26.26 0.029 8.64 0.012 3.59
7 Cal 28.09 Cal 9.24 Cal 4.11
8 OOC 26.69 OOC 8.98 OOC 3.81
9 0.093 26.18 0.029 8.28 0.012 3.46

10 0.093 26.42 0.03 8.51 0.012 3.46
11 0.093 26.4 0.029 8.14 0.012 3.49
12 0.092 26.31 0.034 9.67 0.012 3.49
13 0.093 26.33 0.031 8.81 0.012 3.51
14 0.093 26.69 0.033 9.52 0.012 3.5



15 0.091 25.89 0.029 8.25 0.012 3.5
16 0.093 26.38 0.03 8.57 0.012 3.48
17 0.091 26.32 0.031 8.85 0.012 3.53
18 0.095 25.88 0.03 8.11 0.012 3.3
19 0.094 26.6 0.031 8.85 0.012 3.49
20 0.086 26.06 0.024 7.38 0.012 3.69
21 0.095 26.8 0.021 6.03 0.012 3.42
22 0.094 26.43 0.024 6.7 0.012 3.45
23 0.093 26.33 0.023 6.58 0.012 3.47

Average 0.092 0.029 0.012
Total 634 201.71 85.7
30-Day Rlng 0.093 0.029
365-Day Rlng 54775

5/12/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 25.92 0.022 6.11 0.012 3.47
1 0.092 25.82 0.027 7.66 0.012 3.49
2 0.095 27.23 0.035 10.07 0.012 3.5
3 0.092 25.63 0.027 7.47 0.012 3.45
4 0.095 26.91 0.028 8 0.012 3.47
5 0.092 26.22 0.027 7.74 0.012 3.49
6 0.093 25.74 0.026 7.13 0.012 3.47
7 0.092 21.61 0.033 7.73 0.015 3.53
8 0.133 15.64 0.03 3.65 0.073 8.47
9 Maint Maint Maint Maint Maint Maint

10 0.181 9.11 0.067 3.37 Inval Inval
11 0.266 21.11 0.043 3.37 OOR OOR
12 0.123 27.37 0.018 3.99 0.032 7.03
13 0.096 25.3 0.031 8.33 0.013 3.47
14 0.092 26.93 0.029 8.46 0.012 3.58
15 0.09 25.98 0.025 7.22 0.012 3.54
16 0.091 26.16 0.03 8.72 0.012 3.57
17 0.092 26.72 0.034 9.85 0.012 3.57
18 0.091 26.22 0.029 8.37 0.012 3.54
19 0.09 26.28 0.03 8.69 0.012 3.58
20 0.091 26.44 0.031 8.86 0.012 3.55
21 0.091 26.16 0.029 8.42 0.012 3.52
22 0.092 26.41 0.031 8.96 0.012 3.52
23 0.098 24.67 0.025 6.31 0.014 3.52

Average 0.107 0.031 0.016
Total 565.58 168.48 82.3
30-Day Rlng 0.094 0.029
365-Day Rlng 54768

5/13/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 24.76 0.03 7.95 0.013 3.47
1 0.097 27.44 0.029 8.22 0.012 3.51



2 0.093 26.27 0.032 9.12 0.012 3.5
3 0.093 26.25 0.038 10.83 0.012 3.47
4 0.091 26.17 0.026 7.32 0.012 3.53
5 0.093 26.72 0.032 9.14 0.012 3.54
6 0.092 25.78 0.033 9.36 0.012 3.47
7 0.089 26.02 0.026 7.47 0.012 3.58
8 0.09 27.01 0.03 8.98 0.012 3.69
9 0.092 25.72 0.027 7.67 0.012 3.45

10 0.094 26.51 0.029 8.1 0.012 3.46
11 0.093 26.5 0.027 7.7 0.012 3.5
12 0.091 26.12 0.021 5.88 0.012 3.5
13 0.092 26.28 0.022 6.42 0.012 3.51
14 0.092 25.85 0.019 5.3 0.012 3.48
15 0.095 27.06 0.026 7.3 0.012 3.51
16 0.091 26.51 0.033 9.75 0.012 3.58
17 0.09 26.27 0.032 9.34 0.012 3.58
18 0.09 26.05 0.032 9.27 0.012 3.54
19 0.091 26.45 0.034 9.97 0.012 3.57
20 0.091 26.13 0.025 7.12 0.012 3.54
21 0.094 26.33 0.031 8.59 0.012 3.48
22 0.091 26.28 0.031 8.9 0.012 3.53
23 0.092 26.34 0.036 10.43 0.012 3.54

Average 0.092 0.029 0.012
Total 630.82 200.13 84.5
30-Day Rlng 0.094 0.029
365-Day Rlng 54819

5/14/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 25.92 0.027 7.63 0.012 3.5
1 0.091 26.19 0.023 6.7 0.012 3.56
2 0.093 26.1 0.02 5.48 0.013 3.52
3 0.093 26.11 0.026 7.5 0.012 3.51
4 0.092 26.5 0.027 7.87 0.012 3.59
5 0.092 26.68 0.034 9.84 0.012 3.56
6 0.092 26.07 0.026 7.38 0.012 3.51
7 0.092 27.29 0.031 9.24 0.012 3.65
8 0.091 26.21 0.028 7.96 0.012 3.57
9 0.093 26.17 0.024 6.8 0.012 3.52

10 0.092 26.31 0.028 7.97 0.012 3.57
11 0.091 26.2 0.035 10.13 0.012 3.56
12 0.09 25.83 0.03 8.65 0.012 3.52
13 0.094 27.01 0.031 8.97 0.012 3.53
14 0.091 26.3 0.031 8.93 0.012 3.57
15 0.091 26.64 0.031 8.93 0.012 3.57
16 0.089 25.72 0.027 7.93 0.012 3.57
17 0.092 27.19 0.031 8.98 0.012 3.62
18 0.091 25.95 0.034 9.6 0.012 3.51



19 0.088 25.6 0.029 8.4 0.012 3.59
20 0.092 26.44 0.034 9.83 0.012 3.57
21 0.091 26.09 0.033 9.45 0.012 3.53
22 0.092 26.55 0.029 8.21 0.012 3.53
23 0.09 26.49 0.032 9.3 0.012 3.57

Average 0.091 0.029 0.012
Total 631.56 201.68 85.3
30-Day Rlng 0.094 0.029
365-Day Rlng 54850

5/15/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 25.91 0.028 8.13 0.012 3.52
1 0.094 26.72 0.032 9.19 0.012 3.52
2 0.091 26.42 0.031 8.95 0.012 3.57
3 0.091 26.04 0.029 8.28 0.012 3.56
4 0.091 26.14 0.028 7.98 0.012 3.58
5 0.091 26.27 0.025 7.22 0.012 3.6
6 0.093 26.82 0.031 8.76 0.012 3.56
7 0.093 27.1 0.029 8.5 0.012 3.65
8 0.09 26.21 0.026 7.56 0.012 3.6
9 0.091 25.78 0.026 7.48 0.012 3.5

10 0.094 26.86 0.035 10.02 0.012 3.52
11 0.091 25.83 0.025 7 0.012 3.5
12 0.093 26.69 0.025 7.25 0.012 3.55
13 0.091 25.79 0.024 6.78 0.012 3.51
14 0.094 26.45 0.024 6.87 0.012 3.52
15 0.091 26.43 0.029 8.29 0.012 3.57
16 0.091 26.58 0.031 9.1 0.012 3.63
17 0.091 26.53 0.026 7.68 0.012 3.58
18 0.09 25.73 0.028 8.01 0.012 3.54
19 0.091 25.96 0.031 8.86 0.012 3.57
20 0.092 26.81 0.031 9.15 0.012 3.57
21 0.091 26.66 0.029 8.42 0.012 3.61
22 0.09 26.52 0.034 10.08 0.012 3.65
23 0.091 26.51 0.03 8.72 0.013 3.66

Average 0.092 0.029 0.012
Total 632.76 198.28 85.6
30-Day Rlng 0.094 0.029
365-Day Rlng 54903

5/16/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 25.78 0.022 6.4 0.013 3.63
1 0.091 26.45 0.026 7.47 0.013 3.63
2 0.093 26.52 0.031 8.78 0.013 3.6
3 0.092 26.64 0.032 9.13 0.013 3.62
4 0.09 25.89 0.029 8.22 0.013 3.64
5 0.093 26.81 0.031 8.98 0.013 3.63



6 0.091 26.07 0.029 8.29 0.013 3.62
7 0.086 24.24 0.016 4.45 0.013 3.56
8 0.094 24.51 0.016 4.04 0.013 3.36
9 0.101 25.96 0.016 3.99 0.013 3.44

10 0.096 26.26 0.016 4.36 0.013 3.47
11 0.1 26.5 0.015 4.11 0.013 3.4
12 0.096 26.36 0.021 5.72 0.012 3.35
13 0.098 26.72 0.018 4.89 0.013 3.43
14 0.091 25.95 0.028 7.9 0.012 3.5
15 0.097 26.74 0.019 5.13 0.012 3.42
16 0.093 26 0.019 5.34 0.012 3.44
17 0.096 25.89 0.015 4 0.013 3.46
18 0.094 25.9 0.017 4.71 0.012 3.41
19 0.093 26.42 0.019 5.36 0.012 3.46
20 0.096 26.15 0.017 4.53 0.013 3.49
21 0.105 15.17 0.022 2.67 0.034 2.61
22 Inval 1.85 Inval 2.68 OOR OOR
23 Down Down Down Down Down Down

Average 0.094 0.022 0.014
Total 564.78 131.15 76.2
30-Day Rlng 0.094 0.029
365-Day Rlng 54904

5/17/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down



23 Down Down Down Down Down Down
Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 54761

5/18/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.094 0.029
365-Day Rlng 54624

5/19/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 OOC 5.91 OOC OOC OOC 11.97
8 OOC 4.87 OOC OOC OOC 8.35
9 OOC 4.84 OOC OOC OOC 8.53



10 OOC 7.13 OOC OOC OOC 9.96
11 OOC 9.35 OOC OOC OOC 10.95
12 0.188 OOC 0.064 3.62 0.131 OOC
13 Inval OOC Inval OOC Inval OOC
14 Inval OOC Inval OOC Inval OOC
15 Inval OOC Inval OOC Inval OOC
16 Inval OOC Inval OOC Inval OOC
17 Inval OOC Inval OOC Inval OOC
18 Inval OOC Inval OOC Inval OOC
19 Inval OOC Inval OOC Inval OOC
20 Inval OOC Inval OOC Inval OOC
21 Inval OOC Inval OOC Inval OOC
22 Inval OOC Inval OOC Inval OOC
23 Inval OOC Inval OOC Inval OOC

Average 0.188 0.064 0.131
Total 32.1 3.62 49.8
30-Day Rlng 0.094 0.029
365-Day Rlng 54470

5/20/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Inval OOC Inval OOC Inval OOC
1 Inval OOC Inval OOC Inval OOC
2 Inval OOC Inval OOC Inval OOC
3 Inval OOC Inval OOC Inval OOC
4 Inval OOC Inval OOC Inval OOC
5 Inval OOC Inval OOC Inval OOC
6 Inval OOC Inval OOC Inval OOC
7 Inval 5.63 Inval 3.92 Inval 5.32
8 Inval OOC Inval OOC Inval OOC
9 Inval OOC Inval OOC Inval OOC

10 Inval OOC Inval OOC Inval OOC
11 Inval OOC Inval OOC Inval OOC
12 Inval OOC Inval OOC Inval OOC
13 Inval OOC Inval OOC Inval OOC
14 Inval OOC Inval OOC Inval OOC
15 Inval OOC Inval OOC Inval OOC
16 Inval OOC Inval OOC Inval OOC
17 Inval OOC Inval OOC Inval OOC
18 0.212 OOC 0.067 OOC 0.059 OOC
19 0.226 OOC 0.062 OOC 0.054 OOC
20 0.229 OOC 0.07 OOC 0.061 OOC
21 0.229 OOC 0.072 OOC 0.064 OOC
22 0.228 OOC 0.072 OOC 0.064 OOC
23 0.231 OOC 0.072 OOC 0.063 OOC

Average 0.226 0.069 0.061
Total 5.63 3.92 5.3
30-Day Rlng 0.095 0.029



365-Day Rlng 54325
5/21/2016

Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.23 OOC 0.076 OOC 0.069 OOC
1 Inval OOC Inval OOC Inval OOC
2 Inval OOC Inval OOC Inval OOC
3 Inval OOC Inval OOC Inval OOC
4 Inval OOC Inval OOC Inval OOC
5 Inval OOC Inval OOC Inval OOC
6 Inval OOC Inval OOC Inval OOC
7 Inval 4.88 Inval 3.4 Inval 6.53
8 Inval 4.69 Inval 3.26 Inval 6.21
9 Inval 4.46 Inval 3.1 Inval 5.47

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average 0.23 0.076 0.069
Total 14.03 9.76 18.2
30-Day Rlng 0.095 0.029
365-Day Rlng 54169

5/22/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down



14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.095 0.029
365-Day Rlng 54047

5/23/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Inval OOC Inval OOC Inval OOC
3 Inval OOC Inval OOC Inval OOC
4 Inval OOC Inval OOC Inval OOC
5 Inval OOC Inval OOC Inval OOC
6 Inval OOC Inval OOC Inval OOC
7 OOC 6.13 OOC 3.51 OOC 5.31
8 OOC 8.94 OOC 3.55 OOC 3.14
9 OOC 11.08 OOC 3.46 OOC 3.28

10 OOC 13.82 OOC 3.58 OOC 3.13
11 OOC 17.45 OOC 3.58 OOC 3.13
12 OOC 12.37 OOC 3.37 OOC 3.22
13 OOC 13.33 OOC 3.62 OOC 3.17
14 OOC 18.7 OOC 3.5 OOC 4.86
15 OOC 46.27 OOC 2.93 OOC 11.55
16 OOC 33.84 OOC 3.51 OOC 2.87
17 OOC 19.19 OOC 3.93 OOC 3.44
18 OOC 26.81 OOC 7.32 OOC 4.13
19 OOC 26.53 OOC 9.1 OOC 4.28
20 OOC 26.82 OOC 8.99 OOC 4.38
21 OOC 26.6 OOC 9.1 OOC 4.39
22 OOC 26.66 OOC 7.56 OOC 4.51
23 OOC 26.17 OOC 8.28 OOC 4.53

Average OOC OOC OOC
Total 360.71 88.89 73.3
30-Day Rlng 0.096 0.03
365-Day Rlng 53991

5/24/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 OOC 26.4 OOC 9.98 OOC 4.51



1 OOC 26.57 OOC 9.63 OOC 4.52
2 OOC 26.05 OOC 7.17 OOC 4.45
3 OOC 26.04 OOC 8.41 OOC 4.38
4 OOC 25.44 OOC 7.87 OOC 4.3
5 OOC 22.67 OOC 4.6 OOC 4.88
6 OOC 25.81 OOC 4.6 OOC 4.02
7 Cal 26.86 Cal 4.57 Cal 4
8 0.091 21.26 0.017 4.03 0.015 3.53
9 0.085 18.09 0.018 3.88 0.016 3.39

10 0.078 16.58 0.018 3.82 0.016 3.34
11 0.074 15.85 0.018 3.81 0.016 3.33
12 0.073 16.35 0.017 3.74 0.015 3.27
13 0.074 16.61 0.017 3.77 0.015 3.3
14 0.072 15.74 0.017 3.77 0.015 3.3
15 0.07 15.05 0.018 3.77 0.015 3.3
16 0.068 15.13 0.017 3.79 0.015 3.31
17 0.076 18.61 0.016 3.81 0.014 3.33
18 0.074 15.8 0.018 3.81 0.016 3.33
19 0.082 20.68 0.018 4.44 0.014 3.45
20 0.092 26.35 0.021 5.99 0.012 3.57
21 0.094 26.22 0.019 5.19 0.012 3.47
22 0.092 26.51 0.028 7.96 0.012 3.55
23 0.092 26.53 0.025 7.28 0.012 3.54

Average 0.08 0.019 0.014
Total 517.2 129.69 89.4
30-Day Rlng 0.094 0.029
365-Day Rlng 53976

5/25/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.35 0.027 7.87 0.012 3.53
1 0.092 26.32 0.034 9.77 0.012 3.56
2 0.092 26.32 0.03 8.54 0.012 3.57
3 0.091 26.21 0.029 8.37 0.012 3.58
4 0.092 26.45 0.031 9.02 0.012 3.57
5 0.092 26.32 0.029 8.38 0.012 3.57
6 0.093 26.41 0.028 7.95 0.012 3.53
7 0.089 27.35 0.041 12.33 0.013 3.86
8 0.09 26.17 0.027 7.9 0.012 3.63
9 0.091 26.12 0.028 8.09 0.013 3.6

10 0.091 26.2 0.023 6.76 0.013 3.65
11 0.094 26.39 0.031 8.7 0.013 3.61
12 0.095 26.12 0.033 9.09 0.013 3.5
13 0.096 26.88 0.034 9.43 0.013 3.55
14 0.092 26.02 0.029 8.21 0.013 3.57
15 0.092 26.38 0.03 8.7 0.012 3.57
16 0.091 26.62 0.031 9.04 0.013 3.66
17 0.09 26.12 0.034 9.9 0.013 3.66



18 0.091 26.14 0.029 8.32 0.013 3.61
19 0.092 26.73 0.03 8.73 0.013 3.66
20 0.09 26.15 0.027 7.98 0.013 3.66
21 0.093 26.19 0.02 5.67 0.013 3.58
22 0.092 26.66 0.022 6.47 0.013 3.64
23 0.09 25.68 0.021 6.04 0.013 3.62

Average 0.092 0.029 0.013
Total 632.3 201.26 86.5
30-Day Rlng 0.094 0.029
365-Day Rlng 54024

5/26/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.81 0.025 7.15 0.013 3.62
1 0.092 26.49 0.025 7.24 0.013 3.62
2 0.093 26.37 0.029 8.19 0.013 3.58
3 0.093 26.2 0.028 7.92 0.013 3.58
4 0.092 26.51 0.027 7.72 0.013 3.62
5 0.094 26.95 0.028 8.04 0.013 3.61
6 0.093 25.68 0.028 7.86 0.013 3.53
7 0.097 30.38 0.037 11.44 0.013 3.89
8 0.09 26.21 0.029 8.43 0.013 3.65
9 0.092 26.2 0.03 8.34 0.013 3.59

10 0.093 26.47 0.03 8.58 0.013 3.59
11 0.089 8.36 0.028 2.6 0.013 1.2
12 Down Down Down Down Down Down
13 Inval 2.98 Inval 2.07 Inval 4.89
14 0.255 18.15 0.039 2.74 0.091 6.5
15 0.106 20.02 0.015 2.98 0.013 2.62
16 0.092 25.51 0.014 3.95 0.012 3.45
17 0.093 27.33 0.026 7.71 0.012 3.59
18 0.089 25.95 0.029 8.61 0.012 3.56
19 0.092 26.71 0.022 6.21 0.012 3.55
20 0.089 25.67 0.022 6.47 0.012 3.53
21 0.093 26.63 0.026 7.39 0.012 3.5
22 0.091 26.28 0.029 8.54 0.012 3.56
23 0.092 26.89 0.03 8.73 0.012 3.57

Average 0.1 0.027 0.016
Total 554.75 158.91 83.4
30-Day Rlng 0.094 0.029
365-Day Rlng 54041

5/27/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.58 0.03 8.68 0.012 3.56
1 0.089 25.82 0.022 6.33 0.012 3.57
2 0.092 19.74 0.022 4.74 0.015 3.24
3 0.096 27.61 0.015 4.25 0.012 3.51
4 0.091 26.23 0.021 5.98 0.012 3.55



5 0.092 26.47 0.023 6.67 0.012 3.53
6 0.088 26.26 0.022 6.5 0.012 3.69
7 0.095 30.03 0.034 10.69 0.012 3.79
8 0.093 26.46 0.029 8.39 0.012 3.56
9 0.089 25.65 0.019 5.34 0.013 3.62

10 0.094 27 0.027 7.67 0.012 3.55
11 0.091 26.22 0.029 8.32 0.013 3.63
12 0.092 26.39 0.029 8.24 0.013 3.63
13 0.09 26.28 0.023 6.73 0.013 3.68
14 0.091 26.38 0.018 5.14 0.013 3.64
15 0.092 26.03 0.028 7.92 0.012 3.53
16 0.092 26.27 0.031 8.72 0.013 3.57
17 0.091 25.98 0.026 7.46 0.013 3.59
18 0.092 26.3 0.022 6.18 0.012 3.56
19 0.092 27.04 0.025 7.19 0.012 3.59
20 0.089 25.8 0.034 10.05 0.012 3.56
21 0.093 26.45 0.03 8.57 0.012 3.49
22 0.092 26.16 0.034 9.74 0.012 3.51
23 0.093 26.6 0.023 6.6 0.012 3.55

Average 0.092 0.026 0.012
Total 629.75 176.1 85.7
30-Day Rlng 0.094 0.029
365-Day Rlng 54080

5/28/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.5 0.028 7.95 0.012 3.5
1 0.092 26.54 0.03 8.57 0.012 3.56
2 0.091 26.06 0.031 8.85 0.012 3.53
3 0.093 25.92 0.029 8.05 0.012 3.46
4 0.094 26.58 0.03 8.37 0.012 3.51
5 0.093 26.41 0.029 8.21 0.012 3.53
6 0.092 25.66 0.022 6.04 0.012 3.49
7 0.096 30.02 0.025 7.85 0.012 3.86
8 0.092 26.72 0.028 7.95 0.012 3.61
9 0.092 25.87 0.027 7.6 0.012 3.51

10 0.096 26.82 0.038 10.63 0.013 3.52
11 0.092 25.88 0.033 9.26 0.013 3.52
12 0.094 26.86 0.027 7.72 0.012 3.52
13 0.091 26.31 0.033 9.54 0.012 3.57
14 0.092 26.59 0.029 8.4 0.012 3.59
15 0.089 25.97 0.026 7.43 0.013 3.66
16 0.089 26.59 0.028 8.29 0.012 3.72
17 0.085 21.25 0.026 6.54 0.014 3.43
18 0.1 28.06 0.023 6.51 0.012 3.5
19 0.09 25.92 0.035 10 0.012 3.59
20 0.093 26.72 0.034 9.9 0.012 3.58
21 0.093 26.61 0.032 9.02 0.012 3.57



22 0.093 26.61 0.029 8.41 0.013 3.59
23 0.094 26.23 0.027 7.6 0.013 3.59

Average 0.093 0.029 0.012
Total 632.7 198.69 85.5
30-Day Rlng 0.094 0.029
365-Day Rlng 54095

5/29/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.52 0.03 8.42 0.012 3.51
1 0.093 25.99 0.03 8.34 0.013 3.5
2 0.094 26.76 0.031 8.72 0.012 3.52
3 0.092 25.99 0.032 9.04 0.012 3.48
4 0.092 26.04 0.03 8.37 0.012 3.52
5 0.093 26.94 0.033 9.37 0.012 3.54
6 0.092 25.97 0.026 7.46 0.012 3.51
7 0.092 28.06 0.031 9.3 0.012 3.81
8 0.09 25.92 0.03 8.74 0.012 3.56
9 0.092 26.06 0.032 9.05 0.013 3.59

10 0.092 26.64 0.03 8.79 0.012 3.61
11 0.092 26.2 0.028 8.08 0.013 3.6
12 0.093 26.73 0.028 8.18 0.012 3.57
13 0.09 25.98 0.025 7.05 0.013 3.61
14 0.091 25.86 0.024 6.87 0.013 3.59
15 0.094 26.11 0.027 7.54 0.013 3.49
16 0.094 26.21 0.019 5.21 0.013 3.51
17 0.093 26.7 0.016 4.59 0.012 3.55
18 0.092 26.04 0.014 4.05 0.012 3.49
19 0.092 26.07 0.023 6.51 0.012 3.53
20 0.093 26.42 0.027 7.67 0.012 3.5
21 0.093 25.91 0.033 9.05 0.013 3.49
22 0.094 26.83 0.03 8.56 0.012 3.53
23 0.092 26.53 0.024 6.98 0.012 3.53

Average 0.092 0.027 0.012
Total 632.48 185.94 85.1
30-Day Rlng 0.094 0.029
365-Day Rlng 54122

5/30/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 25.49 0.04 11.27 0.012 3.49
1 0.093 26.08 0.056 15.97 0.013 3.6
2 0.094 26.62 0.017 4.7 0.012 3.53
3 0.095 26.63 0.024 6.7 0.012 3.49
4 0.093 26.26 0.022 6.1 0.012 3.51
5 0.093 26.38 0.023 6.36 0.012 3.53
6 0.087 25.81 0.023 6.69 0.012 3.68
7 0.089 26.88 0.022 6.49 0.012 3.79
8 0.089 26.32 0.018 5.2 0.012 3.71



9 0.094 26.44 0.017 4.65 0.012 3.48
10 0.095 26.15 0.016 4.29 0.012 3.45
11 0.097 26.67 0.019 5.09 0.012 3.44
12 0.094 26.11 0.019 5.19 0.012 3.41
13 0.094 26.05 0.016 4.48 0.012 3.46
14 0.094 26.34 0.025 6.89 0.012 3.47
15 0.094 26.29 0.03 8.45 0.012 3.46
16 0.092 26.23 0.038 10.82 0.012 3.51
17 0.093 26.36 0.018 5.07 0.012 3.51
18 0.092 26.31 0.022 6.22 0.012 3.5
19 0.092 26.04 0.029 8.3 0.012 3.52
20 0.094 26.56 0.042 11.78 0.012 3.5
21 0.095 25.01 0.025 6.67 0.013 3.43
22 0.259 9.35 0.037 1.33 0.052 1.88
23 Down Down Down Down Down Down

Average 0.1 0.026 0.014
Total 586.38 158.71 79.4
30-Day Rlng 0.095 0.029
365-Day Rlng 54163

5/31/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down



30-Day Rlng 0.095 0.029
365-Day Rlng 54163

6/1/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Inval OOC OOC OOC Inval OOC
9 Inval OOC OOC OOC Inval OOC

10 Inval OOC OOC OOC Inval OOC
11 Inval OOC OOC OOC Inval OOC
12 0.199 OOC OOC OOC 0.12 OOC
13 0.229 OOC OOC OOC 0.061 OOC
14 0.227 OOC OOC OOC OOR OOC
15 0.221 OOC OOC OOC OOR OOC
16 0.086 OOC OOC OOC 0.013 OOC
17 0.093 OOC OOC OOC 0.013 OOC
18 0.095 OOC OOC OOC 0.013 OOC
19 0.096 OOC OOC OOC 0.013 OOC
20 0.097 OOC OOC OOC 0.013 OOC
21 0.099 OOC OOC OOC 0.014 OOC
22 0.098 OOC OOC OOC 0.014 OOC
23 0.099 OOC OOC OOC 0.014 OOC

Average 0.137 OOC 0.029
Total OOC OOC OOC
30-Day Rlng 0.096 0.029
365-Day Rlng 54163

6/2/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.1 OOC OOC OOC 0.014 OOC
1 0.101 OOC OOC OOC 0.014 OOC
2 0.097 OOC OOC OOC 0.013 OOC
3 0.094 OOC OOC OOC 0.013 OOC
4 0.096 OOC OOC OOC 0.013 OOC
5 0.094 OOC OOC OOC 0.013 OOC
6 0.094 OOC OOC OOC 0.013 OOC
7 0.084 29.5 Cal Cal 0.012 4.36
8 0.086 OOC OOC OOC 0.013 OOC
9 0.089 26.71 0.015 4.49 0.013 3.79

10 0.091 26.49 0.02 5.77 0.012 3.63
11 0.091 26.37 0.018 5.15 0.012 3.62
12 0.093 26.44 0.015 4.2 0.012 3.45



13 0.093 26.05 0.017 4.76 0.012 3.34
14 0.094 26.83 0.022 6.27 0.012 3.35
15 0.089 25.46 0.037 10.54 0.012 3.38
16 0.094 26.76 0.025 7.09 0.012 3.5
17 0.088 26.9 0.024 7.39 0.012 3.65
18 0.086 25.71 0.024 7.3 0.012 3.62
19 0.087 26.15 0.025 7.4 0.012 3.64
20 0.088 26.56 0.027 8.23 0.012 3.62
21 0.087 25.55 0.028 8.19 0.012 3.6
22 0.088 26.32 0.02 5.92 0.012 3.61
23 0.089 26.73 0.02 5.89 0.012 3.63

Average 0.091 0.022 0.012
Total 424.53 98.59 57.8
30-Day Rlng 0.095 0.028
365-Day Rlng 54262

6/3/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.19 0.018 5.25 0.012 3.56
1 0.087 26.19 0.017 5.02 0.012 3.66
2 0.087 26.59 0.027 8.2 0.012 3.65
3 0.086 25.96 0.029 8.91 0.012 3.64
4 0.089 25.52 0.024 6.79 0.013 3.61
5 0.092 26.81 0.029 8.36 0.012 3.61
6 0.088 26.1 0.03 8.84 0.012 3.62
7 0.084 28.01 0.028 9.33 0.012 4.08
8 0.082 26.47 0.027 8.52 0.012 3.95
9 0.084 25.73 0.028 8.45 0.012 3.73

10 0.086 26.13 0.029 9.02 0.012 3.74
11 0.088 26.03 0.029 8.63 0.012 3.6
12 0.091 26.95 0.029 8.55 0.012 3.52
13 0.09 26.55 0.024 7.07 0.012 3.47
14 0.089 26.74 0.034 10.35 0.012 3.5
15 0.085 25.47 0.028 8.47 0.012 3.58
16 0.089 26.42 0.022 6.43 0.012 3.65
17 0.088 26.19 0.023 6.99 0.012 3.61
18 0.088 26.83 0.024 7.49 0.012 3.63
19 0.085 25.71 0.03 9.11 0.012 3.58
20 0.088 26.79 0.031 9.58 0.012 3.64
21 0.086 25.94 0.024 7.29 0.012 3.56
22 0.088 26.51 0.03 8.98 0.012 3.64
23 0.088 26.67 0.021 6.27 0.012 3.7

Average 0.087 0.026 0.012
Total 632.5 191.9 87.5
30-Day Rlng 0.095 0.028
365-Day Rlng 54427

6/4/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs



0 0.085 25.44 0.021 6.21 0.012 3.7
1 0.089 26.29 0.025 7.42 0.012 3.6
2 0.089 26.57 0.027 8.06 0.012 3.55
3 0.089 25.39 0.026 7.21 0.013 3.58
4 0.09 27.11 0.026 8.03 0.012 3.64
5 0.09 26.59 0.026 7.83 0.012 3.58
6 0.087 25.89 0.024 7.19 0.012 3.58
7 0.09 29.14 0.03 9.57 0.012 3.86
8 0.088 25.87 0.027 7.98 0.012 3.52
9 0.091 26.04 0.03 8.44 0.012 3.45

10 0.093 27.27 0.03 8.9 0.012 3.51
11 0.09 26.37 0.028 8.15 0.012 3.5
12 0.09 26.66 0.033 9.7 0.012 3.47
13 0.088 26.66 0.022 6.56 0.012 3.56
14 0.087 26 0.029 8.7 0.012 3.56
15 0.088 25.32 0.027 7.85 0.012 3.52
16 0.093 27.27 0.023 6.83 0.012 3.56
17 0.089 26.51 0.024 7.01 0.012 3.58
18 0.087 25.22 0.028 8.14 0.012 3.51
19 0.087 25.61 0.026 7.73 0.012 3.57
20 0.091 27.03 0.032 9.58 0.012 3.59
21 0.089 26.12 0.025 7.32 0.012 3.52
22 0.089 26.31 0.025 7.27 0.012 3.53
23 0.09 26.5 0.026 7.78 0.012 3.54

Average 0.089 0.027 0.012
Total 633.18 189.46 85.6
30-Day Rlng 0.095 0.028
365-Day Rlng 54444

6/5/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.19 0.023 6.64 0.012 3.52
1 0.088 26 0.028 8.49 0.012 3.56
2 0.089 26.6 0.026 7.71 0.012 3.57
3 0.092 27.05 0.027 7.84 0.012 3.51
4 0.091 26.25 0.025 7.18 0.012 3.41
5 0.092 26.37 0.025 7.19 0.012 3.43
6 0.091 26.31 0.027 7.89 0.012 3.41
7 0.095 29.85 0.029 9.18 0.012 3.65
8 0.091 26.88 0.026 7.81 0.012 3.52
9 0.09 26.6 0.026 7.7 0.012 3.51

10 0.089 26.15 0.024 7.03 0.012 3.51
11 0.089 26.46 0.033 9.72 0.012 3.53
12 0.089 25.98 0.031 8.97 0.012 3.47
13 0.091 27.38 0.025 7.37 0.012 3.53
14 0.086 25.85 0.031 9.37 0.012 3.55
15 0.089 26.72 0.028 8.45 0.012 3.53
16 0.086 26.49 0.03 9.15 0.012 3.58



17 0.086 26.18 0.026 7.93 0.012 3.58
18 0.087 26.24 0.029 8.72 0.012 3.53
19 0.086 26.2 0.032 9.62 0.012 3.57
20 0.087 26.3 0.033 9.97 0.012 3.55
21 0.089 26.45 0.022 6.7 0.012 3.48
22 0.084 25.49 0.028 8.37 0.012 3.53
23 0.09 26.95 0.029 8.7 0.012 3.48

Average 0.089 0.028 0.012
Total 636.94 197.7 84.5
30-Day Rlng 0.095 0.028
365-Day Rlng 54470

6/6/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 25.82 0.03 8.84 0.012 3.44
1 0.088 26.41 0.029 8.83 0.012 3.53
2 0.088 26.25 0.041 12.32 0.012 3.52
3 0.09 26.49 0.017 4.91 0.012 3.45
4 0.087 26.1 0.036 10.8 0.012 3.49
5 0.088 26.53 0.021 6.28 0.012 3.55
6 0.088 26.22 0.031 9.14 0.012 3.49
7 0.087 27.49 0.028 8.8 0.012 3.71
8 0.087 25.88 0.034 9.94 0.012 3.49
9 0.093 26.53 0.027 7.67 0.012 3.51

10 0.091 25.97 0.031 8.87 0.012 3.54
11 0.093 27.31 0.03 8.84 0.012 3.52
12 0.089 25.69 0.031 8.91 0.012 3.48
13 0.09 26.55 0.025 7.42 0.012 3.56
14 0.088 26.08 0.026 7.55 0.012 3.56
15 0.091 26.76 0.031 9.16 0.012 3.52
16 0.089 26.5 0.03 8.98 0.012 3.57
17 0.09 26.2 0.026 7.75 0.012 3.56
18 0.09 25.66 0.024 6.94 0.012 3.5
19 0.093 26.6 0.021 6.1 0.012 3.51
20 0.093 26.47 0.018 5.23 0.012 3.5
21 0.094 26.36 0.019 5.32 0.012 3.46
22 0.091 25.98 0.026 7.27 0.012 3.5
23 0.094 26.52 0.021 6.09 0.012 3.49

Average 0.09 0.027 0.012
Total 632.37 191.96 84.5
30-Day Rlng 0.095 0.028
365-Day Rlng 54547

6/7/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.07 0.024 6.64 0.012 3.48
1 0.092 26.09 0.027 7.77 0.012 3.55
2 0.096 27.14 0.03 8.53 0.012 3.51
3 0.092 25.54 0.026 7.14 0.012 3.42



4 0.093 26.52 0.021 6.15 0.012 3.52
5 0.093 26.37 0.021 6.06 0.012 3.52
6 0.093 26.47 0.024 6.73 0.012 3.48
7 OOC OOC OOC OOC OOC OOC
8 OOC OOC OOC OOC OOC OOC
9 0.088 26.1 0.022 6.56 0.012 3.69

10 0.091 25.86 0.029 8.2 0.012 3.55
11 0.095 27.11 0.029 8.2 0.012 3.5
12 0.092 25.15 0.025 6.91 0.012 3.4
13 0.093 26.13 0.037 10.42 0.012 3.49
14 0.096 27.29 0.023 6.44 0.012 3.49
15 0.091 25.64 0.023 6.46 0.012 3.44
16 0.091 26.75 0.029 8.41 0.012 3.57
17 0.089 26.01 0.035 10.18 0.012 3.58
18 0.09 25.98 0.029 8.2 0.012 3.55
19 0.091 26.53 0.03 8.66 0.012 3.59
20 0.09 26.31 0.029 8.65 0.012 3.63
21 0.088 26.34 0.022 6.42 0.012 3.67
22 0.087 25.92 0.025 7.4 0.012 3.64
23 0.09 27.02 0.026 7.97 0.012 3.66

Average 0.092 0.027 0.012
Total 578.34 168.1 77.9
30-Day Rlng 0.095 0.028
365-Day Rlng 54497

6/8/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.087 26.74 0.027 8.5 0.012 3.78
1 0.082 25.58 0.029 9.11 0.012 3.81
2 0.088 25.94 0.028 8.26 0.012 3.65
3 0.09 26.28 0.029 8.54 0.012 3.64
4 0.091 26.29 0.028 8.24 0.012 3.59
5 0.09 26.16 0.022 6.42 0.012 3.62
6 0.088 26.05 0.026 7.65 0.012 3.63
7 0.09 30.11 0.033 11.03 0.012 4.07
8 0.085 26.01 0.024 7.3 0.012 3.8
9 0.09 26.44 0.028 8.1 0.013 3.7

10 0.084 25.18 0.023 6.94 0.013 3.79
11 0.091 27.26 0.027 8.05 0.012 3.66
12 0.088 26.49 0.03 9.14 0.012 3.66
13 0.087 26.94 0.026 8.06 0.012 3.73
14 0.087 26.02 0.03 9.01 0.012 3.6
15 0.093 26.33 0.028 7.8 0.012 3.46
16 0.094 26.4 0.03 8.54 0.012 3.45
17 0.093 26.46 0.033 9.29 0.012 3.45
18 0.093 25.57 0.028 7.77 0.012 3.39
19 0.094 26.45 0.029 8.27 0.012 3.45
20 0.094 26.54 0.031 8.64 0.012 3.45



21 0.092 26.18 0.03 8.43 0.012 3.45
22 0.093 26.76 0.031 8.87 0.012 3.46
23 0.092 26.22 0.027 7.68 0.012 3.44

Average 0.09 0.028 0.012
Total 634.4 199.64 86.7
30-Day Rlng 0.095 0.028
365-Day Rlng 54537

6/9/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.39 0.022 6.05 0.012 3.42
1 0.093 26.53 0.03 8.62 0.012 3.44
2 0.092 26.18 0.029 8.34 0.012 3.45
3 0.092 25.99 0.037 10.38 0.012 3.42
4 0.094 26.57 0.03 8.56 0.012 3.45
5 0.093 26.36 0.031 8.63 0.012 3.47
6 0.092 25.85 0.032 8.92 0.012 3.47
7 0.093 30.09 0.033 10.68 OOC OOC
8 0.084 26.05 0.025 7.74 0.013 3.8
9 0.088 26.15 0.024 7.02 0.012 3.64

10 0.087 26.33 0.022 6.71 0.012 3.71
11 0.09 27.25 0.023 7.06 0.012 3.68
12 0.084 25.03 0.024 7.2 0.012 3.64
13 0.088 26.31 0.025 7.37 0.012 3.62
14 0.089 26.39 0.028 8.27 0.012 3.6
15 0.091 26.52 0.028 8.05 0.012 3.52
16 0.09 26.53 0.032 9.33 0.012 3.55
17 0.087 25.98 0.025 7.53 0.012 3.59
18 0.091 26.95 0.027 8.12 0.012 3.56
19 0.088 25.6 0.023 6.78 0.012 3.56
20 0.09 26.74 0.024 7.16 0.012 3.6
21 0.092 26.3 0.031 8.73 0.012 3.5
22 0.091 27.2 0.026 7.76 0.012 3.67
23 0.085 25.83 0.023 6.89 0.012 3.77

Average 0.09 0.027 0.012
Total 635.12 191.9 82.1
30-Day Rlng 0.095 0.028
365-Day Rlng 54530

6/10/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 26.76 0.025 7.63 0.012 3.74
1 0.086 25.59 0.027 8.08 0.013 3.75
2 0.089 25.86 0.019 5.66 0.013 3.69
3 0.09 26.68 0.02 5.83 0.013 3.73
4 0.088 26.65 0.03 8.98 0.012 3.77
5 0.085 25.55 0.028 8.56 0.013 3.8
6 0.089 26.18 0.02 5.7 0.013 3.7
7 0.091 34.71 0.024 8.72 0.012 4.56



8 0.088 OOC 0.028 OOC 0.012 OOC
9 0.086 OOC 0.027 OOC 0.012 OOC

10 0.087 OOC 0.025 OOC 0.012 OOC
11 0.087 OOC 0.021 OOC 0.012 OOC
12 0.088 28.99 0.027 8.82 0.012 4
13 0.086 26.31 0.027 8.15 0.012 3.77
14 0.087 26.53 0.039 11.95 0.012 3.73
15 0.088 25.85 0.027 8.05 0.012 3.68
16 0.088 26.4 0.026 7.81 0.012 3.75
17 0.087 26.41 0.022 6.71 0.012 3.74
18 0.089 26.66 0.02 5.91 0.012 3.71
19 0.086 26.33 0.024 7.38 0.012 3.76
20 0.086 26.27 0.028 8.41 0.012 3.77
21 0.086 25.71 0.028 8.35 0.012 3.7
22 0.088 25.31 0.023 6.62 0.013 3.76
23 0.091 27.85 0.022 6.78 0.012 3.79

Average 0.088 0.025 0.012
Total 536.6 154.1 75.9
30-Day Rlng 0.095 0.028
365-Day Rlng 54490

6/11/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.086 26.1 0.023 7.07 0.012 3.76
1 0.087 26.18 0.024 7.13 0.013 3.8
2 0.086 26.15 0.024 7.33 0.012 3.8
3 0.085 25.8 0.027 8.35 0.012 3.79
4 0.088 26.76 0.034 10.21 0.013 3.82
5 0.083 25.29 0.017 5.14 0.013 3.81
6 0.089 26.71 0.02 6.08 0.012 3.75
7 0.082 29.94 0.023 8.83 0.012 4.59
8 0.086 OOC 0.023 OOC 0.012 OOC
9 0.085 OOC 0.023 OOC 0.012 OOC

10 0.087 OOC 0.03 OOC 0.012 OOC
11 0.086 OOC 0.034 OOC 0.012 OOC
12 0.086 OOC 0.021 OOC 0.012 OOC
13 0.084 OOC 0.026 OOC 0.012 OOC
14 0.081 26.87 0.025 8.4 0.012 4.12
15 0.083 26.58 0.027 8.76 0.012 3.98
16 0.08 25.93 0.026 8.44 0.012 3.99
17 0.083 26.67 0.026 8.31 0.012 4.02
18 0.08 26.03 0.027 8.77 0.013 4.18
19 0.082 26.15 0.032 10.15 0.013 4.02
20 0.084 26.34 0.032 10.02 0.013 4.06
21 0.085 26.34 0.02 6.22 0.013 4.01
22 0.084 26.82 0.029 9.23 0.013 4.08
23 0.082 25.46 0.024 7.58 0.013 4.05

Average 0.084 0.026 0.012



Total 476.12 146.02 71.6
30-Day Rlng 0.094 0.028
365-Day Rlng 54466

6/12/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.084 26.35 0.025 7.77 0.013 3.99
1 0.083 26.19 0.028 8.77 0.013 4.08
2 0.085 26.5 0.03 9.38 0.013 4.06
3 0.082 25.68 0.026 8.02 0.013 4.06
4 0.083 26.49 0.03 9.63 0.013 4.13
5 0.083 26.21 0.02 6.25 0.013 4.1
6 0.084 26 0.022 6.92 0.013 4.05
7 0.083 28.06 0.042 14.23 0.013 4.35
8 0.081 26.1 0.026 8.37 0.013 4.1
9 0.083 25.83 0.029 9.04 0.013 4

10 0.083 26.14 0.029 9.22 0.013 4.02
11 0.084 26.51 0.019 6.15 0.013 3.99
12 0.099 26.15 0.017 4.51 0.015 4.06
13 0.086 26.39 0.015 4.53 0.013 3.97
14 0.085 26.52 0.017 5.22 0.013 3.97
15 0.085 26.38 0.026 8.15 0.013 3.96
16 0.083 26.23 0.028 8.86 0.013 4.01
17 0.082 25.97 0.034 10.91 0.013 4
18 0.086 26.91 0.027 8.47 0.013 3.94
19 0.079 25.17 0.038 12.09 0.013 4.03
20 0.086 27.38 0.024 7.59 0.013 4.08
21 0.082 26.29 0.02 6.36 0.013 4.05
22 0.081 25.82 0.035 11.04 0.013 4.08
23 0.083 26.84 0.018 5.74 0.013 4.08

Average 0.084 0.026 0.013
Total 632.11 197.22 97.2
30-Day Rlng 0.094 0.028
365-Day Rlng 54518

6/13/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.081 25.84 0.027 8.53 0.013 4.03
1 0.081 26.01 0.024 7.72 0.013 4.08
2 0.082 25.87 0.033 10.36 0.013 4.11
3 0.083 25.75 0.017 5.26 0.013 4.02
4 0.085 26.1 0.031 9.54 0.013 4.12
5 0.086 26.67 0.025 7.77 0.013 4.12
6 0.085 26.17 0.038 11.52 0.013 4.08
7 OOC 28.87 OOC 5.79 OOC 4.71
8 OOC 22.46 OOC 5.19 OOC 4.39
9 0.085 25.63 0.021 6.3 0.013 3.92

10 0.082 26.53 0.025 8.06 0.012 4.04
11 0.083 26.42 0.025 8.06 0.013 4.01



12 0.081 26.07 0.027 8.69 0.012 3.96
13 0.086 26.9 0.03 9.46 0.013 3.95
14 0.082 26.43 0.028 9.18 0.012 4.03
15 0.08 25.73 0.026 8.43 0.012 3.99
16 0.084 26.29 0.028 8.92 0.012 3.91
17 0.084 26.73 0.034 10.82 0.012 3.98
18 0.085 26.06 0.024 7.48 0.013 3.87
19 0.084 26.1 0.024 7.59 0.013 3.92
20 0.085 26.47 0.031 9.56 0.012 3.86
21 0.087 25.41 0.03 8.78 0.012 3.63
22 0.088 26.99 0.03 9.1 0.012 3.77
23 0.083 26.57 0.045 14.51 0.012 3.95

Average 0.084 0.028 0.013
Total 628.07 206.62 96.5
30-Day Rlng 0.094 0.028
365-Day Rlng 54544

6/14/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.083 26.72 0.021 6.67 0.012 4.04
1 0.083 26.24 0.025 7.91 0.013 3.99
2 0.083 26.21 0.027 8.51 0.013 3.98
3 0.084 25.8 0.024 7.56 0.013 3.88
4 0.085 26.26 0.023 7.26 0.013 3.91
5 0.085 26.4 0.021 6.55 0.013 3.95
6 0.086 26.48 0.026 7.92 0.013 3.91
7 0.074 24.87 0.028 9.42 0.013 4.21
8 0.083 25.45 0.036 10.92 0.013 4.03
9 0.069 20.2 0.021 6.27 0.014 4.01

10 0.076 23.51 0.022 6.73 0.013 4.05
11 0.077 24.59 0.015 4.8 0.013 4.02
12 0.084 26.8 0.026 8.41 0.013 4.05
13 0.08 25.54 0.02 6.49 0.013 4.06
14 0.084 26.36 0.029 9.05 0.013 3.97
15 0.087 26.26 0.024 7.26 0.013 3.78
16 0.087 26.58 0.034 10.46 0.013 3.86
17 0.088 26.29 0.023 6.8 0.012 3.71
18 0.085 25.7 0.024 7.14 0.012 3.74
19 0.087 27.24 0.029 9.12 0.012 3.86
20 0.082 26.07 0.028 8.8 0.012 3.92
21 0.081 26.56 0.032 10.57 0.012 4.02
22 0.08 26.05 0.026 8.6 0.012 4.07
23 0.079 25.65 0.019 6.15 0.013 4.06

Average 0.082 0.025 0.013
Total 617.83 189.37 95.1
30-Day Rlng 0.093 0.027
365-Day Rlng 54542

6/15/2016



Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.083 27.31 0.031 10.32 0.012 4.05
1 0.08 26.1 0.023 7.37 0.012 4.07
2 0.081 26.42 0.028 9.07 0.013 4.08
3 0.078 25.7 0.021 6.92 0.012 4.07
4 0.08 26.43 0.023 7.53 0.012 4.09
5 0.08 26.42 0.025 8.37 0.012 4.09
6 0.082 26.66 0.026 8.56 0.012 4.04
7 0.088 30.85 0.041 14.36 0.012 4.32
8 0.08 26.5 0.027 8.89 0.012 4.1
9 0.082 26.29 0.027 8.63 0.013 4.02

10 0.085 26.12 0.027 8.32 0.012 3.84
11 0.086 26.13 0.031 9.38 0.012 3.72
12 0.09 26.7 0.035 10.51 0.012 3.65
13 0.088 26.44 0.023 6.98 0.012 3.66
14 0.088 26.1 0.023 6.93 0.012 3.64
15 0.087 25.82 0.037 11.08 0.012 3.62
16 0.087 26.32 0.022 6.56 0.012 3.68
17 0.089 26.47 0.028 8.39 0.012 3.69
18 0.086 25.68 0.021 6.13 0.012 3.67
19 0.088 26.38 0.031 9.39 0.012 3.72
20 0.089 26.88 0.03 9.09 0.012 3.73
21 0.087 25.79 0.024 7.22 0.012 3.72
22 0.087 26.34 0.036 10.87 0.012 3.75
23 0.087 26.41 0.021 6.38 0.012 3.74

Average 0.085 0.028 0.012
Total 636.26 207.25 92.8
30-Day Rlng 0.092 0.027
365-Day Rlng 54609

6/16/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.55 0.027 8.12 0.012 3.71
1 0.088 26.21 0.03 8.88 0.012 3.73
2 0.089 26.13 0.036 10.65 0.013 3.68
3 0.09 26.44 0.023 6.77 0.012 3.64
4 0.09 26.18 0.02 5.7 0.013 3.66
5 0.09 26.2 0.022 6.38 0.013 3.67
6 0.091 26.47 0.023 6.72 0.012 3.62
7 0.089 27.76 0.03 9.34 0.012 3.89
8 0.089 26.69 0.029 8.88 0.012 3.69
9 0.087 25.9 0.035 10.28 0.012 3.67

10 0.088 26.29 0.024 7.32 0.012 3.73
11 0.089 26.23 0.026 7.77 0.013 3.7
12 0.091 26.88 0.03 8.71 0.012 3.68
13 0.085 25.19 0.034 10.25 0.013 3.74
14 0.091 26.71 0.028 8.14 0.013 3.7
15 0.09 26.52 0.028 8.2 0.012 3.63



16 0.089 26.05 0.028 8.31 0.012 3.65
17 0.089 26.01 0.021 5.93 0.012 3.63
18 0.091 26.57 0.019 5.46 0.012 3.63
19 0.089 26.23 0.034 10.1 0.012 3.66
20 0.087 26.38 0.038 11.62 0.012 3.76
21 0.086 26.26 0.018 5.55 0.012 3.8
22 0.088 27.17 0.026 8.04 0.012 3.84
23 0.085 26.14 0.028 8.59 0.013 3.88

Average 0.089 0.027 0.012
Total 633.16 195.71 89
30-Day Rlng 0.092 0.027
365-Day Rlng 54632

6/17/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 26.04 0.028 8.51 0.012 3.84
1 0.082 26.29 0.028 8.99 0.012 3.99
2 0.086 26.45 0.028 8.75 0.013 3.88
3 0.086 26.34 0.028 8.64 0.012 3.8
4 0.084 26.59 0.021 6.77 0.012 3.97
5 0.086 26.33 0.014 4.37 0.012 3.83
6 0.086 26.32 0.014 4.41 0.013 3.86
7 0.077 26.71 0.066 22.48 0.012 4.3
8 0.086 24.95 0.074 22.04 0.014 4.18
9 0.103 24.77 0.019 4.48 0.016 3.92

10 0.093 22.72 0.018 4.36 0.016 3.81
11 0.09 24.67 0.016 4.41 0.014 3.81
12 0.087 25.13 0.034 9.89 0.013 3.87
13 0.086 24.59 0.026 7.36 0.014 3.9
14 0.089 24.85 0.027 7.69 0.013 3.77
15 0.093 26.31 0.02 5.52 0.013 3.77
16 0.093 27.02 0.019 5.41 0.013 3.75
17 0.089 26.53 0.014 4.29 0.013 3.73
18 0.087 26.74 0.015 4.51 0.012 3.82
19 0.088 26.31 0.025 7.54 0.012 3.75
20 0.084 26.43 0.02 6.25 0.012 3.88
21 0.087 26.36 0.016 4.73 0.013 3.8
22 0.087 26.25 0.025 7.45 0.012 3.76
23 0.089 26.56 0.02 5.96 0.012 3.7

Average 0.088 0.026 0.013
Total 621.26 184.81 92.7
30-Day Rlng 0.092 0.027
365-Day Rlng 54590

6/18/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 25.95 0.018 5.19 0.013 3.63
1 0.09 25.96 0.018 5.31 0.013 3.64
2 0.09 26.46 0.028 8.29 0.012 3.66



3 0.088 26.3 0.034 10.12 0.012 3.74
4 0.083 26.12 0.027 8.66 0.012 3.88
5 0.087 26.72 0.022 6.85 0.012 3.83
6 0.088 25.64 0.028 8.29 0.012 3.64
7 0.088 29.06 0.03 9.96 0.012 4.09
8 0.084 26.01 0.026 8 0.012 3.84
9 0.087 26.29 0.024 7.19 0.012 3.74

10 0.089 26.42 0.025 7.31 0.012 3.69
11 0.089 26.25 0.027 7.81 0.012 3.64
12 0.09 26.37 0.025 7.14 0.012 3.61
13 0.088 26.25 0.029 8.51 0.012 3.7
14 0.088 26.6 0.021 6.49 0.012 3.73
15 0.089 25.79 0.024 6.76 0.013 3.63
16 0.09 26.07 0.026 7.66 0.013 3.68
17 0.091 26.65 0.027 7.86 0.013 3.68
18 0.092 26.42 0.021 5.95 0.013 3.63
19 0.09 25.76 0.023 6.66 0.013 3.65
20 0.091 26.37 0.029 8.23 0.013 3.66
21 0.091 26.44 0.023 6.76 0.013 3.66
22 0.091 26.32 0.02 5.71 0.013 3.68
23 0.092 27.04 0.02 5.9 0.012 3.67

Average 0.089 0.025 0.012
Total 633.26 176.61 89
30-Day Rlng 0.092 0.027
365-Day Rlng 54564

6/19/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 25.78 0.02 5.92 0.013 3.65
1 0.088 26.27 0.025 7.36 0.012 3.68
2 0.089 26.3 0.023 6.68 0.012 3.66
3 0.09 26.76 0.022 6.65 0.012 3.66
4 0.087 26.01 0.025 7.46 0.012 3.69
5 0.089 26.7 0.023 6.87 0.012 3.69
6 0.089 26.43 0.02 6.08 0.012 3.68
7 0.088 29.07 0.025 8.57 0.012 4.16
8 0.09 OOC 0.029 OOC 0.012 OOC
9 0.094 26.37 0.026 7.15 0.012 3.43

10 0.095 26.22 0.023 6.24 0.012 3.37
11 0.097 26.6 0.019 5.15 0.012 3.35
12 0.096 25.88 0.027 7.21 0.012 3.32
13 0.097 26.38 0.021 5.65 0.012 3.35
14 0.098 26.67 0.025 6.84 0.012 3.38
15 0.096 26.25 0.028 7.72 0.012 3.36
16 0.095 26.55 0.033 9.07 0.012 3.43
17 0.095 26.44 0.029 8.02 0.012 3.41
18 0.094 25.68 0.023 6.37 0.012 3.37
19 0.095 26.6 0.031 8.68 0.012 3.43



20 0.095 26.56 0.032 9 0.012 3.43
21 0.094 25.8 0.026 6.98 0.012 3.36
22 0.096 26.78 0.024 6.84 0.012 3.42
23 0.095 26.51 0.024 6.57 0.012 3.43

Average 0.093 0.025 0.012
Total 608.61 163.08 80.7
30-Day Rlng 0.092 0.027
365-Day Rlng 54570

6/20/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 25.85 0.023 6.44 0.012 3.41
1 0.093 25.83 0.02 5.66 0.012 3.42
2 0.096 26.74 0.023 6.36 0.012 3.38
3 0.095 26.33 0.024 6.58 0.012 3.4
4 0.095 26.63 0.027 7.53 0.012 3.42
5 0.094 26.29 0.023 6.38 0.012 3.41
6 0.095 26.49 0.021 5.76 0.012 3.41
7 0.095 29.41 0.029 8.79 0.012 3.72
8 0.096 26.59 0.027 7.32 0.012 3.43
9 0.095 25.64 0.029 7.79 0.012 3.34

10 0.098 26.49 0.021 5.58 0.012 3.35
11 0.098 26.52 0.019 5.25 0.012 3.33
12 0.095 25.76 0.029 7.74 0.012 3.33
13 0.096 26.32 0.022 5.9 0.012 3.33
14 0.099 26.4 0.022 5.91 0.012 3.26
15 0.099 26.76 0.035 9.43 0.012 3.27
16 0.095 26.02 0.023 6.24 0.012 3.33
17 0.097 26.33 0.027 7.38 0.012 3.33
18 0.098 26.2 0.027 7.17 0.012 3.27
19 0.097 25.97 0.03 7.95 0.012 3.3
20 0.096 26.64 0.045 12.72 0.012 3.4
21 0.095 26.05 0.032 8.79 0.012 3.38
22 0.092 26.5 0.024 6.98 0.012 3.51
23 0.093 26.32 0.027 7.67 0.012 3.49

Average 0.096 0.026 0.012
Total 634.08 173.32 81.2
30-Day Rlng 0.092 0.027
365-Day Rlng 54556

6/21/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 26.66 0.036 9.87 0.012 3.41
1 0.095 25.81 0.035 9.55 0.012 3.33
2 0.097 26.39 0.038 10.2 0.012 3.37
3 0.095 26.48 0.02 5.42 0.012 3.4
4 0.094 26.01 0.025 6.8 0.012 3.41
5 0.096 26.8 0.027 7.39 0.012 3.43
6 0.095 26.31 0.029 8.01 0.012 3.42



7 0.098 36.45 OOC OOC 0.012 4.37
8 0.095 34.45 Cal Cal 0.012 4.43
9 0.067 OOC 0.023 OOC 0.013 OOC

10 0.075 25.85 0.023 7.97 0.012 4.28
11 0.084 OOC 0.025 OOC 0.012 OOC
12 0.091 27.53 0.028 8.48 0.012 3.72
13 0.091 26.46 0.033 9.68 0.012 3.57
14 0.092 25.99 0.035 10.01 0.012 3.54
15 0.09 24.84 0.042 11.53 0.013 3.48
16 0.095 26.75 0.032 8.89 0.013 3.56
17 0.096 26.67 0.017 4.72 0.013 3.54
18 0.095 26.81 0.02 5.65 0.012 3.51
19 0.092 25.76 0.02 5.5 0.013 3.53
20 0.093 26.29 0.021 5.85 0.012 3.51
21 0.095 26.46 0.018 4.98 0.012 3.47
22 0.092 26.15 0.02 5.61 0.012 3.53
23 0.091 26.31 0.023 6.6 0.012 3.54

Average 0.092 0.027 0.012
Total 597.23 152.71 79.4
30-Day Rlng 0.091 0.026
365-Day Rlng 54511

6/22/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.6 0.024 6.74 0.012 3.5
1 0.091 26.11 0.025 7.08 0.012 3.55
2 0.094 26.74 0.024 6.74 0.012 3.52
3 0.094 25.99 0.024 6.61 0.012 3.46
4 0.094 26.71 0.023 6.51 0.012 3.51
5 0.091 25.93 0.022 6.18 0.012 3.51
6 0.092 25.87 0.022 6.2 0.012 3.47
7 0.089 28.1 0.024 7.43 0.013 3.96
8 0.086 26.01 0.033 9.83 0.012 3.7
9 0.088 26.32 0.025 7.45 0.012 3.7

10 0.089 26.13 0.024 7.13 0.012 3.65
11 0.088 26.49 0.03 8.92 0.012 3.68
12 0.09 26.47 0.023 6.82 0.012 3.62
13 0.084 24.98 0.052 15.54 0.013 3.79
14 0.095 26.23 0.035 9.68 0.013 3.6
15 0.092 26.14 0.035 10.11 0.013 3.71
16 0.091 25.02 0.033 9.15 0.014 3.73
17 0.092 26.71 0.03 8.58 0.013 3.67
18 0.089 26.9 0.02 6.17 0.012 3.75
19 0.086 25.76 0.031 9.16 0.012 3.72
20 0.103 24.91 0.023 5.57 0.015 3.68
21 0.088 26.96 0.036 11.15 0.012 3.8
22 0.086 26.45 0.03 9.1 0.012 3.77
23 0.086 26.2 0.028 8.41 0.012 3.72



Average 0.09 0.028 0.012
Total 629.73 196.26 87.8
30-Day Rlng 0.091 0.026
365-Day Rlng 54513

6/23/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 26.28 0.024 7.04 0.012 3.7
1 0.088 26.46 0.031 9.2 0.012 3.7
2 0.088 25.94 0.033 9.74 0.012 3.65
3 0.089 26.98 0.021 6.36 0.012 3.74
4 0.085 25.94 0.023 7.05 0.012 3.82
5 0.089 26.23 0.024 7.04 0.012 3.67
6 0.093 26.71 0.023 6.55 0.012 3.57
7 0.084 26.99 0.021 6.82 0.013 4.05
8 0.078 25.49 0.05 16.41 0.012 4.06
9 0.088 26.02 0.017 4.96 0.012 3.68

10 0.088 26.61 0.035 10.54 0.012 3.74
11 0.089 26.2 0.026 7.7 0.012 3.66
12 0.09 26.15 0.039 11.38 0.012 3.64
13 0.09 26.41 0.018 5.36 0.012 3.63
14 0.089 26.76 0.024 7.38 0.012 3.7
15 0.088 26.02 0.027 7.9 0.012 3.67
16 0.089 26.76 0.033 9.88 0.012 3.72
17 0.087 26.62 0.029 8.87 0.012 3.77
18 0.088 25.54 0.026 7.63 0.013 3.65
19 0.091 26.07 0.022 6.32 0.013 3.64
20 0.092 27.01 0.033 9.7 0.012 3.67
21 0.089 25.7 0.027 7.84 0.012 3.59
22 0.093 26.79 0.033 9.48 0.012 3.56
23 0.087 26.68 0.026 8.06 0.012 3.72

Average 0.088 0.028 0.012
Total 632.36 199.21 89
30-Day Rlng 0.09 0.027
365-Day Rlng 54550

6/24/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 25.42 0.028 7.88 0.012 3.5
1 0.088 26.51 0.027 8.22 0.012 3.66
2 0.091 26.85 0.026 7.63 0.012 3.59
3 0.083 24.77 0.039 11.87 0.012 3.64
4 0.094 26.3 0.021 5.98 0.013 3.75
5 0.09 27.1 0.017 5.04 0.013 3.83
6 0.084 25.29 0.021 6.2 0.013 3.78
7 0.082 27.99 0.025 8.56 0.012 4.14
8 0.082 26.43 0.03 9.5 0.013 4.04
9 0.085 26.01 0.026 7.97 0.012 3.83

10 0.087 27.21 0.03 9.51 0.012 3.9



11 0.084 25.67 0.024 7.5 0.012 3.82
12 0.087 25.41 0.027 7.91 0.012 3.62
13 0.09 26.82 0.027 8.15 0.013 3.74
14 0.09 26.53 0.028 8.27 0.012 3.68
15 0.09 25.91 0.026 7.61 0.012 3.6
16 0.09 26.43 0.027 8 0.013 3.67
17 0.089 26.77 0.031 9.32 0.013 3.77
18 0.089 26.67 0.029 8.62 0.013 3.78
19 0.085 25.77 0.026 7.96 0.013 3.84
20 0.086 25.98 0.029 8.82 0.013 3.81
21 0.085 26.06 0.04 12.14 0.012 3.8
22 0.088 26.68 0.017 5.17 0.013 3.9
23 0.085 26.4 0.027 8.36 0.013 3.93

Average 0.087 0.027 0.013
Total 630.98 196.19 90.6
30-Day Rlng 0.091 0.027
365-Day Rlng 54595

6/25/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 25.55 0.015 4.56 0.013 3.8
1 0.088 26.46 0.018 5.52 0.013 3.86
2 0.087 26.43 0.017 5.18 0.013 3.84
3 0.087 26.28 0.027 8.19 0.013 3.79
4 0.083 25.74 0.024 7.56 0.012 3.88
5 0.086 26.68 0.027 8.53 0.012 3.88
6 0.087 27.03 0.028 8.7 0.012 3.83
7 0.065 21.57 0.019 6.4 0.013 4.2
8 0.088 27.46 0.027 8.34 0.012 3.85
9 0.085 25.7 0.027 8.06 0.012 3.77

10 0.085 26.25 0.028 8.65 0.012 3.77
11 0.087 26.56 0.029 8.95 0.012 3.8
12 0.089 26.89 0.027 8.27 0.012 3.73
13 0.082 25.27 0.027 8.25 0.012 3.84
14 0.086 26.68 0.028 8.86 0.012 3.86
15 0.086 26.14 0.029 8.91 0.012 3.8
16 0.085 26.69 0.035 11.01 0.012 3.88
17 0.084 26.51 0.021 6.65 0.012 3.9
18 0.084 25.98 0.028 8.57 0.012 3.85
19 0.083 25.55 0.021 6.5 0.013 3.89
20 0.086 26.99 0.022 6.9 0.012 3.89
21 0.083 25.47 0.024 7.43 0.013 3.84
22 0.086 26.82 0.027 8.34 0.012 3.87
23 0.082 25.61 0.027 8.55 0.012 3.88

Average 0.085 0.025 0.012
Total 626.31 186.88 92.5
30-Day Rlng 0.09 0.027
365-Day Rlng 54664



6/26/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 26.76 0.03 9.05 0.012 3.78
1 0.085 26.48 0.026 8.12 0.012 3.84
2 0.084 25.95 0.031 9.61 0.012 3.83
3 0.086 26.17 0.03 8.99 0.012 3.76
4 0.086 26.08 0.021 6.36 0.013 3.83
5 0.087 27.14 0.023 7.17 0.012 3.87
6 0.083 25.49 0.027 8.17 0.012 3.82
7 0.077 25.78 0.016 5.53 0.013 4.22
8 0.086 26.98 0.019 5.95 0.012 3.87
9 0.084 26.13 0.021 6.66 0.012 3.83

10 0.087 27.17 0.027 8.52 0.012 3.83
11 0.084 25.78 0.028 8.56 0.012 3.78
12 0.086 26.22 0.026 7.92 0.012 3.74
13 0.083 25.66 0.026 7.96 0.012 3.78
14 0.087 27.09 0.031 9.71 0.012 3.78
15 0.088 26.26 0.028 8.36 0.012 3.67
16 0.088 26.15 0.028 8.35 0.012 3.65
17 0.09 25.92 0.024 6.88 0.012 3.56
18 0.092 26.92 0.029 8.33 0.012 3.57
19 0.086 25.21 0.019 5.63 0.012 3.65
20 0.089 26.7 0.02 6.18 0.012 3.69
21 0.086 25.41 0.026 7.64 0.012 3.66
22 0.088 26.26 0.015 4.59 0.012 3.69
23 0.09 27.14 0.026 7.76 0.012 3.68

Average 0.086 0.025 0.012
Total 630.85 182 90.4
30-Day Rlng 0.09 0.027
365-Day Rlng 54704

6/27/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.084 25.88 0.018 5.51 0.012 3.79
1 0.087 26.65 0.017 5.2 0.012 3.79
2 0.087 25.97 0.015 4.38 0.012 3.73
3 0.089 26.81 0.023 6.76 0.012 3.66
4 0.085 25.87 0.02 6.09 0.012 3.75
5 0.087 26.37 0.028 8.61 0.012 3.77
6 0.086 26.32 0.031 9.28 0.012 3.77
7 0.081 27.71 0.018 6.05 0.012 4.18
8 0.086 26.7 0.016 5.01 0.012 3.83
9 0.084 25.72 0.023 7 0.012 3.77

10 0.087 26.14 0.024 7.11 0.012 3.71
11 0.093 27.12 0.017 4.94 0.013 3.69
12 0.091 25.58 0.019 5.49 0.013 3.58
13 0.088 25.98 0.017 4.89 0.012 3.66
14 0.094 26.77 0.015 4.34 0.013 3.61



15 0.092 26.28 0.026 7.39 0.012 3.56
16 0.09 26.09 0.022 6.31 0.012 3.59
17 0.091 26.4 0.017 4.87 0.012 3.59
18 0.09 26.32 0.02 5.82 0.012 3.6
19 0.089 26.35 0.023 6.88 0.012 3.7
20 0.089 26.48 0.024 7.23 0.012 3.69
21 0.091 26.39 0.027 7.77 0.012 3.63
22 0.087 26.27 0.028 8.32 0.012 3.76
23 0.088 26.49 0.03 8.9 0.012 3.76

Average 0.088 0.022 0.012
Total 632.66 154.15 89.2
30-Day Rlng 0.09 0.026
365-Day Rlng 54701

6/28/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 25.72 0.028 8.06 0.012 3.61
1 0.091 26.44 0.021 6.21 0.012 3.62
2 0.092 25.99 0.016 4.46 0.013 3.58
3 0.092 26.55 0.025 7.27 0.012 3.56
4 0.09 26.55 0.023 6.86 0.012 3.66
5 0.09 26.08 0.023 6.61 0.013 3.65
6 0.091 25.97 0.023 6.51 0.013 3.59
7 0.089 28.62 0.021 6.85 0.013 4.06
8 0.086 26.71 0.021 6.51 0.013 3.91
9 0.083 25.77 0.024 7.42 0.012 3.83

10 0.085 26.25 0.025 7.8 0.012 3.87
11 0.085 26.33 0.018 5.6 0.012 3.85
12 0.087 26.46 0.015 4.49 0.012 3.78
13 0.085 25.57 0.016 4.85 0.012 3.74
14 0.092 26.56 0.015 4.29 0.013 3.67
15 0.089 26.52 0.018 5.26 0.012 3.7
16 0.086 26.25 0.019 5.67 0.012 3.76
17 0.088 26.92 0.017 5.14 0.012 3.79
18 0.086 25.97 0.02 6.01 0.012 3.74
19 0.089 26.77 0.02 5.9 0.012 3.69
20 0.085 25.9 0.017 5.1 0.012 3.78
21 0.087 26.41 0.017 5.11 0.012 3.7
22 0.088 25.99 0.015 4.26 0.012 3.69
23 0.09 26.47 0.015 4.26 0.013 3.69

Average 0.088 0.02 0.012
Total 632.77 140.5 89.5
30-Day Rlng 0.09 0.026
365-Day Rlng 54700

6/29/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.087 26.11 0.015 4.48 0.012 3.72
1 0.087 26.33 0.014 4.3 0.012 3.76



2 0.09 26.55 0.014 4.25 0.013 3.72
3 0.087 26.35 0.015 4.42 0.012 3.76
4 0.088 26.43 0.015 4.44 0.013 3.78
5 0.085 26.08 0.015 4.52 0.012 3.83
6 0.086 26.33 0.016 4.97 0.012 3.8
7 0.081 26.75 0.015 4.85 0.013 4.14
8 0.084 25.96 0.015 4.47 0.012 3.85
9 0.088 26.31 0.015 4.34 0.013 3.76

10 0.088 26.55 0.015 4.36 0.012 3.77
11 0.088 26.43 0.014 4.33 0.012 3.76
12 0.088 26.15 0.014 4.28 0.013 3.74
13 0.086 25.71 0.014 4.29 0.013 3.76
14 0.09 27.21 0.015 4.34 0.012 3.76
15 0.086 24.11 0.015 4.31 0.014 3.91
16 0.086 26.58 0.014 4.44 0.012 3.84
17 0.088 26.94 0.017 5.12 0.012 3.83
18 0.086 26.4 0.024 7.42 0.012 3.83
19 0.087 26.21 0.025 7.44 0.013 3.84
20 0.087 26.52 0.026 7.93 0.013 3.84
21 0.088 26.73 0.029 8.82 0.013 3.83
22 0.086 26.15 0.028 8.57 0.013 3.84
23 0.088 26.21 0.025 7.3 0.013 3.82

Average 0.087 0.018 0.013
Total 631.1 127.99 91.5
30-Day Rlng 0.089 0.026
365-Day Rlng 54698

6/30/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 25.35 0.018 5.44 0.013 3.76
1 0.089 26.29 0.015 4.3 0.013 3.77
2 0.091 26.66 0.015 4.31 0.013 3.75
3 0.088 26.24 0.015 4.52 0.013 3.79
4 0.087 26.19 0.014 4.37 0.013 3.82
5 0.087 26.05 0.015 4.53 0.013 3.81
6 0.089 26.22 0.015 4.36 0.013 3.78
7 Cal Cal Cal 5.33 Cal 4.66
8 0.086 26.26 0.017 5.15 0.013 3.89
9 0.088 26.63 0.017 5.03 0.013 3.81

10 0.088 26.78 0.018 5.65 0.013 3.84
11 0.086 26.1 0.017 5.07 0.013 3.83
12 0.086 25.48 0.017 4.95 0.013 3.72
13 0.086 26.12 0.018 5.26 0.013 3.79
14 0.088 26.11 0.016 4.72 0.013 3.78
15 0.089 26.76 0.018 5.4 0.012 3.73
16 0.088 26.84 0.019 5.76 0.012 3.79
17 0.085 26.34 0.019 5.71 0.012 3.82
18 0.087 26.45 0.019 5.59 0.012 3.78



19 0.085 25.94 0.017 5.09 0.013 3.81
20 0.087 26.64 0.016 4.87 0.012 3.83
21 0.087 26.34 0.019 5.81 0.012 3.76
22 0.084 25.86 0.021 6.45 0.012 3.84
23 0.087 26.75 0.023 7.17 0.012 3.85

Average 0.087 0.017 0.013
Total 604.4 124.84 92
30-Day Rlng 0.089 0.025
365-Day Rlng 54709

7/1/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 25.72 0.017 5.32 0.012 3.8
1 0.087 26.03 0.016 4.74 0.013 3.77
2 0.09 26.6 0.014 4.3 0.013 3.75
3 0.089 27.12 0.017 5.2 0.013 3.82
4 0.085 25.59 0.018 5.29 0.013 3.81
5 0.089 26.8 0.02 5.88 0.013 3.79
6 0.085 25.55 0.023 7.02 0.012 3.75
7 0.09 28.15 0.034 10.64 0.012 3.89
8 0.086 26.43 0.03 9.12 0.012 3.84
9 0.085 25.88 0.024 7.25 0.012 3.77

10 0.089 27.54 0.024 7.36 0.012 3.84
11 0.083 25.14 0.03 9.07 0.013 3.82
12 0.088 27.03 0.027 8.38 0.012 3.81
13 0.085 26.63 0.027 8.4 0.012 3.86
14 0.085 26.46 0.028 8.63 0.012 3.82
15 0.084 25.06 0.026 7.73 0.012 3.73
16 0.086 26.18 0.026 8.04 0.012 3.8
17 0.087 26.68 0.03 9.15 0.012 3.77
18 0.088 25.89 0.029 8.61 0.012 3.65
19 0.086 26.15 0.029 8.72 0.012 3.76
20 0.086 26.12 0.019 5.8 0.012 3.78
21 0.088 26.56 0.034 10.18 0.012 3.74
22 0.085 26.27 0.025 7.91 0.012 3.84
23 0.087 26.98 0.025 7.73 0.012 3.85

Average 0.087 0.025 0.012
Total 632.56 180.47 91.1
30-Day Rlng 0.088 0.025
365-Day Rlng 54729

7/2/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.082 24.98 0.022 6.62 0.012 3.78
1 0.086 26.35 0.018 5.62 0.012 3.81
2 0.088 26.65 0.017 4.95 0.012 3.76
3 0.089 27.26 0.023 6.99 0.012 3.79
4 0.082 25.66 0.025 7.86 0.012 3.83
5 0.086 26.78 0.022 6.85 0.012 3.85



6 0.083 25.76 0.027 8.55 0.012 3.82
7 0.083 26.67 0.03 9.62 0.012 3.92
8 0.084 26.31 0.026 8.16 0.012 3.85
9 0.086 26.12 0.025 7.54 0.012 3.74

10 0.084 26.17 0.029 8.97 0.012 3.86
11 0.085 26.91 0.027 8.5 0.012 3.87
12 0.082 25.27 0.026 8.13 0.012 3.83
13 0.085 26.67 0.028 8.67 0.012 3.88
14 0.084 26 0.032 9.91 0.012 3.87
15 0.084 26 0.028 8.82 0.013 3.88
16 0.085 26.71 0.028 8.66 0.013 3.94
17 0.085 26.67 0.025 7.79 0.013 3.95
18 0.084 26.29 0.019 6.07 0.012 3.91
19 0.084 26.56 0.021 6.46 0.012 3.93
20 0.084 25.95 0.018 5.55 0.012 3.86
21 0.087 26.96 0.019 6.01 0.012 3.81
22 0.082 25.78 0.022 6.8 0.012 3.87
23 0.085 26.79 0.024 7.59 0.012 3.92

Average 0.085 0.024 0.012
Total 631.27 180.69 92.5
30-Day Rlng 0.088 0.025
365-Day Rlng 54792

7/3/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.086 26.89 0.028 8.74 0.012 3.9
1 0.083 26.23 0.026 8.31 0.013 3.96
2 0.083 25.8 0.037 11.53 0.013 3.92
3 0.084 26.41 0.018 5.51 0.013 3.94
4 0.086 26.86 0.026 8.04 0.013 3.97
5 0.083 26.32 0.029 9.25 0.013 3.98
6 0.083 25.56 0.023 6.99 0.013 3.87
7 0.082 26.35 0.026 8.32 0.013 4.03
8 0.086 26.98 0.03 9.33 0.013 3.95
9 0.082 24.86 0.023 6.88 0.013 3.93

10 0.087 27.02 0.03 9.37 0.013 3.95
11 0.086 26 0.02 6.14 0.013 3.94
12 0.085 25.68 0.021 6.35 0.013 3.89
13 0.087 26.62 0.033 10.04 0.013 3.92
14 0.086 26.12 0.023 7.12 0.013 3.9
15 0.09 27.21 0.029 8.88 0.013 3.88
16 0.084 26.29 0.029 9.1 0.013 3.92
17 0.084 26.13 0.029 9.09 0.013 3.92
18 0.088 26.75 0.024 7.34 0.013 3.87
19 0.084 25.51 0.02 5.94 0.013 3.89
20 0.087 26.97 0.027 8.52 0.012 3.87
21 0.085 27.05 0.03 9.37 0.012 3.95
22 0.083 25.91 0.027 8.49 0.012 3.92



23 0.082 25.87 0.022 6.82 0.012 3.92
Average 0.085 0.026 0.013
Total 631.39 195.47 94.2
30-Day Rlng 0.088 0.025
365-Day Rlng 54842

7/4/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 26.41 0.031 9.58 0.013 3.92
1 0.086 26.53 0.018 5.63 0.013 3.92
2 0.087 26.94 0.023 7.05 0.013 3.91
3 0.084 26.58 0.03 9.44 0.012 3.95
4 0.085 26.64 0.023 7.11 0.013 3.94
5 0.083 25.9 0.028 8.74 0.013 3.94
6 0.084 25.66 0.017 5.07 0.013 3.88
7 0.085 27.5 0.026 8.45 0.012 4
8 0.083 25.97 0.02 6.29 0.013 3.92
9 0.087 26.68 0.022 6.6 0.013 3.87

10 0.088 27.07 0.032 9.93 0.013 3.89
11 0.083 26.25 0.027 8.43 0.012 3.93
12 0.086 26.59 0.021 6.36 0.013 3.93
13 0.08 25.56 0.029 9.21 0.012 3.98
14 0.086 27.06 0.027 8.52 0.013 3.97
15 0.081 25.59 0.028 8.92 0.012 3.89
16 0.083 26.35 0.028 9.02 0.012 3.98
17 0.082 26.31 0.019 6.16 0.012 4.01
18 0.081 25.75 0.018 5.74 0.012 3.94
19 0.084 26.74 0.016 5.18 0.013 3.98
20 0.082 26.15 0.015 4.71 0.012 3.98
21 0.081 25.37 0.015 4.64 0.013 3.95
22 0.083 6.96 0.026 2.14 0.022 1.87
23 Down Down Down Down Down Down

Average 0.084 0.023 0.013
Total 586.56 162.92 88.6
30-Day Rlng 0.088 0.025
365-Day Rlng 54864

7/5/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down



10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.088 0.025
365-Day Rlng 54775

7/6/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Inval OOC OOC OOC Inval OOC
18 Inval OOC OOC OOC Inval OOC
19 Inval OOC OOC OOC Inval OOC
20 Inval OOC OOC OOC Inval OOC
21 Inval OOC OOC OOC Inval OOC
22 0.204 OOC OOC OOC 0.116 OOC
23 0.22 OOC OOC OOC 0.071 OOC

Average 0.212 OOC 0.094
Total OOC OOC OOC
30-Day Rlng 0.088 0.025



365-Day Rlng 54650
7/7/2016

Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.25 OOC OOC OOC 0.054 OOC
1 0.246 OOC OOC OOC 0.049 OOC
2 0.231 OOC OOC OOC Inval OOC
3 0.224 OOC OOC OOC OOR OOC
4 0.09 OOC OOC OOC 0.014 OOC
5 0.088 OOC OOC OOC 0.012 OOC
6 0.087 OOC OOC OOC 0.012 OOC
7 0.084 Cal Cal Cal 0.012 Cal
8 0.082 28.45 0.017 5.71 0.012 4.16
9 0.082 26.33 0.02 6.45 0.012 3.87

10 0.082 26.36 0.019 6.02 0.012 3.87
11 0.081 26.61 0.014 4.61 0.012 3.93
12 0.079 25.72 0.02 6.42 0.012 3.92
13 0.081 26.63 0.027 8.72 0.012 3.94
14 0.08 26.22 0.036 11.93 0.012 4.01
15 0.081 26.91 0.021 7.09 0.012 4.05
16 0.079 26.15 0.018 5.96 0.012 4.04
17 0.08 26.66 0.023 7.59 0.012 4
18 0.079 26.48 0.021 7.12 0.012 4.06
19 0.079 26.41 0.034 11.41 0.012 4.07
20 0.078 26.08 0.026 8.82 0.012 4.06
21 0.081 26.92 0.026 8.71 0.012 4.09
22 0.084 25.9 0.028 8.66 0.013 4.03
23 0.078 26.14 0.027 8.99 0.012 4.08

Average 0.108 0.024 0.016
Total 423.97 124.21 64.2
30-Day Rlng 0.089 0.025
365-Day Rlng 54620

7/8/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.081 26.69 0.019 6.26 0.012 4.03
1 0.08 26.13 0.029 9.49 0.012 4.03
2 0.079 26.18 0.022 7.37 0.012 4.05
3 0.082 26.82 0.027 8.91 0.012 4.01
4 0.08 26.24 0.019 6.24 0.012 4.04
5 0.08 26.26 0.018 6 0.012 4.09
6 0.08 26.23 0.019 6.33 0.012 4.08
7 0.082 29.06 0.018 6.52 0.012 4.34
8 0.08 26.2 0.021 6.94 0.012 4.07
9 0.085 26.14 0.024 7.29 0.012 3.81

10 0.091 26.24 0.036 10.44 0.012 3.55
11 0.091 26.52 0.024 7.1 0.012 3.62
12 0.089 25.98 0.019 5.53 0.012 3.61
13 0.09 26.55 0.029 8.39 0.012 3.65



14 0.089 26.53 0.042 12.55 0.012 3.71
15 0.093 26.71 0.025 7.14 0.013 3.85
16 0.093 26.69 0.02 5.74 0.014 4.12
17 0.091 26.63 0.019 5.56 0.014 4.16
18 0.089 25.37 0.019 5.36 0.014 4.06
19 0.091 26.06 0.022 6.31 0.014 4.09
20 0.091 26.02 0.021 5.93 0.014 4.02
21 0.095 27.23 0.023 6.63 0.014 3.87
22 0.09 25.86 0.026 7.53 0.013 3.87
23 0.093 27.08 0.026 7.69 0.013 3.82

Average 0.087 0.024 0.013
Total 635.42 173.25 94.6
30-Day Rlng 0.088 0.025
365-Day Rlng 54639

7/9/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 24.93 0.022 6.12 0.013 3.77
1 0.094 26.51 0.041 11.6 0.013 3.74
2 0.093 26.36 0.034 9.57 0.013 3.74
3 0.095 27.02 0.02 5.78 0.013 3.72
4 0.092 26.06 0.031 8.77 0.013 3.74
5 0.093 26.77 0.02 5.81 0.013 3.78
6 0.091 26.07 0.021 6 0.013 3.76
7 OOC OOC 0.018 5.5 OOC OOC
8 OOC OOC 0.021 6.09 OOC OOC
9 OOC OOC 0.018 4.93 OOC OOC

10 OOC OOC 0.018 5.22 OOC OOC
11 0.093 26.1 0.026 7.37 0.013 3.58
12 0.094 26.19 0.029 8.09 0.013 3.56
13 0.094 26.65 0.033 9.46 0.013 3.61
14 0.094 26.43 0.033 9.35 0.013 3.59
15 0.093 25.52 0.026 7.14 0.013 3.54
16 0.096 26.75 0.036 10.09 0.013 3.54
17 0.093 26.16 0.03 8.31 0.013 3.56
18 0.094 26.31 0.027 7.46 0.013 3.57
19 0.091 25.99 0.03 8.49 0.013 3.65
20 0.093 26.45 0.025 7.19 0.013 3.64
21 0.093 26.37 0.023 6.67 0.013 3.6
22 0.092 26.2 0.025 7.21 0.013 3.66
23 0.093 26.22 0.022 6.28 0.013 3.62

Average 0.093 0.026 0.013
Total 525.06 178.5 73
30-Day Rlng 0.089 0.025
365-Day Rlng 54623

7/10/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.73 0.024 6.77 0.013 3.64



1 0.091 26 0.024 6.74 0.013 3.65
2 0.095 26.66 0.025 6.93 0.013 3.62
3 0.094 26.15 0.022 6.16 0.013 3.63
4 0.092 26.28 0.025 7.02 0.013 3.67
5 0.093 26.56 0.022 6.36 0.013 3.64
6 0.095 26.73 0.027 7.69 0.013 3.6
7 0.101 31.31 0.036 11.02 0.012 3.83
8 0.093 26.52 0.021 5.89 0.013 3.65
9 0.093 26.09 0.031 8.64 0.013 3.56

10 0.093 26.36 0.031 8.91 0.013 3.57
11 0.094 26.48 0.028 7.98 0.013 3.55
12 0.094 26.4 0.026 7.47 0.012 3.51
13 0.092 25.59 0.026 7.19 0.013 3.5
14 0.095 26.05 0.019 5.13 0.013 3.5
15 0.095 26.59 0.021 5.92 0.013 3.53
16 0.093 26.42 0.032 9.1 0.013 3.58
17 0.092 26.52 0.025 7.12 0.013 3.6
18 0.092 26.09 0.029 8.21 0.013 3.54
19 0.091 25.79 0.026 7.52 0.013 3.61
20 0.092 26.21 0.023 6.51 0.013 3.62
21 0.094 27.07 0.027 7.8 0.012 3.58
22 0.091 26.17 0.024 6.91 0.013 3.63
23 0.092 26.61 0.027 7.88 0.012 3.63

Average 0.093 0.026 0.013
Total 637.38 176.87 86.4
30-Day Rlng 0.089 0.025
365-Day Rlng 54643

7/11/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.26 0.025 7.24 0.012 3.65
1 0.091 26.19 0.019 5.45 0.013 3.63
2 0.092 26.42 0.02 5.75 0.013 3.63
3 0.093 26.7 0.022 6.31 0.012 3.57
4 0.091 26.01 0.022 6.42 0.013 3.6
5 0.094 27.3 0.027 7.84 0.012 3.6
6 0.088 24.88 0.025 7.05 0.013 3.55
7 0.096 29.25 0.04 12.2 0.013 3.81
8 0.092 26.78 0.021 5.95 0.012 3.64
9 0.091 26.5 0.032 9.36 0.012 3.63

10 0.09 26.03 0.022 6.46 0.012 3.62
11 0.093 26.95 0.028 8.2 0.012 3.62
12 0.091 26.09 0.027 7.62 0.013 3.6
13 0.09 26.25 0.032 9.23 0.012 3.62
14 0.092 26.13 0.03 8.61 0.013 3.59
15 0.094 26.52 0.029 8.15 0.013 3.57
16 0.091 26.54 0.026 7.65 0.012 3.64
17 0.09 25.99 0.021 6.17 0.013 3.66



18 0.092 25.93 0.024 6.92 0.013 3.55
19 0.091 26.12 0.027 7.73 0.013 3.62
20 0.092 26.37 0.025 7.23 0.012 3.59
21 0.093 26.55 0.023 6.48 0.012 3.54
22 0.091 25.88 0.031 8.95 0.012 3.55
23 0.094 27.07 0.022 6.31 0.012 3.55

Average 0.092 0.026 0.012
Total 634.71 179.28 86.6
30-Day Rlng 0.089 0.025
365-Day Rlng 54683

7/12/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 25.35 0.046 13.24 0.012 3.53
1 0.093 26.94 0.021 6.01 0.012 3.53
2 0.093 26.38 0.027 7.72 0.012 3.53
3 0.092 26.18 0.026 7.28 0.012 3.5
4 0.093 26.52 0.035 10.02 0.012 3.5
5 0.094 26.7 0.025 7.11 0.012 3.47
6 0.09 25.84 0.025 7.12 0.012 3.48
7 0.091 26.87 0.023 6.91 0.012 3.71
8 0.094 27.1 0.03 8.58 0.012 3.5
9 0.092 25.8 0.024 6.69 0.012 3.43

10 0.094 26.74 0.026 7.54 0.012 3.46
11 0.093 26 0.03 8.49 0.012 3.47
12 0.094 26.08 0.023 6.49 0.012 3.42
13 0.093 26.37 0.021 5.94 0.012 3.5
14 0.094 26.84 0.022 6.19 0.012 3.53
15 0.091 26.36 0.026 7.6 0.012 3.52
16 0.091 26.73 0.028 8.22 0.012 3.57
17 0.088 25.32 0.038 11.09 0.012 3.57
18 0.093 26.76 0.018 5.29 0.012 3.53
19 0.09 26.17 0.024 7 0.012 3.58
20 0.09 26.22 0.022 6.45 0.012 3.59
21 0.09 25.82 0.025 7.03 0.012 3.54
22 0.093 26.96 0.029 8.4 0.012 3.57
23 0.091 26.2 0.025 7.25 0.012 3.57

Average 0.092 0.027 0.012
Total 632.25 183.66 84.6
30-Day Rlng 0.089 0.025
365-Day Rlng 54866

7/13/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 25.65 0.022 6.3 0.012 3.5
1 0.092 26.41 0.035 10.1 0.012 3.55
2 0.092 25.91 0.032 9.19 0.013 3.55
3 0.095 26.74 0.029 8.26 0.013 3.55
4 0.092 26.01 0.032 9.17 0.013 3.57



5 0.094 27.13 0.027 7.88 0.012 3.59
6 0.09 25.57 0.024 6.85 0.012 3.53
7 0.094 29.24 0.031 9.67 0.012 3.82
8 0.091 26.29 0.029 8.38 0.012 3.58
9 0.092 25.91 0.021 5.9 0.012 3.5

10 0.092 26.09 0.025 6.97 0.012 3.5
11 0.095 26.85 0.021 6.01 0.012 3.49
12 0.093 26.23 0.023 6.37 0.012 3.45
13 0.093 26.55 0.029 8.38 0.012 3.51
14 0.093 26.48 0.025 7.15 0.012 3.5
15 0.092 25.9 0.023 6.41 0.012 3.48
16 0.093 26.77 0.033 9.39 0.012 3.55
17 0.09 26.51 0.024 7.04 0.012 3.59
18 0.089 25.58 0.027 7.78 0.012 3.55
19 0.09 26.34 0.026 7.74 0.012 3.63
20 0.09 26.51 0.025 7.27 0.012 3.63
21 0.089 25.46 0.023 6.42 0.012 3.54
22 0.092 26.43 0.04 11.33 0.012 3.58
23 0.091 26.14 0.018 5.25 0.012 3.56

Average 0.092 0.027 0.012
Total 632.7 185.21 85.3
30-Day Rlng 0.089 0.025
365-Day Rlng 55052

7/14/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.2 0.032 8.9 0.012 3.52
1 0.091 26.3 0.036 10.51 0.012 3.56
2 0.093 26.13 0.031 8.56 0.012 3.43
3 0.095 26.62 0.026 7.15 0.012 3.46
4 0.092 26 0.031 8.77 0.012 3.46
5 0.092 26.47 0.033 9.51 0.012 3.52
6 0.095 27.19 0.027 7.71 0.012 3.52
7 0.09 26.45 0.028 8.2 0.012 3.6
8 0.09 26.19 0.035 10.17 0.012 3.56
9 0.091 26.33 0.02 5.81 0.012 3.51

10 0.092 26.24 0.024 6.78 0.012 3.48
11 0.092 26.56 0.026 7.49 0.012 3.5
12 0.092 26.24 0.031 8.98 0.012 3.48
13 0.092 26.5 0.024 6.92 0.012 3.5
14 0.093 26.69 0.022 6.2 0.012 3.49
15 0.09 25.69 0.033 9.46 0.012 3.47
16 0.093 26.89 0.026 7.62 0.012 3.53
17 0.091 26.8 0.028 8.33 0.012 3.57
18 0.09 26.19 0.029 8.59 0.012 3.55
19 0.087 25.74 0.031 9.05 0.012 3.55
20 0.091 26.67 0.035 10.31 0.012 3.56
21 0.089 26.04 0.028 8.18 0.012 3.55



22 0.089 26.05 0.034 9.87 0.012 3.57
23 0.091 26.86 0.027 8.11 0.012 3.54

Average 0.091 0.029 0.012
Total 633.04 201.18 84.5
30-Day Rlng 0.09 0.025
365-Day Rlng 55253

7/15/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 25.35 0.03 8.55 0.012 3.45
1 0.09 25.66 0.033 9.45 0.012 3.49
2 0.092 26.7 0.032 9.22 0.012 3.54
3 0.085 26.93 0.059 18.61 0.012 3.83
4 0.086 25.72 0.016 4.89 0.012 3.75
5 0.094 26.57 0.028 7.8 0.012 3.49
6 0.096 26.46 0.014 3.94 0.012 3.42
7 0.094 27.47 0.015 4.41 0.013 3.69
8 0.097 26.75 0.014 3.9 0.012 3.41
9 0.093 26.68 0.015 4.18 0.012 3.53

10 0.092 26.58 0.015 4.44 0.012 3.54
11 0.09 26.44 0.017 4.89 0.012 3.58
12 0.09 26.45 0.019 5.45 0.012 3.58
13 0.09 26.14 0.018 5.18 0.012 3.59
14 0.091 26.48 0.024 6.88 0.012 3.6
15 0.089 26.02 0.033 9.79 0.012 3.6
16 0.09 26.65 0.021 6.08 0.012 3.62
17 0.087 25.95 0.028 8.22 0.012 3.6
18 0.09 26.44 0.024 7.2 0.012 3.62
19 0.089 26.41 0.026 7.57 0.012 3.63
20 0.088 26.39 0.026 7.8 0.012 3.65
21 0.086 25.48 0.022 6.68 0.012 3.64
22 0.089 26.35 0.028 8.23 0.012 3.62
23 0.09 26.46 0.023 6.77 0.012 3.64

Average 0.09 0.024 0.012
Total 632.53 170.13 86.1
30-Day Rlng 0.09 0.025
365-Day Rlng 55406

7/16/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.14 0.024 6.9 0.012 3.59
1 0.092 26.81 0.029 8.4 0.012 3.62
2 0.089 26.12 0.027 7.97 0.012 3.67
3 0.089 26.57 0.027 8.08 0.012 3.7
4 0.09 26.42 0.028 8.29 0.012 3.67
5 0.092 26.56 0.03 8.75 0.012 3.61
6 0.093 26.69 0.032 9.07 0.012 3.59
7 0.082 27.62 0.023 7.75 0.012 4.07
8 0.083 26.31 0.021 6.56 0.012 3.94



9 0.082 25.67 0.022 6.78 0.012 3.85
10 0.084 26.25 0.017 5.44 0.012 3.89
11 0.085 26.71 0.021 6.56 0.012 3.92
12 0.084 25.57 0.018 5.6 0.012 3.81
13 0.087 26.57 0.024 7.34 0.012 3.8
14 0.085 26.16 0.022 6.85 0.012 3.84
15 0.084 26.22 0.026 8.08 0.012 3.84
16 0.083 26.3 0.03 9.55 0.012 3.92
17 0.084 26.79 0.019 6.07 0.012 3.94
18 0.081 25.94 0.017 5.25 0.012 3.91
19 0.083 26.18 0.015 4.74 0.012 3.88
20 0.085 26.95 0.019 6.05 0.012 3.88
21 0.08 24.98 0.039 12.12 0.012 3.89
22 0.086 27.37 0.02 6.41 0.012 3.96
23 0.083 26.35 0.022 6.87 0.013 3.97

Average 0.086 0.024 0.012
Total 633.25 175.48 91.8
30-Day Rlng 0.09 0.025
365-Day Rlng 55513

7/17/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.082 25.79 0.035 10.92 0.013 3.95
1 0.083 25.9 0.017 5.19 0.013 3.91
2 0.085 26.08 0.021 6.56 0.013 3.88
3 0.085 26.21 0.018 5.43 0.013 3.87
4 0.085 26.92 0.019 5.92 0.012 3.93
5 0.082 25.91 0.017 5.5 0.012 3.94
6 0.082 25.75 0.016 5.06 0.012 3.92
7 0.085 29.68 Cal Cal 0.012 4.36
8 0.087 25.68 0.019 5.54 0.013 3.71
9 0.089 26.32 0.021 6.05 0.012 3.67

10 0.091 26.75 0.023 6.73 0.012 3.68
11 0.088 26.36 0.025 7.53 0.012 3.69
12 0.086 26.02 0.022 6.7 0.012 3.69
13 0.088 26.3 0.029 8.83 0.012 3.73
14 0.086 25.77 0.038 11.53 0.012 3.74
15 0.09 26.97 0.029 8.53 0.012 3.71
16 0.085 25.67 0.025 7.54 0.012 3.74
17 0.088 26.55 0.016 4.87 0.012 3.72
18 0.088 26.6 0.034 10.17 0.012 3.7
19 0.088 26.48 0.029 8.78 0.012 3.75
20 0.087 25.97 0.029 8.64 0.013 3.74
21 0.09 26.94 0.025 7.45 0.012 3.72
22 0.088 26.11 0.023 6.83 0.012 3.72
23 0.089 26.43 0.028 8.45 0.012 3.7

Average 0.087 0.024 0.012
Total 633.16 168.75 91.2



30-Day Rlng 0.09 0.025
365-Day Rlng 55585

7/18/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.55 0.025 7.34 0.012 3.62
1 0.087 26.01 0.018 5.29 0.012 3.71
2 0.087 26.19 0.018 5.39 0.012 3.73
3 0.09 26.19 0.023 6.68 0.013 3.69
4 0.089 26.57 0.019 5.66 0.013 3.74
5 0.088 26.37 0.021 6.27 0.012 3.75
6 0.089 27.12 0.026 7.85 0.012 3.75
7 0.074 23.33 0.044 13.75 0.013 4.09
8 0.086 26.89 0.031 9.63 0.012 3.84
9 0.088 25.24 0.025 7.07 0.013 3.59

10 0.091 26.59 0.019 5.63 0.012 3.61
11 0.092 26.39 0.024 6.9 0.012 3.58
12 0.093 26.06 0.022 6.11 0.012 3.51
13 0.093 26.58 0.024 6.88 0.012 3.53
14 0.092 26.69 0.022 6.26 0.012 3.57
15 0.089 25.71 0.022 6.36 0.012 3.56
16 0.087 25.03 0.023 6.57 0.012 3.58
17 0.092 26.29 0.03 8.47 0.012 3.53
18 0.093 26.13 0.024 6.74 0.012 3.5
19 0.092 26.57 0.032 9.15 0.012 3.53
20 0.091 26.39 0.036 10.25 0.012 3.54
21 0.089 25.34 0.027 7.8 0.012 3.5
22 0.09 25.59 0.037 10.46 0.013 3.56
23 0.096 27.21 0.037 10.44 0.013 3.57

Average 0.09 0.026 0.012
Total 627.03 182.95 87.2
30-Day Rlng 0.09 0.025
365-Day Rlng 55642

7/19/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 26.03 0.024 6.66 0.013 3.52
1 0.092 25.87 0.03 8.62 0.013 3.59
2 0.095 26.53 0.02 5.53 0.013 3.56
3 0.094 26.26 0.03 8.46 0.013 3.52
4 0.094 27.05 0.035 10.14 0.012 3.55
5 0.093 26.31 0.03 8.36 0.013 3.56
6 0.092 25.62 0.027 7.58 0.012 3.49
7 OOC OOC OOC OOC OOC 4.33
8 OOC OOC OOC OOC OOC 4.48
9 OOC OOC OOC OOC OOC 4.53

10 0.083 26.29 0.014 4.48 0.012 3.91
11 0.084 26.2 0.016 4.97 0.012 3.88
12 0.083 25.85 0.025 7.87 0.012 3.85



13 0.079 24.88 0.022 6.8 0.012 3.88
14 0.085 25.99 0.014 4.42 0.012 3.83
15 0.088 27.13 0.015 4.58 0.012 3.79
16 0.085 26.41 0.03 9.38 0.012 3.82
17 0.085 26.26 0.015 4.57 0.012 3.82
18 0.086 26.37 0.014 4.32 0.012 3.77
19 0.084 26.21 0.015 4.72 0.012 3.85
20 0.084 26.52 0.026 8.05 0.012 3.88
21 0.088 26.4 0.032 9.78 0.012 3.76
22 0.09 26.83 0.029 8.57 0.012 3.68
23 0.091 25.87 0.017 4.69 0.012 3.55

Average 0.088 0.023 0.012
Total 550.88 142.55 91.4
30-Day Rlng 0.09 0.025
365-Day Rlng 55666

7/20/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 25.73 0.025 6.93 0.012 3.52
1 0.091 26.35 0.029 8.29 0.012 3.59
2 0.093 26.38 0.023 6.49 0.013 3.58
3 0.094 26.28 0.017 4.88 0.012 3.47
4 0.092 25.93 0.031 8.67 0.013 3.56
5 0.092 26.46 0.03 8.59 0.012 3.58
6 0.091 26.28 0.022 6.28 0.012 3.58
7 0.092 31.08 OOC OOC 0.012 4.1
8 0.087 28.62 0.065 21.8 0.012 4.04
9 0.088 26.02 0.025 7.25 0.012 3.66

10 0.09 26.03 0.032 9.36 0.012 3.56
11 0.092 26.54 0.031 8.9 0.012 3.54
12 0.092 26.24 0.024 6.96 0.012 3.51
13 0.091 26.49 0.025 7.27 0.012 3.55
14 0.092 25.83 0.028 7.92 0.012 3.51
15 0.093 25.72 0.028 7.87 0.012 3.43
16 0.095 26.62 0.023 6.48 0.012 3.46
17 0.084 23.66 0.019 5.27 0.012 3.49
18 0.094 26.31 0.022 6.24 0.012 3.47
19 0.092 26.19 0.018 5.21 0.012 3.51
20 0.092 26.22 0.019 5.54 0.012 3.51
21 0.093 26.27 0.033 9.38 0.012 3.46
22 0.094 26.59 0.023 6.49 0.012 3.5
23 0.091 26.17 0.037 10.61 0.012 3.55

Average 0.091 0.027 0.012
Total 634.01 182.68 85.7
30-Day Rlng 0.09 0.025
365-Day Rlng 55699

7/21/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs



0 0.09 25.68 0.042 11.83 0.012 3.48
1 0.091 26.64 0.027 7.85 0.012 3.58
2 0.093 26.24 0.026 7.22 0.013 3.55
3 0.091 25.93 0.025 7.08 0.012 3.54
4 0.094 27.01 0.039 11.26 0.012 3.57
5 0.09 25.7 0.025 7.21 0.012 3.57
6 0.094 26.93 0.027 7.79 0.012 3.56
7 0.082 26.52 0.032 10.5 0.012 4.03
8 0.084 26.25 0.025 7.79 0.012 3.89
9 0.085 26.42 0.033 10.24 0.012 3.77

10 0.086 26.45 0.026 7.83 0.012 3.76
11 0.082 25.19 0.021 6.49 0.012 3.75
12 0.085 26 0.029 8.9 0.012 3.73
13 0.074 23.08 0.024 7.62 0.012 3.78
14 0.084 26.02 0.024 7.5 0.012 3.79
15 0.085 26.1 0.022 6.8 0.012 3.75
16 0.086 26.79 0.024 7.26 0.012 3.8
17 0.083 26.23 0.028 8.89 0.012 3.8
18 0.084 25.84 0.027 8.33 0.012 3.74
19 0.078 24.06 0.024 7.54 0.012 3.79
20 0.084 25.79 0.027 8.2 0.012 3.78
21 0.082 25.08 0.027 8.39 0.012 3.78
22 0.083 25.74 0.026 7.95 0.012 3.83
23 0.079 24.66 0.02 6.36 0.012 3.84

Average 0.085 0.027 0.012
Total 620.35 196.83 89.5
30-Day Rlng 0.089 0.025
365-Day Rlng 55782

7/22/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.084 25.32 0.029 8.62 0.012 3.69
1 0.083 24.81 0.025 7.45 0.012 3.72
2 0.085 24.9 0.025 7.39 0.013 3.7
3 0.091 26.46 0.026 7.63 0.013 3.67
4 0.086 25.62 0.027 8.07 0.012 3.7
5 0.088 25.84 0.016 4.56 0.012 3.65
6 0.091 25.8 0.016 4.39 0.012 3.52
7 0.085 25.96 0.031 9.39 0.013 3.97
8 0.09 25.8 0.019 5.51 0.012 3.55
9 0.088 24.79 0.032 9.06 0.012 3.46

10 0.093 26.62 0.023 6.62 0.012 3.47
11 0.086 24.79 0.026 7.64 0.012 3.52
12 0.091 26.62 0.033 9.46 0.012 3.54
13 0.088 25.81 0.033 9.46 0.012 3.58
14 0.093 27.12 0.027 7.72 0.012 3.56
15 0.09 25.75 0.028 8.13 0.012 3.5
16 0.092 26.2 0.023 6.57 0.012 3.5



17 0.093 26.8 0.022 6.43 0.012 3.51
18 0.092 26.29 0.032 9.25 0.012 3.49
19 0.09 26.68 0.03 8.92 0.012 3.57
20 0.089 25.57 0.026 7.35 0.012 3.57
21 0.084 24.11 0.024 6.86 0.012 3.51
22 0.09 26.28 0.028 8.32 0.012 3.57
23 0.09 27.04 0.028 8.62 0.012 3.63

Average 0.089 0.026 0.012
Total 620.98 183.42 86.2
30-Day Rlng 0.089 0.025
365-Day Rlng 55962

7/23/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.077 23.61 0.031 9.4 0.012 3.74
1 0.083 25.6 0.028 8.71 0.012 3.78
2 0.084 25.81 0.021 6.55 0.012 3.78
3 0.086 26.03 0.03 8.96 0.013 3.81
4 0.086 26.47 0.014 4.37 0.012 3.83
5 0.084 26.52 0.022 7.08 0.012 3.85
6 0.085 26.14 0.023 7.19 0.012 3.85
7 0.077 26.21 0.025 9 0.012 4.15
8 0.085 26.49 0.025 7.92 0.012 3.84
9 0.082 25.34 0.026 7.96 0.012 3.81

10 0.087 26.72 0.025 7.66 0.012 3.82
11 0.084 26.23 0.03 9.43 0.012 3.81
12 0.083 25.28 0.021 6.37 0.012 3.72
13 0.084 25.64 0.026 7.8 0.012 3.72
14 0.083 25.27 0.018 5.46 0.012 3.7
15 0.089 27.13 0.026 8.11 0.012 3.69
16 0.084 26.07 0.029 8.95 0.012 3.75
17 0.084 26.29 0.033 10.19 0.012 3.74
18 0.085 26.06 0.023 6.98 0.012 3.68
19 0.082 25.61 0.021 6.35 0.012 3.78
20 0.084 26.15 0.015 4.76 0.012 3.8
21 0.087 27.32 0.028 9.01 0.012 3.78
22 0.081 25.9 0.027 8.68 0.012 3.84
23 0.081 26.14 0.029 9.31 0.012 3.84

Average 0.084 0.025 0.012
Total 624.03 186.2 91.1
30-Day Rlng 0.089 0.025
365-Day Rlng 56065

7/24/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.083 26.15 0.024 7.4 0.012 3.78
1 0.084 26.31 0.026 8.1 0.012 3.76
2 0.085 26.42 0.029 9.14 0.012 3.76
3 0.083 26.13 0.024 7.45 0.012 3.79



4 0.082 26.26 0.029 9.15 0.012 3.81
5 0.085 26.29 0.027 8.44 0.012 3.81
6 0.086 26.53 0.03 9.22 0.012 3.8
7 0.088 30.94 0.023 8.24 0.012 4.16
8 0.083 26.39 0.028 8.79 0.012 3.85
9 0.086 26.64 0.027 8.51 0.012 3.8

10 0.083 25.77 0.019 6.06 0.012 3.8
11 0.086 27.04 0.028 8.82 0.012 3.81
12 0.084 25.62 0.026 8.04 0.012 3.76
13 0.082 25.79 0.026 8.17 0.012 3.75
14 0.087 26.47 0.026 7.86 0.012 3.71
15 0.084 25.77 0.028 8.42 0.012 3.68
16 0.085 26.3 0.02 6.3 0.012 3.72
17 0.084 26.71 0.03 9.41 0.012 3.76
18 0.085 25.95 0.029 8.75 0.012 3.71
19 0.084 26.57 0.033 10.39 0.012 3.78
20 0.083 26.38 0.029 9.19 0.012 3.83
21 0.084 25.57 0.023 6.97 0.012 3.75
22 0.084 26.64 0.03 9.49 0.012 3.82
23 0.095 18.25 0.024 4.52 0.03 5.52

Average 0.085 0.027 0.013
Total 626.89 196.83 92.7
30-Day Rlng 0.089 0.025
365-Day Rlng 56114

7/25/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.164 11.32 0.082 5.63 OOR OOR
1 0.09 22.47 0.024 5.95 0.018 4.32
2 0.072 16.3 0.024 5.46 0.013 2.99
3 0.091 27.26 0.033 10.04 0.012 3.64
4 0.084 26.39 0.033 10.49 0.012 3.82
5 0.084 26.1 0.026 8.08 0.012 3.83
6 0.086 26.48 0.023 7.15 0.012 3.8
7 0.081 26.49 0.018 6.04 0.012 4.12
8 0.085 26.32 0.019 6 0.012 3.82
9 0.088 26.91 0.03 9.28 0.012 3.77

10 0.085 26.15 0.028 8.5 0.012 3.78
11 0.088 26.99 0.018 5.68 0.012 3.76
12 0.087 26.02 0.032 9.58 0.012 3.71
13 0.087 26.52 0.027 8.41 0.012 3.78
14 0.086 25.52 0.025 7.42 0.013 3.75
15 0.088 26.34 0.03 8.87 0.013 3.77
16 0.087 26.9 0.027 8.34 0.012 3.85
17 0.084 26.02 0.024 7.33 0.012 3.84
18 0.087 26.62 0.03 9.12 0.012 3.79
19 0.084 25.62 0.018 5.44 0.013 3.82
20 0.084 26.29 0.02 6.36 0.012 3.82



21 0.086 26.36 0.025 7.54 0.012 3.78
22 0.084 26.27 0.021 6.44 0.012 3.82
23 0.085 26.81 0.029 9.11 0.012 3.85

Average 0.089 0.028 0.012
Total 604.47 182.26 87.2
30-Day Rlng 0.089 0.025
365-Day Rlng 56240

7/26/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 25.97 0.021 6.53 0.012 3.77
1 0.083 25.67 0.016 4.88 0.012 3.86
2 0.086 26.29 0.018 5.47 0.013 3.83
3 0.086 25.49 0.019 5.61 0.013 3.76
4 0.085 26.22 0.017 5.08 0.013 3.86
5 0.087 27.24 0.021 6.48 0.012 3.9
6 0.079 25.66 0.03 9.65 0.012 4.03
7 0.095 27.39 OOC OOC 0.014 4.1
8 0.103 29.48 OOC OOC 0.014 3.97
9 0.087 26.7 0.019 5.81 0.012 3.79

10 0.084 25.76 0.021 6.45 0.012 3.83
11 0.087 26.18 0.021 6.46 0.013 3.8
12 0.087 26.57 0.033 10.04 0.012 3.77
13 0.084 26.11 0.025 7.85 0.012 3.83
14 0.086 26.47 0.028 8.58 0.012 3.85
15 0.086 26.32 0.028 8.44 0.013 3.83
16 0.083 25.82 0.033 10.35 0.012 3.88
17 0.085 26.2 0.022 6.77 0.013 3.88
18 0.085 26.46 0.029 8.95 0.012 3.82
19 0.085 26.62 0.032 9.82 0.012 3.85
20 0.084 26.15 0.032 10.08 0.012 3.86
21 0.085 26.05 0.022 6.83 0.013 3.83
22 0.085 26.82 0.028 8.8 0.012 3.89
23 0.082 25.66 0.027 8.58 0.012 3.9

Average 0.086 0.025 0.012
Total 633.3 167.51 92.7
30-Day Rlng 0.089 0.025
365-Day Rlng 56330

7/27/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.086 26.37 0.023 7.23 0.012 3.8
1 0.083 25.79 0.021 6.37 0.012 3.89
2 0.083 26.08 0.024 7.53 0.012 3.91
3 0.087 27.27 0.038 11.79 0.012 3.92
4 0.081 25.43 0.023 7.12 0.012 3.93
5 0.084 26.47 0.025 7.82 0.012 3.91
6 0.086 26.61 0.034 10.32 0.012 3.81
7 0.078 26.23 0.015 5.01 0.013 4.32



8 0.082 25.36 0.031 9.55 0.013 3.91
9 0.085 25.76 0.022 6.58 0.013 3.81

10 0.086 26.43 0.029 8.86 0.012 3.85
11 0.087 26.8 0.026 8.15 0.012 3.85
12 0.084 25.51 0.034 10.37 0.012 3.8
13 0.086 26.41 0.034 10.46 0.012 3.84
14 0.087 26.34 0.025 7.58 0.013 3.85
15 0.086 26.68 0.032 9.76 0.012 3.86
16 0.084 25.93 0.022 6.68 0.013 3.88
17 0.084 26.42 0.029 8.99 0.012 3.87
18 0.085 26.2 0.028 8.56 0.012 3.83
19 0.086 26.89 0.034 10.68 0.012 3.89
20 0.084 26.75 0.027 8.75 0.012 3.93
21 0.082 25.34 0.021 6.56 0.013 3.88
22 0.084 26.38 0.029 9.11 0.012 3.93
23 0.084 26.31 0.026 8.33 0.012 3.92

Average 0.084 0.027 0.012
Total 629.76 202.16 93.4
30-Day Rlng 0.089 0.025
365-Day Rlng 56395

7/28/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 26.35 0.033 10.12 0.012 3.85
1 0.081 26.14 0.027 8.5 0.012 3.94
2 0.083 26.37 0.027 8.61 0.012 3.93
3 0.083 26.16 0.027 8.49 0.012 3.91
4 0.084 26.21 0.026 8.27 0.012 3.91
5 0.082 25.56 0.022 6.89 0.012 3.9
6 0.088 26.4 0.026 7.6 0.013 3.79
7 0.08 26.19 0.045 14.63 0.013 4.15
8 0.085 26.29 0.02 6.21 0.012 3.88
9 0.086 26.18 0.034 10.39 0.013 3.82

10 0.086 26.22 0.024 7.38 0.013 3.83
11 0.087 26.57 0.038 11.76 0.012 3.82
12 0.086 25.92 0.025 7.65 0.012 3.74
13 0.087 26.32 0.025 7.56 0.012 3.77
14 0.087 26.56 0.029 8.77 0.013 3.85
15 0.086 26.37 0.024 7.26 0.013 3.84
16 0.086 26.46 0.024 7.37 0.013 3.87
17 0.089 27.43 0.024 7.44 0.012 3.86
18 0.096 23.45 0.019 4.64 0.015 3.71
19 0.089 26.88 0.018 5.53 0.013 3.83
20 0.085 26.53 0.026 7.98 0.012 3.85
21 0.083 26.27 0.029 9.11 0.012 3.84
22 0.08 25.04 0.024 7.47 0.012 3.86
23 0.086 26.1 0.031 9.46 0.013 3.8

Average 0.085 0.027 0.013



Total 627.97 199.09 92.6
30-Day Rlng 0.089 0.025
365-Day Rlng 56485

7/29/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.086 25.45 0.023 6.89 0.013 3.77
1 0.087 26.77 0.039 11.9 0.013 3.85
2 0.087 26.87 0.021 6.57 0.012 3.87
3 0.085 25.95 0.024 7.49 0.012 3.82
4 0.085 26.25 0.023 7.08 0.012 3.8
5 0.086 26.52 0.027 8.26 0.012 3.78
6 0.085 25.82 0.024 7.23 0.012 3.74
7 0.089 29.32 0.017 5.36 0.012 4.09
8 0.087 26.35 0.015 4.66 0.012 3.76
9 0.09 27.05 0.032 9.43 0.012 3.7

10 0.087 26.33 0.023 6.8 0.012 3.73
11 0.087 26.24 0.018 5.32 0.012 3.72
12 0.085 25.93 0.026 7.86 0.012 3.69
13 0.088 26.77 0.022 6.73 0.012 3.71
14 0.088 26.5 0.033 10.1 0.012 3.74
15 0.086 25.76 0.03 8.91 0.012 3.69
16 0.086 26.25 0.027 8.34 0.012 3.73
17 0.087 26.42 0.022 6.75 0.012 3.73
18 0.086 26.38 0.023 7.12 0.012 3.71
19 0.084 26.46 0.029 9.16 0.012 3.78
20 0.083 26.29 0.027 8.48 0.012 3.8
21 0.082 25.58 0.024 7.3 0.012 3.78
22 0.084 26.44 0.033 10.21 0.012 3.79
23 0.085 26.56 0.028 8.84 0.012 3.78

Average 0.086 0.025 0.012
Total 634.26 186.79 90.6
30-Day Rlng 0.089 0.025
365-Day Rlng 56661

7/30/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.079 24.65 0.019 5.98 0.012 3.75
1 0.085 26.64 0.031 9.86 0.012 3.81
2 0.085 26.45 0.028 8.59 0.012 3.81
3 0.084 25.85 0.028 8.53 0.012 3.79
4 0.083 26.14 0.029 9.06 0.012 3.85
5 0.084 26.16 0.023 7.03 0.012 3.83
6 0.084 25.59 0.027 8.01 0.012 3.75
7 0.084 28.6 OOC OOC OOC OOC
8 0.086 26.92 OOC OOC OOC OOC
9 0.083 26.67 OOC OOC OOC OOC

10 0.09 26.93 0.024 7.12 0.012 3.73
11 0.086 25.9 0.022 6.7 0.012 3.74



12 0.09 27.28 0.037 11.27 0.012 3.76
13 0.084 25.75 0.024 7.4 0.012 3.78
14 0.088 26.59 0.032 9.78 0.012 3.78
15 0.086 25.59 0.021 6.25 0.013 3.77
16 0.089 26.75 0.033 9.94 0.013 3.79
17 0.086 26.21 0.033 10 0.012 3.78
18 0.087 26.16 0.021 6.44 0.012 3.74
19 0.088 26.7 0.029 8.98 0.012 3.76
20 0.087 26.65 0.032 9.61 0.012 3.8
21 0.083 25.09 0.02 6.05 0.012 3.73
22 0.087 27.04 0.035 10.89 0.012 3.83
23 0.083 25.61 0.022 6.9 0.012 3.81

Average 0.085 0.027 0.012
Total 631.92 174.39 79.4
30-Day Rlng 0.089 0.025
365-Day Rlng 56835

7/31/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 27.37 0.035 10.73 0.012 3.8
1 0.084 26.29 0.026 8.05 0.012 3.8
2 0.087 26.41 0.031 9.57 0.012 3.77
3 0.085 25.89 0.027 8.09 0.012 3.75
4 0.085 26.5 0.027 8.33 0.012 3.83
5 0.084 25.9 0.022 6.72 0.012 3.81
6 0.086 26.09 0.023 6.85 0.012 3.74
7 0.085 29.11 0.034 11.46 0.012 4.19
8 0.085 26.56 0.036 11.18 0.012 3.82
9 0.087 26.26 0.02 6.08 0.012 3.73

10 0.085 25.75 0.029 8.81 0.012 3.79
11 0.089 26.53 0.033 9.72 0.013 3.77
12 0.087 25.94 0.024 7.32 0.012 3.72
13 0.088 26.4 0.028 8.19 0.014 4.26
14 0.089 26.49 0.033 9.85 0.013 3.79
15 0.087 25.9 0.026 7.85 0.013 3.77
16 0.087 26.55 0.029 8.73 0.013 3.83
17 0.086 26.45 0.027 8.4 0.012 3.82
18 0.086 25.54 0.016 4.71 0.013 3.73
19 0.087 26.94 0.033 10.16 0.012 3.79
20 0.085 26.35 0.03 9.39 0.012 3.82
21 0.084 26.13 0.022 6.79 0.012 3.82
22 0.085 26.63 0.032 10.02 0.012 3.84
23 0.083 25.47 0.02 6.15 0.012 3.82

Average 0.086 0.028 0.012
Total 633.45 203.15 91.8
30-Day Rlng 0.089 0.026
365-Day Rlng 56926

8/1/2016



Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.089 27.12 0.03 9.29 0.012 3.81
1 0.086 26.4 0.029 8.87 0.012 3.83
2 0.086 26.27 0.024 7.36 0.012 3.79
3 0.085 26.08 0.028 8.56 0.012 3.75
4 0.087 26.34 0.035 10.63 0.012 3.75
5 0.087 26.2 0.022 6.54 0.012 3.74
6 0.087 26.2 0.014 4.33 0.012 3.7
7 0.078 26.5 0.018 6.13 0.012 4.08
8 0.086 26.02 0.014 4.41 0.012 3.75
9 0.088 26.55 0.018 5.54 0.012 3.72

10 0.087 26.47 0.027 8.17 0.012 3.73
11 0.088 26.41 0.019 5.67 0.012 3.72
12 0.087 26.06 0.032 9.51 0.012 3.69
13 0.085 25.89 0.022 6.51 0.012 3.71
14 0.089 26.9 0.031 9.3 0.012 3.72
15 0.087 26.26 0.031 9.34 0.012 3.73
16 0.086 26.31 0.032 9.7 0.012 3.79
17 0.086 26.21 0.022 6.7 0.012 3.78
18 0.087 26.35 0.019 5.68 0.012 3.75
19 0.085 26.05 0.035 10.66 0.012 3.78
20 0.084 25.7 0.02 6.01 0.012 3.78
21 0.086 26.44 0.019 5.96 0.012 3.75
22 0.087 26.39 0.028 8.65 0.012 3.77
23 0.085 26.44 0.026 7.89 0.012 3.77

Average 0.086 0.025 0.012
Total 631.56 181.41 90.4
30-Day Rlng 0.089 0.026
365-Day Rlng 56996

8/2/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 26.56 0.028 8.56 0.012 3.79
1 0.084 26.18 0.028 8.63 0.012 3.8
2 0.086 26.59 0.031 9.59 0.012 3.81
3 0.085 26 0.018 5.39 0.012 3.75
4 0.082 25.6 0.029 9.18 0.012 3.88
5 0.084 26.26 0.024 7.51 0.012 3.88
6 0.084 26.41 0.025 7.7 0.012 3.86
7 0.081 28.2 0.017 6.43 0.013 4.5
8 0.085 OOC 0.019 OOC 0.012 OOC
9 0.086 OOC 0.021 OOC 0.013 OOC

10 0.087 26.45 0.024 7.15 0.013 3.83
11 0.087 26.76 0.031 9.68 0.012 3.82
12 0.086 26.16 0.023 6.92 0.012 3.79
13 0.083 25.69 0.032 9.91 0.012 3.8
14 0.088 26.91 0.027 8.3 0.012 3.82
15 0.085 26.06 0.028 8.59 0.012 3.78



16 0.086 26.4 0.03 9.09 0.012 3.81
17 0.086 26.49 0.021 6.37 0.012 3.81
18 0.085 26.18 0.019 5.74 0.012 3.76
19 0.084 25.84 0.018 5.34 0.012 3.79
20 0.085 26.41 0.018 5.72 0.012 3.8
21 0.085 26.5 0.019 6.08 0.012 3.8
22 0.084 26.41 0.021 6.66 0.012 3.84
23 0.083 26.09 0.021 6.72 0.012 3.84

Average 0.085 0.024 0.012
Total 580.15 165.26 84.6
30-Day Rlng 0.089 0.026
365-Day Rlng 56978

8/3/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.086 26.29 0.025 7.6 0.012 3.73
1 0.085 26.23 0.029 9.01 0.012 3.79
2 0.086 26.58 0.03 9.2 0.012 3.79
3 0.084 25.78 0.022 6.92 0.012 3.77
4 0.086 26.46 0.027 8.21 0.012 3.75
5 0.086 26.2 0.027 8.42 0.012 3.76
6 0.087 26.19 0.015 4.59 0.012 3.72
7 0.085 28.61 OOC OOC 0.012 4.12
8 0.075 24.41 Cal Cal 0.012 3.9
9 0.087 26.7 0.024 7.33 0.012 3.8

10 0.085 26.45 0.029 9.17 0.012 3.81
11 0.085 26.89 0.03 9.43 0.012 3.9
12 0.089 27.69 0.03 9.24 0.012 3.83
13 0.084 25.95 0.025 7.54 0.012 3.77
14 0.089 27.07 0.03 9.26 0.012 3.77
15 0.084 25.82 0.026 7.98 0.012 3.76
16 0.085 26.01 0.029 8.84 0.012 3.78
17 0.085 26.66 0.021 6.6 0.012 3.85
18 0.084 26.51 0.022 6.92 0.012 3.8
19 0.084 26.75 0.028 8.98 0.012 3.83
20 0.083 26.44 0.027 8.64 0.012 3.84
21 0.08 25.47 0.027 8.56 0.012 3.81
22 0.084 26.84 0.031 9.92 0.012 3.84
23 0.081 26.35 0.024 7.63 0.012 3.85

Average 0.085 0.026 0.012
Total 634.35 179.99 91.6
30-Day Rlng 0.089 0.026
365-Day Rlng 56985

8/4/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.076 24.48 0.027 8.63 0.012 3.83
1 0.078 25.45 0.029 9.49 0.012 3.92
2 0.078 25.09 0.024 7.82 0.012 3.92



3 0.078 25.81 0.024 8.09 0.012 4.02
4 0.082 26.59 0.026 8.56 0.012 3.99
5 0.078 25.41 0.019 6.09 0.012 3.97
6 0.082 26.39 0.024 7.77 0.012 3.96
7 OOC OOC OOC OOC OOC OOC
8 OOC OOC OOC OOC OOC OOC
9 0.085 25.91 0.024 7.32 0.013 3.81

10 0.084 26.13 0.024 7.49 0.012 3.84
11 0.086 26.42 0.035 10.68 0.012 3.81
12 0.084 25.92 0.029 8.96 0.012 3.81
13 0.084 25.99 0.029 8.87 0.012 3.82
14 0.086 26.4 0.024 7.3 0.012 3.83
15 0.086 26.99 0.036 11.22 0.012 3.83
16 0.082 25.62 0.023 7.02 0.012 3.85
17 0.085 26.42 0.028 8.65 0.012 3.85
18 0.085 26.24 0.029 9.09 0.012 3.79
19 0.078 24.72 0.02 6.41 0.012 3.82
20 0.084 26.62 0.027 8.68 0.012 3.8
21 0.082 25.83 0.027 8.37 0.012 3.77
22 0.081 25.8 0.032 10.24 0.012 3.82
23 0.082 26.28 0.019 6.15 0.012 3.84

Average 0.082 0.026 0.012
Total 570.51 182.9 84.9
30-Day Rlng 0.089 0.026
365-Day Rlng 57058

8/5/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 26.97 0.028 8.98 0.012 3.82
1 0.081 25.8 0.026 8.4 0.012 3.84
2 0.085 26.49 0.026 8.1 0.012 3.83
3 0.082 26.04 0.026 8.45 0.012 3.85
4 0.083 26.7 0.036 11.68 0.012 3.9
5 0.081 25.92 0.023 7.3 0.012 3.88
6 0.08 25.84 0.023 7.45 0.012 3.97
7 0.076 26.15 0.022 7.51 0.012 4.2
8 0.084 26.71 0.029 9.36 0.012 3.88
9 0.085 26.48 0.033 10.32 0.012 3.84

10 0.084 26.49 0.024 7.49 0.012 3.87
11 0.083 25.94 0.026 8.02 0.012 3.84
12 0.083 25.71 0.032 9.75 0.012 3.8
13 0.087 26.35 0.021 6.24 0.013 3.8
14 0.088 26.89 0.027 8.33 0.012 3.8
15 0.085 25.86 0.03 9.24 0.012 3.77
16 0.085 26.49 0.026 8.08 0.012 3.8
17 0.085 26.32 0.026 8.19 0.012 3.8
18 0.085 26.02 0.026 7.85 0.012 3.77
19 0.085 26.52 0.03 9.4 0.012 3.8



20 0.085 26.98 0.028 8.8 0.012 3.82
21 0.082 25.75 0.026 8.26 0.012 3.81
22 0.084 27.01 0.029 9.33 0.012 3.86
23 0.081 25.64 0.024 7.38 0.012 3.87

Average 0.084 0.027 0.012
Total 631.07 203.91 92.4
30-Day Rlng 0.088 0.026
365-Day Rlng 57053

8/6/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.081 25.93 0.03 9.49 0.012 3.85
1 0.083 26.1 0.025 7.79 0.012 3.87
2 0.08 25.2 0.023 7.38 0.012 3.87
3 0.08 26.23 0.026 8.56 0.012 4.06
4 0.083 26.93 0.029 9.41 0.012 3.93
5 0.083 26.39 0.027 8.66 0.012 3.91
6 0.083 26.53 0.031 10.13 0.012 3.94
7 0.08 27.97 0.025 8.72 0.012 4.27
8 0.081 26.15 0.026 8.17 0.012 3.95
9 0.083 26.13 0.029 9.16 0.012 3.87

10 0.083 26.36 0.027 8.49 0.012 3.88
11 0.084 26.72 0.028 8.9 0.012 3.85
12 0.081 26.43 0.032 10.45 0.012 4
13 0.083 25.59 0.024 7.31 0.012 3.81
14 0.085 26.47 0.031 9.63 0.012 3.87
15 0.085 26.62 0.027 8.46 0.012 3.83
16 0.084 26.27 0.027 8.63 0.012 3.86
17 0.083 26.15 0.027 8.63 0.012 3.87
18 0.084 26.3 0.031 9.84 0.012 3.84
19 0.082 26.36 0.029 9.21 0.012 3.9
20 0.082 26.37 0.031 9.84 0.012 3.91
21 0.08 25.48 0.02 6.21 0.012 3.88
22 0.084 27.36 0.026 8.54 0.012 3.92
23 0.08 25.92 0.026 8.22 0.012 3.93

Average 0.082 0.027 0.012
Total 631.96 209.83 93.9
30-Day Rlng 0.087 0.026
365-Day Rlng 57052

8/7/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.082 26.52 0.03 9.6 0.012 3.9
1 0.083 26.68 0.026 8.29 0.012 3.87
2 0.082 25.56 0.029 9.23 0.012 3.81
3 0.08 25.98 0.023 7.6 0.012 3.97
4 0.083 26.18 0.028 8.88 0.012 3.86
5 0.083 26.77 0.028 9 0.012 3.91
6 0.082 26.09 0.027 8.57 0.012 3.86



7 0.079 26.83 0.028 9.54 OOC OOC
8 0.082 26.73 0.027 8.72 OOC OOC
9 0.085 27.09 0.031 9.71 0.012 3.82

10 0.083 26.23 0.032 9.98 0.012 3.81
11 0.077 23.88 0.021 6.41 0.012 3.81
12 0.086 26.92 0.026 8.13 0.012 3.79
13 0.085 26.54 0.03 9.48 0.012 3.82
14 0.082 25.92 0.026 8.02 0.012 3.83
15 0.083 26.22 0.028 8.74 0.012 3.8
16 0.084 26.96 0.024 7.77 0.012 3.84
17 0.085 26.35 0.028 8.54 0.012 3.86
18 0.082 25.61 0.027 8.52 0.012 3.85
19 0.082 26.49 0.028 9.03 0.012 3.88
20 0.083 26.47 0.027 8.43 0.012 3.89
21 0.081 25.9 0.027 8.68 0.012 3.86
22 0.082 26.47 0.027 8.78 0.012 3.91
23 0.083 26.73 0.027 8.69 0.012 3.92

Average 0.082 0.027 0.012
Total 631.12 208.34 84.9
30-Day Rlng 0.087 0.026
365-Day Rlng 57050

8/8/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.082 26.26 0.03 9.73 0.012 3.87
1 0.08 25.32 0.023 7.18 0.012 3.89
2 0.085 26.52 0.029 9.17 0.012 3.82
3 0.081 26.1 0.022 7.06 0.012 3.91
4 0.083 26.65 0.029 9.27 0.012 3.93
5 0.082 26.2 0.026 8.35 0.012 3.93
6 0.082 26.23 0.025 8.11 0.012 3.88
7 0.075 25.4 0.023 7.69 0.012 4.11
8 0.082 25.9 0.023 7.43 0.012 3.85
9 0.084 26.29 0.028 8.67 0.012 3.82

10 0.085 26.83 0.028 9.03 0.012 3.82
11 0.082 25.6 0.026 8.11 0.012 3.8
12 0.085 26.43 0.028 8.72 0.012 3.79
13 0.084 26.01 0.028 8.56 0.012 3.79
14 0.083 25.96 0.029 9.01 0.012 3.8
15 0.084 26.43 0.019 6.1 0.012 3.83
16 0.082 26.58 0.027 8.66 0.012 3.87
17 0.083 26.17 0.029 9.37 0.012 3.86
18 0.084 26.17 0.041 12.87 0.012 3.8
19 0.083 26.7 0.026 8.22 0.012 3.83
20 0.084 26.83 0.022 7.16 0.012 3.84
21 0.082 26.1 0.021 6.57 0.012 3.82
22 0.082 26.45 0.015 4.7 0.012 3.85
23 0.082 26.31 0.014 4.39 0.012 3.81



Average 0.083 0.025 0.012
Total 629.44 194.13 92.5
30-Day Rlng 0.087 0.026
365-Day Rlng 57125

8/9/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.084 26.29 0.017 5.23 0.012 3.76
1 0.083 26.55 0.028 9.12 0.012 3.83
2 0.082 25.93 0.026 8.24 0.012 3.79
3 0.082 25.8 0.022 6.78 0.012 3.81
4 0.084 26.89 0.026 8.16 0.012 3.85
5 0.083 26.26 0.03 9.62 0.012 3.86
6 0.083 26.04 0.029 9.05 0.012 3.82
7 0.09 30.1 0.028 9.41 0.012 4.1
8 0.082 25.95 0.025 7.96 0.012 3.84
9 0.082 25.47 0.025 7.76 0.012 3.77

10 0.085 26 0.031 9.38 0.012 3.77
11 0.088 26.71 0.027 8.12 0.012 3.73
12 0.085 25.92 0.026 7.78 0.012 3.7
13 0.085 26.52 0.031 9.65 0.012 3.74
14 0.086 26.28 0.027 8.21 0.012 3.73
15 0.083 25.41 0.031 9.56 0.012 3.71
16 0.087 26.66 0.028 8.58 0.012 3.75
17 0.086 26.64 0.026 7.98 0.012 3.74
18 0.084 25.92 0.031 9.47 0.012 3.71
19 0.086 26.41 0.038 11.61 0.012 3.72
20 0.083 25.77 0.033 10.17 0.012 3.74
21 0.086 26.51 0.02 6.03 0.012 3.72
22 0.085 26.48 0.025 7.84 0.012 3.74
23 0.085 26.36 0.028 8.83 0.012 3.73

Average 0.085 0.027 0.012
Total 632.87 204.54 90.7
30-Day Rlng 0.087 0.026
365-Day Rlng 57330

8/10/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 26.16 0.028 8.7 0.012 3.7
1 0.087 26.87 0.028 8.7 0.012 3.72
2 0.085 26.34 0.031 9.57 0.012 3.69
3 0.087 25.9 0.027 8.08 0.012 3.64
4 0.087 27.03 0.03 9.29 0.012 3.72
5 0.083 25.62 0.026 8.02 0.012 3.72
6 0.088 27.02 0.029 8.84 0.012 3.68
7 0.076 24.53 0.029 9.42 0.012 4.03
8 0.085 26.56 0.03 9.35 0.012 3.78
9 0.083 24.91 0.041 12.21 0.012 3.68

10 0.09 26.93 0.018 5.39 0.012 3.71



11 0.086 26.53 0.03 9.24 0.012 3.71
12 0.081 23.98 0.026 7.64 0.013 3.69
13 0.088 26.29 0.027 8.19 0.012 3.68
14 0.088 26.65 0.034 10.35 0.012 3.66
15 0.086 26.21 0.03 9.03 0.012 3.68
16 0.085 26.3 0.026 8.01 0.012 3.71
17 0.087 26.6 0.027 8.24 0.012 3.72
18 0.087 26.23 0.029 8.83 0.012 3.66
19 0.086 26.19 0.029 8.92 0.012 3.66
20 0.088 26.35 0.029 8.73 0.012 3.62
21 0.089 26.59 0.028 8.33 0.012 3.6
22 0.086 26.29 0.031 9.38 0.012 3.66
23 0.088 26.78 0.026 7.95 0.012 3.67

Average 0.086 0.029 0.012
Total 628.86 210.41 88.8
30-Day Rlng 0.086 0.026
365-Day Rlng 57398

8/11/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.087 26.49 0.033 10.01 0.012 3.66
1 0.086 26.69 0.027 8.47 0.012 3.7
2 0.087 26.42 0.03 9.02 0.012 3.65
3 0.086 25.24 0.027 7.91 0.012 3.6
4 0.085 26.27 0.03 9.36 0.012 3.73
5 0.085 26.37 0.027 8.34 0.012 3.73
6 0.084 25.61 0.027 8.32 0.012 3.72
7 OOC OOC OOC OOC OOC OOC
8 OOC OOC OOC OOC OOC OOC
9 OOC OOC 0.009 4.81 OOC OOC

10 0.089 26.66 0.021 6.22 0.012 3.58
11 0.087 26.36 0.028 8.34 0.012 3.59
12 0.088 26.47 0.031 9.25 0.012 3.57
13 0.084 25.59 0.022 6.6 0.012 3.57
14 0.089 26.35 0.024 6.98 0.012 3.55
15 0.088 25.97 0.031 9.17 0.012 3.51
16 0.091 26.83 0.02 5.86 0.012 3.57
17 0.087 26.23 0.017 5.22 0.012 3.58
18 0.089 26.82 0.019 5.62 0.012 3.58
19 0.086 25.74 0.027 8.1 0.012 3.6
20 0.089 26.94 0.031 9.37 0.012 3.62
21 0.088 26.19 0.029 8.53 0.012 3.59
22 0.087 26.13 0.032 9.65 0.012 3.6
23 0.088 26.6 0.027 8.24 0.012 3.6

Average 0.087 0.026 0.012
Total 551.97 173.39 75.9
30-Day Rlng 0.086 0.026
365-Day Rlng 57515



8/12/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.087 25.43 0.029 8.52 0.012 3.57
1 0.088 26.84 0.029 8.66 0.012 3.61
2 0.088 25.89 0.03 8.99 0.012 3.57
3 0.089 26.59 0.029 8.61 0.012 3.57
4 0.087 26.21 0.028 8.34 0.012 3.64
5 0.089 27.09 0.026 8.01 0.012 3.65
6 0.087 26 0.026 7.86 0.012 3.59
7 0.077 24.99 0.025 8.24 0.012 3.94
8 0.084 25.38 0.028 8.35 0.012 3.66
9 0.087 25.63 0.028 8.16 0.012 3.55

10 0.094 28.08 0.023 6.82 0.012 3.57
11 0.087 25.9 0.017 5.11 0.012 3.58
12 0.093 27.16 0.02 5.8 0.012 3.51
13 0.086 25.26 0.02 5.97 0.012 3.6
14 0.09 26.5 0.016 4.69 0.012 3.59
15 0.092 26.82 0.017 4.98 0.012 3.56
16 0.087 25.73 0.019 5.49 0.012 3.55
17 0.091 26.96 0.028 8.19 0.012 3.56
18 0.088 25.88 0.029 8.6 0.012 3.57
19 0.088 26.45 0.022 6.64 0.012 3.62
20 0.089 26.74 0.019 5.82 0.012 3.6
21 0.087 26 0.018 5.34 0.012 3.57
22 0.09 26.7 0.019 5.75 0.012 3.57
23 0.087 26.17 0.017 5.11 0.012 3.58

Average 0.088 0.023 0.012
Total 630.4 168.05 86.4
30-Day Rlng 0.086 0.026
365-Day Rlng 57555

8/13/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.084 24.77 0.019 5.68 0.012 3.52
1 0.087 25.55 0.018 5.38 0.012 3.54
2 0.09 26.45 0.017 4.95 0.012 3.54
3 0.088 26.18 0.017 5.13 0.012 3.56
4 0.086 26.27 0.02 6.05 0.012 3.64
5 0.089 26.73 0.017 5.01 0.012 3.64
6 0.088 26.4 0.017 4.99 0.012 3.61
7 0.086 28.59 0.022 7.3 0.012 3.95
8 0.079 24.23 0.033 10.11 0.012 3.69
9 0.087 25.87 0.026 7.81 0.012 3.57

10 0.087 26.38 0.026 7.88 0.012 3.61
11 0.088 26.27 0.028 8.41 0.012 3.58
12 0.089 26.12 0.032 9.46 0.012 3.52
13 0.09 26.6 0.018 5.25 0.012 3.53
14 0.088 25.69 0.026 7.55 0.012 3.48



15 0.092 27.09 0.03 8.8 0.012 3.53
16 0.085 25.67 0.031 9.28 0.012 3.57
17 0.09 27.15 0.024 7.33 0.012 3.61
18 0.086 25.54 0.025 7.52 0.012 3.57
19 0.086 26.05 0.022 6.8 0.012 3.64
20 0.086 25.97 0.021 6.32 0.012 3.58
21 0.091 26.67 0.018 5.11 0.012 3.46
22 0.088 26.44 0.016 4.91 0.012 3.58
23 0.089 26.67 0.017 5.2 0.012 3.56

Average 0.087 0.023 0.012
Total 629.35 162.23 86.1
30-Day Rlng 0.086 0.026
365-Day Rlng 57542

8/14/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 25.39 0.015 4.35 0.012 3.6
1 0.088 26.33 0.014 4.11 0.012 3.57
2 0.09 26.8 0.014 4.22 0.012 3.58
3 0.087 26.03 0.015 4.44 0.012 3.57
4 0.088 26.22 0.014 4.21 0.012 3.61
5 0.088 26.41 0.014 4.25 0.012 3.62
6 0.088 25.86 0.015 4.28 0.012 3.54
7 0.084 26.8 OOC OOC 0.012 3.87
8 0.094 28.66 OOC OOC 0.013 3.85
9 0.069 22.96 Cal Cal 0.012 3.92

10 0.091 26.57 OOC OOC 0.012 3.55
11 0.09 29.45 0.021 6.96 0.012 3.87
12 0.087 26.12 0.019 5.61 0.012 3.57
13 0.086 25.74 0.018 5.52 0.012 3.57
14 0.091 26.56 0.021 6.28 0.012 3.51
15 0.089 25.82 0.022 6.34 0.012 3.47
16 0.089 26.42 0.021 6.18 0.012 3.53
17 0.09 26.6 0.025 7.48 0.012 3.53
18 0.085 25.26 0.026 7.67 0.012 3.51
19 0.084 25.65 0.026 7.94 0.012 3.62
20 0.087 26.09 0.024 7.23 0.012 3.58
21 0.087 25.74 0.03 8.92 0.012 3.51
22 0.089 27.22 0.027 8.2 0.012 3.61
23 0.086 25.91 0.026 7.75 0.012 3.57

Average 0.087 0.02 0.012
Total 630.61 121.94 86.7
30-Day Rlng 0.086 0.026
365-Day Rlng 57468

8/15/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.086 25.78 0.025 7.45 0.012 3.57
1 0.087 25.87 0.025 7.37 0.012 3.55



2 0.083 25.06 0.024 7.18 0.012 3.6
3 0.089 26.28 0.022 6.36 0.012 3.55
4 0.087 26.27 0.021 6.33 0.012 3.6
5 0.088 26.84 0.02 5.96 0.012 3.63
6 0.087 26.4 0.022 6.63 0.012 3.6
7 0.081 26.04 0.021 6.74 0.012 3.87
8 0.089 26.6 0.019 5.62 0.012 3.59
9 0.084 24.73 0.024 6.97 0.012 3.53

10 0.085 25.23 0.03 9.01 0.012 3.52
11 0.089 26.24 0.027 8.08 0.012 3.51
12 0.09 26.09 0.033 9.57 0.012 3.48
13 0.09 26.83 0.025 7.55 0.012 3.53
14 0.088 26.31 0.028 8.29 0.012 3.54
15 0.086 25.25 0.027 8.07 0.012 3.46
16 0.093 27.13 0.031 9.11 0.012 3.5
17 0.088 26.17 0.03 8.83 0.012 3.52
18 0.09 26.36 0.03 8.92 0.012 3.49
19 0.089 26.4 0.029 8.65 0.012 3.52
20 0.089 26.81 0.03 9.06 0.012 3.56
21 0.086 25.79 0.028 8.52 0.012 3.57
22 0.086 26.35 0.029 8.79 0.012 3.62
23 0.087 26.55 0.029 8.69 0.012 3.63

Average 0.087 0.026 0.012
Total 627.38 187.75 85.5
30-Day Rlng 0.086 0.026
365-Day Rlng 57471

8/16/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 26.15 0.028 8.56 0.012 3.64
1 0.086 26.6 0.029 9.04 0.012 3.68
2 0.084 25.8 0.027 8.18 0.012 3.63
3 0.084 20.39 0.025 6.07 0.015 3.53
4 0.086 26.5 0.024 7.3 0.012 3.71
5 0.087 27.57 0.031 9.88 0.012 3.73
6 0.084 25.7 0.027 8.29 0.012 3.68
7 0.082 28.28 0.025 8.31 0.012 4.23
8 0.082 OOC 0.028 OOC 0.012 OOC
9 0.088 29.48 0.031 10.19 0.012 4.01

10 0.089 25.84 0.03 8.6 0.012 3.46
11 0.092 26.13 0.03 8.59 0.012 3.4
12 0.093 26.28 0.04 11.28 0.012 3.39
13 0.094 26.89 0.022 6.26 0.012 3.41
14 0.092 26.47 0.031 8.93 0.012 3.43
15 0.09 25.35 0.035 9.92 0.012 3.43
16 0.092 27 0.025 7.3 0.012 3.51
17 0.089 26.36 0.024 7.19 0.012 3.51
18 0.089 26.04 0.022 6.31 0.012 3.47



19 0.09 26.31 0.015 4.35 0.012 3.49
20 0.091 26.77 0.019 5.66 0.012 3.48
21 0.087 25.59 0.022 6.56 0.012 3.51
22 0.089 26.66 0.02 6.06 0.012 3.55
23 0.089 26.86 0.015 4.53 0.012 3.57

Average 0.088 0.026 0.012
Total 605.02 177.36 82.5
30-Day Rlng 0.086 0.026
365-Day Rlng 57445

8/17/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.087 25.4 0.014 4.05 0.012 3.46
1 0.088 25.79 0.014 3.98 0.012 3.48
2 0.09 25.87 0.015 4.19 0.012 3.45
3 0.094 27.27 0.022 6.41 0.012 3.46
4 0.09 26.16 0.026 7.45 0.012 3.49
5 0.09 26.43 0.029 8.45 0.012 3.49
6 0.091 26.6 0.027 8.01 0.012 3.48
7 0.084 28.79 0.03 10.18 0.012 4.24
8 0.089 OOC 0.028 OOC 0.012 OOC
9 0.093 26.97 0.032 9.13 0.012 3.59

10 0.091 26.36 0.027 7.96 0.012 3.45
11 0.091 26.42 0.033 9.67 0.012 3.43
12 0.092 26.19 0.015 4.4 0.012 3.37
13 0.093 26.49 0.019 5.34 0.012 3.39
14 0.091 25.72 0.015 4.27 0.012 3.38
15 0.093 26.96 0.022 6.25 0.012 3.44
16 0.089 26.23 0.022 6.44 0.012 3.47
17 0.09 26.32 0.021 6 0.012 3.46
18 0.091 26.18 0.025 7.28 0.012 3.41
19 0.091 26.52 0.022 6.29 0.012 3.45
20 0.091 26.43 0.024 7.03 0.012 3.44
21 0.09 26.52 0.026 7.64 0.012 3.46
22 0.086 24.75 0.036 10.26 0.012 3.42
23 0.092 25.55 0.024 6.57 0.012 3.32

Average 0.09 0.024 0.012
Total 605.92 157.25 80
30-Day Rlng 0.086 0.026
365-Day Rlng 57417

8/18/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 26.24 0.014 3.94 0.012 3.25
1 0.093 26.5 0.025 7.25 0.012 3.4
2 0.084 24.93 0.026 7.54 0.012 3.51
3 0.09 26.34 0.024 6.92 0.012 3.47
4 0.088 25.69 0.021 6.22 0.012 3.49
5 0.091 26.61 0.021 6.19 0.012 3.49



6 0.09 25.59 0.019 5.45 0.012 3.4
7 0.095 30.5 0.024 7.81 0.012 3.79
8 0.089 25.9 0.019 5.49 0.012 3.47
9 0.094 26.77 0.019 5.34 0.012 3.41

10 0.091 26.44 0.018 5.26 0.012 3.49
11 0.091 26.85 0.029 8.42 0.012 3.46
12 0.09 26.17 0.026 7.46 0.012 3.43
13 0.09 25.76 0.022 6.28 0.012 3.42
14 0.095 27.49 0.023 6.83 0.012 3.43
15 0.087 25.04 0.03 8.56 0.012 3.4
16 0.09 26.56 0.018 5.31 0.012 3.48
17 0.09 26.18 0.017 5.06 0.012 3.46
18 0.091 26.26 0.014 4.13 0.012 3.43
19 0.091 26.57 0.015 4.49 0.012 3.46
20 0.09 26.48 0.016 4.68 0.012 3.46
21 0.088 25.63 0.017 4.85 0.012 3.43
22 0.091 26.96 0.019 5.61 0.012 3.48
23 0.088 26.28 0.02 5.96 0.012 3.5

Average 0.091 0.021 0.012
Total 633.74 145.05 83
30-Day Rlng 0.086 0.026
365-Day Rlng 57366

8/19/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.087 25.44 0.018 5.13 0.012 3.45
1 0.089 25.8 0.019 5.65 0.012 3.48
2 0.094 26.87 0.016 4.61 0.012 3.46
3 0.09 25.78 0.019 5.38 0.012 3.42
4 0.091 26.55 0.019 5.44 0.012 3.45
5 0.09 26.26 0.023 6.7 0.012 3.46
6 0.089 26.11 0.017 5.04 0.012 3.48
7 0.091 29.25 0.031 9.77 0.012 3.85
8 0.087 25.92 0.014 4.05 0.012 3.55
9 0.091 26.43 0.014 4.09 0.012 3.47

10 0.09 26.15 0.015 4.23 0.012 3.46
11 0.092 26.9 0.016 4.74 0.012 3.46
12 0.09 25.8 0.021 6.07 0.012 3.41
13 0.09 26.3 0.024 7.1 0.012 3.44
14 0.093 26.79 0.025 7.24 0.012 3.39
15 0.09 25.99 0.023 6.56 0.012 3.41
16 0.09 26.5 0.023 6.84 0.012 3.46
17 0.092 26.54 0.017 4.94 0.012 3.45
18 0.09 26.35 0.017 4.98 0.012 3.44
19 0.089 26.12 0.016 4.59 0.012 3.45
20 0.091 26.17 0.016 4.53 0.012 3.43
21 0.092 26.48 0.021 5.93 0.012 3.42
22 0.088 25.67 0.029 8.52 0.012 3.43



23 0.089 26.16 0.019 5.56 0.012 3.47
Average 0.09 0.02 0.012
Total 632.33 137.69 83.2
30-Day Rlng 0.086 0.025
365-Day Rlng 57322

8/20/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 26.09 0.018 5.37 0.012 3.48
1 0.082 24.23 0.017 5.1 0.012 3.49
2 0.086 25.08 0.018 5.22 0.012 3.45
3 0.093 25.88 0.016 4.39 0.012 3.3
4 0.095 27.18 0.021 6.13 0.012 3.37
5 0.09 26.15 0.024 7.04 0.012 3.41
6 0.091 25.82 0.016 4.44 0.012 3.38
7 OOC 28.54 OOC 7.37 OOC 4.23
8 OOC 25.92 OOC 7.62 OOC 4.27
9 0.09 OOC 0.025 OOC 0.012 OOC

10 0.097 OOC 0.024 OOC 0.012 OOC
11 0.092 OOC 0.021 OOC 0.012 OOC
12 0.092 27.71 0.018 5.25 0.012 3.57
13 0.092 26.02 0.016 4.47 0.012 3.38
14 0.094 27.02 0.02 5.72 0.012 3.41
15 0.091 26.05 0.019 5.4 0.012 3.42
16 0.09 26.31 0.021 6.13 0.012 3.44
17 0.092 26.61 0.021 6.17 0.012 3.46
18 0.09 25.54 0.019 5.36 0.012 3.42
19 0.093 26.94 0.023 6.69 0.012 3.48
20 0.091 26.58 0.031 9.17 0.012 3.49
21 0.088 25.76 0.025 7.29 0.012 3.49
22 0.089 26.22 0.03 8.67 0.012 3.52
23 0.09 26.32 0.022 6.57 0.012 3.55

Average 0.091 0.021 0.012
Total 551.97 129.57 74
30-Day Rlng 0.086 0.025
365-Day Rlng 57275

8/21/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.22 0.023 6.87 0.012 3.52
1 0.089 25.93 0.025 7.28 0.012 3.51
2 0.093 26.15 0.024 6.77 0.012 3.39
3 0.094 26.55 0.027 7.65 0.012 3.41
4 0.091 26.3 0.029 8.33 0.012 3.46
5 0.092 26.63 0.026 7.42 0.012 3.45
6 0.093 26.49 0.02 5.65 0.012 3.41
7 OOC 29.02 OOC 8.52 OOC 4.21
8 OOC 27.23 OOC 9.14 OOC 4.22
9 0.082 25.33 0.026 8.18 0.012 3.68



10 0.09 26.63 0.022 6.51 0.012 3.53
11 0.088 26 0.024 7.16 0.012 3.55
12 0.088 25.85 0.021 6.24 0.012 3.5
13 0.089 26.01 0.025 7.22 0.012 3.48
14 0.09 26.37 0.019 5.7 0.012 3.52
15 0.089 26.29 0.021 6.13 0.012 3.48
16 0.09 26.63 0.021 6.37 0.012 3.51
17 0.088 26.12 0.021 6.11 0.012 3.51
18 0.089 26.26 0.024 7.18 0.012 3.47
19 0.087 26.1 0.02 5.87 0.012 3.53
20 0.09 26.33 0.018 5.16 0.012 3.49
21 0.088 25.88 0.018 5.33 0.012 3.51
22 0.089 26.43 0.016 4.77 0.012 3.49
23 0.089 26.27 0.016 4.76 0.012 3.5

Average 0.089 0.022 0.012
Total 633.02 160.32 85.3
30-Day Rlng 0.086 0.025
365-Day Rlng 57256

8/22/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.06 0.015 4.37 0.012 3.48
1 0.091 26.7 0.019 5.64 0.012 3.5
2 0.088 25.65 0.018 5.43 0.012 3.47
3 0.091 25.33 0.014 3.83 0.012 3.35
4 0.093 25.76 0.014 3.74 0.012 3.28
5 0.078 17.07 0.017 3.55 0.014 3.11
6 0.091 26.38 0.014 3.94 0.012 3.45
7 0.088 28.53 0.014 4.56 0.012 3.78
8 0.087 26.02 0.014 4.17 0.012 3.54
9 0.09 26.49 0.014 4.23 0.012 3.44

10 0.089 26.29 0.015 4.51 0.012 3.48
11 0.089 26.3 0.017 5.15 0.012 3.45
12 0.09 26.26 0.016 4.77 0.012 3.42
13 0.086 25.01 0.019 5.63 0.012 3.42
14 0.079 21.35 0.032 8.65 0.013 3.39
15 0.071 20.02 0.035 9.84 0.012 3.49
16 0.091 27.22 0.02 5.8 0.012 3.49
17 0.088 26.37 0.017 4.97 0.012 3.51
18 0.089 26.49 0.016 4.73 0.012 3.48
19 0.088 26.07 0.016 4.57 0.012 3.46
20 0.089 26.35 0.014 4.28 0.012 3.48
21 0.089 26.27 0.015 4.38 0.012 3.44
22 0.09 26.82 0.019 5.56 0.012 3.5
23 0.087 26.03 0.016 4.85 0.012 3.51

Average 0.088 0.018 0.012
Total 610.84 121.15 82.9
30-Day Rlng 0.086 0.025



365-Day Rlng 57194
8/23/2016

Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.088 26.21 0.018 5.25 0.012 3.47
1 0.088 25.99 0.019 5.67 0.012 3.46
2 0.089 26.18 0.02 5.93 0.012 3.44
3 0.088 25.91 0.021 6.12 0.012 3.43
4 0.09 26.85 0.017 4.89 0.012 3.47
5 0.088 26.01 0.018 5.29 0.012 3.46
6 0.089 26.02 0.016 4.68 0.012 3.42
7 0.087 28.22 0.024 7.7 0.012 3.72
8 0.088 26.39 0.022 6.77 0.012 3.51
9 0.087 25.28 0.017 4.8 0.012 3.39

10 0.091 26.24 0.038 11.07 0.012 3.41
11 0.092 26.88 0.015 4.27 0.012 3.43
12 0.089 25.91 0.015 4.26 0.012 3.41
13 0.09 26.2 0.031 8.95 0.012 3.42
14 0.091 27.05 0.037 11.09 0.012 3.48
15 0.087 26.12 0.02 5.9 0.012 3.51
16 0.088 26.17 0.025 7.33 0.012 3.52
17 0.088 26.4 0.02 5.87 0.012 3.5
18 0.088 25.41 0.016 4.51 0.012 3.41
19 0.09 26.6 0.014 4.22 0.012 3.48
20 0.089 26.07 0.015 4.35 0.012 3.49
21 0.09 26.58 0.016 4.66 0.012 3.47
22 0.088 26.02 0.021 6.29 0.012 3.52
23 0.089 26.78 0.022 6.68 0.012 3.54

Average 0.089 0.021 0.012
Total 631.49 146.55 83.4
30-Day Rlng 0.086 0.025
365-Day Rlng 57170

8/24/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.087 26.16 0.028 8.31 0.012 3.53
1 0.087 25.89 0.029 8.82 0.012 3.52
2 0.09 26.51 0.032 9.4 0.012 3.48
3 0.09 26.21 0.024 6.96 0.012 3.47
4 0.088 26.33 0.026 7.68 0.012 3.51
5 0.088 26.28 0.02 6.15 0.012 3.53
6 0.087 25.93 0.023 6.94 0.012 3.5
7 0.089 30.66 0.025 9.54 0.012 4.08
8 0.083 OOC 0.031 OOC 0.012 OOC
9 0.087 25.91 0.031 9.29 0.012 3.52

10 0.088 26.24 0.026 7.7 0.012 3.52
11 0.089 26.66 0.029 8.67 0.012 3.51
12 0.089 26.19 0.03 8.95 0.012 3.47
13 0.089 26.11 0.021 6.12 0.012 3.44



14 0.091 27.22 0.028 8.19 0.012 3.49
15 0.087 25.54 0.024 7.08 0.012 3.48
16 0.088 26.49 0.02 6.02 0.012 3.53
17 0.087 26.46 0.014 4.18 0.012 3.56
18 0.087 26.49 0.014 4.28 0.012 3.52
19 0.086 25.7 0.014 4.12 0.012 3.5
20 0.089 26.62 0.014 4.17 0.012 3.52
21 0.087 26.13 0.014 4.22 0.012 3.5
22 0.089 26.51 0.014 4.16 0.012 3.5
23 0.087 26.24 0.015 4.55 0.012 3.51

Average 0.088 0.023 0.012
Total 608.48 155.5 81.2
30-Day Rlng 0.086 0.025
365-Day Rlng 57162

8/25/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.3 0.014 4.19 0.012 3.47
1 0.088 26.39 0.024 7.08 0.012 3.5
2 0.088 26.02 0.027 8.07 0.012 3.47
3 0.089 26.47 0.014 4.1 0.012 3.46
4 0.09 26.46 0.014 4.01 0.012 3.47
5 0.09 26.65 0.014 4.17 0.012 3.48
6 0.088 25.8 0.014 4.1 0.012 3.45
7 0.086 27.37 0.014 4.32 0.012 3.77
8 0.088 26.68 0.026 7.91 0.012 3.54
9 0.087 25.87 0.019 5.8 0.012 3.5

10 0.088 25.98 0.036 10.65 0.012 3.47
11 0.092 26.97 0.018 5.25 0.012 3.46
12 0.085 24.53 0.047 13.53 0.012 3.46
13 0.093 27.8 0.016 4.67 0.012 3.5
14 0.087 26.39 0.019 5.72 0.012 3.53
15 0.086 25.98 0.023 6.9 0.012 3.51
16 0.087 25.6 0.017 4.84 0.012 3.44
17 0.092 27.28 0.014 4.16 0.012 3.48
18 0.088 26.25 0.014 4.25 0.012 3.51
19 0.087 26.16 0.014 4.21 0.012 3.51
20 0.087 26.28 0.014 4.26 0.012 3.55
21 0.088 26.69 0.014 4.27 0.012 3.55
22 0.086 26.23 0.018 5.35 0.012 3.57
23 0.087 26.5 0.018 5.51 0.012 3.57

Average 0.088 0.019 0.012
Total 632.65 137.32 84.2
30-Day Rlng 0.086 0.024
365-Day Rlng 57147

8/26/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.087 26.52 0.016 4.93 0.012 3.55



1 0.085 25.48 0.018 5.33 0.012 3.53
2 0.089 26.47 0.02 5.8 0.012 3.48
3 0.087 23.95 0.017 4.82 0.012 3.36
4 0.08 20.18 0.015 3.75 0.013 3.28
5 0.077 19.48 0.015 3.75 0.013 3.28
6 0.075 19.13 0.015 3.79 0.013 3.31
7 0.091 27.72 OOC OOC 0.013 3.86
8 0.087 26.79 0.015 4.5 0.012 3.72
9 0.088 25.28 0.029 8.34 0.012 3.49

10 0.091 26.36 0.028 8.18 0.012 3.49
11 0.09 26.59 0.026 7.55 0.012 3.52
12 0.087 26.03 0.028 8.37 0.012 3.51
13 0.092 27.42 0.024 7.29 0.012 3.5
14 0.083 23 0.017 4.84 0.012 3.45
15 0.092 26.84 0.017 5.05 0.012 3.5
16 0.088 26.53 0.036 10.77 0.012 3.48
17 0.089 26.77 0.022 6.61 0.012 3.48
18 0.086 25.81 0.022 6.62 0.012 3.48
19 0.088 26.32 0.022 6.54 0.012 3.48
20 0.087 26.26 0.024 7.19 0.012 3.5
21 0.087 26.69 0.025 7.61 0.012 3.52
22 0.087 26.39 0.026 7.85 0.012 3.54
23 0.087 26.82 0.026 7.86 0.012 3.55

Average 0.087 0.022 0.012
Total 608.83 147.34 83.9
30-Day Rlng 0.087 0.024
365-Day Rlng 57140

8/27/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 25.79 0.024 7.42 0.012 3.54
1 0.086 26.13 0.024 7.38 0.012 3.51
2 0.088 26.3 0.024 7.24 0.012 3.48
3 0.089 26.73 0.024 7.34 0.012 3.52
4 0.086 26.21 0.026 8.02 0.012 3.57
5 0.087 26.16 0.027 8.18 0.012 3.56
6 0.088 26.68 0.026 8.05 0.012 3.55
7 0.083 27.49 0.029 9.53 0.012 3.84
8 0.085 26.18 0.029 9 0.012 3.58
9 0.086 26.46 0.028 8.65 0.011 3.51

10 0.086 25.97 0.026 7.7 0.012 3.48
11 0.089 27.03 0.023 6.99 0.012 3.48
12 0.085 25.33 0.026 7.75 0.012 3.43
13 0.088 26.86 0.015 4.49 0.011 3.45
14 0.086 25.48 0.019 5.75 0.012 3.41
15 0.093 27.62 0.025 7.5 0.012 3.42
16 0.086 26.01 0.028 8.67 0.011 3.48
17 0.086 26.2 0.032 9.85 0.011 3.48



18 0.088 26.18 0.027 8.18 0.012 3.44
19 0.087 26 0.021 6.4 0.012 3.5
20 0.087 25.97 0.03 8.96 0.012 3.48
21 0.09 26.65 0.024 7.14 0.012 3.45
22 0.087 25.74 0.025 7.43 0.012 3.48
23 0.09 27.06 0.026 7.73 0.012 3.5

Average 0.087 0.025 0.012
Total 632.23 185.35 84.1
30-Day Rlng 0.087 0.024
365-Day Rlng 57176

8/28/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 25.74 0.027 8.1 0.012 3.51
1 0.088 25.88 0.022 6.54 0.012 3.44
2 0.09 26.63 0.027 7.97 0.012 3.44
3 0.089 26.01 0.029 8.38 0.012 3.43
4 0.088 26.18 0.019 5.73 0.012 3.47
5 0.088 26.63 0.026 7.9 0.012 3.52
6 0.088 26.85 0.026 7.91 0.012 3.53
7 0.08 26.32 0.026 8.49 0.012 3.81
8 0.08 22.95 0.018 5.34 0.012 3.52
9 0.084 24.23 0.022 6.41 0.012 3.47

10 0.095 26.41 0.015 4.07 0.013 3.51
11 0.093 27.18 0.021 6.25 0.012 3.48
12 0.088 26.25 0.022 6.65 0.012 3.43
13 0.088 26.25 0.029 8.7 0.012 3.49
14 0.088 26.12 0.026 7.67 0.012 3.51
15 0.09 26.76 0.017 4.96 0.012 3.5
16 0.088 25.64 0.021 5.98 0.012 3.45
17 0.09 26.82 0.022 6.48 0.012 3.52
18 0.087 26.1 0.016 4.74 0.012 3.52
19 0.088 26.7 0.021 6.24 0.012 3.53
20 0.087 25.99 0.018 5.32 0.012 3.53
21 0.089 26.08 0.019 5.6 0.012 3.46
22 0.091 26.47 0.018 5.22 0.012 3.47
23 0.09 26.76 0.017 5.16 0.012 3.5

Average 0.088 0.022 0.012
Total 626.95 155.81 84
30-Day Rlng 0.087 0.024
365-Day Rlng 57332

8/29/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 25.89 0.025 7.39 0.012 3.48
1 0.085 24.57 0.052 15.03 0.012 3.45
2 0.092 26.9 0.019 5.6 0.012 3.52
3 0.089 26.46 0.02 6.05 0.012 3.52
4 0.087 26.22 0.024 7.09 0.012 3.54



5 0.088 26.98 0.024 7.23 0.012 3.57
6 0.086 26.49 0.022 6.59 0.012 3.58
7 Cal Cal Cal Cal Cal 4.2
8 Cal Cal Cal Cal Cal 4.19
9 0.083 25.62 0.023 7.11 0.012 3.6

10 0.089 26.67 0.023 6.85 0.012 3.49
11 0.087 26.35 0.028 8.43 0.012 3.49
12 0.086 25.92 0.038 11.33 0.012 3.47
13 0.088 26.93 0.018 5.34 0.011 3.49
14 0.087 25.73 0.027 7.91 0.012 3.5
15 0.084 22.9 0.014 3.82 0.012 3.35
16 0.094 26.8 0.015 4.37 0.012 3.44
17 0.088 26.95 0.031 9.61 0.012 3.52
18 0.086 26.29 0.042 12.87 0.012 3.5
19 0.086 26.48 0.029 9.01 0.012 3.53
20 0.086 26.92 0.024 7.29 0.011 3.56
21 0.084 25.74 0.023 7.03 0.012 3.55
22 0.084 25.65 0.033 10.02 0.012 3.54
23 0.088 26.99 0.026 8.01 0.012 3.54

Average 0.087 0.026 0.012
Total 575.45 173.98 85.6
30-Day Rlng 0.087 0.024
365-Day Rlng 57506

8/30/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.084 25.71 0.025 7.69 0.012 3.54
1 0.086 25.47 0.025 7.35 0.012 3.51
2 0.088 26.79 0.034 10.26 0.012 3.53
3 0.087 26.89 0.023 7.11 0.012 3.58
4 0.085 26.4 0.025 7.59 0.012 3.59
5 0.085 26.38 0.029 8.96 0.012 3.6
6 0.067 17.99 0.018 4.85 0.013 3.45
7 0.088 28.22 Cal Cal 0.012 3.76
8 Maint Maint Maint Maint Maint Maint
9 Maint Maint Maint Maint Maint Maint

10 Maint Maint Maint Maint Maint Maint
11 Maint Maint Maint Maint Maint Maint
12 0.083 26.79 0.027 8.7 0.012 3.75
13 0.083 25.95 0.028 8.73 0.011 3.56
14 0.085 25.66 0.035 10.54 0.012 3.52
15 0.089 26.41 0.025 7.58 0.012 3.44
16 0.086 26.45 0.023 7.2 0.012 3.55
17 0.087 26.41 0.026 8.03 0.012 3.53
18 0.088 26.95 0.023 7.01 0.011 3.51
19 0.083 25.52 0.029 8.79 0.012 3.54
20 0.086 26.3 0.026 7.87 0.012 3.55
21 0.086 26.19 0.027 8.25 0.012 3.52



22 0.087 26.41 0.027 8.05 0.012 3.53
23 0.089 27.07 0.026 7.88 0.012 3.54

Average 0.085 0.026 0.012
Total 519.96 152.44 71.1
30-Day Rlng 0.087 0.024
365-Day Rlng 57659

8/31/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.084 25.93 0.024 7.43 0.012 3.55
1 0.086 25.94 0.021 6.26 0.012 3.51
2 0.089 26.98 0.022 6.61 0.012 3.49
3 0.086 26.59 0.024 7.34 0.012 3.55
4 0.084 26.12 0.025 7.82 0.011 3.58
5 0.085 25.67 0.021 6.24 0.012 3.58
6 0.087 26.51 0.021 6.36 0.012 3.58
7 0.08 24.86 0.024 7.62 0.012 3.69
8 0.087 26.66 0.019 5.72 0.012 3.6
9 0.087 25.93 0.04 12.04 0.012 3.52

10 0.09 26.92 0.025 7.53 0.012 3.51
11 0.088 26.54 0.041 12.34 0.012 3.5
12 0.083 24.3 0.018 5.17 0.012 3.43
13 0.089 25.73 0.014 4.2 0.012 3.4
14 0.092 26.83 0.026 7.68 0.012 3.43
15 0.088 25.61 0.025 7.39 0.012 3.44
16 0.091 26.46 0.033 9.73 0.012 3.44
17 0.088 26.14 0.029 8.46 0.012 3.47
18 0.09 25.9 0.018 5.31 0.012 3.38
19 0.089 26.39 0.024 7.13 0.012 3.46
20 0.088 26.41 0.026 7.68 0.012 3.46
21 0.088 26.49 0.022 6.47 0.012 3.47
22 0.088 25.86 0.018 5.21 0.012 3.42
23 0.093 27.49 0.026 7.85 0.012 3.42

Average 0.088 0.024 0.012
Total 628.26 175.59 83.9
30-Day Rlng 0.087 0.024
365-Day Rlng 57834

9/1/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 2.63 0.06 1.63 0.046 1.25
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down



9 Down Down Down Down Down Down
10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average 0.097 0.06 0.046
Total 2.63 1.63 1.3
30-Day Rlng 0.087 0.024
365-Day Rlng 57836

9/2/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down



30-Day Rlng 0.087 0.024
365-Day Rlng 57836

9/3/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Inval 0.84 Inval 0.59 OOC OOC
21 Inval OOC Inval OOC OOC OOC
22 Inval OOC Inval OOC OOC OOC
23 Inval OOC Inval OOC OOC OOC

Average Inval Inval OOC
Total 0.84 0.59 OOC
30-Day Rlng 0.087 0.024
365-Day Rlng 57836

9/4/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Inval OOC Inval OOC OOC OOC
1 Inval OOC Inval OOC OOC OOC
2 0.138 OOC 0.076 OOC OOC OOC
3 0.134 OOC 0.064 OOC OOC OOC
4 0.142 OOC 0.06 OOC OOC OOC
5 0.156 OOC 0.05 OOC OOC OOC
6 0.204 OOC 0.021 OOC OOC OOC
7 0.082 23.61 0.036 10.4 Cal Cal
8 0.085 26.88 0.029 9.03 OOC OOC
9 0.084 26.57 0.029 9.12 OOC OOC

10 0.092 28.71 0.018 5.54 0.013 3.96
11 0.088 26.75 0.03 9.27 0.012 3.8
12 0.086 26.13 0.026 7.82 0.012 3.75



13 0.085 26.39 0.028 8.6 0.012 3.79
14 0.086 26.51 0.027 8.33 0.012 3.78
15 0.085 26.12 0.024 7.49 0.012 3.77
16 0.086 25.96 0.03 9.06 0.013 3.81
17 0.088 26.96 0.015 4.46 0.012 3.84
18 0.084 26.55 0.017 5.31 0.012 3.86
19 0.082 26.19 0.018 5.75 0.012 3.89
20 0.083 26.41 0.016 5.05 0.012 3.89
21 0.084 26.18 0.027 8.38 0.012 3.83
22 0.083 26.34 0.016 5.05 0.012 3.9
23 0.083 25.6 0.015 4.77 0.012 3.86

Average 0.101 0.031 0.012
Total 447.86 123.43 53.7
30-Day Rlng 0.088 0.024
365-Day Rlng 57960

9/5/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.086 26.61 0.03 9.32 0.013 3.87
1 0.084 26.52 0.033 10.4 0.012 3.91
2 0.086 26.42 0.028 8.76 0.012 3.84
3 0.084 25.72 0.039 11.9 0.012 3.76
4 0.085 25.92 0.072 22.11 0.012 3.81
5 0.088 24.92 0.095 26.97 0.013 3.72
6 0.091 26.69 0.033 9.67 0.013 3.76
7 0.087 26.99 0.014 4.46 0.012 3.88
8 0.087 26.09 0.025 7.58 0.013 3.82
9 0.088 26.86 0.026 7.98 0.012 3.81

10 0.084 26.33 0.035 10.94 0.012 3.82
11 0.084 26.39 0.023 7.36 0.012 3.81
12 0.083 26.28 0.033 10.5 0.012 3.79
13 0.083 26.23 0.023 7.32 0.012 3.77
14 0.086 26.62 0.03 9.19 0.012 3.76
15 0.084 26.2 0.022 6.98 0.012 3.75
16 0.084 26.49 0.04 12.54 0.012 3.77
17 0.084 26.28 0.021 6.47 0.012 3.78
18 0.083 25.7 0.022 6.81 0.012 3.72
19 0.081 24.94 0.035 10.86 0.012 3.81
20 0.071 22.71 0.023 7.38 0.012 3.92
21 0.082 26.13 0.025 7.82 0.012 3.91
22 0.075 24.2 0.025 8.11 0.012 3.9
23 0.076 23.79 0.016 4.87 0.012 3.81

Average 0.084 0.032 0.012
Total 621.03 236.3 91.5
30-Day Rlng 0.088 0.024
365-Day Rlng 58196

9/6/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs



0 0.082 26.11 0.025 7.89 0.012 3.8
1 0.075 24.29 0.021 6.6 0.012 3.86
2 0.083 26.38 0.02 6.21 0.012 3.84
3 0.079 24.71 0.022 6.93 0.012 3.85
4 0.081 25.55 0.026 8.15 0.012 3.87
5 0.08 25.46 0.019 5.96 0.012 3.86
6 0.082 25.69 0.018 5.77 0.012 3.82
7 0.086 29.53 0.028 9.03 0.012 3.92
8 0.084 26.03 0.025 7.86 0.012 3.83
9 Maint Maint Maint Maint Maint Maint

10 0.085 26.22 0.033 10.16 0.012 3.77
11 0.087 26.71 0.021 6.35 0.012 3.76
12 0.086 26.6 0.033 10.08 0.012 3.81
13 0.084 26.38 0.027 8.42 0.012 3.89
14 0.085 26.18 0.025 7.83 0.012 3.86
15 0.085 26.51 0.016 5.05 0.012 3.81
16 0.084 25.99 0.017 5.27 0.012 3.81
17 0.084 26.46 0.036 11.19 0.012 3.82
18 0.083 26.21 0.031 9.81 0.012 3.8
19 0.084 26.83 0.028 8.98 0.012 3.81
20 0.08 24.57 0.019 5.83 0.012 3.78
21 0.085 25.95 0.037 11.41 0.012 3.74
22 0.086 27 0.021 6.69 0.012 3.83
23 0.083 26.32 0.032 10.19 0.012 3.85

Average 0.083 0.025 0.012
Total 601.68 181.66 88
30-Day Rlng 0.088 0.024
365-Day Rlng 58374

9/7/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.082 25.61 0.028 8.68 0.012 3.8
1 0.085 25.71 0.036 11.1 0.013 3.84
2 0.082 25.57 0.028 8.58 0.012 3.81
3 0.078 24.59 0.03 9.3 0.012 3.79
4 0.087 26.14 0.037 11.25 0.013 3.82
5 0.08 24.75 0.028 8.69 0.012 3.83
6 0.086 26.42 0.02 6.18 0.012 3.79
7 0.082 27.12 0.024 8.03 0.012 4.12
8 0.085 26.48 0.025 7.76 0.012 3.83
9 0.085 25.62 0.026 7.83 0.012 3.68

10 0.086 26.34 0.025 7.72 0.012 3.78
11 0.085 26.58 0.021 6.68 0.012 3.83
12 0.084 25.57 0.022 6.74 0.012 3.74
13 0.088 26.28 0.02 5.88 0.012 3.73
14 0.089 27 0.032 9.79 0.012 3.76
15 0.086 26.57 0.029 8.9 0.012 3.74
16 0.084 26.17 0.027 8.44 0.012 3.8



17 0.084 25.84 0.033 10.15 0.012 3.79
18 0.085 26.03 0.032 9.71 0.012 3.7
19 0.086 26.6 0.027 8.3 0.012 3.77
20 0.086 26.59 0.024 7.32 0.012 3.77
21 0.082 25.5 0.03 9.15 0.012 3.71
22 0.078 24.46 0.021 6.48 0.012 3.78
23 0.085 26.17 0.027 8.27 0.012 3.79

Average 0.084 0.027 0.012
Total 623.71 200.93 91
30-Day Rlng 0.088 0.024
365-Day Rlng 58491

9/8/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.084 26.59 0.036 11.37 0.012 3.83
1 0.085 26.43 0.031 9.45 0.012 3.8
2 0.084 26.22 0.031 9.52 0.012 3.83
3 0.08 24.81 0.036 11.19 0.012 3.87
4 0.086 27.28 0.022 7.11 0.012 3.85
5 0.084 26.77 0.031 9.71 0.012 3.92
6 0.083 25.87 0.026 7.96 0.012 3.84
7 0.084 28.37 OOC OOC 0.012 4.13
8 0.076 25.01 0.041 13.38 0.012 4.03
9 0.086 26.86 0.023 7.22 0.012 3.85

10 0.086 26.48 0.025 7.83 0.012 3.76
11 0.087 26.63 0.028 8.63 0.012 3.72
12 0.086 26.32 0.032 9.87 0.012 3.69
13 0.086 26.35 0.032 9.79 0.012 3.71
14 0.086 26.33 0.023 6.93 0.012 3.73
15 0.084 25.83 0.028 8.73 0.012 3.69
16 0.085 26.67 0.037 11.5 0.012 3.74
17 0.086 26.77 0.024 7.64 0.012 3.74
18 0.085 25.89 0.024 7.38 0.012 3.69
19 0.084 26.31 0.029 9.17 0.012 3.71
20 0.084 26.46 0.03 9.3 0.012 3.7
21 0.085 26.45 0.03 9.43 0.012 3.65
22 0.085 26.68 0.03 9.48 0.012 3.71
23 0.082 25.38 0.024 7.36 0.012 3.73

Average 0.084 0.029 0.012
Total 632.76 209.95 90.9
30-Day Rlng 0.088 0.024
365-Day Rlng 58601

9/9/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 24.56 0.036 10.07 0.013 3.72
1 0.094 26.86 0.039 11.19 0.013 3.76
2 0.091 26.3 0.03 8.72 0.013 3.79
3 0.087 26.51 0.022 6.87 0.012 3.8



4 0.086 26.63 0.027 8.48 0.012 3.79
5 0.085 26.7 0.027 8.45 0.012 3.81
6 0.079 25.36 0.031 9.76 0.012 3.85
7 OOC OOC 0.032 10.48 OOC OOC
8 0.086 27.44 0.022 7.32 0.012 3.9
9 0.085 25.31 0.024 7.3 0.012 3.67

10 0.086 26.18 0.028 8.45 0.012 3.75
11 0.087 26.2 0.038 11.44 0.012 3.75
12 0.087 26.06 0.016 4.79 0.012 3.68
13 0.084 25.69 0.025 7.68 0.012 3.74
14 0.086 26.68 0.024 7.41 0.012 3.75
15 0.083 25.49 0.029 8.85 0.012 3.72
16 0.086 26.75 0.026 7.93 0.012 3.78
17 0.084 26.21 0.025 7.74 0.012 3.78
18 0.085 26.41 0.032 9.85 0.012 3.76
19 0.087 26.15 0.024 7.18 0.012 3.76
20 0.086 25.59 0.024 7.05 0.013 3.74
21 0.081 25.16 0.026 7.86 0.012 3.79
22 0.086 26.43 0.025 7.81 0.012 3.8
23 0.078 24.08 0.023 7.22 0.012 3.79

Average 0.086 0.027 0.012
Total 598.75 199.9 86.7
30-Day Rlng 0.088 0.024
365-Day Rlng 58614

9/10/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 26.99 0.023 7.45 0.012 3.81
1 0.085 26.15 0.026 7.97 0.012 3.79
2 0.084 25.89 0.032 9.75 0.012 3.79
3 0.076 22.9 0.026 7.69 0.013 3.78
4 0.089 26.88 0.033 9.95 0.013 3.84
5 0.085 25.81 0.022 6.69 0.013 3.83
6 0.088 26.81 0.024 7.34 0.013 3.84
7 0.086 29.41 0.026 8.67 0.012 4.19
8 0.081 25.49 0.024 7.69 0.012 3.89
9 0.085 26.01 0.024 7.15 0.012 3.8

10 0.086 26.77 0.02 6.32 0.012 3.81
11 0.085 26.24 0.015 4.55 0.012 3.77
12 0.087 26.56 0.027 8.29 0.012 3.72
13 0.084 26.03 0.031 9.63 0.012 3.77
14 0.084 25.99 0.027 8.31 0.012 3.79
15 0.086 26.12 0.023 6.88 0.012 3.76
16 0.085 26.74 0.026 8.06 0.012 3.84
17 0.083 25.73 0.029 8.9 0.012 3.83
18 0.087 26.72 0.025 7.72 0.012 3.76
19 0.084 25.96 0.031 9.57 0.012 3.8
20 0.086 26.66 0.025 7.8 0.012 3.79



21 0.084 25.46 0.024 7.31 0.012 3.74
22 0.086 26.76 0.026 8.11 0.012 3.81
23 0.084 26.15 0.025 7.74 0.012 3.82

Average 0.085 0.026 0.012
Total 630.23 189.54 91.6
30-Day Rlng 0.088 0.024
365-Day Rlng 58580

9/11/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 26.76 0.026 8 0.012 3.87
1 0.084 26.16 0.027 8.31 0.012 3.84
2 0.084 26.03 0.025 7.69 0.012 3.85
3 0.084 26.26 0.025 7.64 0.012 3.84
4 0.084 26.39 0.029 9.13 0.012 3.87
5 0.084 26.59 0.029 9.13 0.012 3.89
6 0.084 25.96 0.02 6.27 0.012 3.84
7 0.082 26.1 0.031 9.65 0.013 4.16
8 0.082 26.13 0.026 8.14 0.012 3.9
9 0.084 26.23 0.024 7.66 0.012 3.8

10 0.086 25.67 0.031 9.18 0.013 3.8
11 0.086 26.65 0.018 5.58 0.012 3.78
12 0.086 26.8 0.031 9.68 0.012 3.79
13 0.083 26.04 0.033 10.45 0.012 3.83
14 0.084 26.39 0.024 7.41 0.012 3.82
15 0.084 26.15 0.023 7.05 0.012 3.81
16 0.084 26.49 0.025 7.95 0.012 3.85
17 0.083 26.02 0.033 10.28 0.012 3.85
18 0.082 25.52 0.031 9.68 0.012 3.79
19 0.087 26.76 0.036 11.11 0.012 3.81
20 0.085 25.49 0.021 6.29 0.013 3.79
21 0.089 26.81 0.023 7.02 0.012 3.75
22 0.085 25.87 0.024 7.41 0.013 3.82
23 0.087 26.63 0.031 9.46 0.012 3.82

Average 0.085 0.027 0.012
Total 629.9 200.17 92.2
30-Day Rlng 0.088 0.024
365-Day Rlng 58565

9/12/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.086 26.7 0.03 9.28 0.012 3.83
1 0.085 25.93 0.026 7.89 0.013 3.84
2 0.086 26.58 0.031 9.7 0.012 3.85
3 0.085 25.87 0.026 7.85 0.012 3.81
4 0.086 26.54 0.027 8.53 0.012 3.87
5 0.083 26.23 0.027 8.59 0.012 3.89
6 0.085 26.3 0.028 8.84 0.012 3.86
7 0.082 27.86 0.031 10.27 0.012 4.19



8 0.083 26.4 0.029 9.27 0.012 3.92
9 0.083 25.95 0.027 8.43 0.012 3.87

10 0.085 26.78 0.029 9.02 0.012 3.89
11 0.083 26.07 0.024 7.6 0.012 3.86
12 0.084 25.83 0.031 9.55 0.012 3.77
13 0.083 26.12 0.028 8.66 0.012 3.83
14 0.086 26.59 0.021 6.59 0.012 3.78
15 0.084 25.94 0.027 8.16 0.012 3.77
16 0.085 26.64 0.025 7.82 0.012 3.81
17 0.084 26.18 0.026 8.07 0.012 3.83
18 0.084 26.34 0.027 8.44 0.012 3.82
19 0.083 26.37 0.028 8.94 0.012 3.85
20 0.083 26.37 0.028 8.78 0.012 3.85
21 0.081 26.43 0.034 10.87 0.012 3.92
22 0.083 25.85 0.025 7.91 0.012 3.8
23 0.084 26.45 0.026 8.18 0.012 3.82

Average 0.084 0.028 0.012
Total 632.32 207.24 92.5
30-Day Rlng 0.087 0.024
365-Day Rlng 58550

9/13/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.082 26.23 0.028 9.04 0.012 3.94
1 0.084 26.64 0.022 6.91 0.012 3.85
2 0.085 26.36 0.027 8.39 0.012 3.81
3 0.083 26.16 0.019 5.94 0.012 3.85
4 0.083 26.38 0.029 9.31 0.012 3.84
5 0.084 26.59 0.031 9.71 0.012 3.84
6 0.084 25.94 0.026 8.09 0.012 3.76
7 OOC OOC 0.021 6.93 OOC OOC
8 0.085 28.2 0.023 7.55 0.012 3.98
9 0.085 26.29 0.029 8.98 0.012 3.77

10 0.082 25.55 0.039 12.29 0.012 3.87
11 0.084 26.61 0.039 12.3 0.012 3.87
12 0.084 26.39 0.027 8.48 0.012 3.86
13 0.084 26.79 0.031 9.72 0.012 3.84
14 0.08 25.57 0.031 9.86 0.012 3.83
15 0.083 26.38 0.032 10.19 0.012 3.88
16 0.082 26.09 0.036 11.3 0.012 3.86
17 0.09 26.22 0.031 8.88 0.013 3.87
18 0.082 26.17 0.026 8.46 0.012 3.88
19 0.084 26.82 0.023 7.37 0.012 3.9
20 0.083 26.45 0.028 8.79 0.012 3.9
21 0.082 25.72 0.027 8.45 0.012 3.84
22 0.082 26.03 0.026 8.38 0.012 3.91
23 0.083 26.77 0.029 9.23 0.012 3.92

Average 0.083 0.028 0.012



Total 606.35 214.55 88.9
30-Day Rlng 0.087 0.025
365-Day Rlng 58542

9/14/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.085 23.08 0.031 8.31 0.02 5.43
1 0.101 25.85 0.032 8.4 0.024 5.73
2 0.083 26.31 0.022 6.87 0.012 3.87
3 0.082 25.59 0.024 7.38 0.012 3.81
4 0.081 25.79 0.031 9.85 0.012 3.88
5 0.084 26.52 0.03 9.51 0.012 3.83
6 0.083 26.33 0.021 6.77 0.012 3.9
7 0.077 25.58 0.038 12.33 0.012 4.17
8 0.083 26.48 0.029 9.16 0.012 3.93
9 0.081 25.78 0.031 9.66 0.012 3.86

10 0.083 26.26 0.026 8.15 0.012 3.89
11 0.083 26.46 0.023 7.22 0.012 3.88
12 0.084 25.65 0.021 6.47 0.012 3.8
13 0.085 26.64 0.019 6.08 0.012 3.85
14 0.085 26.73 0.032 10.12 0.012 3.85
15 0.084 26.11 0.026 8.07 0.012 3.83
16 0.083 26.06 0.033 10.31 0.012 3.87
17 0.085 26.84 0.024 7.41 0.012 3.85
18 0.084 26.47 0.022 6.96 0.012 3.88
19 0.084 26.59 0.033 10.52 0.012 3.89
20 0.084 26.71 0.025 8.05 0.012 3.9
21 0.081 25.19 0.026 8.02 0.012 3.81
22 0.084 26.67 0.026 8.15 0.012 3.9
23 0.082 26.03 0.027 8.58 0.012 3.91

Average 0.084 0.027 0.013
Total 625.72 202.35 96.5
30-Day Rlng 0.087 0.025
365-Day Rlng 58531

9/15/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.08 26.25 0.026 8.51 0.012 4.03
1 0.084 26.68 0.024 7.62 0.012 3.92
2 0.082 26.17 0.025 7.92 0.012 3.94
3 0.08 25.78 0.026 8.41 0.012 4.01
4 0.082 26.03 0.023 7.19 0.012 3.94
5 0.083 26.84 0.025 8.01 0.012 3.94
6 0.082 26.45 0.026 8.22 0.012 3.97
7 0.082 28.85 0.025 8.87 0.012 4.22
8 0.081 25.92 0.029 9.16 0.012 3.97
9 0.081 25.65 0.03 9.69 0.012 3.88

10 0.085 27.03 0.025 8.01 0.012 3.88
11 0.083 25.89 0.029 9.19 0.012 3.85



12 0.082 26.2 0.03 9.52 0.012 3.84
13 0.085 27.41 0.032 10.17 0.012 3.87
14 0.081 25.63 0.023 7.27 0.012 3.91
15 0.082 25.77 0.027 8.59 0.012 3.9
16 0.082 26.3 0.029 9.14 0.012 3.92
17 0.085 25.22 0.04 11.79 0.013 3.94
18 0.092 26.5 0.017 4.85 0.013 3.86
19 0.084 26.38 0.032 10.26 0.012 3.92
20 0.083 26.67 0.023 7.29 0.012 3.93
21 0.082 25.59 0.027 8.28 0.012 3.82
22 0.083 26.26 0.027 8.37 0.012 3.91
23 0.082 26.41 0.029 9.2 0.012 3.91

Average 0.083 0.027 0.012
Total 631.88 205.53 94.3
30-Day Rlng 0.087 0.025
365-Day Rlng 58527

9/16/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.08 26.36 0.028 9.14 0.012 4
1 0.081 25.68 0.024 7.68 0.012 3.9
2 0.083 26.54 0.029 9.12 0.012 3.91
3 0.082 25.96 0.027 8.5 0.012 3.92
4 0.083 26.65 0.028 8.99 0.012 3.92
5 0.081 26.13 0.029 9.33 0.012 3.93
6 0.082 26.76 0.03 9.79 0.012 4.03
7 0.081 27.68 0.033 11.13 0.012 4.21
8 0.081 26.35 0.027 8.81 0.012 3.94
9 0.081 26.13 0.024 7.7 0.012 3.92

10 0.082 25.91 0.032 10.22 0.012 3.82
11 0.086 27.13 0.024 7.72 0.012 3.77
12 0.084 25.6 0.029 8.85 0.012 3.68
13 0.083 26.45 0.029 9.12 0.012 3.81
14 0.082 25.91 0.028 8.68 0.012 3.84
15 0.084 26.26 0.038 12.04 0.012 3.78
16 0.084 26.34 0.022 6.78 0.012 3.8
17 0.088 25.73 0.025 7.32 0.012 3.55
18 0.092 26.6 0.029 8.34 0.012 3.42
19 0.09 26.14 0.03 8.83 0.012 3.47
20 0.091 26.1 0.027 7.82 0.012 3.49
21 0.09 25.85 0.03 8.65 0.012 3.45
22 0.092 26.91 0.033 9.72 0.012 3.49
23 0.087 26.41 0.027 8.06 0.012 3.66

Average 0.085 0.028 0.012
Total 631.58 212.34 90.7
30-Day Rlng 0.087 0.025
365-Day Rlng 58529

9/17/2016



Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.08 26.11 0.027 8.61 0.012 3.89
1 0.083 26.01 0.027 8.53 0.012 3.79
2 0.084 26.24 0.028 8.87 0.012 3.82
3 0.082 26.22 0.027 8.66 0.012 3.9
4 0.085 27.01 0.03 9.59 0.012 3.85
5 0.081 25.57 0.023 7.12 0.012 3.86
6 0.084 26.42 0.026 8.01 0.012 3.79
7 0.078 26.45 0.033 11.06 0.012 4.15
8 0.081 26.17 0.027 8.83 0.012 3.89
9 0.087 26.93 0.026 8.2 0.012 3.77

10 0.086 26.4 0.03 9.1 0.012 3.73
11 0.084 25.99 0.03 9.07 0.012 3.69
12 0.088 26.72 0.027 8.33 0.012 3.6
13 0.086 26.34 0.032 9.68 0.012 3.62
14 0.086 25.72 0.039 11.63 0.012 3.54
15 0.087 25.96 0.02 6.05 0.012 3.51
16 0.092 26.86 0.029 8.38 0.012 3.45
17 0.091 26.5 0.033 9.49 0.012 3.42
18 0.088 25.87 0.026 7.7 0.012 3.45
19 0.088 26.03 0.02 6.07 0.012 3.48
20 0.09 27.13 0.03 9.16 0.012 3.57
21 0.087 26.32 0.029 8.83 0.012 3.54
22 0.09 26.56 0.033 9.74 0.012 3.46
23 0.086 25.41 0.03 8.73 0.012 3.49

Average 0.086 0.028 0.012
Total 630.94 209.44 88.3
30-Day Rlng 0.087 0.025
365-Day Rlng 58605

9/18/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.22 0.033 9.8 0.012 3.47
1 0.088 26.06 0.026 7.53 0.012 3.5
2 0.09 26.55 0.029 8.52 0.012 3.51
3 0.088 26.34 0.027 8.13 0.012 3.51
4 0.088 26.35 0.028 8.39 0.012 3.53
5 0.086 25.74 0.028 8.44 0.012 3.55
6 0.091 27.2 0.032 9.68 0.012 3.53
7 0.076 26.81 Cal Cal 0.012 4.07
8 0.091 26.74 0.043 12.86 0.012 3.41
9 0.096 25.98 0.029 7.8 0.012 3.16

10 0.097 26.68 0.038 10.42 0.012 3.18
11 0.096 25.98 0.026 7.06 0.012 3.15
12 0.101 26.2 0.026 6.73 0.012 3.04
13 0.098 26.15 0.031 8.35 0.012 3.11
14 0.1 26.7 0.03 7.93 0.012 3.13
15 0.1 26.35 0.031 8.11 0.012 3.09



16 0.096 25.74 0.034 9.24 0.012 3.15
17 0.097 25.77 0.031 8.12 0.012 3.15
18 0.102 27.23 0.034 9.17 0.012 3.17
19 0.098 26.3 0.03 8.02 0.012 3.2
20 0.1 27.15 0.036 9.76 0.012 3.2
21 0.097 25.23 0.029 7.52 0.012 3.13
22 0.098 26.65 0.03 8.16 0.012 3.22
23 0.096 26.27 0.034 9.22 0.012 3.24

Average 0.094 0.031 0.012
Total 632.39 198.96 79.4
30-Day Rlng 0.087 0.025
365-Day Rlng 58590

9/19/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 26.8 0.032 8.76 0.012 3.28
1 0.097 26.11 0.033 8.97 0.012 3.21
2 0.096 26.38 0.033 9.12 0.012 3.31
3 0.098 25.94 0.032 8.53 0.012 3.18
4 0.098 26.17 0.03 7.97 0.012 3.23
5 0.095 25.97 0.032 8.76 0.012 3.27
6 0.098 27.94 0.037 10.63 0.012 3.35
7 OOC 33.23 OOC OOC OOC OOC
8 OOC 25.54 OOC OOC OOC OOC
9 OOC 26.25 OOC OOC OOC OOC

10 0.092 27.02 0.04 11.65 0.012 3.57
11 0.092 26.44 0.028 8.15 0.012 3.47
12 0.092 26.29 0.026 7.44 0.012 3.42
13 0.092 26.1 0.034 9.73 0.012 3.38
14 0.095 27.15 0.036 10.19 0.012 3.38
15 0.095 26.79 0.024 6.61 0.012 3.38
16 0.092 26.36 0.027 7.84 0.012 3.36
17 0.094 26.55 0.033 9.33 0.012 3.37
18 0.094 26.59 0.033 9.17 0.012 3.36
19 0.09 26.21 0.028 8.03 0.012 3.42
20 0.093 25.82 0.028 7.95 0.012 3.4
21 0.094 26.51 0.034 9.7 0.012 3.43
22 0.095 26.44 0.034 9.37 0.012 3.4
23 0.094 26.56 0.028 8.03 0.012 3.4

Average 0.094 0.032 0.012
Total 641.16 185.93 70.6
30-Day Rlng 0.087 0.026
365-Day Rlng 58564

9/20/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 25.31 0.024 6.68 0.012 3.43
1 0.096 26.69 0.033 9.11 0.012 3.4
2 0.096 25.87 0.023 6.2 0.012 3.36



3 0.095 26.44 0.026 7.12 0.012 3.39
4 0.097 26.55 0.028 7.69 0.012 3.37
5 0.096 26.42 0.032 8.81 0.012 3.39
6 0.097 26.87 0.032 8.92 0.012 3.38
7 0.088 31.83 0.03 10.92 0.012 4.36
8 0.088 25.79 0.028 8.18 0.012 3.53
9 0.091 25.02 0.026 7.07 0.012 3.43

10 0.098 27.5 0.034 9.55 0.012 3.41
11 0.093 26.46 0.031 8.76 0.012 3.42
12 0.088 22.67 0.028 7.14 0.013 3.4
13 0.098 27.38 0.031 8.55 0.012 3.39
14 0.096 26.64 0.035 9.74 0.012 3.38
15 0.092 26.16 0.032 9.08 0.012 3.41
16 0.098 26.68 0.033 8.84 0.012 3.34
17 0.092 20.99 0.024 5.48 0.014 3.15
18 0.1 26.32 0.03 8.08 0.013 3.36
19 0.093 26.1 0.025 6.94 0.012 3.38
20 0.094 26.55 0.033 9.3 0.012 3.38
21 0.095 26.49 0.032 9 0.012 3.36
22 0.094 26.31 0.031 8.8 0.012 3.4
23 0.095 26.84 0.032 9.12 0.012 3.41

Average 0.094 0.03 0.012
Total 629.88 199.08 82.2
30-Day Rlng 0.087 0.026
365-Day Rlng 58552

9/21/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 25.92 0.029 8.4 0.012 3.4
1 0.093 26.18 0.032 9 0.012 3.39
2 0.094 26.32 0.03 8.46 0.012 3.38
3 0.095 27.25 0.03 8.66 0.012 3.42
4 0.09 25.11 0.023 6.39 0.012 3.38
5 0.094 26.12 0.024 6.58 0.012 3.38
6 0.095 26.72 0.023 6.4 0.012 3.43
7 0.098 35.11 0.032 11.6 0.012 4.28
8 0.091 33.55 0.034 12.35 0.012 4.29
9 0.091 27.38 0.031 9.44 0.012 3.59

10 0.075 22.04 0.028 8.36 0.012 3.51
11 0.086 25.33 0.03 8.77 0.012 3.49
12 0.092 27.06 0.029 8.41 0.012 3.48
13 0.09 26.37 0.03 8.89 0.012 3.47
14 0.089 25.29 0.014 4.09 0.012 3.42
15 0.095 26.82 0.014 3.88 0.012 3.39
16 0.092 26.16 0.014 3.91 0.012 3.42
17 0.093 26.77 0.014 3.93 0.012 3.44
18 0.09 26.04 0.014 3.94 0.012 3.43
19 0.092 26.78 0.021 6.14 0.012 3.46



20 0.092 26.96 0.033 9.69 0.012 3.48
21 0.088 25.88 0.03 8.93 0.012 3.49
22 0.091 26.45 0.029 8.39 0.012 3.49
23 0.091 26.65 0.031 9.03 0.012 3.49

Average 0.091 0.026 0.012
Total 644.26 183.64 84.4
30-Day Rlng 0.087 0.026
365-Day Rlng 58522

9/22/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 26.42 0.029 8.5 0.012 3.51
1 0.09 26.02 0.028 8.18 0.012 3.48
2 0.092 26.43 0.028 8.04 0.012 3.48
3 0.09 26.55 0.03 9.05 0.012 3.52
4 0.09 26.4 0.03 8.83 0.012 3.5
5 0.09 26.56 0.028 8.28 0.012 3.5
6 0.091 26.95 0.031 9.2 0.012 3.48
7 0.09 29.24 0.042 13.38 0.012 3.85
8 0.087 26.25 0.031 9.39 0.012 3.56
9 0.087 25.55 0.024 7.22 0.012 3.51

10 0.09 26.75 0.028 8.29 0.012 3.53
11 0.088 25.85 0.04 11.63 0.012 3.52
12 0.088 25.62 0.023 6.75 0.012 3.46
13 0.092 26.77 0.032 9.28 0.012 3.49
14 0.09 26.38 0.031 9.11 0.012 3.5
15 0.09 26.8 0.031 9.18 0.012 3.54
16 0.087 26.39 0.03 9.12 0.012 3.59
17 0.086 25.88 0.027 7.98 0.012 3.62
18 0.088 26.68 0.03 9.06 0.012 3.64
19 0.087 26.04 0.028 8.31 0.012 3.6
20 0.087 26.33 0.027 8.18 0.012 3.59
21 0.089 26.55 0.028 8.42 0.012 3.55
22 0.087 25.77 0.028 8.22 0.012 3.57
23 0.09 26.53 0.032 9.45 0.012 3.56

Average 0.089 0.03 0.012
Total 634.71 213.05 85.2
30-Day Rlng 0.087 0.027
365-Day Rlng 58522

9/23/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 26.45 0.03 9.12 0.012 3.63
1 0.088 25.87 0.028 8.24 0.012 3.58
2 0.09 26.61 0.029 8.42 0.012 3.59
3 0.092 27.95 0.033 9.9 0.012 3.65
4 0.089 26.52 0.026 7.84 0.012 3.63
5 0.088 26.14 0.033 9.91 0.012 3.64
6 0.089 26.4 0.027 7.96 0.012 3.6



7 0.078 24.64 0.031 10.06 0.012 3.87
8 0.09 26.93 0.029 8.73 0.012 3.65
9 0.09 26.53 0.031 9.21 0.012 3.6

10 0.088 25.61 0.03 8.6 0.012 3.6
11 0.091 26.8 0.025 7.35 0.012 3.6
12 0.088 26.06 0.029 8.47 0.012 3.59
13 0.093 26.76 0.033 9.43 0.012 3.57
14 0.09 26.45 0.031 9.21 0.012 3.57
15 0.093 26.9 0.028 8.03 0.012 3.57
16 0.088 24.68 0.035 9.75 0.014 3.82
17 0.088 26.9 0.034 10.47 0.012 3.64
18 0.087 26.25 0.025 7.66 0.012 3.66
19 0.086 26.43 0.035 10.81 0.012 3.67
20 0.086 26.17 0.039 11.94 0.012 3.69
21 0.088 26.55 0.026 7.95 0.012 3.67
22 0.087 25.77 0.038 11.23 0.012 3.63
23 0.091 26.56 0.036 10.43 0.012 3.59

Average 0.089 0.031 0.012
Total 631.93 220.72 87.3
30-Day Rlng 0.087 0.027
365-Day Rlng 58525

9/24/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 26.6 0.014 4.1 0.012 3.59
1 0.088 25.99 0.024 6.94 0.012 3.61
2 0.089 26.1 0.034 10.03 0.012 3.6
3 0.092 27.04 0.031 9.2 0.012 3.62
4 0.09 26.47 0.029 8.47 0.012 3.62
5 0.09 26.58 0.036 10.74 0.012 3.62
6 0.091 27.02 0.025 7.46 0.012 3.59
7 0.082 26.89 0.04 13.52 0.012 3.89
8 0.094 26.02 0.03 8.16 0.012 3.35
9 0.095 26.69 0.029 8.15 0.012 3.37

10 0.093 26.22 0.03 8.5 0.012 3.37
11 0.095 26.9 0.04 11.46 0.012 3.38
12 0.094 26.17 0.025 7.12 0.012 3.38
13 0.094 26.15 0.027 7.58 0.012 3.36
14 0.096 26.62 0.031 8.6 0.012 3.36
15 0.094 26.38 0.036 10.23 0.012 3.4
16 0.094 26.33 0.029 8.1 0.012 3.38
17 0.095 26.77 0.031 8.84 0.012 3.39
18 0.092 26.11 0.036 10.14 0.012 3.44
19 0.094 26.58 0.03 8.5 0.012 3.42
20 0.095 26.85 0.032 8.98 0.012 3.41
21 0.092 25.59 0.018 5.12 0.012 3.38
22 0.094 26.34 0.026 7.21 0.012 3.42
23 0.095 26.74 0.033 9.11 0.012 3.41



Average 0.092 0.03 0.012
Total 635.15 206.26 83.4
30-Day Rlng 0.087 0.027
365-Day Rlng 58523

9/25/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 26.37 0.03 8.26 0.012 3.37
1 0.095 26.16 0.038 10.44 0.012 3.38
2 0.095 25.18 0.045 11.84 0.013 3.38
3 0.099 26.49 0.022 5.95 0.013 3.37
4 0.096 26.58 0.026 7.25 0.012 3.4
5 0.097 26.83 0.028 7.73 0.012 3.38
6 0.091 25.65 0.034 9.65 0.012 3.48
7 0.098 29.4 0.029 8.84 0.012 3.72
8 0.092 26.23 0.029 8.46 0.012 3.48
9 0.096 26.67 0.031 8.71 0.012 3.35

10 0.094 26.23 0.031 8.7 0.012 3.38
11 0.094 26.16 0.036 10 0.012 3.4
12 0.094 26.45 0.027 7.58 0.012 3.4
13 0.095 26.59 0.031 8.57 0.012 3.42
14 0.093 26.16 0.038 10.68 0.012 3.42
15 0.095 26.57 0.026 7.32 0.012 3.41
16 0.093 26.03 0.032 9.03 0.012 3.42
17 0.093 26.09 0.037 10.34 0.012 3.43
18 0.094 26.73 0.027 7.71 0.012 3.45
19 0.094 26.01 0.021 5.79 0.012 3.44
20 0.096 23.52 0.026 6.42 0.014 3.43
21 0.096 26.57 0.024 6.57 0.012 3.37
22 0.095 26.66 0.022 6.13 0.012 3.42
23 0.093 26.06 0.034 9.71 0.012 3.42

Average 0.095 0.03 0.012
Total 631.39 201.68 82.1
30-Day Rlng 0.088 0.028
365-Day Rlng 58532

9/26/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 26.78 0.031 8.66 0.012 3.4
1 0.096 26.93 0.031 8.56 0.012 3.4
2 0.091 25.31 0.029 7.9 0.012 3.39
3 0.096 26.86 0.032 8.85 0.012 3.38
4 0.092 25.34 0.032 8.82 0.012 3.37
5 0.089 22.99 0.049 12.56 0.013 3.36
6 0.102 25.92 0.016 3.96 0.014 3.47
7 0.103 32.76 0.031 9.99 0.012 3.69
8 0.095 26.79 0.029 8.05 0.012 3.47
9 0.093 25.54 0.032 8.74 0.012 3.38

10 0.096 26.1 0.036 9.87 0.012 3.36



11 0.097 26.46 0.031 8.46 0.012 3.35
12 0.098 25.95 0.03 7.83 0.013 3.32
13 0.098 26.9 0.021 5.81 0.012 3.37
14 0.097 26.21 0.04 10.9 0.012 3.36
15 0.096 25.65 0.036 9.49 0.012 3.3
16 0.099 26.55 0.023 6.16 0.013 3.37
17 0.098 26.61 0.03 8.09 0.012 3.35
18 0.096 13.14 0.043 5.79 0.016 2.21
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average 0.096 0.032 0.012
Total 488.79 158.49 63.3
30-Day Rlng 0.088 0.028
365-Day Rlng 58620

9/27/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.088 0.028
365-Day Rlng 58620



9/28/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.088 0.028
365-Day Rlng 58620

9/29/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down



15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.088 0.028
365-Day Rlng 58615

9/30/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.088 0.028
365-Day Rlng 58464

10/1/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down



2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.088 0.028
365-Day Rlng 58252

10/2/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down



19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.088 0.028
365-Day Rlng 58043

10/3/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.088 0.028
365-Day Rlng 57835

10/4/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down



6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.088 0.028
365-Day Rlng 57624

10/5/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Inval 2.74 Inval 1.91 Inval 4.04
15 Inval 3.57 Inval 2.48 Inval 5.84
16 Inval 3.68 Inval 2.56 Inval 6.94
17 Inval 3.71 Inval 2.58 Inval 7.13
18 Inval 3.67 Inval 2.55 Inval 6.76
19 Inval 3.77 Inval 2.62 Inval 6.41
20 Inval 3.81 Inval 2.65 Inval 5.63
21 Inval 3.78 Inval 2.63 Inval 5.18
22 Inval 3.83 Inval 2.67 Inval 4.97



23 Inval 3.84 Inval 2.67 Inval 4.43
Average Inval Inval Inval
Total 36.4 25.32 57.3
30-Day Rlng 0.088 0.028
365-Day Rlng 57435

10/6/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Inval 3.76 Inval 2.62 Inval 3.74
1 Inval 4.25 Inval 2.69 Inval 3.03
2 Inval 5.46 Inval 2.69 Inval 3.25
3 Inval 6.28 Inval 2.65 Inval 2.95
4 Inval 6.69 Inval 2.71 Inval 3.02
5 Inval 6.45 Inval 2.72 Inval 3.34
6 Inval 6.58 Inval 2.76 Inval 3.43
7 Inval 7.56 OOC OOC Inval 3.81
8 Inval OOC OOC OOC Inval OOC
9 Inval OOC OOC OOC Inval OOC

10 Inval 8.02 OOC OOC Inval 2.67
11 0.188 OOC 0.083 OOC 0.072 OOC
12 0.208 OOC 0.072 OOC 0.063 OOC
13 0.202 OOC 0.067 OOC 0.058 OOC
14 0.225 OOC 0.064 OOC 0.056 OOC
15 0.236 OOC 0.058 OOC 0.051 OOC
16 0.217 OOC 0.05 OOC 0.043 OOC
17 0.219 OOC 0.042 OOC 0.039 OOC
18 0.215 OOC 0.029 OOC Inval OOC
19 0.349 OOC 0.022 OOC 0.072 OOC
20 0.151 OOC 0.02 OOC 0.081 OOC
21 0.185 OOC 0.022 OOC OOR OOC
22 0.148 OOC 0.021 OOC 0.133 OOC
23 0.149 OOC 0.021 OOC 0.149 OOC

Average 0.207 0.044 0.074
Total 55.05 18.84 29.2
30-Day Rlng 0.09 0.029
365-Day Rlng 57249

10/7/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.165 OOC 0.022 OOC Inval OOC
1 0.166 OOC 0.022 OOC Inval OOC
2 0.156 OOC 0.021 OOC 0.155 OOC
3 0.158 OOC 0.021 OOC 0.139 OOC
4 0.134 OOC 0.02 OOC 0.084 OOC
5 0.085 OOC 0.017 OOC 0.023 OOC
6 0.069 OOC 0.05 OOC 0.013 OOC
7 0.077 25.21 0.015 4.93 0.012 4.05
8 0.085 26.16 0.027 8.26 0.012 3.86
9 0.095 24.62 0.031 8.05 0.013 3.4



10 0.094 25.02 0.033 8.79 0.013 3.42
11 0.1 26.77 0.035 9.45 0.013 3.38
12 0.098 26.46 0.034 9.1 0.013 3.39
13 0.099 26.01 0.028 7.45 0.013 3.36
14 0.099 26.32 0.03 7.97 0.013 3.38
15 0.097 25.7 0.033 8.68 0.013 3.38
16 0.098 25.76 0.034 8.93 0.013 3.36
17 0.097 25.79 0.036 9.56 0.013 3.36
18 0.101 27.11 0.036 9.6 0.012 3.35
19 0.096 25.82 0.031 8.27 0.013 3.44
20 0.101 26.66 0.031 8.18 0.013 3.52
21 0.099 26.53 0.035 9.4 0.013 3.45
22 0.1 26.11 0.032 8.32 0.013 3.44
23 0.1 26.78 0.034 9.15 0.013 3.47

Average 0.107 0.03 0.029
Total 442.83 144.09 59
30-Day Rlng 0.091 0.029
365-Day Rlng 57180

10/8/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 26.48 0.033 9.01 0.013 3.49
1 0.097 26.28 0.032 8.58 0.013 3.5
2 0.098 26.08 0.034 8.94 0.013 3.46
3 0.1 26.74 0.02 5.39 0.013 3.55
4 0.101 26.62 0.027 7.08 0.013 3.5
5 0.099 26.22 0.035 9.28 0.013 3.51
6 0.098 26.43 0.034 9.06 0.013 3.54
7 0.098 28.56 0.032 9.32 0.013 3.78
8 0.098 26.57 0.032 8.57 0.013 3.56
9 0.097 25.91 0.034 9.03 0.013 3.51

10 0.1 26.7 0.032 8.64 0.013 3.48
11 0.101 26.53 0.035 9.31 0.013 3.43
12 0.098 25.37 0.034 8.87 0.013 3.35
13 0.1 25.62 0.026 6.79 0.013 3.36
14 0.105 26.8 0.035 8.99 0.013 3.36
15 0.103 26.57 0.035 8.96 0.013 3.39
16 0.101 26.45 0.034 8.77 0.013 3.41
17 0.1 26.38 0.033 8.63 0.013 3.42
18 0.099 26.88 0.034 9.35 0.013 3.47
19 0.097 25.94 0.032 8.68 0.013 3.46
20 0.097 26.06 0.03 8.01 0.013 3.48
21 0.1 26.85 0.034 9.26 0.013 3.39
22 0.097 25.91 0.028 7.44 0.013 3.43
23 0.098 26.84 0.036 9.69 0.013 3.48

Average 0.099 0.032 0.013
Total 634.79 205.65 83.3
30-Day Rlng 0.092 0.029



365-Day Rlng 57170
10/9/2016

Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.096 26.03 0.032 8.52 0.013 3.5
1 0.093 24.88 0.032 8.61 0.013 3.48
2 0.1 26.63 0.029 7.84 0.013 3.47
3 0.098 25.56 0.027 6.91 0.013 3.38
4 0.099 26.72 0.032 8.54 0.013 3.48
5 0.097 26.1 0.032 8.73 0.013 3.49
6 0.1 27.1 0.032 8.58 0.013 3.48
7 0.096 27.37 0.024 6.76 0.013 3.72
8 0.101 26.89 0.037 10.03 0.013 3.47
9 0.098 25.54 0.031 8.13 0.013 3.39

10 0.104 26.62 0.021 5.52 0.013 3.38
11 0.101 26.26 0.031 8.11 0.013 3.41
12 0.1 25.92 0.046 11.86 0.013 3.42
13 0.097 25.87 0.039 10.37 0.013 3.6
14 0.103 26.19 0.028 7.09 0.014 3.48
15 0.1 25.38 0.02 5.01 0.013 3.37
16 0.101 26.7 0.036 9.43 0.013 3.45
17 0.102 26.45 0.031 8.05 0.013 3.44
18 0.1 25.92 0.024 6.19 0.013 3.41
19 0.102 26.36 0.03 7.81 0.013 3.38
20 0.104 26.38 0.02 4.98 0.013 3.34
21 0.103 26.33 0.035 8.92 0.013 3.35
22 0.104 26.41 0.029 7.35 0.013 3.34
23 0.103 26.33 0.031 7.99 0.013 3.4

Average 0.1 0.03 0.013
Total 629.94 191.33 82.6
30-Day Rlng 0.092 0.029
365-Day Rlng 57299

10/10/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.102 26.37 0.026 6.66 0.013 3.46
1 0.101 25.97 0.028 7.2 0.013 3.42
2 0.099 25.11 0.036 9.06 0.014 3.44
3 0.103 25.48 0.027 6.62 0.014 3.45
4 0.105 26.68 0.029 7.3 0.014 3.44
5 0.103 26.89 0.035 9.16 0.013 3.47
6 0.102 25.8 0.021 5.3 0.013 3.41
7 0.101 29.27 OOC OOC OOC OOC
8 0.098 27.26 0.029 7.57 0.013 3.43
9 0.101 25.87 0.032 8.11 0.013 3.36

10 0.102 26.26 0.031 8.02 0.013 3.35
11 0.103 26.5 0.027 7.04 0.013 3.35
12 0.104 25.93 0.037 9.28 0.013 3.25
13 0.102 26.39 0.03 7.9 0.013 3.34



14 0.103 26.27 0.029 7.47 0.013 3.33
15 0.104 25.99 0.036 9.12 0.013 3.32
16 0.104 26.58 0.034 8.74 0.013 3.22
17 0.103 26.54 0.04 10.35 0.013 3.23
18 0.102 26.7 0.032 8.41 0.012 3.28
19 0.102 27.29 0.031 8.18 0.012 3.29
20 0.098 25.88 0.032 8.46 0.013 3.31
21 0.099 25.47 0.026 6.63 0.013 3.26
22 0.098 25.97 0.03 7.92 0.013 3.32
23 0.098 26.67 0.034 9.36 0.012 3.39

Average 0.102 0.031 0.013
Total 633.14 183.86 77.1
30-Day Rlng 0.093 0.029
365-Day Rlng 57483

10/11/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.1 25.87 0.033 8.58 0.013 3.26
1 0.098 25.92 0.045 11.77 0.013 3.33
2 0.102 26.43 0.02 5.34 0.013 3.33
3 0.099 25.94 0.029 7.44 0.013 3.27
4 0.098 26.1 0.024 6.29 0.013 3.35
5 0.1 26.26 0.033 8.65 0.013 3.35
6 0.102 26.46 0.034 8.67 0.013 3.28
7 0.102 29.96 0.038 11.17 0.012 3.64
8 0.098 26.04 0.03 7.83 0.013 3.36
9 0.1 26.35 0.038 10.06 0.013 3.32

10 0.103 26.82 0.034 9.02 0.013 3.29
11 0.098 25.54 0.035 9.12 0.013 3.27
12 0.106 26.42 0.046 11.39 0.013 3.24
13 0.103 26.56 0.023 5.8 0.013 3.27
14 0.102 26.4 0.032 8.36 0.013 3.28
15 0.102 26.51 0.043 11.37 0.013 3.31
16 0.103 26.88 0.041 10.57 0.013 3.31
17 0.101 25.97 0.027 6.81 0.013 3.31
18 0.101 25.97 0.024 6.14 0.013 3.23
19 0.103 27.14 0.044 11.74 0.013 3.33
20 0.097 25.63 0.031 8.24 0.013 3.33
21 0.099 26.72 0.036 9.93 0.013 3.43
22 0.101 26.57 0.033 8.69 0.013 3.35
23 0.099 26.02 0.023 5.96 0.013 3.34

Average 0.101 0.033 0.013
Total 634.48 208.94 79.8
30-Day Rlng 0.093 0.029
365-Day Rlng 57578

10/12/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 26.06 0.039 10.69 0.013 3.45



1 0.098 26.44 0.029 7.84 0.013 3.52
2 0.099 26.19 0.033 8.76 0.013 3.42
3 0.103 26.81 0.03 7.77 0.013 3.39
4 0.099 25.87 0.031 7.98 0.013 3.39
5 0.102 26.79 0.031 8.29 0.013 3.42
6 0.1 25.86 0.026 6.74 0.013 3.35
7 0.096 28.42 0.032 9.39 0.013 3.86
8 0.095 26.02 0.042 11.61 0.013 3.57
9 0.095 25.39 0.042 11.22 0.013 3.53

10 0.103 27.07 0.033 8.76 0.013 3.45
11 0.101 26.39 0.017 4.49 0.013 3.39
12 0.1 26.35 0.024 6.25 0.013 3.38
13 0.101 26.45 0.035 9.15 0.013 3.38
14 0.099 26.62 0.033 8.74 0.013 3.39
15 0.098 25.69 0.033 8.55 0.013 3.32
16 0.099 26.31 0.039 10.21 0.013 3.39
17 0.098 26.25 0.03 7.93 0.013 3.41
18 0.101 26.37 0.034 8.97 0.013 3.36
19 0.098 26.36 0.032 8.48 0.013 3.42
20 0.099 26.91 0.033 8.98 0.013 3.41
21 0.097 26.15 0.04 10.71 0.013 3.42
22 0.098 26.75 0.028 7.75 0.013 3.42
23 0.098 26.49 0.03 8.09 0.013 3.41

Average 0.099 0.032 0.013
Total 634.01 207.35 82.5
30-Day Rlng 0.093 0.03
365-Day Rlng 57576

10/13/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 26.47 0.032 8.65 0.013 3.44
1 0.097 26.18 0.027 7.25 0.013 3.42
2 0.1 26.95 0.035 9.42 0.013 3.43
3 0.095 25.55 0.032 8.52 0.013 3.42
4 0.099 26.51 0.033 8.89 0.013 3.38
5 0.101 26.87 0.028 7.55 0.013 3.39
6 0.097 26 0.031 8.25 0.013 3.42
7 0.089 26.57 0.036 10.61 0.013 3.87
8 0.093 26.13 0.025 7.06 0.013 3.57
9 0.097 26.2 0.024 6.57 0.013 3.44

10 0.098 26.42 0.039 10.61 0.013 3.41
11 0.097 25.86 0.029 7.73 0.013 3.38
12 0.101 27.04 0.019 5.07 0.013 3.39
13 0.098 26.45 0.023 6.05 0.013 3.38
14 0.099 26.44 0.021 5.55 0.013 3.37
15 0.098 26.1 0.041 10.91 0.013 3.39
16 0.099 26.76 0.037 9.95 0.013 3.39
17 0.095 25.69 0.048 13.28 0.013 3.42



18 0.096 25.91 0.03 8.21 0.013 3.48
19 0.096 26.46 0.028 7.81 0.013 3.5
20 0.08 21.97 0.028 7.84 0.013 3.52
21 0.08 21.93 0.016 4.25 0.013 3.54
22 0.096 26.01 0.015 4.09 0.013 3.54
23 0.09 24.51 0.021 5.73 0.013 3.49

Average 0.095 0.029 0.013
Total 620.98 189.85 83
30-Day Rlng 0.093 0.029
365-Day Rlng 57634

10/14/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 23.28 0.024 6.27 0.013 3.51
1 0.101 26.09 0.016 4.04 0.013 3.47
2 0.096 25.72 0.015 4.01 0.013 3.5
3 0.083 22.13 0.028 7.48 0.013 3.44
4 0.098 26.47 0.026 7.08 0.013 3.45
5 0.096 25.81 0.021 5.74 0.013 3.47
6 0.093 24.88 0.031 8.21 0.013 3.42
7 0.106 32.8 OOC OOC 0.012 3.74
8 0.092 25.75 0.032 8.69 0.013 3.6
9 0.1 26.83 0.035 9.35 0.013 3.38

10 0.097 25.71 0.028 7.53 0.013 3.34
11 0.102 26.69 0.033 8.59 0.013 3.33
12 0.099 25.96 0.033 8.62 0.013 3.29
13 0.1 26.33 0.034 8.82 0.013 3.34
14 0.102 26.86 0.036 9.6 0.013 3.33
15 0.098 25.75 0.031 8.13 0.013 3.35
16 0.099 26.79 0.041 11.2 0.012 3.38
17 0.098 26.45 0.022 5.92 0.013 3.37
18 0.096 25.89 0.035 9.39 0.012 3.37
19 0.098 26.45 0.032 8.57 0.012 3.37
20 0.099 26.85 0.031 8.36 0.012 3.37
21 0.093 25.09 0.033 8.94 0.012 3.36
22 0.092 25.22 0.031 8.55 0.012 3.38
23 0.097 26.41 0.029 7.97 0.012 3.38

Average 0.097 0.029 0.013
Total 626.21 181.06 81.9
30-Day Rlng 0.094 0.03
365-Day Rlng 57800

10/15/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.089 24.16 0.028 7.7 0.012 3.36
1 0.094 26.06 0.034 9.46 0.012 3.42
2 0.097 26.13 0.034 9.05 0.012 3.35
3 0.098 25.81 0.029 7.72 0.013 3.34
4 0.1 26.22 0.038 10.07 0.013 3.33



5 0.1 26.49 0.03 7.86 0.013 3.34
6 0.101 27.27 0.038 10.32 0.012 3.36
7 0.092 26.82 0.028 8.23 0.013 3.68
8 0.099 27.05 0.027 7.3 0.013 3.44
9 0.097 25.72 0.035 9.42 0.013 3.4

10 0.102 26.84 0.032 8.25 0.013 3.36
11 0.099 26.25 0.034 9.01 0.013 3.35
12 0.101 26.45 0.034 8.9 0.013 3.3
13 0.099 26.33 0.034 9.11 0.013 3.35
14 0.099 26.05 0.035 9.18 0.013 3.34
15 0.099 25.8 0.032 8.41 0.013 3.29
16 0.102 27.18 0.032 8.53 0.013 3.36
17 0.097 25.68 0.026 6.91 0.013 3.37
18 0.098 26.1 0.032 8.61 0.013 3.34
19 0.098 25.85 0.03 7.99 0.013 3.37
20 0.09 24.06 0.034 9.24 0.013 3.38
21 0.061 16.6 0.023 6.29 0.012 3.41
22 0.096 26.5 0.036 9.84 0.012 3.37
23 0.096 26.02 0.037 10.06 0.012 3.37

Average 0.096 0.032 0.013
Total 617.44 207.46 81
30-Day Rlng 0.094 0.03
365-Day Rlng 57975

10/16/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 25.95 0.033 8.98 0.012 3.36
1 0.098 26.39 0.027 7.27 0.012 3.32
2 0.099 26.63 0.036 9.74 0.012 3.27
3 0.093 24.76 0.034 9.08 0.012 3.26
4 0.1 26.78 0.027 7.13 0.012 3.27
5 0.099 26.09 0.04 10.52 0.012 3.26
6 0.1 26.24 0.026 6.92 0.012 3.27
7 0.099 31.4 0.035 10.26 0.013 4.02
8 0.099 OOC 0.046 OOC 0.013 OOC
9 0.1 27.7 0.032 8.87 0.013 3.47

10 0.097 26.02 0.024 6.5 0.013 3.36
11 0.1 26.42 0.035 9.37 0.013 3.35
12 0.099 26.58 0.03 8.2 0.012 3.34
13 0.098 26.2 0.037 9.76 0.012 3.32
14 0.102 27.34 0.034 9.04 0.012 3.33
15 0.096 25.95 0.034 9.25 0.012 3.33
16 0.099 26.84 0.035 9.5 0.012 3.34
17 0.097 26.24 0.03 8.24 0.012 3.36
18 0.097 25.61 0.027 7.22 0.012 3.31
19 0.098 26.83 0.03 8.1 0.012 3.39
20 0.095 26.41 0.033 8.99 0.012 3.4
21 0.094 26.2 0.034 9.49 0.012 3.41



22 0.095 26.74 0.033 9.15 0.012 3.43
23 0.097 27.21 0.033 9.11 0.012 3.42

Average 0.098 0.033 0.012
Total 612.53 200.69 77.6
30-Day Rlng 0.095 0.03
365-Day Rlng 58063

10/17/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 25.27 0.033 8.87 0.013 3.37
1 0.095 25.89 0.033 8.98 0.013 3.43
2 0.097 26.4 0.034 9.18 0.013 3.41
3 0.097 26.25 0.026 6.9 0.013 3.39
4 0.095 25.79 0.032 8.74 0.013 3.4
5 0.098 26.32 0.034 9.07 0.013 3.41
6 0.098 26.75 0.035 9.51 0.012 3.41
7 0.095 31.46 0.026 9.4 0.012 4.11
8 0.094 27.73 0.03 8.67 0.013 3.75
9 0.098 26.55 0.033 9.1 0.012 3.35

10 0.097 26.21 0.031 8.25 0.013 3.38
11 0.099 26.52 0.034 9.17 0.013 3.35
12 0.098 25.89 0.027 7.12 0.013 3.32
13 0.1 26.15 0.03 7.94 0.013 3.32
14 0.102 26.43 0.027 6.96 0.013 3.35
15 0.101 26.53 0.036 9.42 0.013 3.4
16 0.099 26.17 0.03 7.83 0.013 3.4
17 0.098 26.79 0.031 8.42 0.013 3.42
18 0.098 26.06 0.037 9.75 0.013 3.36
19 0.098 25.96 0.024 6.41 0.013 3.41
20 0.098 26.03 0.022 5.9 0.013 3.41
21 0.1 26.7 0.032 8.7 0.013 3.42
22 0.101 26.57 0.037 9.82 0.013 3.39
23 0.099 26.44 0.034 9.04 0.013 3.41

Average 0.098 0.031 0.013
Total 636.86 203.15 82.4
30-Day Rlng 0.095 0.03
365-Day Rlng 58055

10/18/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.098 25.96 0.03 7.84 0.013 3.35
1 0.099 26.47 0.034 8.94 0.013 3.4
2 0.1 26.44 0.037 9.75 0.013 3.39
3 0.1 25.93 0.031 7.95 0.013 3.35
4 0.101 26.57 0.027 7.17 0.013 3.38
5 0.101 26.19 0.035 9.12 0.013 3.39
6 0.099 26.36 0.042 11.06 0.013 3.42
7 0.098 27.75 0.032 9.05 0.013 3.68
8 0.098 27.24 0.028 7.94 0.013 3.59



9 0.098 26.58 0.033 8.89 0.013 3.43
10 0.088 22.35 0.038 9.63 0.014 3.44
11 0.097 26.13 0.031 8.41 0.013 3.46
12 0.099 26.33 0.028 7.55 0.013 3.41
13 0.102 27.06 0.021 5.44 0.013 3.38
14 0.099 26.45 0.015 4.17 0.013 3.42
15 0.097 26.51 0.034 9.43 0.013 3.46
16 0.097 26.24 0.028 7.59 0.013 3.46
17 0.096 26.26 0.032 8.65 0.013 3.46
18 0.099 27.33 0.03 8.39 0.013 3.49
19 0.096 25.47 0.045 12.02 0.013 3.44
20 0.1 26.89 0.024 6.44 0.013 3.44
21 0.098 26.16 0.019 4.98 0.013 3.43
22 0.1 26.66 0.038 10.2 0.013 3.42
23 0.098 25.95 0.028 7.31 0.013 3.42

Average 0.098 0.031 0.013
Total 631.28 197.92 82.5
30-Day Rlng 0.095 0.03
365-Day Rlng 58042

10/19/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.102 26.59 0.039 10.31 0.013 3.37
1 0.097 25.9 0.03 8.12 0.013 3.42
2 0.1 26.49 0.032 8.35 0.013 3.43
3 0.096 25.72 0.029 7.78 0.013 3.49
4 0.1 26.74 0.033 8.9 0.013 3.41
5 0.098 26.79 0.034 9.48 0.013 3.48
6 0.094 26.24 0.034 9.36 0.013 3.59
7 0.093 27.18 0.029 8.47 0.013 3.8
8 0.095 26.62 0.034 9.66 0.013 3.55
9 0.093 25.87 0.023 6.35 0.013 3.55

10 0.096 25.92 0.034 9.32 0.013 3.45
11 0.098 26.86 0.019 5.12 0.013 3.47
12 0.097 26.27 0.028 7.55 0.013 3.48
13 0.096 26.39 0.029 7.92 0.013 3.48
14 0.098 26.29 0.032 8.59 0.013 3.47
15 0.098 26.87 0.036 9.86 0.013 3.47
16 0.096 26.05 0.027 7.25 0.013 3.46
17 0.099 26.84 0.037 10 0.013 3.48
18 0.096 26.14 0.024 6.65 0.013 3.46
19 0.094 26.12 0.026 7.28 0.013 3.53
20 0.095 26.72 0.032 8.99 0.013 3.56
21 0.094 26.32 0.029 8.02 0.013 3.65
22 0.098 26.95 0.037 10.22 0.013 3.54
23 0.096 25.89 0.028 7.6 0.013 3.53

Average 0.097 0.031 0.013
Total 633.77 201.15 84.1



30-Day Rlng 0.096 0.03
365-Day Rlng 58034

10/20/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 26.23 0.031 8.52 0.013 3.51
1 0.095 26.42 0.029 8 0.013 3.6
2 0.096 26.19 0.038 10.42 0.013 3.53
3 0.096 26.36 0.032 8.73 0.013 3.5
4 0.095 26.38 0.031 8.62 0.013 3.53
5 0.095 26.56 0.03 8.34 0.013 3.5
6 0.095 26.35 0.03 8.43 0.013 3.52
7 0.091 26.33 0.029 8.44 0.013 3.77
8 0.094 26.43 0.023 6.33 0.013 3.57
9 0.092 25.77 0.034 9.37 0.013 3.54

10 0.098 27.13 0.032 8.93 0.013 3.51
11 0.095 26.24 0.015 4.17 0.013 3.49
12 0.095 26.01 0.02 5.6 0.013 3.46
13 0.095 26.11 0.023 6.17 0.012 3.44
14 0.098 26.42 0.036 9.72 0.013 3.43
15 0.097 26.83 0.033 9.24 0.013 3.48
16 0.096 26.5 0.023 6.25 0.013 3.52
17 0.094 25.81 0.025 6.84 0.013 3.49
18 0.096 25.98 0.033 8.96 0.013 3.41
19 0.097 26.24 0.033 8.93 0.013 3.44
20 0.097 26.53 0.036 9.79 0.013 3.48
21 0.096 25.69 0.027 7.38 0.013 3.45
22 0.098 27.02 0.036 9.78 0.013 3.45
23 0.094 25.93 0.026 7.07 0.013 3.48

Average 0.096 0.029 0.013
Total 631.46 194.03 84.1
30-Day Rlng 0.096 0.03
365-Day Rlng 58014

10/21/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.098 27.24 0.034 9.48 0.013 3.54
1 0.093 25.86 0.029 8.1 0.013 3.52
2 0.095 26.37 0.032 8.77 0.013 3.52
3 0.095 25.59 0.034 9.24 0.013 3.42
4 0.097 26.44 0.034 9.25 0.013 3.49
5 0.095 26.26 0.03 8.28 0.013 3.5
6 0.096 26.24 0.037 10.08 0.013 3.44
7 0.091 27.55 0.031 9.21 0.012 3.73
8 0.093 26.33 0.048 13.45 0.012 3.41
9 0.101 26.16 0.028 7.36 0.014 3.54

10 0.095 26.53 0.039 10.94 0.013 3.52
11 0.095 26.3 0.022 6.02 0.012 3.45
12 0.096 26.21 0.028 7.57 0.013 3.42



13 0.094 26.28 0.03 8.44 0.012 3.5
14 0.097 26.29 0.035 9.55 0.013 3.47
15 0.095 26.47 0.032 9.01 0.013 3.49
16 0.094 26.55 0.033 9.42 0.012 3.5
17 0.093 25.76 0.027 7.45 0.012 3.46
18 0.098 25.47 0.031 8.07 0.013 3.26
19 0.089 22.21 0.028 7.08 0.013 3.2
20 0.08 19.54 0.028 6.74 0.013 3.12
21 0.075 17.86 0.018 4.32 0.013 3.06
22 0.077 18.31 0.023 5.64 0.013 3.11
23 0.079 18.98 0.023 5.37 0.013 3.11

Average 0.092 0.031 0.013
Total 596.8 198.84 81.8
30-Day Rlng 0.097 0.03
365-Day Rlng 58003

10/22/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.076 18.27 0.023 5.52 0.013 3.09
1 0.079 18.74 0.015 3.58 0.013 3.1
2 0.083 19.97 0.015 3.64 0.013 3.12
3 0.081 19.44 0.015 3.71 0.013 3.11
4 0.093 23.73 0.017 4.33 0.013 3.3
5 0.102 26.71 0.02 5.17 0.013 3.37
6 0.098 26.45 0.037 10.07 0.013 3.44
7 0.101 29 0.026 7.62 0.013 3.67
8 0.096 25.85 0.023 6.18 0.013 3.43
9 0.099 26.45 0.035 9.29 0.013 3.4

10 0.097 25.75 0.032 8.5 0.013 3.34
11 0.1 26.94 0.036 9.71 0.012 3.3
12 0.099 25.87 0.037 9.74 0.012 3.2
13 0.099 26.2 0.025 6.48 0.012 3.26
14 0.098 26.99 0.033 9.19 0.012 3.31
15 0.096 25.85 0.031 8.31 0.012 3.25
16 0.098 25.96 0.031 8.12 0.012 3.25
17 0.097 25.82 0.032 8.54 0.012 3.23
18 0.101 26.33 0.031 8.21 0.012 3.2
19 0.1 26.62 0.033 8.72 0.012 3.25
20 0.099 26.49 0.032 8.48 0.012 3.27
21 0.097 25.61 0.028 7.28 0.012 3.2
22 0.098 26.17 0.035 9.47 0.012 3.28
23 0.098 26.42 0.034 9.13 0.012 3.3

Average 0.095 0.028 0.012
Total 601.63 178.99 78.7
30-Day Rlng 0.097 0.03
365-Day Rlng 57985

10/23/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs



0 0.098 25.72 0.031 8.02 0.012 3.24
1 0.099 26.37 0.028 7.36 0.012 3.3
2 0.099 26.59 0.033 9 0.012 3.29
3 0.097 25.5 0.026 6.73 0.012 3.23
4 0.1 26.74 0.029 7.65 0.012 3.29
5 0.098 26.03 0.034 8.95 0.012 3.27
6 0.1 26.62 0.038 10.03 0.012 3.28
7 0.097 28.06 Cal Cal 0.012 3.53
8 0.099 26.69 0.027 7.56 0.012 3.33
9 0.095 24.03 0.036 9.14 0.013 3.18

10 0.09 22.9 0.036 9.29 0.012 3.18
11 0.094 23.8 0.023 5.82 0.013 3.18
12 0.095 24.2 0.039 9.97 0.012 3.18
13 0.087 21.66 0.027 6.8 0.013 3.13
14 0.085 20.6 0.028 6.93 0.013 3.09
15 0.08 19.38 0.035 8.51 0.013 3.08
16 0.08 19.44 0.033 8.07 0.013 3.1
17 0.089 22.28 0.028 6.99 0.012 3.12
18 0.087 21.78 0.04 10.13 0.012 3.11
19 0.088 22.31 0.034 8.83 0.012 3.16
20 0.091 22.99 0.032 8.19 0.012 3.15
21 0.095 24.49 0.034 8.79 0.012 3.17
22 0.098 25.34 0.035 9.22 0.012 3.17
23 0.098 25.87 0.034 9.08 0.012 3.18

Average 0.093 0.032 0.012
Total 579.39 191.06 76.9
30-Day Rlng 0.097 0.031
365-Day Rlng 57963

10/24/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.1 25.2 0.034 8.74 0.012 3.1
1 0.098 25.38 0.032 8.22 0.012 3.16
2 0.097 25.31 0.038 10.03 0.012 3.18
3 0.099 25.52 0.036 9.23 0.012 3.17
4 0.099 25.49 0.035 9.06 0.012 3.15
5 0.102 26.49 0.038 9.99 0.012 3.16
6 0.096 24.57 0.034 8.88 0.012 3.18
7 0.101 26.85 0.033 8.89 0.012 3.26
8 0.099 26.01 0.031 8.2 0.012 3.2
9 0.1 25.63 0.031 8 0.012 3.11

10 0.099 26.17 0.029 7.68 0.012 3.2
11 0.095 25.96 0.033 9.03 0.012 3.23
12 0.097 26.03 0.037 10.01 0.012 3.2
13 0.099 26.19 0.026 6.86 0.012 3.19
14 0.1 26.21 0.037 9.65 0.012 3.24
15 0.099 26.25 0.034 9.14 0.012 3.25
16 0.1 26.08 0.025 6.55 0.012 3.2



17 0.099 26.29 0.036 9.64 0.012 3.22
18 0.099 26.27 0.031 8.1 0.012 3.25
19 0.099 25.91 0.033 8.61 0.012 3.22
20 0.1 26.54 0.041 10.86 0.012 3.24
21 0.096 26.32 0.035 9.62 0.012 3.34
22 0.1 26.76 0.03 8.05 0.012 3.27
23 0.099 27.08 0.033 9.08 0.012 3.35

Average 0.099 0.033 0.012
Total 624.51 212.12 77.1
30-Day Rlng 0.098 0.031
365-Day Rlng 57971

10/25/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 25.45 0.035 9.06 0.012 3.24
1 0.1 26.6 0.032 8.4 0.012 3.27
2 0.098 26.13 0.036 9.59 0.012 3.27
3 0.1 26.24 0.03 7.98 0.012 3.24
4 0.1 27.26 0.031 8.44 0.012 3.31
5 0.096 26.08 0.029 7.9 0.012 3.32
6 0.096 26.22 0.028 7.55 0.012 3.34
7 0.092 26.04 0.034 9.67 0.012 3.43
8 0.095 26.54 0.033 9.31 0.012 3.38
9 0.093 24.42 0.048 12.82 0.013 3.34

10 0.102 24.7 0.04 9.77 0.014 3.35
11 0.104 25.06 0.032 7.61 0.014 3.37
12 0.099 26.07 0.022 5.67 0.013 3.35
13 0.1 26.68 0.029 7.89 0.013 3.43
14 0.097 26.19 0.032 8.63 0.013 3.41
15 0.098 25.79 0.027 7.03 0.013 3.35
16 0.105 26.38 0.025 6.32 0.013 3.26
17 0.101 26.41 0.039 10.05 0.013 3.3
18 0.101 26.55 0.036 9.33 0.012 3.28
19 0.101 26.67 0.039 10.29 0.013 3.32
20 0.099 26.2 0.021 5.58 0.013 3.32
21 0.099 26.4 0.042 11.19 0.012 3.33
22 0.098 26.57 0.039 10.59 0.012 3.34
23 0.096 26.49 0.025 7.05 0.012 3.43

Average 0.099 0.033 0.013
Total 627.14 207.72 80
30-Day Rlng 0.098 0.031
365-Day Rlng 57969

10/26/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 26.08 0.029 7.83 0.012 3.31
1 0.097 26.23 0.04 10.91 0.012 3.35
2 0.099 27.06 0.037 10.14 0.012 3.42
3 0.095 25.52 0.047 12.56 0.013 3.37



4 0.101 26.28 0.04 10.42 0.013 3.37
5 0.1 26.5 0.026 7 0.013 3.46
6 0.1 26.27 0.027 7.15 0.013 3.36
7 0.101 28.22 Cal Cal 0.013 3.5
8 0.096 26.33 OOC OOC 0.013 3.56
9 0.099 25.74 0.043 11.17 0.013 3.36

10 0.108 26.45 0.043 10.47 0.014 3.4
11 0.098 24.53 0.021 5.24 0.014 3.43
12 0.101 26 0.015 3.88 0.013 3.4
13 0.104 26.07 0.027 6.66 0.013 3.35
14 0.102 26.28 0.04 10.33 0.013 3.39
15 0.098 25.05 0.018 4.59 0.013 3.32
16 0.099 26.15 0.028 7.49 0.013 3.41
17 0.101 26.79 0.035 9.4 0.013 3.44
18 0.099 26.52 0.043 11.47 0.013 3.45
19 0.1 26.32 0.033 8.61 0.013 3.39
20 0.099 26.19 0.032 8.39 0.013 3.39
21 0.102 26.71 0.031 8.03 0.013 3.38
22 0.099 26.44 0.035 9.36 0.013 3.38
23 0.1 26.34 0.032 8.56 0.013 3.38

Average 0.1 0.033 0.013
Total 630.07 189.66 81.6
30-Day Rlng 0.099 0.031
365-Day Rlng 57949

10/27/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 25.81 0.041 11.21 0.013 3.46
1 0.099 26.71 0.029 7.85 0.013 3.4
2 0.097 25.92 0.028 7.41 0.013 3.44
3 0.102 27.04 0.036 9.55 0.013 3.35
4 0.097 26.15 0.032 8.51 0.013 3.4
5 0.097 25.9 0.027 7.1 0.013 3.4
6 0.098 26.63 0.032 8.6 0.013 3.43
7 0.094 26.17 0.024 6.7 0.012 3.47
8 0.096 26.05 0.033 8.85 0.013 3.42
9 0.098 26.73 0.039 10.66 0.013 3.5

10 0.099 25.99 0.026 6.82 0.013 3.37
11 0.101 26.78 0.032 8.62 0.013 3.36
12 0.1 25.73 0.033 8.6 0.013 3.3
13 0.099 26.29 0.027 7.23 0.013 3.37
14 0.101 26.24 0.037 9.48 0.013 3.36
15 0.099 26.61 0.035 9.27 0.013 3.36
16 0.1 26.28 0.031 8.1 0.013 3.4
17 0.098 25.91 0.022 5.78 0.013 3.38
18 0.099 26.25 0.03 7.85 0.013 3.42
19 0.099 26.47 0.025 6.8 0.013 3.4
20 0.099 26.56 0.029 7.78 0.013 3.41



21 0.099 26.19 0.028 7.34 0.013 3.36
22 0.097 26.47 0.022 5.93 0.012 3.35
23 0.098 25.96 0.014 3.8 0.013 3.33

Average 0.098 0.03 0.013
Total 630.84 189.84 81.4
30-Day Rlng 0.099 0.031
365-Day Rlng 57927

10/28/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.1 26.51 0.03 7.99 0.012 3.31
1 0.098 26.6 0.033 9.12 0.012 3.37
2 0.098 25.95 0.03 8.09 0.013 3.34
3 0.098 25.85 0.024 6.34 0.013 3.33
4 0.1 27.03 0.029 7.87 0.013 3.4
5 0.099 26.46 0.014 3.87 0.013 3.38
6 0.097 25.71 0.015 3.98 0.013 3.36
7 Cal Cal Cal Cal Cal 4.08
8 OOC OOC OOC OOC OOC 4.11
9 OOC OOC OOC OOC OOC 4.04

10 OOC OOC OOC OOC OOC 4.08
11 OOC OOC OOC OOC OOC 4.08
12 0.086 24.19 0.049 13.94 0.013 3.74
13 0.098 26.43 0.037 9.96 0.013 3.43
14 0.1 26.2 0.034 8.82 0.013 3.4
15 0.1 25.97 0.052 13.39 0.013 3.42
16 0.101 26.69 0.022 5.8 0.013 3.44
17 0.1 26.82 0.022 5.99 0.013 3.42
18 0.098 25.62 0.023 6.01 0.013 3.3
19 0.097 26.38 0.028 7.51 0.012 3.38
20 0.097 26.28 0.027 7.2 0.013 3.4
21 0.098 26.33 0.025 6.85 0.013 3.41
22 0.099 26.44 0.038 10.03 0.013 3.41
23 0.099 26.44 0.025 6.6 0.013 3.42

Average 0.098 0.029 0.013
Total 497.9 149.36 85.1
30-Day Rlng 0.099 0.031
365-Day Rlng 57865

10/29/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.1 27.2 0.031 8.41 0.013 3.44
1 0.096 25.85 0.03 8.1 0.013 3.43
2 0.099 26.57 0.028 7.6 0.013 3.41
3 0.098 25.89 0.023 6.1 0.013 3.34
4 0.097 26.1 0.038 10.2 0.013 3.43
5 0.1 26.67 0.025 6.64 0.013 3.43
6 0.1 25.57 0.02 5.06 0.013 3.33
7 0.098 28.76 OOC OOC 0.013 3.67



8 0.1 28.23 OOC OOC 0.013 3.53
9 0.097 24.58 0.028 7.4 0.013 3.41

10 0.102 26.79 0.031 8.24 0.013 3.34
11 0.098 26.04 0.033 8.65 0.013 3.33
12 0.1 26.4 0.045 11.78 0.013 3.31
13 0.1 26.78 0.022 5.99 0.012 3.32
14 0.1 26.27 0.027 7.07 0.013 3.31
15 0.099 25.44 0.032 8.31 0.013 3.24
16 0.102 27.12 0.038 9.98 0.013 3.34
17 0.098 26.13 0.031 8.16 0.013 3.35
18 0.099 25.88 0.033 8.59 0.013 3.28
19 0.1 26.07 0.044 11.48 0.013 3.35
20 0.103 26.09 0.049 12.45 0.013 3.39
21 0.105 26.03 0.048 11.83 0.014 3.37
22 0.105 26.5 0.041 10.34 0.013 3.41
23 0.101 26.73 0.032 8.61 0.013 3.41

Average 0.1 0.033 0.013
Total 633.69 190.99 81.2
30-Day Rlng 0.099 0.031
365-Day Rlng 57846

10/30/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 25.93 0.027 7.24 0.013 3.41
1 0.098 26.42 0.025 6.73 0.013 3.42
2 0.099 26.32 0.034 9.13 0.013 3.38
3 0.1 25.65 0.029 7.33 0.013 3.3
4 0.102 26.67 0.04 10.48 0.013 3.37
5 0.1 26.57 0.035 9.26 0.013 3.39
6 0.101 26.29 0.025 6.49 0.013 3.36
7 0.102 28.56 0.045 12.54 0.013 3.67
8 0.1 26.31 0.028 7.27 0.013 3.4
9 0.1 26.01 0.032 8.22 0.013 3.34

10 0.102 26.32 0.041 10.53 0.013 3.35
11 0.103 26.43 0.036 9.23 0.013 3.35
12 0.103 26.2 0.031 7.83 0.013 3.29
13 0.102 26.59 0.045 11.79 0.013 3.36
14 0.101 26.3 0.03 7.77 0.013 3.37
15 0.102 26.65 0.026 6.78 0.013 3.36
16 0.099 26.08 0.04 10.67 0.013 3.4
17 0.101 26.83 0.029 7.67 0.013 3.44
18 0.097 26.33 0.027 7.47 0.013 3.52
19 0.097 26.15 0.044 11.75 0.013 3.46
20 0.095 25.16 0.023 6.01 0.013 3.44
21 0.098 26.08 0.029 7.88 0.013 3.43
22 0.091 24.41 0.042 11.22 0.013 3.46
23 0.1 26.95 0.026 6.96 0.013 3.47

Average 0.1 0.033 0.013



Total 631.21 208.25 81.7
30-Day Rlng 0.1 0.031
365-Day Rlng 57846

10/31/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 26.36 0.035 9.52 0.013 3.5
1 0.099 26.56 0.029 7.61 0.013 3.48
2 0.097 25.87 0.031 8.12 0.013 3.49
3 0.098 26.2 0.027 7.19 0.013 3.44
4 0.097 26.28 0.032 8.81 0.013 3.5
5 0.096 26.35 0.036 9.89 0.013 3.51
6 0.097 25.59 0.027 7.22 0.013 3.43
7 0.092 26.51 0.028 8.08 0.013 3.75
8 0.097 26.66 0.035 9.52 0.013 3.5
9 0.098 26.54 0.03 8.18 0.013 3.45

10 0.097 26.38 0.03 8.15 0.013 3.44
11 0.098 25.86 0.033 8.78 0.013 3.42
12 0.099 26.74 0.029 7.8 0.013 3.4
13 0.097 26.04 0.039 10.42 0.013 3.38
14 0.101 26.34 0.027 7.06 0.013 3.34
15 0.099 25.58 0.023 6.05 0.013 3.29
16 0.1 26.7 0.036 9.59 0.013 3.37
17 0.098 26.22 0.026 6.85 0.013 3.38
18 0.096 26.19 0.028 7.56 0.013 3.47
19 0.099 27.09 0.035 9.6 0.013 3.43
20 0.096 25.73 0.033 8.88 0.013 3.43
21 0.095 26 0.033 8.89 0.013 3.48
22 0.097 26.45 0.036 9.72 0.013 3.42
23 0.099 26.23 0.032 8.59 0.013 3.43

Average 0.097 0.031 0.013
Total 630.47 202.08 82.7
30-Day Rlng 0.1 0.031
365-Day Rlng 57837

11/1/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 25.68 0.028 7.46 0.013 3.39
1 0.095 24.2 0.032 8.14 0.013 3.35
2 0.089 23.99 0.042 11.32 0.012 3.37
3 0.098 26.34 0.032 8.62 0.012 3.34
4 0.094 25.36 0.026 7.05 0.013 3.38
5 0.101 27.09 0.029 7.74 0.013 3.43
6 0.099 26.43 0.032 8.39 0.013 3.42
7 0.095 28.99 0.033 10.13 0.013 3.83
8 0.091 25.69 0.023 6.46 0.013 3.58
9 0.099 25.96 0.041 10.59 0.013 3.37

10 0.1 26.82 0.028 7.41 0.013 3.36
11 0.099 26.12 0.018 4.75 0.013 3.33



12 0.099 25.73 0.036 9.39 0.013 3.28
13 0.098 25.97 0.04 10.58 0.013 3.32
14 0.103 27.17 0.026 6.92 0.012 3.29
15 0.097 25.96 0.036 9.67 0.013 3.38
16 0.098 26.28 0.034 9.21 0.012 3.34
17 0.099 26.46 0.033 8.76 0.013 3.36
18 0.099 26.05 0.031 8.14 0.013 3.31
19 0.098 26.07 0.034 8.99 0.013 3.38
20 0.099 26.32 0.032 8.47 0.013 3.46
21 0.097 26.63 0.021 5.77 0.013 3.53
22 0.091 25.3 0.022 6.13 0.013 3.53
23 0.097 26.44 0.02 5.52 0.013 3.46

Average 0.097 0.03 0.013
Total 627.05 195.61 81.8
30-Day Rlng 0.1 0.031
365-Day Rlng 57828

11/2/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 24.99 0.041 11.17 0.013 3.49
1 0.099 27.02 0.028 7.73 0.013 3.42
2 0.096 26.84 0.032 8.82 0.013 3.5
3 0.097 25.46 0.026 6.96 0.013 3.38
4 0.101 26.86 0.033 8.79 0.013 3.37
5 0.101 25.79 0.033 8.33 0.013 3.41
6 0.096 26.32 0.032 8.7 0.013 3.49
7 0.092 28.04 0.036 10.86 0.013 3.91
8 0.091 26.19 0.022 6.41 0.013 3.67
9 0.095 25.83 0.03 8.11 0.013 3.46

10 0.096 25.99 0.037 9.84 0.013 3.46
11 0.102 27.2 0.046 12.25 0.013 3.43
12 0.098 26.25 0.037 9.82 0.013 3.42
13 0.097 26.19 0.043 11.6 0.013 3.42
14 0.1 26.49 0.04 10.48 0.013 3.4
15 0.099 26.43 0.021 5.51 0.013 3.41
16 0.099 26.67 0.022 6.01 0.013 3.41
17 0.098 26.11 0.025 6.75 0.013 3.41
18 0.101 27.23 0.029 7.7 0.013 3.44
19 0.097 26.22 0.037 10 0.013 3.45
20 0.098 26.64 0.026 7.09 0.013 3.46
21 0.093 25.87 0.035 9.7 0.013 3.58
22 0.097 26.73 0.032 8.77 0.013 3.48
23 0.095 26.3 0.015 4.12 0.013 3.46

Average 0.097 0.032 0.013
Total 633.66 205.52 83.3
30-Day Rlng 0.1 0.031
365-Day Rlng 57823

11/3/2016



Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.096 25.86 0.018 4.86 0.013 3.4
1 0.095 26.53 0.038 10.61 0.012 3.48
2 0.096 26.41 0.036 9.96 0.013 3.47
3 0.094 25.58 0.025 6.77 0.013 3.48
4 0.099 26.43 0.038 10.03 0.013 3.48
5 0.099 26.61 0.024 6.39 0.013 3.49
6 0.094 25.85 0.029 8.07 0.013 3.51
7 0.097 28.88 0.03 8.98 0.013 3.73
8 0.099 26.49 0.032 8.6 0.013 3.48
9 0.094 25.22 0.031 8.39 0.013 3.49

10 0.101 26.47 0.031 8.3 0.013 3.42
11 0.102 26.94 0.03 7.85 0.013 3.41
12 0.098 26.03 0.034 8.98 0.013 3.44
13 0.097 26.27 0.029 7.75 0.013 3.47
14 0.097 26.15 0.037 9.86 0.013 3.45
15 0.101 26.52 0.031 8.06 0.013 3.42
16 0.099 26.31 0.032 8.42 0.013 3.41
17 0.1 27.21 0.032 8.77 0.013 3.44
18 0.095 25.3 0.028 7.5 0.013 3.39
19 0.098 26.44 0.033 8.9 0.013 3.46
20 0.097 26.24 0.029 7.96 0.013 3.46
21 0.1 26.74 0.032 8.53 0.013 3.41
22 0.095 25.87 0.034 9.23 0.013 3.48
23 0.096 26.68 0.028 7.71 0.013 3.53

Average 0.097 0.031 0.013
Total 633.03 200.48 83.2
30-Day Rlng 0.1 0.031
365-Day Rlng 57811

11/4/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 26.36 0.029 7.98 0.013 3.54
1 0.096 25.87 0.027 7.3 0.013 3.47
2 0.098 26.21 0.029 7.82 0.013 3.47
3 0.096 25.95 0.044 11.91 0.013 3.44
4 0.1 26.93 0.038 10.22 0.013 3.44
5 0.098 26.56 0.022 5.88 0.013 3.43
6 0.098 25.96 0.027 7.08 0.013 3.42
7 0.08 24.54 0.028 8.85 0.013 3.88
8 0.088 24.01 0.025 6.91 0.013 3.49
9 0.095 24.04 0.034 8.42 0.013 3.39

10 0.094 25.47 0.019 5.3 0.013 3.44
11 0.098 26.26 0.029 7.63 0.013 3.43
12 0.099 26.28 0.041 10.82 0.013 3.39
13 0.098 26.15 0.032 8.61 0.013 3.41
14 0.099 26.68 0.025 6.75 0.013 3.43
15 0.097 26.42 0.028 7.74 0.013 3.46



16 0.098 26.23 0.025 6.53 0.013 3.42
17 0.098 26.05 0.025 6.6 0.013 3.43
18 0.099 25.2 0.023 5.86 0.013 3.38
19 0.101 25.82 0.023 5.75 0.014 3.47
20 0.102 26.53 0.021 5.48 0.013 3.37
21 0.096 25.82 0.021 5.75 0.013 3.45
22 0.099 26.64 0.028 7.42 0.013 3.45
23 0.097 26.14 0.034 9.13 0.013 3.46

Average 0.097 0.028 0.013
Total 622.12 181.74 83
30-Day Rlng 0.1 0.031
365-Day Rlng 57781

11/5/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.101 27.55 0.032 8.71 0.013 3.48
1 0.097 26.18 0.033 8.92 0.013 3.46
2 0.097 26.17 0.037 9.87 0.013 3.46
3 0.1 26.8 0.028 7.58 0.013 3.43
4 0.099 26.58 0.029 7.92 0.013 3.43
5 0.098 26.59 0.033 8.99 0.013 3.44
6 0.097 26.68 0.029 8.13 0.013 3.51
7 0.093 25.76 0.031 8.58 0.013 3.63
8 0.097 26.38 0.033 8.93 0.013 3.48
9 0.098 26.6 0.03 8.03 0.013 3.44

10 0.099 26.58 0.028 7.57 0.013 3.4
11 0.099 26.29 0.028 7.48 0.013 3.38
12 0.099 26.07 0.022 5.94 0.013 3.37
13 0.103 26.9 0.026 6.88 0.013 3.34
14 0.101 26.35 0.025 6.41 0.013 3.34
15 0.101 26.43 0.027 6.95 0.013 3.32
16 0.098 26.3 0.028 7.57 0.013 3.37
17 0.09 24.42 0.027 7.28 0.012 3.38
18 0.1 26.92 0.03 7.94 0.013 3.4
19 0.098 26.55 0.034 9.15 0.012 3.38
20 0.096 26.27 0.03 8.06 0.012 3.41
21 0.099 26.31 0.037 9.94 0.013 3.35
22 0.105 27.07 0.022 5.73 0.013 3.36
23 0.099 26.83 0.027 7.45 0.012 3.36

Average 0.099 0.029 0.013
Total 634.58 190.01 81.9
30-Day Rlng 0.098 0.031
365-Day Rlng 57760

11/6/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 25.98 0.031 8.47 0.012 3.34
1 0.098 25.35 0.03 7.79 0.013 3.43
2 0.099 27.15 0.031 8.43 0.012 3.41



3 0.097 25.97 0.023 6.18 0.013 3.37
4 0.098 26.13 0.023 5.98 0.013 3.37
5 0.101 25.84 0.025 6.53 0.013 3.26
6 0.1 26.52 0.025 6.75 0.013 3.37
7 0.101 27.57 0.022 6.26 0.013 3.44
8 0.103 26.1 0.021 5.25 0.013 3.23
9 0.099 25.89 0.021 5.59 0.013 3.29

10 0.103 26.59 0.024 6.27 0.013 3.26
11 0.102 26.26 0.033 8.37 0.013 3.22
12 0.104 27.08 0.019 5.05 0.012 3.25
13 0.101 26.36 0.021 5.51 0.013 3.28
14 0.101 25.44 0.019 4.87 0.013 3.2
15 0.104 26.45 0.018 4.58 0.013 3.22
16 0.103 26.24 0.021 5.27 0.013 3.23
17 0.103 26.56 0.026 6.79 0.013 3.28
18 0.102 26.44 0.039 9.97 0.013 3.27
19 0.101 26.11 0.023 5.93 0.013 3.28
20 0.102 26.44 0.027 6.93 0.013 3.24
21 0.101 26.28 0.026 6.71 0.013 3.3
22 0.098 25.92 0.025 6.66 0.013 3.37
23 0.099 26.73 0.028 7.44 0.013 3.38

Average 0.101 0.025 0.013
Total 631.4 157.58 79.3
30-Day Rlng 0.098 0.031
365-Day Rlng 57869

11/7/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 26.41 0.03 8.26 0.012 3.37
1 0.097 26.33 0.023 6.29 0.012 3.38
2 0.095 25.89 0.023 6.29 0.012 3.36
3 0.098 26.2 0.03 7.92 0.012 3.35
4 0.099 26.84 0.031 8.52 0.012 3.35
5 0.098 26.74 0.032 8.78 0.012 3.38
6 0.096 26.54 0.033 9.18 0.012 3.44
7 0.095 26.9 0.028 7.96 0.012 3.51
8 0.098 26.52 0.031 8.39 0.012 3.38
9 0.099 26.68 0.03 8.19 0.012 3.34

10 0.099 26.43 0.027 7.28 0.012 3.32
11 0.1 26.37 0.028 7.38 0.012 3.28
12 0.099 26.19 0.026 6.88 0.012 3.3
13 0.099 26.29 0.035 9.22 0.012 3.31
14 0.098 25.83 0.027 7.14 0.013 3.31
15 0.09 19.78 0.02 4.45 0.015 3.27
16 0.101 27.87 0.036 9.92 0.013 3.49
17 0.098 25.55 0.024 6.28 0.013 3.27
18 0.1 26.41 0.032 8.53 0.013 3.32
19 0.099 26.22 0.046 12.28 0.013 3.34



20 0.097 25.74 0.017 4.48 0.012 3.31
21 0.098 26.1 0.019 4.94 0.013 3.35
22 0.101 27.01 0.02 5.26 0.013 3.38
23 0.096 25.51 0.023 6.01 0.013 3.33

Average 0.098 0.028 0.012
Total 626.35 179.83 80.4
30-Day Rlng 0.098 0.031
365-Day Rlng 58049

11/8/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.099 26.52 0.034 9.1 0.013 3.37
1 0.098 26.63 0.028 7.78 0.012 3.4
2 0.098 25.3 0.025 6.54 0.013 3.27
3 0.1 26.46 0.027 7.21 0.013 3.33
4 0.1 26.3 0.029 7.67 0.013 3.33
5 0.096 25.75 0.033 8.76 0.013 3.36
6 0.099 26.5 0.028 7.38 0.013 3.35
7 Cal 25.83 Cal 5.45 Cal 4
8 OOC 25.83 OOC 6.94 OOC 3.89
9 Cal 27.58 Cal 8.37 Cal 3.91

10 OOC 26.28 OOC 6.18 OOC 3.89
11 0.093 25.5 0.019 5.38 0.012 3.46
12 0.101 26.78 0.029 7.65 0.012 3.3
13 0.099 25.88 0.027 7.18 0.013 3.29
14 0.101 26.54 0.03 7.84 0.013 3.29
15 0.099 26.39 0.031 8.31 0.012 3.29
16 0.1 26.51 0.021 5.56 0.012 3.3
17 0.099 26.37 0.029 7.79 0.012 3.32
18 0.101 26.68 0.045 12.02 0.013 3.33
19 0.098 26.27 0.029 7.84 0.012 3.35
20 0.099 26.55 0.021 5.72 0.013 3.38
21 0.099 26.71 0.029 7.92 0.012 3.36
22 0.098 25.99 0.025 6.51 0.013 3.35
23 0.097 26.53 0.026 7.22 0.013 3.44

Average 0.099 0.028 0.013
Total 631.68 178.32 82.6
30-Day Rlng 0.098 0.031
365-Day Rlng 58227

11/9/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.099 27.15 0.031 8.47 0.012 3.4
1 0.094 25.66 0.032 8.59 0.012 3.39
2 0.101 26.3 0.031 8.18 0.013 3.29
3 0.098 25.98 0.027 7.15 0.013 3.36
4 0.1 26.77 0.029 7.89 0.013 3.37
5 0.098 26.01 0.031 8.25 0.013 3.32
6 0.099 26.47 0.034 9.15 0.012 3.35



7 Cal Cal Cal Cal Cal Cal
8 0.103 26.71 0.035 9.07 0.013 3.32
9 0.102 26.11 0.034 8.65 0.013 3.27

10 0.102 26.52 0.034 8.73 0.012 3.24
11 0.102 26.6 0.027 7.21 0.012 3.24
12 0.101 26.51 0.032 8.43 0.012 3.24
13 0.098 25.91 0.034 9.13 0.012 3.24
14 0.101 26.26 0.028 7.26 0.012 3.18
15 0.1 26.29 0.029 7.68 0.012 3.24
16 0.099 26.29 0.038 10.12 0.012 3.27
17 0.099 26.07 0.035 9.22 0.012 3.24
18 0.098 26.48 0.031 8.46 0.012 3.32
19 0.097 26.45 0.033 9.03 0.012 3.34
20 0.099 27.21 0.031 8.4 0.012 3.39
21 0.095 26.05 0.032 8.7 0.012 3.37
22 0.096 26.53 0.028 7.66 0.012 3.38
23 0.095 26.27 0.034 9.48 0.012 3.37

Average 0.099 0.032 0.012
Total 606.6 194.91 76.1
30-Day Rlng 0.098 0.031
365-Day Rlng 58422

11/10/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 26.54 0.03 8.33 0.012 3.39
1 0.095 26.46 0.031 8.68 0.012 3.4
2 0.096 26.17 0.033 8.89 0.012 3.36
3 0.097 26.65 0.034 9.18 0.012 3.36
4 0.098 26.41 0.031 8.43 0.012 3.37
5 0.095 25.96 0.032 8.74 0.012 3.39
6 0.098 26.5 0.032 8.81 0.012 3.37
7 Cal Cal Cal Cal Cal Cal
8 OOC OOC OOC OOC OOC OOC
9 0.099 26.19 0.033 8.6 0.012 3.26

10 0.1 26.22 0.036 9.58 0.012 3.25
11 0.103 27.28 0.03 8.01 0.012 3.27
12 0.099 26.8 0.033 8.91 0.012 3.28
13 0.094 25.26 0.031 8.27 0.012 3.29
14 0.098 26.69 0.036 9.68 0.012 3.33
15 0.096 26.37 0.037 10.13 0.012 3.35
16 0.098 26.92 0.023 6.3 0.012 3.36
17 0.096 25.76 0.027 7.1 0.012 3.3
18 0.097 26.18 0.03 8.02 0.012 3.35
19 0.098 26.37 0.035 9.38 0.012 3.36
20 0.096 26.38 0.032 8.78 0.012 3.39
21 0.097 26.59 0.032 8.68 0.012 3.41
22 0.094 25.64 0.031 8.47 0.013 3.42
23 0.097 26.8 0.032 8.98 0.012 3.42



Average 0.097 0.032 0.012
Total 580.14 189.95 73.7
30-Day Rlng 0.097 0.031
365-Day Rlng 58612

11/11/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 26.53 0.032 8.95 0.012 3.44
1 0.096 25.98 0.028 7.55 0.012 3.39
2 0.094 25.52 0.033 8.96 0.012 3.38
3 0.098 26.91 0.031 8.39 0.012 3.39
4 0.098 26.68 0.03 8.3 0.012 3.4
5 0.096 26.48 0.04 10.99 0.012 3.43
6 0.096 26.53 0.025 6.96 0.012 3.41
7 0.096 26.74 0.023 6.36 0.012 3.46
8 0.089 25.68 0.024 6.95 0.012 3.52
9 Maint Maint Maint Maint Maint Maint

10 0.076 21.19 0.015 4.1 0.012 3.46
11 0.099 26.16 0.026 6.75 0.012 3.24
12 0.098 26.34 0.036 9.61 0.012 3.3
13 0.099 26.31 0.029 7.77 0.012 3.28
14 0.099 26.24 0.031 8.24 0.012 3.28
15 0.1 27.04 0.03 8.17 0.012 3.32
16 0.099 26.07 0.022 5.71 0.013 3.32
17 0.099 25.99 0.036 9.36 0.013 3.28
18 0.099 26.6 0.027 7.26 0.012 3.33
19 0.1 26.51 0.035 9.3 0.013 3.34
20 0.099 25.98 0.031 8.05 0.012 3.26
21 0.099 26.92 0.033 8.97 0.012 3.35
22 0.096 25.81 0.032 8.46 0.013 3.37
23 0.097 26.25 0.034 9.05 0.012 3.37

Average 0.096 0.03 0.012
Total 600.46 184.21 77.3
30-Day Rlng 0.097 0.031
365-Day Rlng 58656

11/12/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 26.33 0.025 6.8 0.012 3.38
1 0.095 25.66 0.028 7.42 0.012 3.35
2 0.098 26.38 0.028 7.64 0.013 3.37
3 0.099 26.38 0.03 8.05 0.013 3.36
4 0.1 26.5 0.034 8.9 0.013 3.37
5 0.098 26.51 0.03 8.13 0.013 3.39
6 0.098 26.21 0.022 5.82 0.013 3.37
7 0.099 27.38 0.044 12.09 0.012 3.45
8 0.095 26.4 0.036 9.82 0.012 3.45
9 0.098 26.6 0.029 7.73 0.012 3.34

10 0.095 25.77 0.033 8.87 0.012 3.33



11 0.099 26.89 0.032 8.56 0.012 3.31
12 0.097 26.18 0.033 8.94 0.012 3.3
13 0.098 26.05 0.033 8.78 0.012 3.3
14 0.102 27.06 0.035 9.31 0.012 3.29
15 0.098 26.77 0.03 8.14 0.012 3.34
16 0.095 25.6 0.035 9.51 0.012 3.36
17 0.098 26.53 0.027 7.27 0.012 3.3
18 0.096 26.27 0.031 8.32 0.012 3.38
19 0.096 26.43 0.034 9.38 0.012 3.39
20 0.097 25.89 0.031 8.21 0.012 3.3
21 0.096 26.74 0.035 9.84 0.012 3.38
22 0.097 26.42 0.029 7.77 0.012 3.37
23 0.091 24.96 0.03 8.25 0.012 3.43

Average 0.097 0.031 0.012
Total 631.91 203.55 80.6
30-Day Rlng 0.097 0.031
365-Day Rlng 58646

11/13/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 27.05 0.031 8.8 0.012 3.43
1 0.095 26.27 0.034 9.28 0.012 3.42
2 0.092 25.39 0.03 8.31 0.012 3.39
3 0.098 26.48 0.028 7.51 0.012 3.37
4 0.096 26.25 0.034 9.26 0.012 3.38
5 0.095 26.08 0.03 8.28 0.012 3.4
6 0.098 26.58 0.035 9.59 0.012 3.4
7 0.094 29.01 0.036 11.22 0.012 3.77
8 0.093 25.69 0.029 8.14 0.012 3.4
9 0.096 26.21 0.029 8.01 0.012 3.34

10 0.093 22.3 0.03 7.17 0.014 3.24
11 0.098 24.71 0.048 12.23 0.012 3.12
12 0.099 26.19 0.021 5.49 0.012 3.26
13 0.099 26.31 0.031 8.18 0.012 3.24
14 0.101 26.43 0.038 9.81 0.012 3.2
15 0.101 26.54 0.029 7.75 0.012 3.27
16 0.098 26.24 0.033 8.75 0.012 3.28
17 0.096 25.25 0.029 7.66 0.012 3.22
18 0.1 27 0.031 8.4 0.012 3.27
19 0.099 26.59 0.035 9.47 0.012 3.3
20 0.098 26.12 0.033 8.88 0.012 3.3
21 0.1 26.99 0.034 9.11 0.012 3.3
22 0.096 25.89 0.031 8.35 0.012 3.3
23 0.099 26.68 0.031 8.43 0.012 3.31

Average 0.097 0.032 0.012
Total 628.25 208.08 79.9
30-Day Rlng 0.097 0.031
365-Day Rlng 58644



11/14/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.098 26.3 0.034 9.14 0.012 3.32
1 0.096 26.13 0.03 8.22 0.012 3.32
2 0.099 25.96 0.033 8.61 0.012 3.27
3 0.1 26.38 0.03 8.02 0.012 3.28
4 0.1 26.83 0.029 7.88 0.012 3.3
5 0.099 26 0.032 8.28 0.012 3.24
6 0.099 26.33 0.034 9.16 0.012 3.33
7 0.094 27.63 0.033 9.79 0.012 3.57
8 0.094 25.32 0.039 10.5 0.012 3.33
9 0.1 25 0.039 9.75 0.013 3.34

10 0.103 27.2 0.015 3.9 0.013 3.35
11 0.098 25.8 0.014 3.78 0.013 3.31
12 0.099 26.72 0.014 3.8 0.012 3.32
13 0.099 26.44 0.015 3.94 0.012 3.31
14 0.101 25.31 0.015 3.86 0.013 3.2
15 0.1 26.41 0.019 4.98 0.013 3.31
16 0.1 26.6 0.023 6.02 0.012 3.32
17 0.097 25.51 0.027 7.14 0.013 3.33
18 0.102 27.05 0.032 8.45 0.013 3.35
19 0.098 26.13 0.024 6.46 0.013 3.35
20 0.099 26.55 0.025 6.8 0.013 3.38
21 0.097 26.12 0.023 6.17 0.012 3.34
22 0.098 26.57 0.028 7.49 0.012 3.34
23 0.093 24.6 0.022 5.95 0.012 3.28

Average 0.098 0.026 0.012
Total 628.89 168.09 79.8
30-Day Rlng 0.098 0.031
365-Day Rlng 58599

11/15/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 24.25 0.018 4.94 0.013 3.36
1 0.098 26.5 0.017 4.58 0.012 3.37
2 0.096 26.38 0.027 7.34 0.013 3.46
3 0.098 26.44 0.031 8.23 0.013 3.38
4 0.097 25.99 0.023 6.05 0.013 3.36
5 0.098 26.27 0.02 5.48 0.013 3.39
6 0.098 26.13 0.023 6.12 0.013 3.39
7 0.104 30.15 0.019 5.58 0.013 3.64
8 0.096 25.53 0.02 5.27 0.013 3.34
9 0.099 26.64 0.023 6.03 0.012 3.34

10 0.1 26.81 0.021 5.72 0.012 3.34
11 0.098 25.45 0.016 4.03 0.013 3.26
12 0.098 26.39 0.017 4.46 0.012 3.34
13 0.1 26.54 0.016 4.3 0.013 3.35
14 0.099 25.5 0.019 4.88 0.013 3.25



15 0.103 27.15 0.02 5.36 0.013 3.3
16 0.098 25.84 0.02 5.26 0.013 3.32
17 0.099 25.53 0.025 6.38 0.013 3.26
18 0.098 25.97 0.028 7.39 0.013 3.33
19 0.1 26.84 0.017 4.56 0.012 3.34
20 0.099 26 0.017 4.57 0.013 3.31
21 0.097 25.92 0.018 4.7 0.013 3.35
22 0.101 27.23 0.019 5.2 0.012 3.36
23 0.091 23.51 0.015 3.8 0.013 3.3

Average 0.098 0.02 0.013
Total 628.96 130.23 80.4
30-Day Rlng 0.098 0.03
365-Day Rlng 58520

11/16/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 25.57 0.016 4.2 0.012 3.37
1 0.097 26.01 0.017 4.66 0.013 3.38
2 0.1 25.84 0.017 4.47 0.013 3.28
3 0.099 26.25 0.021 5.46 0.013 3.36
4 0.099 26.46 0.031 8.21 0.013 3.37
5 0.099 26.16 0.031 8.17 0.013 3.36
6 0.097 26.48 0.031 8.51 0.012 3.39
7 0.102 29.68 0.03 8.65 0.012 3.64
8 0.095 26.25 0.024 6.71 0.012 3.4
9 0.096 25.73 0.022 5.98 0.013 3.36

10 0.099 26.69 0.026 7.06 0.012 3.35
11 0.1 26.61 0.029 7.71 0.012 3.3
12 0.099 25.91 0.019 4.9 0.013 3.32
13 0.1 26.03 0.024 6.19 0.013 3.34
14 0.1 26.68 0.026 6.99 0.012 3.31
15 0.098 25.88 0.021 5.66 0.013 3.39
16 0.099 26.27 0.018 4.84 0.013 3.39
17 0.099 25.64 0.026 6.77 0.013 3.33
18 0.1 26.73 0.032 8.43 0.013 3.36
19 0.098 26.76 0.023 6.39 0.012 3.38
20 0.091 24.28 0.024 6.37 0.012 3.34
21 0.097 26.65 0.025 6.94 0.012 3.36
22 0.098 26.52 0.028 7.55 0.012 3.38
23 0.097 26.08 0.031 8.34 0.012 3.31

Average 0.098 0.025 0.013
Total 631.16 159.16 80.8
30-Day Rlng 0.098 0.03
365-Day Rlng 58466

11/17/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 24.16 0.02 5.61 0.012 3.41
1 0.097 26.29 0.026 7.14 0.012 3.38



2 0.096 26.23 0.029 8.06 0.012 3.4
3 0.096 25.69 0.024 6.32 0.012 3.34
4 0.099 26.78 0.023 6.12 0.012 3.37
5 0.093 25.42 0.027 7.3 0.013 3.43
6 0.099 26.46 0.028 7.4 0.013 3.41
7 0.092 27.08 0.047 13.71 0.013 3.82
8 0.099 23.75 0.034 8.16 0.014 3.37
9 0.099 26.65 0.028 7.52 0.013 3.45

10 0.098 26.19 0.026 6.91 0.013 3.44
11 0.097 26.36 0.032 8.72 0.013 3.43
12 0.097 26.51 0.034 9.33 0.013 3.46
13 0.096 26.08 0.018 5.01 0.013 3.42
14 0.098 25.65 0.019 4.89 0.013 3.35
15 0.098 26.41 0.023 6.31 0.013 3.41
16 0.099 26.39 0.025 6.72 0.013 3.41
17 0.099 26.69 0.022 6.01 0.013 3.42
18 0.097 26.09 0.021 5.61 0.013 3.43
19 0.098 26.69 0.021 5.84 0.013 3.44
20 0.097 26.56 0.017 4.81 0.012 3.43
21 0.097 26.55 0.02 5.38 0.013 3.43
22 0.097 26.13 0.028 7.58 0.013 3.43
23 0.093 25.35 0.032 8.59 0.012 3.4

Average 0.097 0.026 0.013
Total 626.16 169.05 82.3
30-Day Rlng 0.098 0.03
365-Day Rlng 58436

11/18/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 25.98 0.016 4.29 0.013 3.46
1 0.097 26.21 0.015 4.09 0.013 3.43
2 0.095 26.03 0.021 5.83 0.013 3.49
3 0.098 26.65 0.018 4.96 0.013 3.41
4 0.097 26.39 0.024 6.36 0.013 3.41
5 0.09 24.77 0.02 5.61 0.013 3.51
6 0.098 26.43 0.017 4.57 0.013 3.45
7 OOC 28.55 OOC 4.67 OOC 4.06
8 OOC 21.58 OOC 4.65 OOC 4.2
9 0.097 26.44 0.025 6.85 0.012 3.41

10 0.096 26.35 0.021 5.81 0.012 3.4
11 0.095 25.78 0.018 4.96 0.012 3.34
12 0.097 26.69 0.02 5.52 0.012 3.4
13 0.095 26.1 0.024 6.53 0.012 3.39
14 0.096 25.56 0.026 6.89 0.012 3.31
15 0.097 26.49 0.024 6.58 0.012 3.4
16 0.097 26.69 0.025 6.76 0.012 3.39
17 0.096 25.45 0.024 6.29 0.012 3.31
18 0.098 26.87 0.023 6.4 0.012 3.39



19 0.096 26.14 0.021 5.67 0.012 3.4
20 0.095 25.19 0.019 5.12 0.012 3.28
21 0.099 26.83 0.027 7.4 0.012 3.34
22 0.098 26.34 0.028 7.49 0.012 3.36
23 0.095 25.61 0.029 7.7 0.012 3.29

Average 0.096 0.022 0.012
Total 625.12 141 82.8
30-Day Rlng 0.097 0.029
365-Day Rlng 58370

11/19/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 27.25 0.029 8.04 0.012 3.43
1 0.094 26.35 0.034 9.48 0.012 3.44
2 0.093 25.71 0.027 7.4 0.012 3.39
3 0.096 26.36 0.031 8.4 0.012 3.38
4 0.096 26.04 0.032 8.62 0.012 3.37
5 0.099 26.45 0.032 8.58 0.012 3.34
6 0.099 26.45 0.023 6.02 0.013 3.4
7 0.094 28.49 0.033 9.97 0.013 3.82
8 0.093 25.28 0.028 7.74 0.012 3.38
9 0.097 26.26 0.029 7.86 0.012 3.37

10 0.098 26.58 0.023 6.18 0.012 3.34
11 0.097 25.85 0.021 5.62 0.012 3.3
12 0.098 26.81 0.028 7.68 0.012 3.36
13 0.097 26.73 0.033 8.91 0.012 3.37
14 0.095 25.81 0.032 8.6 0.012 3.35
15 0.099 27.16 0.03 8.25 0.012 3.37
16 0.095 25.93 0.031 8.4 0.012 3.39
17 0.098 26.7 0.03 8.13 0.012 3.33
18 0.095 25.82 0.024 6.55 0.012 3.4
19 0.096 26.23 0.029 7.98 0.012 3.38
20 0.096 26.81 0.027 7.58 0.012 3.38
21 0.096 26.7 0.024 6.7 0.012 3.39
22 0.098 27.24 0.014 3.88 0.012 3.4
23 0.095 25.47 0.015 3.87 0.013 3.36

Average 0.096 0.027 0.012
Total 634.48 180.44 81.4
30-Day Rlng 0.098 0.029
365-Day Rlng 58342

11/20/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 26.19 0.034 9.23 0.012 3.4
1 0.097 26.46 0.023 6.34 0.012 3.38
2 0.096 25.71 0.014 3.83 0.012 3.35
3 0.098 26.56 0.027 7.2 0.012 3.33
4 0.098 26.75 0.028 7.62 0.012 3.35
5 0.096 26.43 0.036 9.72 0.012 3.32



6 0.095 26.13 0.021 5.83 0.012 3.35
7 0.093 27.08 0.029 8.43 0.012 3.62
8 0.094 26.17 0.031 8.82 0.012 3.38
9 0.094 25.82 0.029 7.87 0.012 3.38

10 0.096 26.37 0.025 6.91 0.012 3.35
11 0.098 26.31 0.022 5.87 0.012 3.33
12 0.098 26.68 0.023 6.2 0.012 3.32
13 0.097 26.57 0.025 6.9 0.012 3.35
14 0.096 25.36 0.023 6.03 0.012 3.26
15 0.099 26.45 0.025 6.59 0.012 3.32
16 0.098 26.4 0.024 6.44 0.012 3.33
17 0.097 26.07 0.025 6.74 0.012 3.31
18 0.095 26.38 0.028 7.81 0.012 3.39
19 0.095 26.45 0.028 7.79 0.012 3.39
20 0.095 26.54 0.023 6.49 0.012 3.42
21 0.095 26.23 0.024 6.76 0.012 3.4
22 0.098 26.58 0.034 9.16 0.012 3.37
23 0.094 25.45 0.022 5.96 0.012 3.33

Average 0.096 0.026 0.012
Total 631.14 170.54 80.7
30-Day Rlng 0.098 0.029
365-Day Rlng 58359

11/21/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 26.56 0.042 11.57 0.012 3.39
1 0.097 26.65 0.024 6.55 0.012 3.4
2 0.095 25.73 0.034 9.19 0.012 3.36
3 0.099 26.67 0.027 7.22 0.012 3.35
4 0.097 26.32 0.031 8.41 0.012 3.35
5 0.095 26.53 0.028 7.86 0.012 3.44
6 0.097 26.07 0.026 6.95 0.012 3.33
7 0.096 27.59 0.024 6.93 0.013 3.62
8 0.094 25.59 0.035 9.38 0.012 3.3
9 0.097 26.64 0.036 9.81 0.012 3.35

10 0.099 24.9 0.032 7.94 0.013 3.31
11 0.098 26.66 0.029 7.92 0.012 3.32
12 0.097 25.94 0.024 6.43 0.012 3.32
13 0.098 26.6 0.035 9.6 0.012 3.33
14 0.099 26.24 0.027 7.14 0.012 3.3
15 0.101 26.35 0.023 6.18 0.012 3.24
16 0.1 26.42 0.023 5.99 0.012 3.29
17 0.098 25.42 0.035 9.26 0.012 3.25
18 0.101 26.76 0.034 8.87 0.013 3.33
19 0.102 26.6 0.032 8.38 0.013 3.35
20 0.097 25.7 0.024 6.35 0.013 3.37
21 0.098 26.32 0.033 8.81 0.012 3.35
22 0.098 26.85 0.027 7.33 0.012 3.33



23 0.1 27.22 0.028 7.65 0.012 3.33
Average 0.098 0.03 0.012
Total 632.33 191.72 80.3
30-Day Rlng 0.098 0.029
365-Day Rlng 58550

11/22/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 25.21 0.027 7.16 0.012 3.27
1 0.099 26.87 0.033 8.82 0.012 3.32
2 0.098 25.74 0.029 7.62 0.012 3.23
3 0.099 26.07 0.027 6.99 0.012 3.26
4 0.104 26.31 0.031 7.74 0.013 3.33
5 0.102 25.97 0.028 7.23 0.013 3.27
6 0.105 26.35 0.021 5.33 0.013 3.29
7 0.099 28.11 0.023 6.6 0.013 3.59
8 0.099 25.94 0.036 9.22 0.013 3.27
9 0.1 26.56 0.028 7.44 0.012 3.31

10 0.1 26.35 0.035 9.28 0.012 3.29
11 0.101 25.55 0.045 11.5 0.013 3.24
12 0.102 26.96 0.031 8.16 0.013 3.32
13 0.101 26.32 0.03 7.92 0.013 3.33
14 0.102 26.09 0.033 8.51 0.013 3.3
15 0.1 26.65 0.044 11.67 0.013 3.35
16 0.099 26.08 0.05 13.17 0.013 3.39
17 0.101 26.61 0.016 4.3 0.013 3.36
18 0.098 26.38 0.032 8.7 0.013 3.42
19 0.099 26.3 0.033 8.79 0.013 3.41
20 0.1 25.99 0.035 9.17 0.013 3.34
21 0.104 25.89 0.033 8.14 0.014 3.38
22 0.102 26.59 0.035 9.12 0.013 3.44
23 0.097 26.53 0.022 5.94 0.013 3.45

Average 0.1 0.032 0.013
Total 631.42 198.52 80.2
30-Day Rlng 0.098 0.029
365-Day Rlng 58749

11/23/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 26.04 0.04 10.54 0.013 3.48
1 0.099 25.94 0.04 10.46 0.013 3.5
2 0.098 25.96 0.043 11.34 0.013 3.45
3 0.107 26.75 0.038 9.51 0.014 3.44
4 0.098 26.17 0.021 5.6 0.013 3.48
5 0.103 27.04 0.044 11.54 0.013 3.41
6 0.099 26.46 0.029 7.7 0.013 3.43
7 0.098 29.76 0.027 8.08 0.012 3.71
8 0.093 25.99 0.032 8.97 0.013 3.51
9 0.097 25.69 0.052 13.83 0.013 3.39



10 0.104 26.95 0.036 9.45 0.013 3.41
11 0.095 25.66 0.024 6.58 0.013 3.42
12 0.099 26.77 0.031 8.34 0.013 3.41
13 0.1 26.34 0.034 8.96 0.013 3.34
14 0.099 26.24 0.028 7.4 0.012 3.32
15 0.098 25.72 0.034 9.1 0.013 3.33
16 0.099 26.71 0.022 5.91 0.012 3.36
17 0.099 26.28 0.028 7.59 0.012 3.28
18 0.096 25.89 0.016 4.27 0.012 3.35
19 0.1 26.85 0.026 6.87 0.012 3.31
20 0.099 26.18 0.026 6.9 0.012 3.28
21 0.099 26.73 0.028 7.65 0.012 3.35
22 0.095 26.01 0.04 11.07 0.012 3.35
23 0.098 26.87 0.023 6.44 0.012 3.31

Average 0.099 0.032 0.013
Total 635 204.1 81.6
30-Day Rlng 0.098 0.029
365-Day Rlng 58843

11/24/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 25.81 0.036 10 0.012 3.39
1 0.097 26.66 0.015 4.02 0.012 3.37
2 0.099 25.92 0.016 4.23 0.013 3.29
3 0.099 27.25 0.026 7.21 0.012 3.34
4 0.095 26.23 0.039 10.73 0.012 3.37
5 0.096 26.49 0.029 7.95 0.012 3.31
6 0.096 26.6 0.038 10.67 0.012 3.34
7 0.082 24.31 0.037 11.09 0.012 3.65
8 0.098 26.83 0.034 9.33 0.013 3.43
9 0.097 25.86 0.026 7.08 0.013 3.4

10 0.098 26.07 0.014 3.86 0.013 3.38
11 0.098 26.66 0.014 3.85 0.012 3.37
12 0.098 26.28 0.028 7.46 0.013 3.38
13 0.097 26.52 0.022 6.08 0.012 3.39
14 0.099 26.72 0.034 9.32 0.012 3.37
15 0.095 25.45 0.027 7.18 0.012 3.36
16 0.098 26.28 0.02 5.45 0.013 3.36
17 0.093 24.82 0.018 4.69 0.012 3.32
18 0.096 26.25 0.017 4.55 0.013 3.42
19 0.097 26.28 0.019 5.11 0.013 3.43
20 0.097 26.23 0.023 6.21 0.013 3.41
21 0.096 26.56 0.03 8.18 0.013 3.47
22 0.095 26.1 0.041 11.21 0.013 3.49
23 0.096 26.46 0.022 5.92 0.013 3.45

Average 0.096 0.026 0.013
Total 628.64 171.38 81.5
30-Day Rlng 0.098 0.029



365-Day Rlng 58821
11/25/2016

Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.096 26.48 0.038 10.67 0.013 3.47
1 0.096 26.47 0.024 6.57 0.013 3.48
2 0.097 26.18 0.025 6.73 0.013 3.41
3 0.097 26.27 0.033 8.97 0.013 3.45
4 0.097 26.43 0.032 8.77 0.013 3.47
5 0.097 26.65 0.028 7.6 0.013 3.5
6 0.096 26.49 0.03 8.23 0.013 3.52
7 0.094 Cal 0.065 Cal 0.013 Cal
8 0.088 OOC 0.031 OOC 0.013 OOC
9 0.093 OOC 0.022 OOC 0.013 OOC

10 0.045 19.27 0.016 6.72 0.009 3.97
11 0.074 23.23 0.017 5.46 0.011 3.44
12 0.106 26.71 0.031 7.89 0.013 3.17
13 0.103 26.32 0.032 8.09 0.012 3.19
14 0.103 25.9 0.036 8.98 0.012 3.13
15 0.104 26.42 0.03 7.65 0.012 3.17
16 0.104 26.36 0.029 7.35 0.013 3.17
17 0.105 27.12 0.038 9.86 0.012 3.21
18 0.102 25.75 0.019 4.9 0.013 3.2
19 0.106 26.71 0.037 9.29 0.013 3.19
20 0.103 26.42 0.032 8.09 0.013 3.23
21 0.103 26.22 0.032 8.13 0.013 3.23
22 0.105 26.62 0.035 8.97 0.013 3.22
23 0.103 25.84 0.033 8.24 0.013 3.17

Average 0.097 0.031 0.013
Total 543.86 167.16 70
30-Day Rlng 0.098 0.029
365-Day Rlng 58778

11/26/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.104 26.49 0.034 8.52 0.013 3.22
1 0.103 26.21 0.034 8.78 0.013 3.22
2 0.103 25.83 0.034 8.34 0.013 3.19
3 0.106 26.67 0.034 8.64 0.013 3.19
4 0.105 26.87 0.031 7.86 0.013 3.26
5 0.104 26.22 0.034 8.52 0.013 3.2
6 0.102 26.26 0.035 9.01 0.013 3.25
7 0.097 Cal 0.032 Cal 0.012 Cal
8 0.102 OOC 0.024 OOC 0.012 OOC
9 0.1 OOC 0.031 OOC 0.012 OOC

10 0.103 33.27 0.046 14.69 0.012 3.96
11 0.094 OOC 0.028 OOC 0.012 OOC
12 0.085 OOC 0.025 OOC 0.012 OOC
13 0.086 24.82 0.022 6.46 0.012 3.51



14 0.094 26.06 0.019 5.2 0.012 3.37
15 0.094 26.28 0.02 5.64 0.012 3.39
16 0.097 26.45 0.022 6.03 0.012 3.36
17 0.096 26.21 0.028 7.65 0.012 3.31
18 0.097 26.08 0.02 5.26 0.012 3.34
19 0.097 26.34 0.029 7.84 0.012 3.36
20 0.093 26.26 0.028 7.97 0.012 3.47
21 0.097 26.63 0.026 7.06 0.012 3.36
22 0.096 26.66 0.037 10.39 0.012 3.4
23 0.094 26.31 0.024 6.8 0.012 3.34

Average 0.098 0.029 0.012
Total 505.92 150.66 63.7
30-Day Rlng 0.098 0.029
365-Day Rlng 58717

11/27/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 26.73 0.031 8.67 0.012 3.35
1 0.094 26.24 0.035 9.83 0.012 3.36
2 0.093 25.46 0.016 4.22 0.012 3.38
3 0.096 26.16 0.026 6.98 0.012 3.32
4 0.098 26.59 0.033 9.04 0.012 3.35
5 0.094 26.4 0.033 9.36 0.012 3.48
6 0.096 26.24 0.021 5.85 0.012 3.36
7 0.092 27.85 0.031 9.52 0.012 3.65
8 0.097 26.37 0.025 6.83 0.012 3.33
9 0.095 26.33 0.029 8 0.012 3.36

10 0.097 26.63 0.033 9.2 0.012 3.35
11 0.095 26.37 0.03 8.29 0.012 3.37
12 0.096 26.58 0.033 9.04 0.012 3.36
13 0.095 25.94 0.03 8.3 0.012 3.34
14 0.098 24.94 0.024 6.21 0.013 3.21
15 0.103 26.41 0.028 7.2 0.013 3.29
16 0.099 26.86 0.031 8.31 0.012 3.32
17 0.095 26.92 0.031 8.65 0.012 3.46
18 0.095 25.8 0.03 7.99 0.012 3.35
19 0.098 26.86 0.031 8.61 0.012 3.36
20 0.098 26.56 0.037 9.96 0.012 3.32
21 0.096 26.31 0.025 6.89 0.012 3.37
22 0.095 26.13 0.04 11.06 0.012 3.39
23 0.097 26.34 0.024 6.44 0.012 3.36

Average 0.096 0.029 0.012
Total 633.02 194.45 80.8
30-Day Rlng 0.098 0.029
365-Day Rlng 58717

11/28/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 26.32 0.039 10.7 0.012 3.41



1 0.095 26.5 0.026 7.25 0.012 3.41
2 0.092 25.47 0.029 8.01 0.012 3.43
3 0.096 26.8 0.035 9.74 0.012 3.4
4 0.096 26.63 0.028 7.77 0.012 3.41
5 0.095 25.89 0.025 6.91 0.012 3.38
6 0.094 26.24 0.03 8.41 0.012 3.43
7 0.094 27.48 0.03 8.64 0.012 3.66
8 0.097 26.34 0.026 7.17 0.012 3.37
9 0.096 26.66 0.035 9.67 0.012 3.37

10 0.094 26.22 0.034 9.48 0.012 3.36
11 0.097 26.53 0.03 8.16 0.012 3.36
12 0.094 26.13 0.032 8.86 0.012 3.34
13 0.097 26.69 0.03 8.14 0.012 3.33
14 0.098 25.81 0.023 6.08 0.012 3.23
15 0.099 26.52 0.033 8.91 0.012 3.32
16 0.098 26.78 0.024 6.52 0.012 3.33
17 0.097 26.13 0.023 6.08 0.012 3.35
18 0.097 26.52 0.035 9.52 0.012 3.38
19 0.096 26.56 0.021 5.82 0.012 3.39
20 0.096 26.41 0.023 6.45 0.012 3.39
21 0.094 25.86 0.034 9.28 0.012 3.39
22 0.097 26.8 0.029 8.02 0.012 3.37
23 0.095 25.72 0.036 9.86 0.012 3.35

Average 0.096 0.03 0.012
Total 633.01 195.45 81.2
30-Day Rlng 0.098 0.029
365-Day Rlng 58702

11/29/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 26.99 0.026 7.33 0.012 3.42
1 0.095 26.45 0.033 9.08 0.012 3.41
2 0.096 25.72 0.026 7.04 0.012 3.29
3 0.097 26.39 0.034 9.23 0.012 3.38
4 0.096 26.6 0.034 9.56 0.012 3.41
5 0.094 26.58 0.026 7.15 0.012 3.46
6 0.095 26.44 0.03 8.35 0.012 3.4
7 0.09 26.61 0.02 5.86 0.012 3.66
8 0.095 26.37 0.031 8.45 0.012 3.4
9 0.096 26.38 0.024 6.73 0.012 3.38

10 0.095 26.42 0.031 8.69 0.012 3.39
11 0.092 25.95 0.028 7.8 0.012 3.46
12 0.097 26.74 0.024 6.75 0.012 3.37
13 0.097 26.04 0.021 5.48 0.012 3.36
14 0.094 26.47 0.039 10.92 0.012 3.5
15 0.096 26.51 0.02 5.62 0.013 3.47
16 0.093 25.81 0.037 10.29 0.013 3.49
17 0.095 26.66 0.024 6.89 0.013 3.52



18 0.095 26.57 0.025 6.99 0.013 3.53
19 0.094 26.89 0.028 7.85 0.012 3.56
20 0.091 25.82 0.03 8.42 0.012 3.53
21 0.093 26.83 0.031 8.99 0.012 3.54
22 0.093 26.35 0.032 9.12 0.012 3.52
23 0.092 26.28 0.021 5.98 0.012 3.53

Average 0.095 0.028 0.012
Total 633.87 188.57 83
30-Day Rlng 0.097 0.029
365-Day Rlng 58678

11/30/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.092 26.14 0.033 9.37 0.012 3.52
1 0.094 26.28 0.031 8.71 0.012 3.49
2 0.095 26.56 0.031 8.59 0.012 3.49
3 0.093 26.13 0.032 9.03 0.012 3.48
4 0.094 26.7 0.03 8.54 0.012 3.5
5 0.094 26.48 0.029 8.15 0.012 3.52
6 0.093 26.32 0.026 7.4 0.012 3.52
7 0.093 27.76 0.04 12.01 0.013 3.8
8 0.093 26.55 0.024 6.77 0.012 3.55
9 0.094 26.38 0.029 8.27 0.012 3.49

10 0.094 26.35 0.023 6.55 0.012 3.46
11 0.097 27.12 0.036 10.25 0.012 3.44
12 0.093 25.91 0.029 8.15 0.012 3.41
13 0.097 27.16 0.033 9.07 0.012 3.4
14 0.094 25.5 0.031 8.37 0.013 3.39
15 0.092 26.6 0.023 6.56 0.012 3.48
16 0.085 24.75 0.03 8.66 0.012 3.48
17 0.095 26.7 0.023 6.49 0.012 3.48
18 0.094 26.21 0.027 7.56 0.012 3.49
19 0.094 26.56 0.031 8.83 0.012 3.51
20 0.093 26.31 0.031 8.71 0.012 3.5
21 0.093 26.76 0.031 8.96 0.012 3.54
22 0.091 26.3 0.029 8.5 0.012 3.56
23 0.091 26.2 0.03 8.58 0.012 3.52

Average 0.093 0.03 0.012
Total 633.73 202.08 84
30-Day Rlng 0.097 0.029
365-Day Rlng 58671

12/1/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 25.76 0.028 7.88 0.012 3.49
1 0.096 27.05 0.032 9.08 0.012 3.47
2 0.092 25.94 0.031 8.69 0.012 3.45
3 0.093 26.52 0.034 9.82 0.012 3.48
4 0.094 26.92 0.029 8.32 0.012 3.5



5 0.091 26.35 0.028 8.02 0.012 3.52
6 0.091 25.85 0.027 7.69 0.012 3.52
7 0.098 30.24 0.034 10.61 0.012 3.77
8 0.094 26.28 0.024 6.65 0.012 3.47
9 0.093 25.96 0.037 10.3 0.012 3.46

10 0.094 26.28 0.037 10.47 0.012 3.44
11 0.096 27.02 0.021 5.86 0.012 3.46
12 0.093 25.65 0.038 10.47 0.012 3.4
13 0.099 26.62 0.026 6.97 0.013 3.42
14 0.094 26.64 0.021 5.98 0.012 3.41
15 0.093 26.44 0.032 9.18 0.012 3.45
16 0.093 26.32 0.031 8.75 0.012 3.45
17 0.094 26.1 0.024 6.56 0.012 3.43
18 0.094 26.35 0.021 6.04 0.012 3.48
19 0.093 26.7 0.024 6.85 0.012 3.49
20 0.092 26.2 0.024 6.67 0.012 3.5
21 0.093 26.68 0.025 7.23 0.012 3.5
22 0.094 25.32 0.026 6.92 0.013 3.51
23 0.103 27.24 0.023 6.01 0.013 3.54

Average 0.094 0.028 0.012
Total 636.43 191.02 83.6
30-Day Rlng 0.097 0.029
365-Day Rlng 58662

12/2/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.091 26.16 0.031 8.72 0.012 3.52
1 0.092 26.36 0.039 11.07 0.012 3.47
2 0.092 25.94 0.033 9.25 0.012 3.47
3 0.097 26.9 0.023 6.5 0.012 3.39
4 0.095 26.49 0.03 8.43 0.012 3.38
5 0.093 25.64 0.032 8.82 0.012 3.39
6 0.096 26.43 0.023 6.22 0.012 3.4
7 0.1 29.69 0.04 11.8 0.012 3.63
8 0.093 25.8 0.029 7.96 0.012 3.43
9 0.095 26.72 0.027 7.7 0.012 3.5

10 0.098 26.9 0.037 10.18 0.012 3.41
11 0.093 25.24 0.038 10.21 0.012 3.35
12 0.098 26.97 0.028 7.56 0.012 3.41
13 0.095 26.03 0.035 9.66 0.013 3.45
14 0.094 26.03 0.026 7.2 0.012 3.46
15 0.094 26.29 0.032 8.81 0.012 3.48
16 0.097 26.66 0.035 9.69 0.013 3.47
17 0.096 26.36 0.018 4.91 0.013 3.5
18 0.095 26.07 0.024 6.53 0.013 3.47
19 0.097 26.88 0.033 9.21 0.013 3.47
20 0.097 26.19 0.036 9.64 0.013 3.47
21 0.092 25.21 0.021 5.65 0.013 3.48



22 0.095 26.16 0.028 7.56 0.013 3.48
23 0.097 26.92 0.03 8.45 0.012 3.45

Average 0.095 0.03 0.012
Total 634.04 201.73 82.9
30-Day Rlng 0.097 0.028
365-Day Rlng 58654

12/3/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.094 25.76 0.033 9.2 0.013 3.46
1 0.096 26.75 0.03 8.5 0.012 3.46
2 0.095 25.49 0.027 7.26 0.013 3.39
3 0.099 26.67 0.027 7.18 0.013 3.4
4 0.097 26.35 0.038 10.47 0.013 3.42
5 0.099 26.49 0.027 7.3 0.013 3.36
6 0.099 26.61 0.025 6.89 0.013 3.41
7 0.098 27.39 OOC OOC 0.013 3.64
8 0.096 26.3 OOC OOC 0.012 3.4
9 0.094 27.09 OOC OOC 0.013 3.65

10 0.09 22.16 0.029 7.49 0.014 3.25
11 0.067 8.29 0.02 2.49 0.018 2.18
12 0.11 25.8 0.028 6.5 0.014 3.24
13 0.101 27.33 0.034 9.09 0.012 3.32
14 0.097 26.53 0.039 10.72 0.012 3.38
15 0.098 26.06 0.028 7.46 0.012 3.33
16 0.099 26.68 0.033 9.02 0.012 3.33
17 0.098 26.51 0.021 5.62 0.012 3.35
18 0.095 26.17 0.032 8.89 0.012 3.39
19 0.096 26.48 0.028 7.65 0.012 3.4
20 0.094 25.42 0.031 8.19 0.012 3.3
21 0.099 27.28 0.025 6.97 0.012 3.38
22 0.094 25.36 0.028 7.56 0.012 3.37
23 0.097 26.16 0.027 7.31 0.012 3.36

Average 0.096 0.029 0.013
Total 611.13 161.76 80.2
30-Day Rlng 0.097 0.028
365-Day Rlng 58606

12/4/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.09 24.52 0.025 6.83 0.012 3.39
1 0.099 26.33 0.032 8.55 0.013 3.39
2 0.1 25.28 0.033 8.14 0.013 3.31
3 0.103 27 0.025 6.7 0.013 3.36
4 0.098 26.11 0.037 9.76 0.013 3.36
5 0.099 27.01 0.029 7.78 0.012 3.38
6 0.096 25.67 0.027 7.14 0.013 3.38
7 0.089 24.84 0.093 25.99 0.013 3.64
8 0.101 26.25 OOC OOC 0.013 3.32



9 0.104 26.87 OOC OOC 0.013 3.31
10 0.1 26.08 OOC OOC 0.013 3.29
11 0.105 28.55 0.022 5.95 0.013 3.39
12 0.102 26.6 0.037 9.72 0.013 3.28
13 0.098 25.88 0.022 5.8 0.012 3.27
14 0.101 26.48 0.038 9.98 0.012 3.23
15 0.099 26.86 0.035 9.36 0.012 3.31
16 0.096 26.15 0.033 8.89 0.012 3.33
17 0.101 26.84 0.021 5.73 0.012 3.28
18 0.095 25.51 0.031 8.31 0.012 3.32
19 0.099 26.29 0.038 10.01 0.013 3.35
20 0.099 26.56 0.033 8.91 0.012 3.3
21 0.095 25.76 0.037 9.99 0.012 3.37
22 0.098 24.39 0.026 6.47 0.013 3.34
23 0.152 21.69 0.026 3.63 0.023 3.28

Average 0.101 0.033 0.013
Total 623.52 183.64 80.2
30-Day Rlng 0.097 0.029
365-Day Rlng 58581

12/5/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down



30-Day Rlng 0.097 0.029
365-Day Rlng 58369

12/6/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down

Average Down Down Down
Total Down Down Down
30-Day Rlng 0.097 0.029
365-Day Rlng 58158

12/7/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 Down Down Down Down Down Down
1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 DCal DCal DCal DCal DCal DCal
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down
12 Down Down Down Down Down Down



13 Down Down Down Down Down Down
14 Inval OOC Inval OOC Inval OOC
15 Inval OOC Inval OOC Inval OOC
16 Inval OOC Inval OOC Inval OOC
17 Inval OOC Inval OOC Inval OOC
18 0.195 OOC 0.083 OOC 0.09 OOC
19 0.202 OOC 0.058 OOC 0.158 OOC
20 0.217 OOC 0.03 OOC OOR OOC
21 0.152 OOC 0.022 OOC 0.09 OOC
22 0.115 OOC 0.017 OOC 0.02 OOC
23 0.104 OOC 0.041 OOC 0.014 OOC

Average 0.164 0.042 0.074
Total OOC OOC OOC
30-Day Rlng 0.098 0.029
365-Day Rlng 57964

12/8/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.105 OOC 0.036 OOC 0.013 OOC
1 0.1 OOC 0.038 OOC 0.013 OOC
2 0.1 OOC 0.04 OOC 0.013 OOC
3 0.1 OOC 0.035 OOC 0.013 OOC
4 0.098 OOC 0.029 OOC 0.013 OOC
5 0.104 OOC 0.033 OOC 0.014 OOC
6 0.107 OOC 0.04 OOC 0.014 OOC
7 0.095 26.1 0.022 6.06 0.013 3.6
8 0.103 26.97 0.039 10.33 0.013 3.33
9 0.099 26.04 0.032 8.58 0.013 3.37

10 0.099 26.44 0.045 11.85 0.012 3.26
11 0.102 26.81 0.033 8.68 0.012 3.24
12 0.099 26.15 0.027 7.15 0.012 3.28
13 0.101 26.39 0.028 7.23 0.012 3.24
14 0.102 26.33 0.043 10.96 0.012 3.19
15 0.102 26.25 0.019 4.76 0.012 3.22
16 0.103 26.88 0.028 7.29 0.012 3.24
17 0.101 26.02 0.027 6.97 0.012 3.21
18 0.099 26.12 0.039 10.27 0.012 3.26
19 0.099 26.26 0.031 8.23 0.013 3.32
20 0.101 26.89 0.034 8.99 0.012 3.3
21 0.098 26 0.029 7.77 0.012 3.32
22 0.098 26.53 0.031 8.31 0.012 3.37
23 0.101 26.29 0.033 8.59 0.012 3.26

Average 0.101 0.033 0.013
Total 448.47 142.02 56
30-Day Rlng 0.098 0.029
365-Day Rlng 57904

12/9/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs



0 0.099 26.83 0.036 9.75 0.012 3.39
1 0.094 25.2 0.029 7.73 0.013 3.44
2 0.101 26.77 0.035 9.2 0.013 3.39
3 0.099 26.78 0.031 8.47 0.012 3.35
4 0.101 25.83 0.031 7.83 0.013 3.36
5 0.101 26.7 0.035 9.15 0.013 3.34
6 0.098 26.46 0.031 8.33 0.013 3.43
7 0.097 27.94 0.031 8.93 0.013 3.62
8 0.099 26.01 0.035 9.14 0.013 3.35
9 0.101 26.42 0.024 6.23 0.013 3.34

10 0.099 25.97 0.039 10.14 0.013 3.34
11 0.105 26.84 0.033 8.49 0.013 3.23
12 0.101 26.62 0.042 11.12 0.013 3.37
13 0.099 26.29 0.031 8.23 0.013 3.37
14 0.103 26.65 0.021 5.47 0.013 3.35
15 0.102 26.87 0.033 8.77 0.013 3.36
16 0.098 26.27 0.034 9.08 0.013 3.38
17 0.095 23.57 0.028 6.91 0.013 3.32
18 0.105 27.25 0.024 6.29 0.013 3.32
19 0.103 26.97 0.038 9.96 0.013 3.31
20 0.098 25.32 0.036 9.31 0.013 3.23
21 0.099 26.2 0.033 8.75 0.013 3.33
22 0.101 26.55 0.032 8.36 0.013 3.37
23 0.098 26.24 0.018 4.89 0.013 3.35

Average 0.1 0.032 0.013
Total 632.55 200.53 80.6
30-Day Rlng 0.098 0.029
365-Day Rlng 57901

12/10/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 25.81 0.02 5.47 0.013 3.42
1 0.097 26.58 0.021 5.73 0.013 3.45
2 0.097 25.99 0.036 9.79 0.012 3.35
3 0.101 26.42 0.033 8.62 0.013 3.31
4 0.099 26.07 0.029 7.74 0.013 3.32
5 0.1 26.87 0.025 6.7 0.013 3.44
6 0.1 26.67 0.037 9.86 0.013 3.38
7 0.088 24.09 0.089 23.86 0.013 3.65
8 0.103 26.09 OOC OOC 0.013 3.31
9 0.104 28.46 OOC OOC 0.013 3.5

10 0.099 25.96 0.015 3.96 0.013 3.36
11 0.104 26.69 0.034 8.63 0.013 3.3
12 0.101 26.59 0.029 7.71 0.013 3.37
13 0.099 26.46 0.019 5.09 0.013 3.44
14 0.098 25.92 0.034 8.89 0.013 3.37
15 0.098 25.92 0.031 8.24 0.013 3.37
16 0.101 26.75 0.033 8.65 0.013 3.36



17 0.1 26.11 0.029 7.62 0.013 3.38
18 0.1 26.37 0.031 8.21 0.013 3.4
19 0.099 26.43 0.036 9.57 0.013 3.41
20 0.101 26.09 0.03 7.72 0.013 3.32
21 0.1 26.54 0.032 8.46 0.013 3.43
22 0.101 26.66 0.037 9.88 0.013 3.41
23 0.1 26.23 0.032 8.18 0.013 3.32

Average 0.099 0.032 0.013
Total 631.77 188.58 81.4
30-Day Rlng 0.098 0.029
365-Day Rlng 57886

12/11/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 26.04 0.033 8.84 0.013 3.42
1 0.098 26.54 0.034 9.1 0.013 3.42
2 0.098 25.77 0.026 6.82 0.013 3.35
3 0.1 26.86 0.03 8.04 0.013 3.4
4 0.097 25.5 0.029 7.52 0.013 3.45
5 0.1 25.91 0.029 7.48 0.013 3.37
6 0.099 26.53 0.032 8.53 0.013 3.45
7 0.097 28.34 0.034 9.87 0.013 3.75
8 0.099 26.14 0.038 9.96 0.013 3.41
9 0.097 25.94 0.024 6.51 0.013 3.46

10 0.098 26.24 0.028 7.52 0.013 3.45
11 0.099 26.22 0.034 8.83 0.013 3.41
12 0.098 25.97 0.03 8.06 0.013 3.43
13 0.101 27.06 0.035 9.4 0.013 3.43
14 0.102 26.66 0.032 8.23 0.013 3.36
15 0.098 25.89 0.033 8.65 0.013 3.42
16 0.099 26.71 0.037 10.05 0.013 3.46
17 0.097 26.14 0.033 8.97 0.013 3.49
18 0.098 26.48 0.032 8.51 0.013 3.48
19 0.098 26.62 0.035 9.48 0.013 3.49
20 0.098 25.87 0.029 7.73 0.013 3.4
21 0.098 26.38 0.032 8.76 0.013 3.47
22 0.096 26.06 0.03 8.05 0.013 3.51
23 0.099 27.27 0.033 8.99 0.012 3.42

Average 0.098 0.032 0.013
Total 633.14 203.9 82.7
30-Day Rlng 0.098 0.029
365-Day Rlng 57885

12/12/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.093 25.44 0.034 9.26 0.013 3.45
1 0.099 26.66 0.031 8.26 0.013 3.43
2 0.095 25.46 0.032 8.55 0.013 3.4
3 0.102 27.53 0.032 8.65 0.013 3.4



4 0.098 26.48 0.034 9.33 0.013 3.41
5 0.094 25.5 0.032 8.58 0.013 3.45
6 0.096 26.48 0.028 7.65 0.013 3.45
7 0.086 25.67 0.038 11.1 0.013 3.73
8 0.098 25.9 0.022 5.88 0.013 3.42
9 0.099 26.52 0.031 8.2 0.013 3.47

10 0.093 25.46 0.034 9.33 0.013 3.51
11 0.096 25.95 0.034 9.08 0.013 3.52
12 0.095 26.11 0.026 7.12 0.013 3.55
13 0.09 23.49 0.029 7.44 0.013 3.52
14 0.109 26.63 0.028 6.79 0.013 3.29
15 0.105 26.38 0.034 8.67 0.013 3.36
16 0.104 27.07 0.031 8.23 0.013 3.38
17 0.1 25.51 0.029 7.58 0.013 3.32
18 0.1 26.32 0.028 7.22 0.013 3.41
19 0.101 26.54 0.039 10.25 0.013 3.43
20 0.097 24.37 0.027 6.82 0.013 3.36
21 0.109 25.28 0.029 6.74 0.014 3.35
22 0.101 26.6 0.035 9.29 0.013 3.42
23 0.102 26.1 0.029 7.45 0.013 3.36

Average 0.098 0.031 0.013
Total 623.45 197.47 82.4
30-Day Rlng 0.098 0.029
365-Day Rlng 57875

12/13/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.101 26.58 0.03 7.97 0.013 3.44
1 0.099 26.08 0.031 8.23 0.013 3.42
2 0.102 25.97 0.027 6.84 0.013 3.34
3 0.101 26.21 0.037 9.69 0.013 3.41
4 0.102 26.88 0.039 10.15 0.013 3.43
5 0.101 26.14 0.023 5.89 0.013 3.4
6 0.099 26.4 0.025 6.73 0.013 3.45
7 0.106 31.39 0.034 10.01 0.013 3.72
8 0.101 26.15 0.025 6.35 0.013 3.39
9 0.099 25.89 0.031 8.26 0.013 3.42

10 0.102 26.4 0.033 8.54 0.013 3.39
11 0.102 26.27 0.032 8.25 0.013 3.33
12 0.101 26.56 0.028 7.45 0.013 3.41
13 0.099 26.18 0.019 5.11 0.013 3.39
14 0.09 22.7 0.02 5.15 0.013 3.3
15 0.101 26.42 0.021 5.54 0.013 3.39
16 0.099 26.13 0.029 7.58 0.013 3.4
17 0.102 26.33 0.021 5.42 0.013 3.34
18 0.098 26.04 0.024 6.37 0.013 3.41
19 0.099 26.44 0.042 11.21 0.013 3.43
20 0.099 26.06 0.041 10.76 0.013 3.41



21 0.102 26.81 0.022 5.78 0.013 3.44
22 0.099 25.67 0.038 9.86 0.013 3.44
23 0.104 26.84 0.02 5.18 0.013 3.43

Average 0.1 0.029 0.013
Total 632.54 182.32 81.9
30-Day Rlng 0.098 0.029
365-Day Rlng 57848

12/14/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.101 26.63 0.03 8 0.013 3.47
1 0.099 26.19 0.03 8.01 0.013 3.46
2 0.1 25.34 0.034 8.64 0.013 3.39
3 0.103 26.98 0.026 6.9 0.013 3.44
4 0.101 26.18 0.033 8.67 0.013 3.44
5 0.101 25.85 0.043 11 0.013 3.39
6 0.101 26.62 0.027 6.95 0.013 3.47
7 0.092 26.3 OOC OOC 0.013 3.72
8 0.1 28.04 0.034 9.97 0.013 3.57
9 0.1 25.62 0.022 5.51 0.013 3.37

10 0.099 25.57 0.032 8.15 0.013 3.37
11 0.106 27.1 0.03 7.6 0.013 3.33
12 0.1 26.08 0.031 8.11 0.013 3.37
13 0.102 26.78 0.027 7.22 0.013 3.36
14 0.1 25.45 0.033 8.52 0.013 3.25
15 0.1 26.44 0.029 7.63 0.013 3.37
16 0.101 26.44 0.032 8.35 0.013 3.35
17 0.101 26.06 0.028 7.12 0.013 3.35
18 0.1 26.07 0.032 8.34 0.013 3.36
19 0.103 26.97 0.039 10.34 0.013 3.39
20 0.097 25.51 0.031 8.22 0.013 3.38
21 0.1 26.42 0.028 7.37 0.013 3.4
22 0.1 26.47 0.029 7.67 0.013 3.41
23 0.101 25.79 0.031 7.9 0.013 3.36

Average 0.1 0.031 0.013
Total 630.9 186.19 81.8
30-Day Rlng 0.098 0.029
365-Day Rlng 57825

12/15/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.097 25.8 0.043 11.35 0.013 3.45
1 0.101 26.46 0.034 8.91 0.013 3.46
2 0.104 26.89 0.02 5.09 0.013 3.38
3 0.1 26 0.038 9.89 0.013 3.44
4 0.099 26.41 0.039 10.38 0.013 3.45
5 0.101 26.44 0.032 8.32 0.013 3.39
6 0.101 26.86 0.024 6.38 0.013 3.48
7 0.099 28.54 0.035 9.91 0.013 3.74



8 0.095 25.57 0.024 6.5 0.013 3.49
9 0.1 27.02 0.038 10.24 0.013 3.48

10 0.098 26.14 0.021 5.5 0.013 3.45
11 0.099 26.53 0.026 7.03 0.013 3.44
12 0.099 26.69 0.025 6.81 0.013 3.42
13 0.101 26.83 0.026 7.03 0.013 3.42
14 0.098 25.37 0.024 6.19 0.013 3.33
15 0.1 26.56 0.031 8.14 0.013 3.4
16 0.092 24.3 0.032 8.47 0.013 3.4
17 0.098 25.85 0.023 6.02 0.013 3.38
18 0.099 26.57 0.029 7.78 0.013 3.44
19 0.097 25.75 0.042 11.15 0.013 3.43
20 0.1 25.83 0.03 7.73 0.013 3.37
21 0.103 27.19 0.021 5.47 0.013 3.42
22 0.098 25.93 0.037 9.81 0.013 3.43
23 0.102 26.31 0.02 5.11 0.013 3.36

Average 0.099 0.03 0.013
Total 631.84 189.21 82.5
30-Day Rlng 0.098 0.029
365-Day Rlng 57810

12/16/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.1 26.46 0.031 8.33 0.013 3.44
1 0.099 26.17 0.025 6.51 0.013 3.44
2 0.101 25.83 0.027 6.93 0.013 3.38
3 0.102 26.97 0.03 7.85 0.013 3.44
4 0.099 26.1 0.035 9.32 0.013 3.44
5 0.099 26.36 0.03 7.92 0.013 3.44
6 0.101 26.66 0.026 6.83 0.013 3.44
7 0.094 27.69 0.027 7.87 0.013 3.81
8 0.098 26.77 0.03 8.14 0.013 3.45
9 0.102 27.08 0.037 9.79 0.013 3.39

10 0.099 26.17 0.029 7.66 0.013 3.39
11 0.099 26.25 0.027 7.13 0.012 3.31
12 0.098 26.34 0.033 8.76 0.012 3.34
13 0.101 26.74 0.034 9.2 0.012 3.32
14 0.099 26.24 0.032 8.6 0.012 3.31
15 0.101 27.07 0.031 8.25 0.012 3.36
16 0.098 26.3 0.033 8.91 0.013 3.38
17 0.095 25.63 0.029 7.85 0.013 3.41
18 0.095 26.33 0.033 9.11 0.012 3.42
19 0.097 26.32 0.03 8.05 0.013 3.44
20 0.097 26.55 0.032 8.84 0.013 3.42
21 0.096 26.41 0.032 8.9 0.013 3.49
22 0.096 26.54 0.032 8.76 0.013 3.49
23 0.095 25.95 0.029 7.94 0.013 3.46

Average 0.098 0.031 0.013



Total 634.93 197.45 82.2
30-Day Rlng 0.098 0.029
365-Day Rlng 57819

12/17/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 26.56 0.032 8.8 0.013 3.5
1 0.097 26.32 0.028 7.53 0.013 3.46
2 0.098 26.33 0.039 10.38 0.013 3.44
3 0.097 26.49 0.036 9.68 0.013 3.48
4 0.097 26.7 0.031 8.57 0.013 3.49
5 0.096 26.3 0.029 7.96 0.013 3.49
6 0.096 26.43 0.032 8.65 0.013 3.52
7 0.095 28.82 0.034 10.38 0.012 3.77
8 0.094 25.74 0.025 6.65 0.013 3.49
9 0.096 26.24 0.03 8.13 0.013 3.48

10 0.098 26.75 0.028 7.68 0.013 3.47
11 0.097 26.13 0.032 8.63 0.013 3.43
12 0.097 26.54 0.033 9.01 0.013 3.47
13 0.096 26.32 0.03 8.07 0.013 3.48
14 0.096 26.14 0.029 7.98 0.013 3.43
15 0.097 26.47 0.027 7.23 0.013 3.45
16 0.096 26.18 0.033 8.86 0.013 3.44
17 0.097 26.64 0.028 7.53 0.013 3.44
18 0.098 26.26 0.035 9.48 0.013 3.42
19 0.097 25.95 0.03 8.15 0.013 3.44
20 0.098 25.86 0.027 7.17 0.013 3.4
21 0.101 26.76 0.03 7.88 0.013 3.43
22 0.1 26.64 0.034 9.01 0.013 3.45
23 0.097 25.82 0.027 7.18 0.013 3.45

Average 0.097 0.031 0.013
Total 634.39 200.59 83.3
30-Day Rlng 0.098 0.03
365-Day Rlng 57824

12/18/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.098 26.36 0.033 8.99 0.013 3.51
1 0.1 27.05 0.023 6.31 0.013 3.48
2 0.098 26.06 0.036 9.52 0.013 3.45
3 0.099 27.03 0.027 7.45 0.013 3.5
4 0.096 25.98 0.034 9.13 0.013 3.52
5 0.098 26.22 0.03 8.15 0.013 3.49
6 0.096 25.76 0.024 6.38 0.013 3.54
7 0.093 27.21 0.033 9.51 0.013 3.76
8 0.096 25.82 0.032 8.48 0.013 3.45
9 0.097 25.77 0.03 7.88 0.013 3.44

10 0.1 27.15 0.033 8.93 0.013 3.5
11 0.099 25.77 0.026 6.87 0.013 3.37



12 0.1 26.71 0.036 9.78 0.013 3.39
13 0.098 26 0.027 7.26 0.013 3.39
14 0.099 26.3 0.035 9.44 0.013 3.41
15 0.095 25.05 0.025 6.5 0.013 3.39
16 0.099 26.23 0.03 7.89 0.013 3.4
17 0.1 26.41 0.038 10.01 0.013 3.37
18 0.094 25.49 0.022 5.8 0.013 3.45
19 0.101 27.26 0.034 9.2 0.013 3.46
20 0.097 26.23 0.032 8.59 0.013 3.44
21 0.093 25.26 0.026 7.01 0.013 3.49
22 0.099 26.99 0.026 7.13 0.013 3.5
23 0.095 25.95 0.034 9.24 0.013 3.53

Average 0.098 0.03 0.013
Total 630.06 195.45 83.2
30-Day Rlng 0.098 0.03
365-Day Rlng 57847

12/19/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 26.05 0.025 6.79 0.013 3.52
1 0.098 26.77 0.022 5.95 0.013 3.52
2 0.098 26.99 0.027 7.43 0.013 3.48
3 0.097 26.55 0.036 9.82 0.013 3.48
4 0.096 26.14 0.029 7.96 0.013 3.45
5 0.096 26.26 0.029 7.92 0.013 3.48
6 0.098 26.65 0.038 10.43 0.013 3.5
7 0.1 32.22 0.032 10.46 0.013 4.07
8 0.087 22.72 0.017 4.45 0.013 3.51
9 0.109 26.32 0.026 6.25 0.013 3.09

10 0.109 25.93 0.05 11.94 0.013 3.06
11 0.113 26.56 0.025 5.88 0.013 3.04
12 0.111 26.14 0.046 10.96 0.013 3.07
13 0.113 26.13 0.018 4.25 0.013 3.09
14 0.112 26.38 0.046 10.84 0.013 3.06
15 0.1 23.84 0.04 9.43 0.013 3.11
16 0.107 25.67 0.023 5.57 0.013 3.09
17 0.111 25.54 0.033 7.53 0.014 3.13
18 0.113 26.96 0.028 6.61 0.013 3.17
19 0.108 25.72 0.036 8.49 0.013 3.18
20 0.116 27.6 0.04 9.56 0.013 3.13
21 0.104 25.15 0.037 8.8 0.013 3.17
22 0.109 26.37 0.041 9.93 0.013 3.16
23 0.106 26.79 0.027 6.75 0.013 3.26

Average 0.104 0.032 0.013
Total 631.45 194 78.8
30-Day Rlng 0.098 0.03
365-Day Rlng 57854

12/20/2016



Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
0 0.109 26.16 0.034 8.26 0.013 3.14
1 0.109 26.3 0.035 8.56 0.013 3.14
2 0.112 26.92 0.04 9.72 0.013 3.09
3 0.108 26.5 0.028 6.99 0.013 3.12
4 0.106 25.83 0.032 7.88 0.013 3.12
5 0.11 26.54 0.038 9.12 0.013 3.12
6 0.109 27.27 0.043 10.61 0.013 3.14
7 0.101 32.12 0.027 9.26 0.013 4.16
8 0.109 OOC 0.032 OOC 0.013 OOC
9 0.103 30.21 0.034 9.81 0.013 3.74

10 0.106 26.73 0.027 6.69 0.013 3.22
11 0.106 26.16 0.022 5.39 0.013 3.18
12 0.109 27.32 0.029 7.24 0.013 3.17
13 0.104 25.94 0.031 7.71 0.013 3.16
14 0.11 26.86 0.034 8.31 0.013 3.13
15 0.107 25.95 0.031 7.58 0.013 3.09
16 0.109 27.21 0.023 5.83 0.013 3.15
17 0.103 25.78 0.038 9.47 0.013 3.15
18 0.103 25.91 0.032 7.98 0.013 3.19
19 0.104 26.71 0.037 9.52 0.012 3.21
20 0.103 26.38 0.032 8.11 0.013 3.23
21 0.104 26.83 0.034 8.66 0.012 3.22
22 0.101 25.87 0.033 8.49 0.013 3.21
23 0.104 26.37 0.04 10.19 0.012 3.18

Average 0.106 0.033 0.013
Total 617.87 191.38 74.3
30-Day Rlng 0.099 0.03
365-Day Rlng 57889

12/21/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.105 26.81 0.026 6.78 0.012 3.2
1 0.103 26.32 0.032 8.17 0.012 3.2
2 0.1 25.54 0.036 9.34 0.013 3.2
3 0.106 26.4 0.03 7.52 0.013 3.14
4 0.106 26.55 0.035 8.87 0.013 3.15
5 0.105 26.27 0.035 8.72 0.012 3.11
6 0.104 26.12 0.036 8.92 0.013 3.15
7 0.107 35.04 0.041 13.5 0.012 4.06
8 0.098 27.52 0.032 9.24 0.012 3.49
9 0.102 27.3 0.034 9.12 0.012 3.32

10 0.098 25.91 0.037 9.9 0.012 3.3
11 0.103 27.07 0.032 8.46 0.013 3.3
12 0.1 25.98 0.023 5.93 0.013 3.28
13 0.099 25.71 0.036 9.5 0.013 3.27
14 0.102 26.12 0.034 8.82 0.013 3.27
15 0.1 25.28 0.026 6.55 0.013 3.19



16 0.102 25.91 0.023 5.81 0.012 3.18
17 0.102 26.4 0.026 6.78 0.013 3.24
18 0.103 26.56 0.032 8.33 0.012 3.19
19 0.104 26.88 0.035 9.11 0.012 3.21
20 0.102 25.66 0.033 8.3 0.013 3.17
21 0.104 26.4 0.032 8.06 0.013 3.22
22 0.102 26.35 0.034 8.91 0.013 3.24
23 0.102 26.55 0.036 9.47 0.012 3.24

Average 0.102 0.032 0.013
Total 640.65 204.11 78.3
30-Day Rlng 0.099 0.03
365-Day Rlng 57901

12/22/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.1 26.07 0.036 9.36 0.012 3.22
1 0.101 26.4 0.032 8.36 0.012 3.19
2 0.1 25.59 0.036 9.17 0.012 3.11
3 0.092 20.26 0.033 7.22 0.014 2.99
4 0.102 26.7 0.034 8.98 0.012 3.17
5 0.099 26.15 0.033 8.72 0.012 3.18
6 0.102 26.82 0.03 7.97 0.012 3.19
7 0.099 32.2 0.021 6.69 0.012 4.06
8 0.099 25.82 0.022 5.6 0.012 3.25
9 0.102 26.44 0.043 11.11 0.012 3.21

10 0.101 26.39 0.047 12.18 0.012 3.2
11 0.103 26.17 0.039 9.74 0.013 3.2
12 0.105 26.03 0.022 5.56 0.013 3.16
13 0.097 24.82 0.034 8.61 0.012 3.15
14 0.103 25.69 0.05 12.48 0.013 3.13
15 0.104 26.78 0.032 8.37 0.012 3.21
16 0.103 26.91 0.024 6.23 0.012 3.23
17 0.101 26.04 0.016 4.02 0.012 3.2
18 0.102 26.12 0.014 3.68 0.013 3.21
19 0.104 26.65 0.028 7.2 0.013 3.21
20 0.104 27.01 0.027 7.03 0.012 3.22
21 0.126 25.05 0.028 5.66 0.016 3.22
22 0.165 21.8 0.027 3.53 0.085 11.22
23 0.065 12.02 0.019 3.49 0.04 7.37

Average 0.103 0.03 0.017
Total 609.93 180.96 89.5
30-Day Rlng 0.099 0.031
365-Day Rlng 57867

12/23/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.088 22.4 0.021 5.35 0.013 3.21
1 0.097 24.84 0.026 6.67 0.013 3.22
2 0.104 26.32 0.028 7.05 0.013 3.18



3 0.106 26.63 0.038 9.67 0.013 3.19
4 0.104 26.45 0.03 7.54 0.013 3.2
5 0.098 25.19 0.028 7.24 0.013 3.21
6 0.105 26.01 0.015 3.83 0.013 3.18
7 0.101 32.99 Cal Cal 0.013 4.16
8 0.09 24.88 0.022 6.05 0.013 3.53
9 0.097 26.86 0.031 8.47 0.012 3.43

10 0.095 26.17 0.03 8.33 0.012 3.42
11 0.098 26.98 0.034 9.47 0.012 3.42
12 0.096 26.27 0.033 9.05 0.013 3.45
13 0.093 19.76 0.025 5.47 0.018 3.78
14 0.098 25.87 0.034 8.92 0.013 3.38
15 0.098 26.7 0.039 10.67 0.013 3.44
16 0.098 26.12 0.027 7.21 0.013 3.42
17 0.095 25.67 0.019 5.01 0.013 3.41
18 0.097 26.37 0.014 3.94 0.013 3.45
19 0.097 26.68 0.027 7.57 0.013 3.47
20 0.096 26.35 0.018 4.85 0.012 3.43
21 0.095 26.08 0.023 6.44 0.013 3.47
22 0.095 26.44 0.026 7.37 0.012 3.47
23 0.089 24.95 0.019 5.32 0.012 3.5

Average 0.097 0.026 0.013
Total 622.98 161.49 82
30-Day Rlng 0.099 0.031
365-Day Rlng 57826

12/24/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 27.01 0.021 5.91 0.012 3.5
1 0.094 26.77 0.032 9.05 0.012 3.51
2 0.09 24.65 0.02 5.64 0.013 3.44
3 0.093 26 0.019 5.19 0.012 3.5
4 0.096 26.93 0.028 7.89 0.013 3.51
5 0.093 26.35 0.026 7.3 0.012 3.52
6 0.094 26.07 0.015 4.14 0.013 3.52
7 0.096 29.31 OOC OOC 0.012 3.79
8 0.095 27 OOC OOC 0.012 3.55
9 0.093 27.42 0.032 9.62 0.012 3.65

10 0.091 25.83 0.032 8.99 0.012 3.54
11 0.092 26.14 0.027 7.59 0.012 3.51
12 0.094 26.6 0.027 7.81 0.012 3.55
13 0.091 26.25 0.027 7.75 0.012 3.55
14 0.093 26.41 0.031 8.72 0.012 3.54
15 0.094 26.4 0.031 8.61 0.013 3.53
16 0.091 26.13 0.033 9.4 0.012 3.55
17 0.092 26.03 0.017 4.8 0.012 3.52
18 0.093 26.13 0.015 4.2 0.013 3.58
19 0.094 26.96 0.028 7.97 0.012 3.58



20 0.085 24.16 0.019 5.43 0.012 3.54
21 0.091 26 0.02 5.55 0.013 3.59
22 0.094 26.91 0.03 8.57 0.013 3.58
23 0.088 25.17 0.023 6.39 0.012 3.55

Average 0.093 0.025 0.012
Total 632.63 156.52 85.2
30-Day Rlng 0.099 0.03
365-Day Rlng 57797

12/25/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 26.75 0.019 5.2 0.013 3.56
1 0.087 24.64 0.017 4.92 0.013 3.58
2 0.093 26.1 0.032 9.01 0.013 3.57
3 0.092 25.84 0.019 5.34 0.013 3.54
4 0.097 26.66 0.029 7.94 0.013 3.55
5 0.095 26.38 0.032 9.06 0.013 3.53
6 0.09 25.36 0.017 4.74 0.013 3.56
7 0.096 29.72 0.028 8.75 0.012 3.82
8 0.094 26.44 0.029 8.19 0.013 3.54
9 0.094 26.46 0.03 8.4 0.013 3.54

10 0.093 25.94 0.032 9.02 0.013 3.51
11 0.093 25.87 0.029 8.18 0.013 3.51
12 0.092 17.85 0.021 4.05 0.017 3.36
13 0.099 25.38 0.029 7.43 0.014 3.5
14 0.095 25.99 0.027 7.39 0.013 3.46
15 0.093 26.3 0.024 6.76 0.012 3.54
16 0.094 26.1 0.035 9.79 0.013 3.56
17 0.094 26.14 0.02 5.55 0.013 3.51
18 0.093 26.36 0.024 6.71 0.013 3.58
19 0.095 26.99 0.026 7.49 0.013 3.59
20 0.093 26.44 0.018 5.01 0.012 3.53
21 0.088 25.53 0.023 6.64 0.012 3.61
22 0.094 26.51 0.032 8.96 0.013 3.61
23 0.089 25.31 0.02 5.66 0.012 3.56

Average 0.093 0.026 0.013
Total 621.06 170.19 85.2
30-Day Rlng 0.099 0.03
365-Day Rlng 57764

12/26/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.095 26.89 0.021 5.83 0.013 3.57
1 0.093 26.64 0.023 6.41 0.012 3.56
2 0.097 26.68 0.026 7.22 0.013 3.49
3 0.091 25.35 0.018 4.9 0.013 3.5
4 0.099 27.69 0.025 7.09 0.013 3.51
5 0.094 25.95 0.03 8.18 0.012 3.45
6 0.092 25.24 0.017 4.64 0.013 3.49



7 0.101 33.8 0.034 10.53 0.013 4.11
8 0.099 OOC 0.027 OOC 0.013 OOC
9 0.09 26.07 0.03 8.55 0.013 3.63

10 0.095 26.44 0.027 7.46 0.012 3.49
11 0.091 25.81 0.028 8.3 0.013 3.62
12 0.096 26.66 0.028 7.91 0.012 3.45
13 0.096 26.43 0.034 9.38 0.013 3.47
14 0.096 25.85 0.033 8.8 0.013 3.39
15 0.097 26.4 0.037 10.09 0.013 3.42
16 0.097 26.76 0.026 7.06 0.012 3.43
17 0.098 26.71 0.027 7.46 0.013 3.43
18 0.095 26.5 0.031 8.68 0.013 3.49
19 0.091 25.25 0.032 8.83 0.013 3.5
20 0.095 26.14 0.03 8.41 0.013 3.46
21 0.098 26.83 0.029 8.04 0.013 3.44
22 0.094 26.17 0.035 9.63 0.012 3.43
23 0.097 26.73 0.028 7.8 0.012 3.42

Average 0.095 0.028 0.013
Total 612.99 181.2 80.8
30-Day Rlng 0.099 0.03
365-Day Rlng 57743

12/27/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.099 25.34 0.035 9.01 0.014 3.5
1 0.096 26.9 0.019 5.42 0.012 3.48
2 0.094 25.77 0.022 6.03 0.012 3.41
3 0.097 26.85 0.028 7.69 0.012 3.41
4 0.094 25.71 0.032 8.83 0.012 3.41
5 0.1 25.99 0.026 6.73 0.013 3.41
6 0.1 26.79 0.021 5.68 0.013 3.48
7 0.095 28.1 OOC OOC 0.013 3.75
8 0.096 27.33 OOC OOC 0.013 3.61
9 0.093 25.58 0.036 10.1 0.013 3.51

10 0.098 26.44 0.038 10.19 0.013 3.41
11 0.1 26.46 0.041 10.95 0.013 3.33
12 0.099 26.88 0.022 5.87 0.012 3.37
13 0.097 25.92 0.034 9.17 0.013 3.37
14 0.099 26.26 0.031 8.36 0.012 3.31
15 0.098 26.36 0.03 7.94 0.013 3.41
16 0.094 25.56 0.031 8.5 0.013 3.41
17 0.099 26.64 0.032 8.62 0.013 3.37
18 0.094 25.77 0.031 8.51 0.013 3.46
19 0.097 26.51 0.032 8.88 0.013 3.47
20 0.099 26.93 0.032 8.66 0.013 3.43
21 0.095 26.39 0.03 8.48 0.013 3.49
22 0.094 26.11 0.03 8.28 0.013 3.49
23 0.082 21.93 0.02 5.25 0.013 3.44



Average 0.096 0.03 0.013
Total 628.52 177.15 82.7
30-Day Rlng 0.099 0.03
365-Day Rlng 57785

12/28/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 26.04 0.022 6.1 0.013 3.5
1 0.097 26.48 0.034 9.26 0.013 3.51
2 0.097 26.8 0.022 6.21 0.012 3.4
3 0.096 25.88 0.026 6.96 0.013 3.43
4 0.083 22.03 0.026 6.83 0.013 3.45
5 0.071 11.51 0.021 3.19 0.018 2.65
6 0.067 11.78 0.019 3.22 0.017 2.82
7 0.081 22.39 0.026 7.22 0.013 3.72
8 0.098 26.27 0.032 8.47 0.013 3.46
9 0.096 25.8 0.043 11.43 0.013 3.48

10 0.099 26.72 0.029 7.76 0.013 3.46
11 0.1 26.74 0.028 7.47 0.013 3.42
12 0.1 26.95 0.034 9 0.013 3.46
13 0.095 25.99 0.032 8.62 0.013 3.47
14 0.096 25.29 0.029 7.58 0.013 3.41
15 0.098 26.26 0.02 5.21 0.013 3.43
16 0.098 26.76 0.028 7.6 0.013 3.44
17 0.096 26.23 0.034 9.35 0.013 3.44
18 0.097 26.64 0.031 8.55 0.013 3.46
19 0.087 24.5 0.018 5.03 0.012 3.46
20 0.098 26.62 0.028 7.66 0.013 3.4
21 0.093 25.56 0.03 8.39 0.013 3.46
22 0.099 27.66 0.033 9.18 0.012 3.4
23 0.093 25.44 0.029 7.95 0.012 3.34

Average 0.093 0.028 0.013
Total 592.34 178.24 81.5
30-Day Rlng 0.098 0.03
365-Day Rlng 57778

12/29/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.096 26.93 0.031 8.8 0.012 3.42
1 0.09 25.08 0.024 6.83 0.012 3.46
2 0.093 25.62 0.029 8.05 0.013 3.45
3 0.098 27.02 0.034 9.23 0.013 3.46
4 0.095 25.76 0.032 8.56 0.013 3.45
5 0.096 26.11 0.03 8.31 0.013 3.42
6 0.092 25.74 0.029 7.99 0.013 3.5
7 0.093 27.4 0.032 9.22 0.013 3.76
8 0.096 26.98 0.033 9.34 0.012 3.48
9 0.095 26.31 0.029 8.11 0.013 3.47

10 0.097 26.52 0.032 8.6 0.013 3.43



11 0.098 26.02 0.032 8.67 0.013 3.38
12 0.098 26.3 0.031 8.37 0.013 3.43
13 0.096 26.17 0.031 8.45 0.013 3.45
14 0.095 25.43 0.034 9.13 0.013 3.41
15 0.098 26.4 0.035 9.5 0.013 3.43
16 0.096 26.87 0.027 7.65 0.012 3.44
17 0.094 26.41 0.02 5.53 0.012 3.43
18 0.093 25.98 0.022 6.06 0.012 3.45
19 0.095 26.6 0.022 6.27 0.012 3.44
20 0.097 27.23 0.034 9.48 0.012 3.43
21 0.092 25.59 0.018 5.17 0.012 3.42
22 0.106 24.23 0.028 6.43 0.014 3.31
23 0.11 16.55 0.023 3.44 0.02 3.01

Average 0.096 0.029 0.013
Total 619.25 187.19 82.3
30-Day Rlng 0.098 0.03
365-Day Rlng 57807

12/30/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.061 10.86 0.019 3.33 0.017 2.95
1 0.034 5.95 0.017 2.86 0.014 2.5
2 0.036 9 0.037 9.21 0.013 3.18
3 0.075 20.58 0.014 3.94 0.013 3.45
4 0.095 26.01 0.015 4.23 0.012 3.35
5 0.098 26.54 0.022 5.84 0.012 3.29
6 0.095 26.43 0.026 7.19 0.012 3.39
7 0.092 26.99 0.024 7.21 0.012 3.67
8 0.096 26.24 0.026 6.95 0.012 3.36
9 0.095 26.23 0.026 7.19 0.012 3.43

10 0.095 26.31 0.031 8.56 0.012 3.41
11 0.093 24.73 0.03 8.05 0.012 3.32
12 0.097 27.08 0.027 7.42 0.012 3.41
13 0.095 26.55 0.025 6.95 0.012 3.4
14 0.097 26.01 0.035 9.42 0.012 3.35
15 0.095 26.34 0.024 6.75 0.012 3.38
16 0.097 26.55 0.025 6.73 0.012 3.4
17 0.096 26.37 0.027 7.47 0.012 3.39
18 0.095 25.85 0.033 8.88 0.013 3.41
19 0.1 27.13 0.032 8.7 0.013 3.41
20 0.099 26.34 0.037 9.77 0.013 3.38
21 0.094 25.76 0.021 5.62 0.013 3.45
22 0.098 27.28 0.036 10.02 0.012 3.45
23 0.093 25.42 0.021 5.61 0.013 3.45

Average 0.088 0.026 0.013
Total 572.55 167.9 80.2
30-Day Rlng 0.098 0.03
365-Day Rlng 57780



12/31/2016
Hour NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

0 0.099 27.41 0.039 10.84 0.013 3.46
1 0.096 26.43 0.032 8.72 0.013 3.49
2 0.096 25.88 0.031 8.41 0.013 3.45
3 0.096 25.74 0.025 6.7 0.013 3.47
4 0.101 27.26 0.035 9.39 0.013 3.49
5 0.096 26.18 0.038 10.24 0.013 3.47
6 0.095 25.61 0.018 4.91 0.013 3.49
7 0.084 25.41 0.028 8.72 0.012 3.7
8 0.1 26.84 0.027 7.23 0.013 3.48
9 0.094 25.83 0.03 8.12 0.013 3.46

10 0.098 26.67 0.026 7.11 0.012 3.4
11 0.094 25.78 0.028 7.61 0.012 3.39
12 0.098 26.6 0.026 6.93 0.013 3.39
13 0.095 26.36 0.032 8.94 0.012 3.41
14 0.098 26.59 0.024 6.45 0.012 3.33
15 0.097 26.85 0.029 8.02 0.012 3.4
16 0.094 26.38 0.024 6.6 0.012 3.43
17 0.095 25.56 0.034 9.17 0.013 3.37
18 0.096 26.27 0.027 7.29 0.013 3.43
19 0.098 26.93 0.039 10.74 0.013 3.44
20 0.097 26.68 0.036 9.9 0.013 3.49
21 0.056 15.34 0.026 6.97 0.013 3.48
22 0.063 18.04 0.032 9.12 0.012 3.48
23 0.089 25.02 0.019 5.54 0.012 3.43

Average 0.093 0.029 0.013
Total 611.66 193.67 82.8
30-Day Rlng 0.098 0.03
365-Day Rlng 57797
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